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I.     Executive Summary 

Accion Group, Inc. (“Accion Group” or “Accion”) was selected by the Oregon Public 

Utility Commission (“OPUC” or “Commission”) to serve as the Independent Evaluator (“IE”) for 

Portland General Electric Company’s (“PGE” or “Company”) 2011 Request for Proposals (“RFP”).  

This report of the IE addresses the combined 2012 Capacity and Energy RFP, which is the result 

of the OPUC decision of September 27, 2011:  Order No. 11 371.   

Accion Group believes that PGE has acted in good faith with all Bidders, and created 

protocols and documents that permitted the RFP to be conducted in a fair and transparent 

manner.  The protocols adopted and employed throughout the RFP were applied to all Bidders, 

regardless of whether they were from an independent developer or from the PGE Self-Build 

Team.  We are unaware of any instance where the protocols for separation of PGE personnel 

were violated.  Further, we are unaware of any instance where any Bidder was given separate 

access to PGE personnel, or was provided with information about the RFP other than through 

the Stakeholders Conference or the RFP Website (http://portlandgeneralrfp.accionpower.com).   

The IE believes this RFP was conducted in a fair and unbiased manner and that the Final 

Short List accurately identified the Bids with the most value for PGE customers.  Further, the IE 

believes PGE successfully separated the evaluation personnel from the PGE personnel 

supporting the benchmark proposals, and that the evaluation modeling and RFP protocols 

prevented the benchmark proposals from being treated any differently than bids from third 

party bidders.   

II.    Background and Process 

The RFP process began in April 2011, when PGE personnel delivered the draft RFP 

documents to the IE for review.  The RFP website was released to the public on April 21, 2011.  

At that time the anticipated the process would be open to bidding in July 2011. 

The RFP provided a variety of products for which bids would be accepted.  For flexible 

capacity, the target capacity was 200 MW, with a minimum required bid of 25 MW.  Baseload 

bids needed to offer at least 100 MW with the maximum bid size of 500 MW.  Seasonal 

products were accepted with the bid minimum being 25 MW and the maximum being 200 MW, 

expect winder-only seasonal bids could be as large as 350 MW.  The RFP established the 

preferred in-service delivery to begin in 2014 for peaking resources and 2015 for baseload 

resources.   The RFP was open to supplies from existing or as yet to be built generating facilities, 

and permitted bids to supply as a long-term contractual obligation, or through the purchase of 

the asset by PGE.  As originally designed, the RFP sought bids from third party sites, that is, 

other than sites presently owned by PGE.  Certain interested parties requested that the 

http://portlandgeneralrfp.accionpower.com/
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Commission require PGE to open Company-owned sites to construction and siting of generation 

owned and operated by third parties.  In response to these requests the Commission 

encouraged the Company to accept bids for third parties to build new generation on the two 

existing stations PGE previously identified as future development sites.   

When the Commission encouraged PGE to restart the RFP to include Bids for 

Engineering Procurement Construction (“EPC”) agreements, the IE worked with PGE personnel 

to devise a process that permitted access to the PGE site-specific data and permit Bidders to 

build on the PGE sites.  This required the development of comprehensive design/build 

documentation, a revised procedural schedule, and the development of protocols to separate 

the EPC RFP process and documents from the Capacity and Energy RFP.  A separate and parallel 

process was developed for reviewing information related to the EPC/Build Own Transfer 

(“BOT”) proposals simultaneously with the Capacity and Energy RFP.  This was necessary 

because all of these Bids were competing to provide the identified energy and capacity need.  

This approach also permitted EPC and BOT Bidders to have access to site-specific data that was 

not provided to persons bidding to provide the needed resource via a PPA.  This process was 

explained during the Stakeholders workshop and the Bidders workshop on January 18, 2012, 

and no participant raised concerns at that time.  The separate EPC RFP portion of the RFP 

website was released on January 18, 2012, and made available to qualified bidders.   

A.  EPC and BOT bidding Process 

On May 11, 2012, the IE filed a report with the Commission detailing the review 

conducted by the IE of the design/build specifications prepared by PGE and the site-specific 

review completed by the IE.  In that report the IE confirmed that the documentation was 

adequate to permit a qualified firm to generate a complete Bid to construct on either of the 

PGE sites.  Further, the IE confirmed that the specifications were provided in detail and that the 

allocation of responsibilities between what would be Bid and constructed by a Bidder, and what 

would be provided by PGE was appropriate and presented in clear fashion.  Two electric power 

generating plant sites were identified by PGE as potential locations of new generation. One of 

the sites, Port Westward II, is at an existing PGE facility; the other, Carty, is adjacent to the PGE 

facility at Boardman.   

PGE established a process for qualifying Bidders to participate in the EPC/BOT process.  

The process required Bidders to pre-qualify by establishing creditworthiness, experience with 

projects of this size and an experienced development team.  The IE reviewed the pre-

qualification standards and found them to be appropriate.  During the pre-qualification phase 

PGE notified the IE of the Company’s position on each proposed registrant.  The IE reviewed 

each decision made by PGE and found them to be appropriate and the standards to be applied 
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without bias.  During the process two prospective Bidders failed to meet the pre-qualification 

standards; one because they proposed to Bid a non-conforming, renewable technology and the 

other because the first attempt to pre-qualify was made two days before the Bid date and the 

firm was unable to provide the necessary NDAs.   

The Carty Generation Station location available for development is a distinct 90 acres 

tract owned by PGE and adjacent to the Boardman facility.  The Carty site boundary (the 

perimeter of the site of the energy facility, its related or supporting facilities, all temporary 

staging areas, and all corridors) is 2,400 acres. 1,400 acres of which is the transmission right of 

way.  The energy facility is on approximately 90 acres and is discretely identified as part of the 

RFP documentation. 

The Carty station is physically separated from the existing generating station.  

Accordingly, the design/build specifications provided for a stand-alone construction project that 

could be built without significant disruption of the ongoing operation of the existing plant.  PGE 

identified the preferred technology for the site, but committed to evaluate other technologies 

proposed by Bidders.   

The Port Westward site is located within the Port Westward Industrial complex in 

Columbia County, Oregon.  PGE currently owns and operates Port Westward Unit 1.  Unit 1 is a 

natural gas fueled, 425 MW, 1 on 1 (one high efficiency CTG and one HRSG). The site is 

constrained by the limited size of the site.  PGE prepared design/build specifications for two 

technology options, and invited Bidders to Bid to either or both options.  The options were 

clearly identified in the RFP and in the design/build specifications that were provided to 

qualified Bidders.  Bidders were provided with detailed information on the installation 

requirements for each of the technologies, along with manufacturer information about each 

technology.   Engineers on the IE team reviewed the specifications and found them to 

appropriately detail the requirements for installation of each technology on the Port Westward 

site. 

The sufficiency of documentation provided by PGE was unchallenged by Bidders. As the 

following chart depicts, the documentation was voluminous.  All Bidders, whether a third party 

or PGE, were invited to request additional information, either during the site visits or through 

the RFP Website.   

 

  Total Documents Total Pages Total Size (KB) 

Port Westward II 153 2,109 678,6899 

Carty 84 5,875 301,823,761 
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The process did not permit Bids for a third party to build on either the Carty or Port 

Westward sites and retain ownership of the generating asset. Instead the process required 

engineering, procurement and construction of the project with the title to the turbines and 

associated equipment transferred to PGE upon satisfactory completion of construction.  Title to 

the site will remain with PGE throughout the process.   

Because of the sensitivity of the data, a separate section of the RFP Website was created 

through which the EPC and BOT Bids were managed.  The EPC website was accessible to 

qualified Bidders only.  The design/build specifications developed for the PGE sites and were 

provided to qualified EPC and BOT Bidders as part of the RFP documents on the RFP Website.  

This provided the opportunity for Bidders to have the same information as the PGE Self-Build 

Team, with all bidders – including the PGE Self-Build Team being required to address the same 

design/build specifications and requirements.   

The PGE site-specific data for both the Carty and the Port Westward sites was separated 

and made available on the RFP Website to Bidders based on the Bidder’s decision to have 

information for one or both of the sites.  Qualified Bidders were given access to the PGE site-

specific data, such as the design/build specifications, and permitted to attend the site walk at 

each site without being required to commit to build on a PGE site.  Once a Bidder committed to 

only Bid to build on a PGE site, and not present a bid from a third party site, the Bidder was 

provided access to the site-specific cost assumptions developed by PGE.  Bidders were given 

access to the design specifications, and were allowed to visit the sites before having to make 

the decision on whether to also receive the cost data. If the Bidder proceeded to receive the 

cost data, they were required to acknowledge that they would be excluded from participating 

in a Bid from other sites.  The IE agreed that this was appropriate to avoid the prospect of a 

bidder “gaming” the process by receiving competitive information, including pricing 

information, and then submitting a bid for a facility constructed on a site owned by a third 

party.  

IE engineers reviewed the design specifications and the cost data before the information 

was released to Bidders.  As noted, the IE provided a written report to the Commission 

affirming our belief that the information was sufficiently detailed and that report will not be 

repeated herein.  The IE review established, after some modification, that the data provided 

sufficient detail for an experienced firm to develop a Bid and, if selected, complete the project.   

IE engineers also reviewed the transmission services and found the information supplied 

sufficient to assure a winning Bidder that service would be provided, through agreements 

arranged by PGE, to permit a new unit to go into service, and be interconnected to the 

transmission network.  The Bidder was not required to arrange transmission services.  Rather, 

transmission was designated as a responsibility of PGE, regardless of whether the Carty or Port 
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Westward project went forward as a self-build project, or as an EPC contract with a third party 

Bidder.   

The IE worked with PGE personnel to review and confirm what costs were appropriately 

classified as owner’s costs, and which were to be included in Bids.  The IE found the final list of 

Owner’s Costs to be the appropriate allocation between what a third party Bidder could 

reasonably be expected to develop, and what PGE should be obligated to provide.  Natural gas 

supply, gas lateral permitting, gas lateral costs and transport costs placeholders were identified 

and disclosed as owner’s costs.  The electric transmission and substation costs were listed as 

owner’s costs.  Other owner’s costs include:  

 site development costs;  

 initial fills and material purchases;  

 initial capital spares (operational);  

 initial capital spares for long-term service agreement (“LTSA”);  

 environmental mitigation;  

 outside services and testing; 

 carbon offset payments;  

 regulatory licenses and fees;  

 permanent plant equipment and tools;  

 Boardman Co-Owners payments for the Carty project;  

 pre-COD LTSA costs, owner’s contingency; and  

 “placeholders” for builders’ risk insurance.  

The IE is unaware of any disagreement from any Bidder as to the allocation of costs 

between that which was the responsibility of the Bidder, and that which would be provided by 

PGE.   

The RFP Website provided a separate section dedicated to the EPC data and Bid form.  

Bidders had access to the design/build specifications by completing a pre-qualification form 

providing confirmation of experience and financial capability to construct a generation unit and 

execution of the Non-disclosure Agreement (“NDA”) provided by PGE (RFP Appendix S - 7).  A 

Bidder was required to execute a second and different NDA in order to gain access to the site-

specific cost data developed by PGE (RFP Appendix S – 8).  Those executing the second NDA 

were also required to commit that they would not participate in a Bid from a site that is owned 

by an entity other than PGE.  As noted before, Bidders were given access to the design/build 
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specification and review of the construction site before having to decide whether to also 

receive the cost estimates developed by PGE.   

To avoid disclosure of site-specific details, EPC Bidders were provided a unique Q&A 

section on the website, with access limited to those who executed the requisite NDA.   This also 

made it possible for all EPC Bidders to have access to the same information at the same time. 

Communication through the website was the only avenue provided to Bidders for requesting 

additional information about the process, the sites and the design/build requirements because 

the process as designed prohibited PGE personnel from accepting emails or other contact from 

Bidders.   The IE is unaware of any Bidder attempting to violate this protocol, or of PGE 

personnel associated with the RFP process having contact with any Bidder outside of the 

proscribed process.   

The IE worked closely with PGE personnel in the review of information and the format 

for disclosure.  Every suggestion made by the IE was given full consideration and in most 

instances was accepted and incorporated in the documentation that was released.  The IE is 

satisfied that in instances where a suggestion was not adopted wholesale, PGE was right in 

explaining the format for disclosing the necessary data.   

The IE believes the structure for access with tiers for access to increasingly sensitive 

information was appropriate.  The process permitted Bidders to review enough information at 

each step to determine whether to move forward, without having to commit to a particular 

course before having full knowledge from which to make an informed decision.  Separating the 

EPC from the RFP bidding process prevented confusion among Bidders and also minimized the 

risk of unintentional disclosure of proprietary information.  The IE is unaware of any instance 

when the PGE self-build personnel were given information or access that was not also provided 

to EPC Bidders.   

The IE attended each site visit accompanied by at least one IE engineer.  The IE was also 

available to Bidders throughout the process, with contact information available on every page 

of the RFP Website.  There were no complaints from the Bidders as to the quality and scope of 

the design/build information that was provided.  Likewise, the IE did not receive any challenges 

to the division of costs between what was the responsibility of a Bidder, and what was 

designated as a cost to be met by PGE.  

In summary, the Bid requirements were as follows: 

Carty 

 The Carty site is approximately 2,400 acres, and physically separated from the 
existing Boardman plant.  The units would then share some common facilities, once 
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the construction is completed.  1  The physical separation of the Carty site provided 
Bidders with few logistical complications when considering the design/build 
requirements.  If it ever rained at the site it could be referred to as a green field 
project, but instead it is more of a sagebrush and dust field development site.   

 The Energy Facility Siting Council permitted the facility to include: 

o 900 MW natural gas fueled combined-cycle generating plant. 2 

o two blocks consisting of one each:  

 one or more high efficiency combustion turbine generator(s) 
(“CTG”),  

 a heat recovery generator(s) (“HRSG”), a steam turbine 
generator(s) (“STG”),  

o one (1) combined cycle plant (Unit 1), with provisions for an additional 
combined cycle plant of equal size.   

o nominal rating for the units will be 300 to 500 MW with gas duct firing.   

o Generator transformers would be constructed to step the voltage to 500-
kilovolts (kV).  

o Approximately 0.75 miles of transmission and eight (8) transmission 
towers would be constructed.  

o Two (2) mechanical draft-cooling towers would be constructed using the 
existing Carty Reservoir to dispose of waste heat.  

o Natural gas fuel would be supplied to the plant from an existing pipeline 
operated by Gas Transmission Northwest Corporation (“GTN”). A 
proposed GTN gas lateral approximately 24 mile, 20” diameter pipe will 
connect the Carty station to GTN’s mainline. 

o The identified preferred combustion turbine was “F” class or higher 
technology. 3 

                                                           
1 Of the entire 2,400 acres, 1,400 acres are designated for the transmission right of way, with 90 acres 

identified as the site for the energy facility. 

2 While permitted for 900 MW, the RFP sought baseload capacity bids of 300 MW to a maximum of 500 

MW.   

3 The RFP clearly stated that the combustion turbine shall be a heavy duty, industrial steam cooled or air 

cooled unit. The combustion turbine shall be “F” class or higher, high efficiency machine. Gas turbines 

supplied by both General Electric and Mitsubishi Power Systems would be considered, however, Bidders 

were permitted to submit Bids proposing a different combustion turbine.    
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Port Westward II 

The Port Westward Unit 2 system operating design for the RFP, in summary, required 

the following: 

 Two configurations were identified as acceptable. 

o 12 Wartsila reciprocating engine generators rated at 18.7 MW, or   

o 2 General Electric (“GE”) LMS 100 Combustion Turbines 

 Load following and supply system balance capability during the operation of wind 
turbines.  

 Each aero-derivative combustion turbine is to have a net capacity of 100 MW 

 The reciprocating electric power generators are required to startup in ten minutes 
or less and meet a thirty-minute emission compliance guarantee.  

 Compatibility and integration into the existing shared system 

 The 12 reciprocating generators are to meet the 200 MW (net) system need.  

B. Confidentiality and Non-Disclosure Agreement Process 

 Bidders were required to complete and execute NDAs.  The RFP stated that in order to 

establish a uniform procedure to safeguard all confidential information and accommodate a 

potential large number of Bidders, the NDA’s could not be edited or revised.  One Bidder added 

a clause when submitting its NDA, however, PGE, through the IE advised the Bidder it was 

unacceptable, and that a corrected NDA could still be submitted by the deadline.  No changes 

to the forms in the approved RFP were accepted by PGE.  Three Confidentiality and Non-

Disclosure Agreements were available to Bidders for completion on the RFP Website, and 

additionally included in Appendices P and S of the RFP.  The NDAs were designed to provide 

Bidders with access to ever increasing layers of information, with the initial level being the least 

proprietary.  With this approach, only Bidders who executed the final (Appendix S, Attachment 

8 – Owner’s Costs) NDA were restricted in being able to participate in Bids from a third party 

site.   

The IE found that PGE provided a clear and consistent procedure that was used by the 

Company.  To ensure proper processing of the NDAs, the IE was the conduit through which the 

NDA’s were processed. 

1.  All Bidders were required to submit a general NDA, Appendix P - Bid Information. This 

bilateral NDA protects the confidentiality of the Bidder’s confidential information submitted to 

PGE, and PGE’s confidential information submitted to the Bidder. Appendix P was required 

prior to the Bid receipt date. 
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Upon receipt of the General NDA, Appendix P, Accion forwarded it to pre-determined 

PGE personnel for execution.  Accion additionally confirmed that each NDA was forwarded to 

PGE for execution and returned to the respective Bidder within two weeks. 

 2. Bidders who wanted access to PGE’s site specifications were required to submit 

Appendix S, Attachment 7 – Owner’s Site Specifications. This NDA protects confidential 

information contained in PGE’s site specifications. Additionally, only Bidders submitting Bids 

backed by new resources could obtain access to the site specifications, and only after executing 

and returning this NDA. 

 Upon Accion’s receipt of Appendix S, Attachment 7, Accion forwarded the NDA to PGE 

and responded to the party submitting the NDA as follows: 

Thank you for your signed submission of the Non-Disclosure Agreement requesting access to Site 
Specifications for Portland General Electric Company’s (PGE) proposed (Carty, Port Westward II) 
site (PGE Site Specification NDA Appendix S, Attachment 7). By submitting this request you 
acknowledge that you will only submit a new build alternative to meet PGE’s (Baseload Energy, 
Flexible Capacity) need. Accion will forward your request to PGE personnel who will verify your 
registration information. Upon verification, PGE will notify Accion.  We will then provide you with 
login and password information to access the confidential data. Please note – you must submit 
two signed hard copies of the NDA to PGE within seven days or access to confidential 
information will be suspended.  

Note: PGE address was provided here.  

Also, if you have not already completed General NDA Appendix P- Bid Information, please submit 
that as well.  Thank you. 

 3. Bidders who intended to solely Bid on PGE’s sites were required to execute and 

return Appendix S, Attachment 8 – Owner’s Costs, which protects the confidentiality of PGE’s 

costs.  PGE only accepted Bids for EPC’s on PGE’s sites from Bidders who were pre-qualified by 

PGE and additionally, signed the NDA. 

 Upon Accion’s receipt of Appendix S, Attachment 8, the protocol was the same as for 

Appendix S, Attachment 7, above.  Again, the address for submitting the hardcopies was 

provided.  For this NDA, submitters were informed that the General NDA and/or the PGE Site 

Specification were also required prior to being granted access to the confidential data. 

 PGE notified Accion once pre-qualification requirements had been met and the 

submitting party was approved to review confidential information related to the proposed 

sites. Next, Accion set the user permission on the Website for access to specific information as 

granted by PGE, the submitting party was notified by the IE and login and password information 

was provided in order access the confidential data. If a submitted NDA was deficient, the IE 

notified the Submitter of the missing information so they could re-submit a corrected NDA.  

This was most often due to missing signatures, or the site for which they were submitting the 

NDA was not indicated on the form.  PGE notified the IE when a Submitting Party did not pre-
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qualify, and therefore was denied access; the IE notified the individual of PGE’s determination.

 One Bidder submitted an edited NDA, two Bidders submitted NDA’s that were missing 

information or had the wrong information, and one Bidder did not provide rating information 

for the parent Company on its Pre-Qualification Form. In all instances, PGE notified the IE and 

the NDA’s were re-submitted with corrections. 

The two other circumstances that needed to be addressed were Bidders who submitted 

NDA’s with no previous registration, and Bidders whose registration were approved, but no 

NDA’s were submitted.  In both instances, once identified by PGE, the IE reached out to the 

individuals to let them know that they must re-register and submit NDA’s in order to be 

approved for access to confidential information.   

 The IE found this approach to be effective in ensuring that only qualified Bidders 

received the proprietary information.  At the same time, the IE did not encounter any situation 

where PGE declined to authorize access for a Bidder who was qualified to receive the 

design/build specifications or the owners cost data.   

C. Separation of the Evaluation Team 

The IE reviewed PGE’s plan for separating personnel between the Evaluation Team and 

the Self-Build Team before the RFP process was commenced in April 2011.  When the RFP was 

expanded to include EPC bids the IE again reviewed the separation of PGE personnel to confirm 

protocols were in place for the PGE evaluation team to be independent of the benchmark bid 

team.  The introduction of EPC bidding complicated the planning for personnel because the 

Evaluation Team required engineering expertise to determine that an EPC Bid met the EPC 

design/build requirements.  The IE and PGE agreed to a structure with a PGE engineer assigned 

to the Evaluation Team until the completion of evaluation for EPC and Build-Own-Transfer Bids.  

The designated engineer had no responsibility or involvement with the Self-Build team, other 

than as part of the RFP process and within protocols. 4  The PGE Evaluation Team also retained 

the services of an independent engineering firm, Zachry Engineering Corporation, (“Zachry”), 

which had no other concurrent relationship with PGE, to advise the Evaluation Team on 

design/build requirements.  The IE’s engineers worked separately with the Evaluation Team and 

the Self-Build Team to confirm the design/build specifications.    

As noted in an earlier report, Accion established protocols for receipt of self-build 

proposals by the IE, and to hold that information apart from other Bids, until the IE   performed 

analysis of the Self-Build proposals and completed a “lock down” of those Bids.  The IE has 

                                                           
4 For example, the evaluation team engineer attended the site visits that were available to qualified 

bidders, including members of the Self-Build team.   
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employed this approach in other jurisdictions with success, and used it with prior RFPs in 

Oregon as well.  The process worked well in this RFP.  The self-build proposals were received on 

the RFP Website and the IE released the self-build information to the PGE Evaluation Team at 

COB on August 1, 2012, afterward the website automatically closed the Self-Build Bid form.  The 

Self-Build proposals were reviewed by the IE and the PGE Evaluation Team for sufficiency, 

scored by both parties, and then “locked down” as complete on August 17, 2012.  Third party 

bids were received on the RFP Website by COB August 8, 2012, but were not released to the 

PGE evaluation team until the IE was satisfied that all required data was collected.  The 

complexity and volume of the bid materials required the PGE evaluation team and the IE to 

invest considerable effort to confirm the conformity of the Self-Build proposals.    Only at that 

point were the PGE Evaluation Team personnel given access to the third party Bids.   

III. Evaluation Process  

A. Product Design Impact on Evaluation 

One of the roles of the IE in this RFP is to ensure fair and appropriate evaluation of all 

Bids. Because of the complexity of the products sought in this RFP, the process of ensuring 

fairness and appropriateness began well before the RFP was ever issued.  The first product 

sought was a flexible capacity resource designed to assist in integrating wind and in meeting 

other short-term flexibility needs.  To meet these flexibility needs, the desired resource had to 

provide a number of unique features including quick start and ramping capability, gas storage 

and intraday scheduling rights, low minimum output requirements, and dynamic transfer 

capability. 

While the IE agreed with the product design and associated necessary flexibility, both 

the IE and PGE recognized that it would be difficult for many projects to meet all of these 

qualifications.  Despite the product constraints, the IE worked with Commission Staff and PGE 

to ensure the RFP was designed to maximize the number of Bids received. During the initial 

release of the flexible capacity RFP, several intervenors challenged the particular qualifications 

arguing that imposing them would give PGE a distinct advantage since PGE already had a plan 

to meet all of them at their Port Westward site.  The following sections address the 

reasonableness of the qualifications. 

Gas Storage and Intraday Scheduling  

The intermittency of wind energy, which is included in PGE’s portfolio, can result in the 

need to drastically change production schedules intra-hour, and, in turn, gas scheduling would 

be modified intra-day.  Without significant gas scheduling flexibility, the new resource would 

not be able to meet this need.  In order to have significant gas scheduling flexibility, the new 
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resource must have access to both gas storage and the pipeline capacity to transport that 

stored gas when needed.  The IE and PGE recognized that this flexibility requirement could be 

met with gas storage directly connected to the site, or with remote gas storage with associated 

firm transportation service on the pipeline path to the site, or with firm transportation with no-

notice service.  The OPUC concurred with this assessment and ruled in Order No. 11-371 that: 

We are convinced that a natural gas fueled generating resource can only provide 

the flexibility needed to integrate intermittent or variable energy resources if it is 

located near a gas storage facility and has intraday scheduling capacity with a 

pipeline. We agree with PGE that Bidders must demonstrate that they have a 

plan to acquire gas storage and intraday scheduling to be eligible to participate 

in the RFP for flexible capacity. 

Dynamic Transfer Capability 

The flexibility requirements of the desired product also extended to transmission 

scheduling rights. In order to meet load following needs of intermittent resources, the new 

resource may need to change output dramatically over the course of each hour.  Without highly 

flexible transmission rights, this would not be possible.  The OPUC concurred with this 

assessment in Order No. 11-371 stating: 

"We are convinced that a capacity resource can only provide the flexibility 

needed to integrate intermittent or variable energy resources if it is located in 

PGE's Balancing Authority or has dynamic transfer capability." 

The OPUC also ruled however that PGE should not consider this component in the initial 

scoring of Bids to allow for additional consideration of how to meet this requirement. 

 

Eligibility of Frame SCCT Technology 

During its design of the flexible capacity RFP, PGE performed a review of potentially 

eligible technologies. As part of that review PGE determined that frame SCCT technology would 

not meet the flexibility requirements of the RFP. While the IE believed that frame SCCT units 

should not be entirely excluded as some of these units could possibly meet the ramping 

requirements of the RFP, their operating costs would likely be higher than more flexible types 

of resources and other flexibility related deficiencies of frame SCCT units may make them 

uncompetitive. The OPUC ruled in Order No. 11-371 that: 

PGE has stated that it will not exclude from bidding any technology that 

has been commercially deployed and has demonstrated that it can meet 

the dispatchability, ramp rate, or other performance requirements needed 
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for this project. We accept this rationale and accept PGE's and the IE's 

assertions that recent models of both modified and unmodified frame unit 

simple cycle combustion turbines are not likely to meet PGE's needs. 

Eligibility of Battery Technology 

The IE worked with PGE personnel and the Staff of the Commission to ensure that all 

technologies that could meet the established needs were afforded an opportunity to 

participate in the RFP process.  To that end, prior to the formal release of the RFP the IE posted 

an announcement on the RFP Website advising potential Bidders that technologies that were 

not already recognized as acceptable would be reviewed by the IE.  Any potential Bidder 

wishing to Bid a technology other than those previously identified in the RFP was advised to 

contact the IE and provide documentation supporting the contention that the technology could 

meet the stated requirements.  PGE committed to work with the IE to review all submissions 

and, together, to determine whether the technology meets the flexibility requirements and was 

commercially proven.  

Several potential Bidders with battery technology replied affirmatively. After a review of 

the technology's conformance with the product design, PGE and the IE agreed that it should be 

eligible to Bid.  However, some restrictions were placed on battery Bids since they have energy 

limitations and they do not have an extensive record of serving this type of particular need. 

Battery-backed Bids were required to have enough energy storage to be able to provide 6 hours 

of operation. Also battery-backed Bids were limited to 25 MW of nameplate capacity value.  

Separately, it was important to establish that PGE did not have unfair competitive advantages 

in the solicitation process.  

Access to PGE sites 

Several participants in the RFP process argued that PGE had an unfair competitive 

advantage since their sites already had the requisite access to transmission and fuel supply. To 

ameliorate this advantage, they requested that PGE make their sites available to Bidders. After 

reviewing the requests, the Commission did not order PGE to make their site available. 

However, PGE decided to make the site available to Bidders with a number of caveats.  The EPC 

bidding process is discussed elsewhere in this report.    

Allocation of Costs to Self-Build Options 

When the RFP was initially proposed, concerns were raised over the possibility of self-

build options getting unfair treatment in the evaluation. PGE discussed the construction of the 

South of Alston transmission line in conjunction with a new project at the Port Westward site in 

rate case testimony discussing a cost of service study.  If the transmission line is necessary to 



 

  

       

  

 244 North Main Street  Concord, NH 03301  Phone NH 03301  Phone603-229-1644  Fax: 603-2254923  advisors@acciongroup.com      15 

achieve full transmission interconnection of a proposed project, the proper portion of those 

costs should be allocated to the Bid. PGE, however, did not plan to include the costs of the 

South of Alston line in its evaluation of the self-build option at Port Westward because the 

project would be fully deliverable without the upgrade. To the extent that the Port Westward 

or Carty self-build options have components with costs that PGE may seek to recover in other 

proceedings, the IE believes that the evaluation process accurately identified which costs were 

included in Bids and which will be addressed by PGE as owner’s costs that were not the 

responsibility of Bidders.  Further, the IE believes the Commission fully addressed this concern 

in Order No. 12-215, at page 3.   

The OPUC Order No. 11-371 addressed the challenges to the initial flexible capacity RFP 

on September 27, 2011. In the order, the Commission clarified product design requirements 

and decided that the capacity and energy RFPs should be combined.   

B. Evaluation Process Design 

Pre-Qualification 

The IE worked with PGE to setup Bid requirements that did not restrict competition but 

still provided clear guidelines for Bidders to provide projects that achieved the goals set out in 

the Company's 2009 IRP. Those requirements were clearly communicated in the RFP to Bidders. 

The evaluation process was designed to eliminate Bids that did not meet any of the following 

specifications: minimal credit standards, Bid quantity, Bid term, commercial operation date, 

viable technology, site control, fuel supply, and transmission service.  

In addition to those requirements, the flexible capacity product had several unique 

constraints that limited the eligibility of peaking products for this RFP as discussed in previous 

sections. Bids that did not provide adequate ramping, transmission, or fuel scheduling flexibility 

would be eliminated.  

The price scoring procedures used in this RFP were similar to those employed in 

previous PGE solicitations.  The process was designed such that the final ranking would place 

significant emphasis on financial terms offered by each Bid. Oregon competitive bidding 

guidelines require that "the price score should be calculated as the ratio of the Bid's projected 

total cost per megawatt-hour to forward market prices, using real-levelized or annuity 

methods".  For the energy RFP, application of this principle was simple. However, for both the 

flexible capacity and seasonal Bids, this was more complex. The flexible capacity and seasonal 

products sought were not primarily energy. The flexible product was designed to provide 

capacity, energy and ancillary services. In addition, since battery Bids were eligible; the product 

could actually consume more energy than it generated. The seasonal product was designed 
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primarily to provide capacity. Comparing financial score for these products based solely on the 

average price of energy would prove to be difficult.   

Since the flexible dispatch product needed to be available to serve a specific ancillary 

service needs profile and an economic energy dispatch, the modeling was performed outside of 

the conventional AuroraXMP model used for most production cost simulations. AuroraXMP 

does not have the capability to simultaneously dispatch for both ancillary services and energy 

production.  In order to accurately compare the individual bid’s characteristics an Excel 

spreadsheet was built by PGE and reviewed by the IE. The Excel spreadsheet uses AuroraXMP 

prices to dispatch and therefore is consistent with the IRP. Each Bid is first dispatched against a 

fixed profile (also referred to as ‘forced’ dispatch) consisting of regulation, load following, 

spinning and non-spinning needs derived from PGE's Wind Integration Study. The dispatch 

takes into account ramp rate, minimum uptime, minimum downtime, heat rate, variable 

operations and maintenance costs (VO&M), minimum operating level, maximum operating 

level, and startup costs. After the forced dispatch profile is met, the resource can be used to 

serve load when market prices are higher than the dispatch costs of the unit. The IE performed 

a number of tests and went through several iterations of the model to ensure it adequately 

quantified costs and benefits of each unique type of resource. 

The price score for each capacity resource was based on the sum of all fixed and 

variable costs levelized over the term of the Bid on a $/MWh basis (or life of the asset) divided 

by the market value of all energy delivered. This is the ratio of total costs to market value on a 

$/MWh basis. This approach converts ancillary services met by this resource are into energy 

based measures. This approach was also used to assess the battery resource.  Batteries are net 

consumers of energy since they have to draw more energy to fill up their storage reservoir than 

is generated when releasing energy. For these resources, the consumed energy is equivalent to 

“fuel costs” and used to calculate the ratio of bid costs over the market equivalent.  

Energy and seasonal resources were evaluated using the AuroraXMP model. Each Bid 

was simulated for its term and all variable costs and values were collected. These costs were 

added in a financial spreadsheet to the fixed costs of the project to calculate the total revenue 

requirements of each Bid on a levelized $/MWh basis. This cost was compared to the levelized 

market value of the energy delivered by the resource. Since seasonal Bids were primarily 

capacity resources with relatively high heat rates and low capacity factors, the cost-to-value 

ratio was inadequate for Bid ranking. An approach was developed to compare capacity costs to 

capacity value and consider energy benefits separately. 

Price scoring represents 600 out of a total of 1000 points for the overall evaluation. For 

all three auctions, the Bid with the lowest ratio of cost to value was given the highest price 

score of 600 points.  For all other Bids, the price score is 1% lower for every 1% higher the price-
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to-value ratio is as compared to the best-priced Bid. A Bid with a ratio that is 10% higher than 

the best price Bid would receive 540 points (600 * (1 - .1)=540).    

Non-Price Scoring 

With any electric resource procurement, qualitative characteristics should be taken into 

account in the selection process.  Similar non-price scoring methodology was employed for this 

RFP as compared to that of previous RFPs. Development viability, physical characteristics, 

product characteristics and guarantees, and credit were all assigned discrete point allocations. 

For the flexible capacity product, several unique components were considered such as 

minimum generation restrictions, ramp rate, and start time.  

In addition to the collaboration between the IE/PGE, the bidders and stakeholders also 

participated and provided feedback through the public process.  And, bidders were also 

provided a detailed scoring table as part of the RFP release.  The implications of the non-price 

scoring are discussed more in the mock Bid section of this report.  Accion concurred that the 

design of the non-price scoring was appropriate. 

Benchmark Scoring 

Benchmark scoring was performed using the same methodology for third party Bids.  

The RFP schedule required Benchmark Bids to be received before other Bids were received. The 

schedule of the RFP also required both the IE and PGE to independently score these Bids and 

lock down their evaluation before other Bids were opened. 

Of particular concern to the IE during the development of the evaluation methodology 

was the issue of comparing PPA bids to the Benchmark and other EPC bids that may have 

different risk profiles. A project without firm pricing guarantees for the construction of the 

facility has different exposure than a project with set capacity pricing for the term of the 

proposed agreement. The Oregon Competitive Bidding Guidelines require consideration of 

these risks in the development of the initial and final short list. However, these risks were 

accounted for in the design of the RFP since it required fixed pricing for most pre-in service 

costs of these plants. Additional non-price scoring adjustments were not necessary with this 

normalization of the risk profiles between PPA and Benchmark or EPC bids.  

The risk of costs during plant operation is a distinct consideration. However, since most 

of the cost exposure during the life of the project for PPAs is passed through to the utility, the 

risk profile for these costs is similar for both PPAs and Benchmark or EPC projects. Therefore, 

additional non-price scoring differences to accommodate plant operation cost risks were not 

necessary. PPAs do frequently provide heat rate and other operational guarantees, but similar 
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to other risk categories, the Benchmark resource or EPC bids have contractual agreements with 

equipment suppliers that normalize this risk. The IE and the PGE evaluation team worked 

together during the RFP development and during bid evaluation to ensure that any disparities 

in risk profiles between the types of resources were considered. 

Mock Bids 

The purpose of the mock Bid process is to validate PGE evaluation models and scoring 

methodologies, test the sensitivity of scoring components, and lock down the models before 

any Bids are received.  For the mock Bid analysis, Accion provided PGE with mock Bids for the 

flexible capacity and base load energy RFPs.  A significant focus was put on the flexible capacity 

evaluation since the dispatch model being used was built by PGE specifically for this evaluation.  

The base load energy evaluations were simulated using the AuroraXMP mode.  AuroraXMP is a 

full commercial hourly dispatch model that Accion is familiar with and has used in prior 

experience.   

The following two tables summarize the Bids provided by Accion to PGE for the mock 

Bid process.  The information was based on typical generation and expected resources that 

would be bid into the RFPs.  The Bids were developed to stress test the models, and the IE 

varied Bid structure, terms, fixed costs, and variable costs.   

Energy Capacity Resource Mock Bids 

  
Self-
Build 

Tolling 
Service: 
Combined 
Cycle 

Tolling 
Service: 
Combined 
Cycle with Full 
Pressure 

Tolling 
Service: 
Combined 
Cycle Higher 
Heat Rate 

Build/Own/ 

Transfer:  
Combined 
Cycle 

Term 20 20 10 20 20 

Asset Purchase Self-Build N N N Y 

Overnight Capital Costs $/kW 1,280 N/A N/A N/A 1,408 

Contract Capacity in MW 500 400 480 480 480 

Nominal Capacity Charge $/kW-mo N/A 14.00 18.00 15.75 N/A 

Heat Rate at Minimum 8245 8245 8245 9225 8245 

Heat Rate at Maximum 7100 7100 7100 7700 7100 

VOM rate $/MWh 2.6 2.6 2.6 2.6 2.6 

Fixed O&M 3.05 3.05 3.05 3.05 3.05 
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Flexible Capacity Resource Mock Bids 

 

All Bids were simulated by PGE in the evaluation models developed by PGE.  The energy 

Bids behaved as expected and reasonable tradeoffs between fixed costs and variable costs 

were seen.   Given the $/MWh ratio that is used, it was seen that Bids with longer terms did 

benefit because the market costs escalated substantially due to underlying fundamental 

assumptions.   

For the flexible capacity Bids, several iterations and sensitivities were performed to 

evaluate the tradeoff between flexibility (capacity range) and heat rate.  After these iterations, 

a modification was made to the $/MWh ratio used for the price scoring.  Originally, PGE had 

planned to use a $/MWh ratio that was slightly different than the energy and seasonal capacity 

metric.  The metric would divide variable costs by total generation but fixed costs by the 

capacity range of the Bid.  The rationale behind this method was that because the resource was 

meeting a flexible capacity need, the range the resource provided should be the divisor for the 

fixed costs.  Instead of dividing the fixed revenue requirements by the flexible range, the IE and 

PGE determined that tradeoffs in the analysis were better represented if fixed revenue 

requirements were divided by total dispatch generation.  It was seen that offers with slightly 

more range but higher variable costs were still ranking higher than a Bid with slightly less range 

and lower variable costs. Because the non-price scoring already rewards resources that provide 

 

Self-Build: 
Reciprocating 

Engine 

Tolling Service:  
Aero Derivative 

Tolling Service:  
Aero Derivative 

Tolling 
Service: 

Reciprocating 
Engine 

Build/Own/ 

Transfer:  Aero 
Derivative 

Term 20 20 10 20 20 

Asset Purchase Self-Build N N N Y 

Overnight Capital 
Costs $/kW 

1,064 N/A N/A N/A 1,215 

Contract Capacity in 
MW 

200 220 220 220 220 

Bid Range 150 110 165 165 165 

Bid Min 50 110 55 55 55 

Nominal Capacity 
Charge $/kW-mo  

10.00 15.00 12.50 
 

Heat Rate at Minimum 9413 10413 9413 10413 9413 

Heat Rate at 
Maximum 

8475 9475 8475 9475 8475 

VOM rate $/MWh 3.72 3.72 3.72 3.72 3.72 

Fixed O&M 3.05 3.05 3.05 3.05 3.05 



 

  

       

  

 244 North Main Street  Concord, NH 03301  Phone NH 03301  Phone603-229-1644  Fax: 603-2254923  advisors@acciongroup.com      20 

additional capacity range, this change in the ratio was warranted and was applied to the flexible 

capacity evaluation.   Also by making this change, the ratio is consistently applied to the flexible 

capacity, base load energy, and seasonal capacity evaluations.   

The mock Bid process is documented in a memo by the IE and is posted on the IE 

website.  Once the mock Bid evaluation was complete, the models were locked down before 

receiving any information on the Benchmark or other Bids.  It should be noted that the mock 

Bid process did not attempt to analyze the portfolio analysis that will be performed on the Bids 

that make the initial Short List. 

Resource Selection  

The initial Short List was determined by the combination of price and non-price scores. 

PGE planned to identify two to three times the requested amount of each product type in order 

to ensure a robust final Short List. After the selection of the initial Short List, PGE and the IE 

refined credit scoring and worked with Bidders to refine transmission plans and fuel supply 

plans to the extent necessary. Also, a portfolio analysis was performed which calculated total 

system production costs for as many realistic and competitive combinations of Bids as possible. 

The portfolio analysis quantified the overall financial attributes of different combinations of 

Bids and was used in development of the final Short List. The final Short List is comprised of 

Bids with high price and non-price scores as well as favorable impact on total system costs.   

IV.    EPC Review 

A.  Carty Transmission Background 

 The transmission requests submitted by PGE to the Bonneville Power Administration 

(“BPA”) for the Carty Generating Station could support up to a 500 MW plant that will 

interconnect to BPA at the BPA Slatt Substation.  The IE transmission engineer reviewed the 

two interconnection requests for the proposed connection.  Both requests are supported by 

facilities studies detailing the connection requirements and the associated cost estimates.  The 

facilities studies were reviewed by the IE transmission engineer and found to be consistent with 

industry standards as to detail and design.  The IE transmission engineer found the upgrade 

cost estimates to minimal and reasonable in light of the minimal upgrades needed because the 

connection would be made into an existing substation.  Detail of the facility studies and cost 

estimates are provided as Confidential Information in Confidential Appendix A.  

The IE received the system Impact Study prepared by BPA for the interconnection of 

Carty at the Slatt substation.  This study included the results of a load flow for WECC 2015 

heavy summer and a 2014 light autumn base case.  These flow cases showed no post-
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contingency thermal overloads and voltage stability, transient stability, closing angle and short 

circuit results were within limits.  These studies show that Carty can successfully connect at 

Slatt substation without a need for Cascade Crossing. 

The IE did not have data to determine whether Cascade Crossing will be required in the 

future.  As noted earlier in this report, the Energy Facility Siting Council approved the addition 

of 900 MW of new capacity at the Carty site, while this RFP sought EPC bids to meet the first 

300 MW to 500 MW of the permitted limit.  Accordingly, the IE’s review sought to determine 

whether PGE had sufficient plans to provide transmission to meet the needs of the capacity 

sought in this RFP.  The IE did not determine whether future additions of generation at the 

Carty site would need additional transmission upgrades.  The IE review confirmed that EPC 

Bidders for the Carty site would not be responsible for transmission upgrades, and that PGE had 

a sufficient plan to provide transmission services to assure Bidders that upon completion of 

construction transmission would not be a barrier to acceptance by PGE.     

B. Port Westward II Transmission Background 

 The original interconnection request for this proposed project was for a generation 

facility located in Columbia County, Oregon and connecting to PGE’s transmission system with 

a point of interconnection at PGE’s existing Trojan Substation.  PGE negotiated and executed 

an interconnection agreement to supply necessary transmission services.  The signed 

agreement has final transmission costs for this project.  Additional details of the 

interconnection agreement are provided in the Confidential Appendix B. 

A system impact study consists of: 

 A maximum flow test 

 A power flow analysis 

 A voltage stability analysis 

 A transient stability analysis 

 A short circuit analysis 

The following outputs are documented in the study results: 

 All assumptions 

 System impacts including thermal overloads and voltage excursions 

 Any impacts on other transmission providers systems 

 Any short circuit limits that are exceeded 
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 List of facility additions and upgrades needed to accommodate the requested 
transmission service 

 An estimate of costs for the needed facility additions and upgrades 

 An estimate of the time required to construct the needed facility additions and 
upgrades 

This approach to evaluating transmission service additions is consistent with industry 

standards and the outputs are those that are expected. 

The IE reviewed this system impact study for the transmission service.  To test the 

approach, the data utilized and the outputs, the IE submitted several clarification questions to 

PGE Transmission and Reliability Services department.  The IE is mindful of the fact that the 

studies conducted by PGE Transmission and Reliability Services are confidential, and provides 

the following questions to illustrate the scope of the review conducted by the IE transmission 

engineer.  These questions were: 

 In the last paragraph on page 4 adjustments to increase loading on transfer paths 

are discussed.  Please further explain the basis for the adjustments and document 

their magnitude. 

 The first paragraph of the Transmission System Maximum Flow Testing on page 7, 

states that “the new generation added at the specified point of interconnection is 

offset by decreasing Benchmark Case generation levels across the Northwest 

region.”  Please explain the amount of the decrease and how it was applied. 

 A footnote at the bottom of page 7 references a WECC document that provides an 

“Overview of Policies and Procedures for Regional Planning Project review”.  It 

would be beneficial if we could review that document. 

 Contingencies are discussed on page 9, where it is stated that “thermal line loading 

increases that are less than 2% over the Benchmark case loadings are not considered 

significant impact that need to be addressed.”  Yet in table 1 on page 13 there are 

several Benchmark results that exceed 102% of the thermal limits.  Please clarify. 

 Were all of the 340 contingencies listed in Appendix 3, studied as single 

contingencies? 

 Section C, Steady State voltage Stability Analysis, provides for analysis of   

contingencies.  Were multiple contingencies ever studied and if so how were they 

selected? 
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All of the questions raised were satisfactorily answered.  Thus, we are pleased with 

both the process of the transmission evaluation for the transmission service request and for 

the accuracy of the findings. 

V.     RFP PROCESS 

  A.  Power Purchase Agreement (“PPA”) BIDS 

Registration 

The number of registrants presented in the table below indicates the PGE RFP was well 

publicized. A total of 319 individuals registered to the Website, with 218, or 68 percent of all 

individuals, registered as Bidders. There were 36 registered Bidders from Oregon, 24 from 

Washington, 50 from California and 100 registered Bidders from other states. Additionally there 

were 7 registered Bidders from Canada and one from Jamaica. Of the 101 registered Non-

Bidders, 29 were PGE personnel, 11 were Accion Group individuals, and 7 were Zachry 

Engineering personnel. 

Registration 

Website Registration Overview 

Registered Bidders Registered Non-Bidders Bidders with Submitted Bids 

218 101 12 

 

Questions and Answers 

All registered users of the PGE Capacity and Energy Website had the ability to 

anonymously pose questions via the online Question and Answer (“Q&A”) page. Questions and 

Answers were visible to all public and registered users of the Website immediately after being 

posted. PGE and the IE automatically received an email notification of the questions posted, 

without identifying the individual posting the inquiry. PGE responded to Bidders by posting 

answers to questions on the Website. When a question was posted the individual who posed 

the question received an automatically generated email from the Website with the answer as 

did all other registrants.   
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Screen Capture of the Capacity &Energy PPA/BOT Q&A Page 

 

 

 

A total of 191 questions were posted on the Q&A page, all questions were answered by 

PGE or the IE. Most questions were answered within one business day of being posted to the 

Website. The anonymity of the Q&A page ensured that all Bidders had immediate access to 

questions and answers that were posted, and that PGE considered questions without regard for 

the source.   

  Based upon the IE’s prior experience conducting solicitations and using the Website Q&A 

feature, we found PGE’s response time to questions posed was prompt and efficient. 

The Website sorted all questions by five categories: Installation, Technology, 

Transmission, Fueling and Other. Registered individuals asked zero questions relating to 

Installation, seven questions regarding Technology, 29 questions regarding Transmission, 23 

questions relating to Fueling, and 132 questions relating to “Other.”  The sort feature showed 

where Bidders had concerns without PGE or the IE having to review them individually and sort 

by topic. 

 The questions raised in the RFP provided another opportunity for the IE and PGE to 

gauge the clarity of the RFP materials, and assist in the development of the Frequently Asked 

Questions for future RFPs.  

The IE believes the public Q&A feature permitted all Bidders to have access to the same 

information at the same time.  PGE personnel referred all inquiries to the Website, and the IE 

believes PGE personnel did not provide information via email or otherwise to any prospective 
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Bidder.  The IE believes the number of questions reflects the significant interest in the RFP, and 

that Bidders were fully aware of how to seek additional information via the RFP Website.   

 

Questions and Answers 

Website Q&A Overview 

Total Questions Asked 191 (100%) 

Questions answered within 1 business day 143 (74.9 %) 

Questions answered within 5 business days 48 (25.1 %) 

 

Alternative Bids 

To provide Bidders with greater flexibility, and to encourage greater participation in the 

Bid submittal process, PGE provided Bidders with the opportunity to submit up to two (2) 

alternative Bids with their original proposal.  This method allowed Bidders to submit their 

original Bid and two alternatives for only the one Bid fee of $10,000.  Acceptable alternative 

Bids are Bids for the same location, and only differ from the original Bid in any or all of the 

following: size, technical configuration, term duration, and price.  A proposal for a different 

resource, at a different site, or using a different technology was considered a separate 

proposal, and therefore subject to a separate Bid fee.   

Instructions for submitting alternative Bids were posted on the public Documents page 

for the review of potential Bidders.  The instructions directed Bidders to complete and save all 

required fields in the Bid form for the alternatives, but to not submit these Bids.  Alternative 

Bids were to be left ‘pending’ on the Bid Management page.  Bidders were also instructed to 

create a memo in their Bid Book identifying which pending Bids were to be evaluated as 

alternative Bids.   

Bidders who sought further clarification as to whether their proposal would be 

considered an acceptable alternative Bid used the Q&A page to post questions, and a few called 

the IE directly.    
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Bids Received 

Bids were due on August 8, 2012. 5 On August 6, 2012, the IE sent a reminder to all 

Bidders registered on the PGE RFP Website that Bids were due by 4:00 PM (PPT) on August 8, 

2012:    

Bidders are reminded that in order for a Bid to be evaluated, the Bid must be SUBMITTED by 
4:00 pm (PPT) on Wednesday, August 8, 2012.  Any Bids left as pending at the Bid close time 
will not be considered for evaluation.  You must press the Submit button for each Bid you 
wish PGE to evaluate. 

In addition, Bidders were sent a blast email on the morning of the Bid date reminding 

them to submit all Pending Bids if their intent was to submit a Bid to PGE:  

This is a reminder to all Bidders with pending Bids remaining in their Bid books. As the 
deadline to submit Bids for the 2012 PGE Capacity and Energy Resources RFP approaches, 
please note that any Bids left pending will not be considered submitted, and therefore not 
evaluated.  The only exception is for alternative Bids, which remain pending as part of the 
original Bid submitted.  Please be sure to click on the SUBMIT button if that is your 
intention.  You will receive a submittal confirmation email. 

Nineteen (19) Bids and fourteen (14) Alternative Bids were received via the IE Website 

on August 8, 2012, and were subsequently screened and evaluated. 

Bids Received 

Bids Received 

Flexible Capacity  

Bids Submitted 8 

Alternative Bids 4 

  

Energy  

Bids Submitted 7 

Alternative Bids 3 

  

Seasonal Capacity  

Bids Submitted 4 

Alternative Bids 5 

                                                           
5
 Benchmark Bids were received via the IE Website on August 1, 2012, with scoring completed prior to PGE’s 

having access to Non-Benchmark Bids received on August 8, 2012. 
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B.  EPC Bids 

Registration 

A total of sixty-six (66) individuals registered to the Website, with eleven (11) individuals 

registered as Bidders. There were three (3) registered Bidders from Oregon, one (1) from 

Washington, two (2) from California, two (2) from Texas and three (3) registered Bidders from 

other states. Of the fifty-one (51) registered Non-Bidders, twenty-six (26) were PGE personnel, 

twelve (12) were Accion Group individuals, and five (5) were Zachry Engineering personnel. 

Registration 

                                                Website Registration Overview 

Registered Bidders Registered Non-Bidders Bidders with Submitted Bids 

11 51 5 

 

Questions and Answers 

A total of 46 questions were posted on the Q&A page, all questions were answered by 

PGE or the IE. Most questions were answered within one business day of being posted to the 

Website. The anonymity of the Q&A page ensured that all Bidders had immediate access to 

questions and answers that were posted, and that PGE considered questions without regard for 

the source.   

  Based upon the IE’s prior experience conducting solicitations and using the Website Q&A 

feature, we found PGE’s response time to questions posed was prompt and efficient. 

The Website sorted all questions by four categories: Installation, Technology, 

Transmission, and Other. Registered individuals asked five questions relating to Installation, six 

questions regarding Technology, and thirty-five (35) questions relating to “Other.”  There were 

no Transmission-related questions. The sort showed where Bidders had concerns without PGE 

or the IE having to review them individually and sort by topic. 

 

Questions and Answers 

Website Q&A Overview 

Total Questions Asked 46 (100%) 

Questions answered within 1 business day 35 (76.1%) 

Questions answered within 5 business days 11 (23.9 %) 
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Additionally, on the EPC Website, Bidders could submit questions regarding confidential Site 

Specifications and Owners Costs relating to both the Port Westward II and the Carty sites.  

Access to the confidential Q&A needed pre-approval by PGE upon review of the Bidder’s 

submittal of the appropriate Non-Disclosure. The screen capture below shows the Q&A options 

available on the EPC Site.  

 

Screen Capture of Q&A Page on EPC Website 

 

Only one question was submitted on the confidential Carty Site Specifications Q&A. 

Bids Received 

EPC Bid Receipt Summary 

Benchmark Bids Submitted 3 

3rd Party Bids Submitted 3 

Total Bids Submitted 6 

 

C.   Gas Supply 

Portland General Electric 2012 Capacity and Energy Power Supply Resources RFP 

The IE reviewed the gas fuel supply companies and pipeline systems available to serve 

the needs of the bids in the Portland General Electric 2012 Capacity and Energy Power Supply 

Resources RFP. The review included interviews with PGE gas procurement representatives, 

interviews with Northwest Pipeline representatives, GTN representatives and publicly available 

information for both pipeline companies.  

The IE employed the standard established by the Commission in Order No. 12-398 when 

reviewing gas supply plans of PGE and those identified by Bidders for flexible capacity 

resources, that one of the following scenarios should be confirmed: 

1.) Firm gas transportation of sufficient quantity to fuel the plant for the expected full output 24 

hours per day. The firm gas transportation must provide for firm "no notice" service. 
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2.) Firm gas transportation of sufficient quantity to generate at full output 24 hours per day, 

with storage capability, along with firm transportation, to accommodate 16 hours of operation 

at full output. "No-notice" service rights are required with this solution. 

3.) Interruptible gas transportation with sufficient storage to ensure dependable operation of 

the facility. The assessment of sufficient storage will be site specific with respect to 

transportation alternatives available at each site. For reference, a qualifying bid would have 

direct interconnection to a storage facility with withdraw capability of 24 hours per day power 

requirement, for 10 consecutive days before ratcheting. 

Order No. 12-398 at 3. 

The review was designed to determine availability, accessibility and competitive 

opportunity for bidders to fairly participate in the PGE 2012 Capacity and Energy Power 

Resource RFP. The RFP required that bidders demonstrate that they have a plan to acquire gas 

storage and intraday scheduling to be eligible to participate in the flexible capacity portion of 

the RFP. Gas supply is required to fuel two electric generating facilities to be constructed for 

PGE.  The Carty Generation Station is located near Boardman, Oregon and the Port Westward 

site is located within the Port Westward Industrial area in Columbia County, Oregon. 

The Carty Generating Station is certificated as a 900 (megawatts) MW natural gas fueled 

combined-cycle generating plant. This RFP is for 300-500 MW combined cycle generation.   The 

plant will be two combined cycle units consisting of one each; one or more high efficiency 

combustion turbine generator(s) (CTG), a heat recovery generator(s) (HRSG), a steam turbine 

generator(s) (STG) and a water cooled condenser. The natural gas fuel would be supplied to the 

plant from an existing pipeline operated by Gas Transmission Northwest Corporation (GTN). A 

GTN gas lateral approximately 24 mile, 20” diameter pipe will connect the Carty station to the 

GTN mainline. 

The Port Westward Generating Plant is located in the Port Westward industrial complex 

in Columbia County, Oregon. PGE currently owns and operates Port Westward Unit 1. Unit 1 is 

a natural gas fueled, 425 MW, 1 on 1 (one high efficiency CTG and one HRSG). Unit 2 was bid as 

one of two technology options – two GE LMS100 turbines and 12 reciprocating engines 

(Wartsila 18 V50SG) natural gas fueled engine/generators. Each engine/generator has a 

nominal capacity of 18.7 MW. Total planned installed capacity of Unit 2 is 200 MW net. The 

natural gas supply will be from one of two separate gas pipelines as noted below.  The Port 

Westward II facility is designed with access to natural gas storage at the Emerald Gas Storage 

facility. A direct lateral will be constructed to ensure reliable availability.  

Northwest Pipeline is a natural gas pipeline network which takes gas from western 

Canada and the Rocky Mountains and brings it into California, either through Gas Transmission 

Northwest or Kern River. A small amount of gas goes through the San Juan Basin to El Paso 

http://en.wikipedia.org/wiki/Natural_gas
http://en.wikipedia.org/wiki/Canada
http://en.wikipedia.org/wiki/Rocky_Mountains
http://en.wikipedia.org/wiki/California
http://en.wikipedia.org/wiki/Gas_Transmission_Northwest
http://en.wikipedia.org/wiki/Gas_Transmission_Northwest
http://en.wikipedia.org/wiki/Kern_River_Pipeline
http://en.wikipedia.org/wiki/San_Juan_Basin
http://en.wikipedia.org/wiki/El_Paso_Natural_Gas
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Natural Gas. It is owned by the Williams Companies. Northwest Pipeline gathers from the 

Rockies and Canada. Its primary market is the Northwestern states. Its biggest market is the 

greater Seattle area. Northwest Pipeline has tariffs for firm transport, interruptible transport, 

firm gas storage, interruptible gas storage, liquefaction storage (firm and interruptible) gas 

service, firm redelivery transport, deferred exchange of storage gas, park and loan service and 

firm and interruptible lateral transportation.  Northwest Pipeline is a potential transport service 

provider for a number of the Bidders in the capacity and energy RFPs.  

Since significant gas scheduling flexibility is required for the capacity RFP product, and 

the fuel supply plans of several Bidders were not fully developed, the IE undertook significant 

research to ascertain whether the Bids would be able to procure sufficient services to meet the 

fuel needs identified in the capacity RFP. An IE engineer conducted a telephone interview with 

Northwest Pipeline personnel.  The telephone interview with a marketing representative 

revealed that the firm does not offer a no-notice service.  Northwest Pipeline personnel are 

considering if and how to develop and price a no-notice service. The Northwest marketing 

representative indicated that if there was a serious request for no-notice service it may be 

considered.  The representative did not share if there had been any request for no-notice 

service. The Northwest Pipeline marketing representative was aware of the PGE RFP. Due to the 

confidentiality requirements the marketing representative only disclosed they had been 

contacted by Bidders to the RFP without naming the companies.   

The IE engineer determined that Bids planning to source fuel on the Northwest Pipeline 

could potentially acquire the flexible fuel scheduling required to meet the requirements of the 

capacity RFP.  Although there is no incremental firm capacity currently available on the system, 

pipeline representatives indicated to the IE that new requests could be accommodated through 

expansion or release of existing rights.  

The other pipeline on which Bidders proposed projects was that of the Gas Transmission 

Northwest (GTN). GTN begins at British Columbia-Idaho border, extends through northern 

Idaho, southeastern Washington and central Oregon, and ends at the Oregon-California border. 

The GTN system interconnects with TransCanada's BC System at Kingsgate, British Columbia; 

with Williams (Northwest Pipeline Corporation) at Spokane and Palouse, Wash., and at 

Stanfield, Oregon; and with Pacific Gas & Electric Company and Tuscarora Gas Transmission 

Company at Malin, Oregon.  

There are multiple taps that connect the GTN System to Avista Corporation and Cascade 

Natural Gas. Western Canada is the primary source, but the GTN System also receives U.S. 

domestic gas supplies at Stanfield, Oregon. GTN has a tariff for a parking and lending service. 

With this provision, customers can store gas in the pipeline and borrow gas from inventory 

later. GTN will offer a capacity release service where customers can market reserved capacity to 

http://en.wikipedia.org/wiki/Williams_Companies
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other shippers. GTN offers Pacific express, which is an Internet tool used to conduct 

transactions. GTN also offers “Market Centers” where customers can move gas into and out of 

their own “paper pools” to increase flexibility in the purchase and sale of gas.  

The IE engineer also conducted a telephone interview with GTN personnel.  During the 

telephone interview the marketing representative indicated that GTN does not offer a no-

notice service, but did not indicate if there had been a request for no-notice service.  The GTN 

marketing representative was aware of the PGE RFP. The GTN marketing representative 

indicated contact by Bidders to the PGE RFP. The representative did not disclose the names of 

Bidders due to confidentiality requirements. 

The IE determined that the GTN system has the potential to supply fuel in a structure 

that meets the requirements of the capacity RFP. If a project on the GTN pipeline was to win 

the RFP, it is expected that the necessary services could be procured to meet the needs of the 

capacity RFP even though not all of those services are currently in place.  The IE engineer 

determined that GTN has sufficient pipeline capacity and no adverse system constraints that 

would disadvantage Bidders’ submitting proposals to the PGE RFP.  

The IE concludes there are sufficient regional gas fuel supply and pipeline services 

available to Bidders to Bid the Portland General Electric 2012 Capacity and Energy Power Supply 

Resource RFP.  The IE’s research convinced the IE that Bidders to the RFP have a fair and equal 

opportunity to acquire the storage and intraday scheduling required in the RFP through direct 

negotiation with the pipeline suppliers. 

 

VI. Evaluation Review 

A. EPC/Asset Purchase Bid Evaluation 

Carty Self-Build 

Pursuant to the Oregon Competitive Bidding Guidelines, the IE performed an 

independent evaluation of the Benchmark resources for the base load energy solicitation.  The 

Self-Build Team submitted one Bid at the Carty Site to meet the base load energy need.  It 

should be noted that when Bids for the Carty site were received, a third party Bidder submitted 

a conforming Bid using a turbine model of a recognized turbine manufacturer.    

The PGE self-build proposal Bid included a different model from the same manufacturer.  

In both instances the Bidder provided documentation identifying how the turbine included in 

the Bid would meet the requirements of the energy RFP, and both technologies were 

determined to be conforming and, thus, were evaluated.  The IE and PGE personnel agreed that 
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the technologies that were included in Bids met the RFP requirements and the Bids were 

included for evaluation.  Confidential Appendix A identifies the turbine models and 

manufacturer.   

The evaluation of the technical specification was conducted by the engineering firm 

retained by the PGE Evaluation Team, Zachry Engineering Corporation, with the direction of the 

PGE Engineering Team.  The IE participated in a site visit, meetings with the Zachry Engineering 

Corporation team and the PGE engineering team, teleconferences and document exchange 

sufficient to thoroughly review the conformance of the Bid to the Energy and Capacity 

Technical Specification.  Any exceptions to the technical specification were noted as questions 

on the IE website and reviewed by the Bidder, Zachry and the IE.  The exceptions were resolved 

to conform to the Energy and Capacity Technical Specification. 

The price and non-price scoring of the Carty Self-Build Project was performed using the 

models already developed by PGE that were finalized during the mock Bid process.  All base 

load energy Bids were simulated using the AuroraXMP model to determine the appropriate 

dispatch costs and market value.  These costs were combined with total fixed costs to calculate 

the real levelized $/MWh cost to market ratio.  The IE reviewed the financial model to ensure 

all assumptions related to the Carty Project were modeled appropriately. During the Evaluation 

process, PGE and the IE identified a handful of issues pertaining to the financial models.  The 

issues were minor and had a small impact on results but nevertheless were corrected so that 

the Benchmark resource and the all other Bids could be evaluated correctly.  These issues were 

documented in the evaluation section of the PGE RFP Website.  The IE and PGE conducted a 

non-price scoring of the Carty Project independently.  The IE and PGE posted their respective 

non-price evaluation spreadsheets to the website and results were compared. A small number 

of discrepancies were identified and reconciled by both parties. The final reconciled versions of 

each scoring model were uploaded to the website.  The remaining base load energy Bids were 

not provided to PGE until the Benchmark scoring was completed.   

Port Westward Self-Build 

The IE performed independent evaluations of the Benchmark resources for the flexible 

capacity solicitation.  The Self-Build Team submitted two Bids at the Port Westward Site to 

meet the flexible capacity need.   

From a technical standpoint, the evaluation was conducted in the same manner as the 

Carty-Self-Build Project.  The IE participated in meetings and teleconferences with the PGE 

engineering team and Zachry personnel to document and review the conformance of the Port 

Westward Bid.  Any exceptions to the technical specification were noted as questions on the IE 
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website and reviewed by the Bidder, Zachry, and the IE.  All exceptions were ultimately 

resolved to conform to the Energy and Capacity Technical Specification.   

The price and non-price scoring was performed using the models developed by PGE 

which were finalized during the mock Bid process.  The IE reviewed the financial model to 

ensure that both projects were modeled appropriately.  During the evaluation process, PGE and 

the IE identified a handful of issues pertaining to the financial models. Most of the issues were 

minor and had a small impact on results but nevertheless were corrected so that the 

Benchmark resource and the all other Bids could be evaluated correctly.  These issues were 

documented in the evaluation section of the PGE RFP Website.  The IE and PGE conducted a 

non-price scoring of the Port Westward Projects independently.  The IE and PGE posted their 

respective non-price evaluation spreadsheets to the website and results were compared. A 

small number of discrepancies were identified and reconciled by both parties. The final 

reconciled versions of each scoring model were uploaded to the website.  The remaining 

flexible capacity Bids were not provided to PGE until the Benchmark scoring was completed.   

Energy EPC/Asset Purchase 

The IE reviewed the evaluations of the one EPC Bid at the Carty site and two Asset 

Purchase Bids at other sites for the energy solicitation. The IE compared Bid documents to the 

financial model to ensure inputs were being modeled appropriate.  The IE also reviewed and 

iterated with PGE on the non-price scoring to develop a final non-price score.      

B. PPA Bid Evaluation 

The IE reviewed all PPA Bids for the flexible capacity, base load energy, and seasonal 

capacity solicitations.  PGE and the IE worked together to determine which offers were 

conforming vs. non-conforming.  If a Bid was non-conforming, then the IE and PGE contacted 

the Bidder with questions to confirm that the Bid did not meet threshold requirements.  As part 

of the evaluation review, the IE reviewed all financial evaluation models for each PPA to ensure 

all offers were modeled correctly.  The IE and PGE worked together to resolve any modeling 

issues or complexities that an individual PPA offer provided.   The IE also reviewed all non-price 

evaluations and scored a subset of the Bids independently.   

Flexible Capacity Bids 

PGE received 12 PPA Bids designed to meet the flexible capacity need.  Only one site 

was within the PGE service territory. Since the flexible capacity resource will be required to 

closely match changing load and resource output profiles, the electrical and geographical 

separation from PGE load was a significant concern. Since the RFP design anticipated 
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addressing some of the related uncertainties after Bids were received, PGE and Accion worked 

with Bidders to attempt to resolve outstanding transmission and fuel supply plan questions. 

Fuel Supply Plan Concerns 

The most significant issue regarding threshold requirements for the flexible capacity 

Bids was the natural gas supply requirement.  The RFP stated that “Fuel transport and/or gas 

storage agreements used to support gas thermal Bids submitted for Flexible Capacity must 

allow for intra-day nomination.”  None of the third party flexible capacity Bids met this 

requirement in the initial offers.  Because no Bids met the requirement outside of the 

Benchmark Bid, the IE and PGE determined it was appropriate to allow all Bidders to provide 

additional information regarding a fuel supply plan.  The IE was mindful of Commission Order 

No. 12,398, as noted earlier, when reviewing fuel supply plans.  If a Bidder provided a fuel plan 

that could potentially meet the threshold requirement, then the Bid moved forward to the 

evaluation.   

During this process, one Bidder asked if liquid distillate fuel storage could be part of an 

acceptable fuel plan. While PGE was reticent to consider a resource backed by oil, Accion 

requested that the Bidder supply the information anyway if they were not able to meet the fuel 

requirements using only natural gas. This particular Bidder submitted multiple alternatives - 

some of which met the fuel requirements using only natural gas and one, which met the 

requirements using oil as a backup fuel. After reviewing this Bidders information, Accion agreed 

with PGE that the oil option was a significant divergence from the desired product, had 

substantial environmental and regulatory risks, and did not offer enough supplemental value to 

warrant further consideration. This particular Bidder's other fuel options still resulted in a 

competitive alternative, which proceeded to the initial Short List. 

For Bids based on projects outside the PGE service territory, fuel supply alternatives 

offered were based on no-notice service on natural gas pipelines. Since this type of service is 

not yet available on those specific pipelines, both the Bidders and the IE contacted the pipeline 

to understand whether such service would be available in the future. While this request was 

answered in the affirmative, pricing and details around the implementation of such service 

remained vague. 

Since there were significant unknowns around fuel supply plans and the requirements 

laid out in the RFP did not allow for distinction by project, Accion undertook a number of 

sensitivities to understand how potential changes to the fuel supply might affect the ranking. 

Since the flexible resource is only expected to operate with a 25% capacity factor, the first 

assumption that was stress tested was the requirement that the Bids without onsite gas storage 

supply firm gas transportation rights for 100% capacity factor operation of the unit. While it is 
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conceivable that the resource may be needed for 24 hours in a single day, Accion wanted to 

explore the risk profile and costs of the resource if only a portion of the potential output had 

associated fixed gas transportation. Reducing the fixed transportation requirement to 50% 

capacity factor resulted in a 60 plus point improvement for the Bids, which were supplying fixed 

gas transportation. However, even with this aggressive assumption, these Bids still ranked 

significantly lower than the highest ranked Bid. Further, several of the Bids supplied a range of 

fixed transportation costs. Accion ran a sensitivity analysis with fixed fuel transportation costs 

at the low end of the range, which was almost 50% less than the high end of the range. Even 

with this assumption and the lower volume requirements, all of the Bids with fuel supply issues 

were still scored substantially lower than the bids included on the final short list. 

Battery Technology Concerns 

There was one battery-backed Bid in the capacity RFP.  The Bid was sized to comply with 

the limitations applicable to the technology.  In addition to the flexibility, this resource was able 

to overcome a number of the challenges faced by other Bids such as fuel supply and 

transmission concerns.  When all costs were considered, the Bid was economically highly 

competitive.  However, this Bid also had a number of drawbacks.  The energy limitations 

affected the dependability of the Bid and in the portfolio evaluation credit was only given for 

capacity based on a limited number of hours of energy storage. Since the conventional 

resources bidding into the capacity RFP have little or no energy constraints, they received credit 

for full nameplate capacity. Therefore, the energy constraints make the battery Bid less 

economic when considered as part of the entire portfolio.  Also, there are a number of 

qualitative risks inherent in the technology that affected its overall valuation.  While batteries 

are obviously a mature technology, implementations of this size and for this application are 

nascent. Additional detail about the battery-backed Bid is found in the Confidential Appendix C.    

 Notwithstanding the ultimate disposition of this bid, battery-backed Bids deserve 

significant additional consideration.  PGE has proposed the consideration of a smaller 

demonstration sized implementation of battery technology to further explore its potential 

future role in meeting intermittent resource integration. 

 

Energy Bids 

PGE received fourteen (14) PPA Bids designed to meet PGE's energy needs.  All of the 

Bids submitted were combined cycle combustion turbines as requested.  Some of the Bids 

consisted of existing projects.     
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Seasonal Bids 

PGE received nine (9) PPA Bids designed to meet PGE's seasonal needs.  PGE anticipated 

seasonal capacity with limited strike opportunity, high dispatch cost and low capacity cost to fit 

with the desired portfolio identified in the Company's IRP.  While the bids provided met the 

requirements of the RFP, some product characteristics were different from expectations. 

Relative to the total cost evaluation of the other resource types, the seasonal Bids were not 

highly competitive.  Since the costs of the bids were higher than expected, the final selection of 

seasonal resources may differ from the seasonal capacity target in the RFP.  Seasonal Bids are 

further discussed in the Short List development section. 

PGE received nine (9) PPA Bids designed to meet PGE's seasonal needs.  PGE anticipated 

seasonal capacity with limited strike opportunity, high dispatch cost and low capacity cost to fit 

with the desired portfolio identified in the Company's IRP.   

 

VII.  SHORT LIST DEVELOPMENT 

A. Initial Short List Development 

The evaluation process went through a series of iterations as the IE and PGE personnel 

culled the most advantageous Bids from the array of offers.  The initial short list included the 

technology reviewed in the confidential appendices.  Confidential Appendix D captures the 

initial Short List ranking, scoring, price and non-price considerations for each category of 

products:  Flexible Capacity, Energy and Seasonal Capacity.     

B. Final Short List Development 

Revised Transmission Assessment 

All Initial Short Listed offers were provided an additional opportunity to provide detailed 

transmission assessment to insure that there were no transmission issues that had not been 

addressed.   As part of this assessment, both price and non-price components were impacted.   

Revised Credit Scoring 

Credit scoring for all Short Listed offers was updated and non-price scoring was updated 

accordingly.     

Final Scoring 

After credit and transmission scores were updated, the final scoring table was 

developed. The point scores in this table assist in the development of the final rankings, but the 



 

  

       

  

 244 North Main Street  Concord, NH 03301  Phone NH 03301  Phone603-229-1644  Fax: 603-2254923  advisors@acciongroup.com      37 

portfolio analysis and other project specific risks are also used in the final selection.  The final 

scoring is provided in the Confidential Appendix E.   

Portfolio Analysis 

All Short Listed offers were simulated in a portfolio analysis.  PGE and the IE worked 

together to develop the portfolio scenarios as the Short List was developed.  The IE made sure 

that all potentially economic portfolios were being captured in the analysis.  The modeling 

included portfolios with flexible capacity, base load energy, and seasonal peaking capacity.  PGE 

and IE also examined long energy portfolios that were made up of only flexible capacity and 

base load energy and did not include Seasonal products.  All portfolios were modeled in PGE’s 

production costing tool (AuroraXMP).   

The portfolio analysis was instructive in that several of the Bids were more attractive 

than the initial scoring indicated. Namely, the long energy portfolios that consisted of the larger 

baseload resources appeared particularly attractive. This was substantially a function of the 

relatively uneconomic seasonal Bids since the long energy portfolios did not have this capacity 

included. Since these portfolios offered some financial benefit, both PGE and the IE performed 

substantial review of ways to mitigate non-price drawbacks of the energy Bids in these 

portfolios. While the energy Bids in these portfolios consisted of existing projects, transmission 

deliverability was a significant issue. Additional information was requested of the Bidder to 

clarify how the Bid could meet the transmission requirements of the RFP. While some creative 

suggestions were put forward, PGE and the IE agreed that the substantial remaining risks 

justified the low non-price scoring of the Bid and commensurately the lower ranking of the Bid 

in the final selection. 

Further, the portfolio analysis showed that when considered as part of the entire 

resource plan, the battery option was not very competitive. While it performed very well in the 

individual price and non-price scoring, the energy limitations of this resource required 

substantial backup by other resources and resulted in high costs in the portfolio analysis. As 

discussed in other sections, however, battery technology deserves continued evaluation in 

separate procurement activities. 

The results of the portfolio analysis along with the updated non-price scoring 

evaluations led to the following final Short List rankings.   Confidential Appendix E provides 

detail on the final Short List ranking.  The total score includes updates to transmission and 

credit information submitted in response to inquiries from PGE personnel and the IE by the 

Bidders between initial and final shortlist.  The final ranking reflects updated total scores and 

portfolio analysis results. 
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VIII.     Conclusions 

The RFP lasted far longer than expected and went through a series of changes, such as 

the expansion to include accepting bids to build on generating sites owned by PGE.  Throughout 

the process the IE worked closely with the PGE evaluation team to develop RFP documents that 

were fully descriptive and comprehensive.  The IE worked closely with PGE personnel to devise 

RFP protocols that were fair to all bidders, and that gave all bidders access to the same 

information at the same time.  Of primary importance to bidders, the IE and PGE personnel 

invested considerable time and effort to construct an evaluation model and process that was 

fair and thorough. 

 The IE is unaware of any instance where PGE personnel favored any bidder over 

another, including the treatment of proposals from the PGE Self-Build teams that developed 

proposals for the Carty site and for Port Westward.  To the contrary, the IE believes PGE 

personnel went to great lengths to treat all bidders equally and without bias.  The IE found the 

PGE personnel to be open to suggestions and cooperative with the requests made by the IE.  

Responses to bidders were provided promptly and professionally.   

 Expansion of the RFP to include EPC bids to construct on PGE owned sites complicated 

the RFP process, and resulted in the need to design a separate and parallel process in order to 

isolate proprietary information.  The EPC process also included additional stakeholder 

meetings, site visits, and the development of design specifications for dissemination to 

qualifying bidders.  All of these tasks were completed in what the IE believes to be an efficient 

and well-executed manner.  The IE believes that once PGE decided to adopt the Commission’s 

suggestion that the RFP be expanded to allow third party Bids on specific PGE sites,   the PGE 

evaluation team acted appropriately when it retained an independent engineering firm to assist 

in the evaluation of the sufficiency of Bids intended to meet the design/build specifications.  

The IE believes the extra investment by PGE further affirms the Company’s commitment to 

complete the RFP while maintaining complete separation of the bid evaluation and the Self-

Build teams, and to avoid even the appearance of bias or conflict.   

The IE is unaware of any instance where PGE personnel attempted to thwart access to 

information needed by any qualified bidder.  To the contrary, the IE believes PGE viewed each 

request for information via the website and during the site visits as legitimate, and when the 

inquiries were ambiguous PGE enlisted the assistance of the IE in having an inquiry clarified so 

that a meaningful response could be provided.   

 The IE believes the evaluation of bids was conducted using the evaluation criteria and 

modeling agreed to by the IE, and was consistent with the outcome of the mock bid evaluation 

conducted before bids were received. The bids independently scored by the IE were easily 
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reconciled with the scoring by PGE.  The IE worked closely with PGE personnel in reviewing 

each bid and participated in the solicitation of additional information, as needed.  In response 

to inquiries raised by certain bidders the IE conducted independent research and evaluation of 

the gas supply and transmission access available to bidders.   When the short list was, finally, 

established, the IE agreed that the bids included represent the best value from all the bids 

received during the RFP process.   

The IE believes the RFP was conducted fairly, that all bidders were treated in the same 

manner and the resulting short list of bids is the product of the evaluation process that was 

developed by PGE with the participation of the IE being fairly employed.  The IE believes the 

short list includes the bids that are the best value considering both price and non-price factors, 

from among all bids presented in the RFP.   

A summary of the types of bids received, and the distribution of EPC and APSA bids 

between the Benchmark and third party Bidders is provided in Confidential Appendix F.   

 

 

 






