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Executive Summary 

This report examines the benefits of Arizona Public Service Company’s (APS) 

participating in the energy imbalance market (EIM) operated by the California 

Independent System Operator (ISO). The ISO’s EIM is a regional 15- and 5-minute 

balancing energy market, including real-time unit commitment capability, which 

began operating in November 2014 with the ISO and PacifiCorp as initial 

participants. NV Energy will also begin participating in the EIM in Fall 2015.1 The 

ISO, PacifiCorp, and NV Energy are referred to in this study as “current EIM 

participants”; because they are assumed to be already participating in the EIM 

before APS becomes a participant.2  

This report estimates the benefits of APS’s participation under a primary scenario, 

as well as under a range of alternative scenarios and sensitivity cases that explore 

how different resource changes and fuel prices could impact EIM benefits to APS. 

For the year 2020, participation in the EIM is estimated to create dispatch 

efficiency and flexibility reserve savings of $7.0 to $18.1 million per year for APS.3 

Dispatch efficiency savings were $8.9 million per year in the primary scenario, and 

                                                            
1 Puget Sound Energy (PSE) also announced in March 2015 that it intends to begin participating in the EIM in Fall 
2016. The majority of this analysis for APS was completed prior to PSE’s announcement, so PSE is not included as 
an EIM participant in this study.  
2 Throughout this report, Balancing Authorities (BAs) that participate in the EIM are described as “EIM 
participants”. These participating BAs are referred to in the ISO’s EIM Business Practice Manual and tariff as “EIM 
Entities.” 
3 All benefits are reported in 2014 dollars. 
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ranged from $5.9 million to $14.9 million per year across ten alternative 

scenarios. Flexibility reserves savings ranged from $1.0 to $3.2 million per year.4  

In addition, across the range of scenarios modeled, APS’s participation in the EIM 

is estimated to produce a range of $2.2 to $8.1 million per year in incremental 

savings for the current EIM participants as a result of improved dispatch efficiency 

and reduced flexibility reserve requirements. In the primary scenario, benefits 

savings to current EIM participants ranged from $3.0 to $6.5 million. All 

incremental costs from APS’s participation is expected to be recovered from APS 

through fixed and administrative charges, resulting in no incremental 

implementation costs for the current EIM participants. 

To be conservative, this study’s simulation modeling does not quantify potential 

benefits from improved dispatch in the hour-ahead (HA) and day-ahead (DA) 

market. We expect that information produced by participation in the real-time 

EIM could create learning and additional cost efficiencies in the DA and HA market 

for APS over time, but have not quantified those potential savings. Additionally, 

APS’s participation in the EIM could allow APS to avoid transaction costs related 

to buy-sell price spreads currently incurred for market purchases and sales in 

bilateral 15-minute or HA trading.  

This study also does not quantify potential reliability benefits tied to the 

increased awareness and resource control that the EIM creates. Although 

reliability benefits are difficult to quantify, they are important to consider 

qualitatively as they are likely to produce substantial benefits. A recent FERC 

staff report identified potential additional reliability benefits that may arise 

                                                            
4 Individual components of low range savings do not sum to total due to rounding. 
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from an EIM, including enhanced situational awareness, faster delivery of 

replacement generation after the end of contingency reserve sharing assistance, 

and enhanced integration of renewable resources.5 

EIM Benefits Quantified in This Report 

The EIM is a balancing energy market that optimizes generator dispatch within 

and between Balancing Authority Areas (BAAs) every 15 and 5 minutes.6 By 

allowing BAs to pool load and generation resources, the EIM lowers total 

flexibility reserve requirements and minimizes curtailment of variable energy 

resources for the region as a whole, thus lowering costs for customers. The EIM 

can create value for EIM participants by: (1) using software tools to identify sub-

hourly transactions that produce an optimized dispatch and minimize 

production costs, while respecting reliability limits (known as “Security 

Constrained Economic Dispatch”, or “SCED”); (2) bringing this optimized 

dispatch down to a 5-minute interval level; (3) incorporating optimized real-time 

unit commitment of quick-start generation; and (4) enabling better use and 

compensation of flexible ramping capacity in real-time due to the diversity of 

loads and resources across the EIM footprint, allowing EIM participants to 

individually reserve a smaller amount of committed capacity for sub-hourly 

flexibility. 

APS retained Energy and Environmental Economics, Inc. (E3) to conduct an 

economic study to quantify the potential benefits to APS from participation in 

the EIM. Energy Exemplar provided technical support to this study by running 

                                                            
5 See FERC (2013). 
6 For more information regarding the EIM, see CAISO (2014c). 
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sub-hourly production simulations cases using the PLEXOS production 

simulation modeling tool to calculate EIM benefits from dispatch cost savings. 

This report describes the findings of the E3 and Energy Exemplar study team.  

The study evaluates benefits using an approach that builds upon E3’s EIM 

analyses for the ISO, PacifiCorp, NV Energy, and Puget Sound Energy.7 The analysis 

focuses on the incremental benefits related to APS’s participation in the EIM, 

while assuming that the ISO, PacifiCorp and NV Energy are already “current EIM 

participants” in the base case. This study incorporates additional system details 

provided by APS to improve the accuracy of APS’s generation and transmission 

represented in the production cost simulation. 

The primary scenario in this report quantifies two categories of potential cost 

savings from expanding the EIM to include APS: 

 Sub-hourly dispatch benefits, by realizing the efficiency of optimized 

combined 15- and 5-minute dispatch and real-time unit commitment 

across APS and the current EIM footprint, compared to bilateral 

transactions typically done on an hourly basis under business-as-usual 

(BAU) practice for APS; and 

 Reduced flexibility reserves, by reflecting the diversity of load, wind and 

solar variability and uncertainty across APS and the footprint of current 

EIM participants. 

E3’s PacifiCorp-ISO EIM study included a separate benefit category, 

intraregional dispatch savings, which arises from PacifiCorp generators being 

able to be dispatched more efficiently through the ISO’s automated nodal 

                                                            
7 See E3 (2013), E3 (2014), and E3 (2015).  
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dispatch software, reducing transmission congestion within the PacifiCorp BAAs. 

Based on APS’s experience that there is little internal congestion within the APS 

system, we assumed this benefit would be small and therefore did not include it 

in this analysis. The PLEXOS scenarios also resulted in a reduction in renewable 

curtailment in the ISO region as a result of APS’s participation in the EIM. 

Savings for this reduced renewable curtailment have been included as part of 

the modeled sub-hourly dispatch benefits to the current EIM participants. 

Renewable curtailment in the APS BA was negligible in the cases, and APS does 

not currently experience significant curtailment needs in its own BA. 

Sub-hourly Dispatch Savings Results 

We estimated the production cost benefits of APS’s participation in the EIM 

using the PLEXOS production cost modeling software to simulate operations in 

the Western Interconnection for the calendar year 2020 with and without APS 

as an EIM participant.  

As a starting point, this study used the PLEXOS database developed by PNNL for 

the Western Electricity Coordinating Council’s (WECC) Variable Generation 

Subcommittee (VGS) study from 2012-138 and revised and as part of the NWPP 

Phase 1 EIM study from 2012-13.9  Similar to those two studies, this analysis 

used a three-stage simulation process, including DA, HA, and real-time 

simulations stages to represent the different time horizons of actual power 

system operations. The DA and HA stages are simulated on an hourly basis. The 

real-time stage is simulated with a 10-minute time step and incorporates the 

                                                            
8 See Hunsacker, M., et al. (2013). 
9 See Samaan, NA, et al. (2013) 
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within hour variability associated with load, wind, and solar. While actual EIM 

operations are on a 5-minute basis, a complete and validated PLEXOS dataset 

for 5-minute simulation was not available at the time of this study. This study’s 

use of 10-minute time step in the real-time stage (to make use of the WECC VGS 

sub-hourly dataset) produces EIM benefits results that we expect may be 

somewhat conservatively low, as the 10-minute time step reduces the amount 

of variation within the hour to a small extent, slightly moderating the need for 

operational flexibility that an EIM can provide. Overall, however, we expect the 

10-minute time step to capture much of the real-time dispatch efficiency 

savings. 

Based on input from APS staff, we updated the database input data for the APS 

BAA to improve the accuracy of system generation and transmission details in 

Arizona. We also implemented updates to input data for California. The primary 

case used updated gas prices consistent with the WECC’s latest Transmission 

Expansion Planning Policy Committee (TEPPC) case data,10 and the analysis also 

incorporates California’s greenhouse gas regulations and the associated 

dispatch costs. 

Sub-hourly dispatch savings are quantified by (1) running a real-time BAU case 

that holds APS net interchange (imports minus exports) with all other BAs equal 

to the HA interchange schedule, and (2) running an APS EIM case (starting from 

the same HA case) that allows APS to trade with the other EIM participants 

within the hour. The difference in total production cost between the two real-

                                                            
10 See WECC, Transmission Expansion Planning (TEP) Department (2015). TEPPC data is provided for 2024. This 
study used gas values for the 2020 study year from the gas pricing model used to produce TEPPC data. 
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time cases represents the sub-hourly cost savings for all EIM participants, 

including APS.  

Benefits are then attributed to APS and the other EIM participants based on the 

change in their generation cost and their net purchases and sales in real-time, 

priced at the transaction-weighted LMP from the model.  

The dispatch savings were evaluated under a primary case and ten alternative 

scenarios with different assumptions regarding RPS levels in California, gas 

prices in the WECC, coal retirements, CO2 prices, and EIM wheeling charges 

applied to real-time transactions. Scenarios were designed to test the 

robustness of EIM savings. They were developed based on input from APS staff 

to respond to categories of changes that APS believed may be plausible to 

occur. The table below summarizes the assumptions under each scenario. The 

shaded values in the table represent an assumption used for a scenario that 

differs from the primary scenario assumptions. 
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Table 1: Key Assumptions for EIM Dispatch Savings Scenarios 

Scenario 
CA 
RPS  

CA CO2 
price 
level 

($/ton) 

Rest of 
WECC CO2 
price level 

($/ton) 

APS natural 
gas price  

($ per 
MMBTU) 

Incremental 
coal 

retirement 

EIM 
wheeling 

rate  
($ per MWh)

0. Primary Scenario 33% $18 $0 $4.4 Base $0 

1. CA 40% RPS  40% $18 $0 $4.4 Base $0 

2. WECC-wide CO2 
($18/ton) 

33% $18 $18 $4.4 Base $0 

3. Significant WECC  
Coal Retirement  

33% $18 $0 $4.4 Large $0 

4. Moderate WECC  
coal retirement 

33% $18 $0 $4.4 Moderate $0 

5. WECC-wide CO2 
($40/ton) plus moderate 
coal retirement  

33% $40 $40 $4.4 Moderate $0 

6. 30% Higher Gas Prices 33% $18 $0 $5.7 Base $0 

7. 30% Lower Gas Prices 33% $18 $0 $3.1 Base $0 

8. EIM wheeling cost 
$1/MWh 

33% $18 $0 $4.4 Base $1 

9. High CA RPS, high gas, 
moderate coal retirement  

40% $18 $0 $5.7 Moderate $0 

10. High CA RPS, low gas, 
moderate coal retirement 

40% $18 $0 $3.1 Moderate $0 

 

The resulting sub-hourly dispatch savings are provided in the table below. 

Benefits to APS resulting from participation in the EIM range from $5.9 million 

per year (in Scenario 7, which assumes low natural gas prices in APS and 

through the WECC) to $14.9 million (in Scenario 9, which includes high gas 

prices, a 40% RPS in California, and moderate incremental coal retirements). The 

primary case dispatch savings to APS were $8.9 million. Comparing scenarios 
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indicates that a higher RPS in California, and higher gas prices tend to have a 

positive impact on EIM benefits. In contrast, lower gas price assumptions (such 

as in Scenarios 7 and 10) reduce EIM dispatch benefits to APS because they 

lower the value of savings that results when the EIM improves the dispatch 

efficiency of gas generators. A range of coal retirement scenarios were 

developed to test whether EIM savings would change significantly if coal 

dispatch was reduced across the WECC as a result of the U.S. Environmental 

Protection Agency’s Clean Power Plan Proposed Rule or other federal 

regulations restricting electric sector CO2 emissions. These cases show slightly 

lower EIM savings for APS relative to the primary scenario, with the differences 

for these scenarios relative to the primary case typically being less than $1 

million per year. 
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Table 2. Sub-hourly Dispatch Savings for 2020 by Scenario (2014$ million) 

Scenario 
Savings to 

APS 

Savings to 
current EIM 
participants 

Total sub-
hourly 

dispatch 
savings 

0. Primary Scenario $8.9 $1.4 $10.3 

1. CA 40% RPS  $12.9 $0.6 $13.5 

2. WECC-wide CO2 
($18/ton) 

$10.7 $2.9 $13.6 

3. Significant WECC  
Coal Retirement  

$8.3 $0.9 $9.2 

4. Moderate WECC  
coal retirement 

$8.0 $0.8 $8.8 

5. WECC-wide CO2 
($40/ton) plus moderate 
coal retirement  

$8.5 $3.0 $11.5 

6. 30% Higher Gas Prices $11.9 $2.2 $14.1 

7. 30% Lower Gas Prices $5.9 $1.9 $7.9 

8. EIM transfer cost 
$1/MWh 

$8.4 $2.1 $10.6 

9. High CA RPS, high gas, 
moderate coal retirement  

$14.9 $1.4 $16.4 

10. High CA RPS, low gas, 
moderate coal retirement 

$8.9 $0.7 $9.6 

      Note: Individual estimates may not sum to total benefits due to rounding. 

Dispatch savings to current EIM participants range from $0.6 million to $3.0 

million per year. Dispatch savings to current EIM participants include the value 

of a small reduction in renewable curtailment in the California ISO portion of the 

EIM footprint, based on an estimated replacement cost of $100/MWh for 

renewable energy to meet future procurement targets. This reduction to 

curtailment ranged from 8 to 20 GWh in across the different scenarios. 
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Flexibility Reserve Savings Results 

This study modeled flexibility reserve benefits by analyzing coincident sub-

hourly load, wind, and solar generation for each of the EIM members. Within 

the model, BAs not participating in the EIM are required to maintain flexibility 

reserves to meet 95% of the upward and downward deviations of their 

individual BAA’s 10-minute real-time net load compared to their HA forecast. 

EIM participants are instead allowed to collectively meet a joint flexibility 

reserve requirement, which due to load and resource diversity is lower than the 

sum of individual BAA reserve requirements without EIM participation. APS’s 

participation in the EIM is expected to reduce APS’s flexibility reserve 

requirement as well as to enable an incremental reduction in flexibility reserve 

requirements for the current EIM participants.  

In the ISO, the flexible ramping constraint provides an estimate of the market 

price for this ramping capability. We valued the quantity reduction in flexibility 

reserve requirements based on a range of historical ISO flexible ramping 

constraint shadow prices that were present in 2013 and 2014. The low value 

case uses the 2014 average price of $2.23/MWh, and the high value case uses 

the 2013 average flexible ramping shadow price of $6.98/MWh. 

The table below summarizes the flexibility reserve savings estimated in this 

analysis. The results include both savings to APS as well as incremental reserve 

savings to the current EIM participants as a result of additional load and resource 

diversity of the larger EIM footprint that includes APS.  
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Table 3: Flexibility Reserve Savings 

Quantity 
reduction in 

flexibility reserve 
requirements 
(average MW) 

Value of Flexibility Reserves 
Savings ($MM per year) 

 Low Case High Case 

Savings To APS 52.2 $1.0 $3.2 

Incremental Savings To 
Current EIM Participants 

83.4 $1.6 $5.1 

Total Incremental Savings 135.6 $2.6 $8.3 

 

In an average hour over the year, APS’s participation in the EIM is estimated to 

reduce upward flexibility reserve requirements by a total 135.6 MW, a 12% 

reduction compared to the sum of requirements for the current EIM plus APS’s 

individual requirement as a non-participating BA. The reduction is attributed to 

each EIM participant based on their relative share of standalone reserve 

requirements under a scenario without the EIM. For APS, the attributed diversity 

benefit of 52.2 MW on average represents a 28% reduction in flexibility reserves 

requirements compared to APS’s requirements as a non-participant in the BAU 

case. Over the entire year, this flexibility reserve reduction produces savings to 

APS of $1.0 million in the low flexibility reserve value level, and $3.2 million when 

assuming the high flexibility reserve value. 

The remaining reserve reduction of 83.4 MW is attributed to the current EIM 

participants, an 8% reduction relative to their requirements under the current 

EIM, resulting in an annual savings range of $1.6 to $5.1 million. APS is attributed 

a large share of total incremental savings shown in the table because the current 
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EIM participants are assumed to have already realized reductions in reserve 

requirements through the existing EIM. Thus, the table shows only the flexibility 

reserve reductions to those current participants that are incremental as a result of 

APS’s participation. By contrast, the flexibility reserve savings to APS represents a 

full savings compared to a BAU scenario in which APS does not participate and 

therefore must procure reserves based on its individual BAA flexibility 

requirements as a standalone entity. 

Summary 

The estimated sub-hourly dispatch savings and flexibility reserve savings from EIM 

participation are together expected to be material for APS, totaling $9.9 to $12.1 

million in the primary scenario. These savings to APS remain significantly positive 

under a robust set of fuel price levels and assumptions about renewable 

additions, coal retirements, and CO2 prices. Total quantified APS EIM benefits 

ranged from $7.0 million to $18.1 million per year across all the scenarios 

evaluated. 11 This total excludes additional benefits from improved transactional 

efficiency in the DA or HA markets and from improved reliability, which were not 

quantified here but could be substantial. 

                                                            
11 Individual components of low range savings do not sum to total due to rounding. 
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1 Introduction 
Arizona Public Service Company (APS) retained Energy and Environmental 

Economics, Inc. (E3) to estimate the economic benefits of APS’s participation in 

the energy imbalance market (EIM) operated by the ISO. Energy Exemplar 

provided technical support by running sub-hourly production simulations cases 

using the PLEXOS production simulation modeling tool to calculate the dispatch 

cost savings category of benefits. Throughout the study process, the study team 

of E3 and Energy Exemplar worked closely with APS staff to refine scenario 

assumptions and data inputs to more accurately represent current operations 

on the APS system. This report details our approach for quantifying the benefits 

of APS’s participation in the EIM and summarizes the findings of our analysis. 

1.1 Structure of the Report 

The remainder of this report is organized as follows: 

 Section 2 describes the methodologies and assumptions used to 

estimate the benefits of APS’s participation in the EIM; 

 Section 3 presents the main results of the study; 

 Section 4 provides the conclusions of the study. 
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2 Study Assumptions and 
Approach 

2.1 Overview of Approach 

The EIM, which began operating in November 2014 with the ISO and PacifiCorp 

as initial participants, allows Western BAs to voluntarily participate in the ISO’s 

real-time energy market. EIM software dispatches generation across 

participating BAAs every 15 and 5 minutes to solve imbalances using security 

constrained economic dispatch (SCED), as well as commit quick-start generation 

every 15 minutes using security constrained unit commitment (SCUC). Each BA 

participating in the EIM is still responsible for meeting its own operating reserve 

and planning reserve requirements, and the EIM does not replace participating 

BAs’ existing operational practices in advance of real-time.  

APS’s participation in the EIM is expected to produce two principal benefits 

resulting from changes in system operations for APS and the current EIM 

participants: 

1. Sub-hourly dispatch benefits. Today, each BA outside of the EIM 

dispatches its own generating resources to meet imbalances within the 

hour, while holding schedules with neighboring BAs constant. The EIM 

nets energy imbalance across participating BAs, and economically 
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dispatches generating resources across the entire EIM footprint to 

manage the imbalance, resulting in operational cost savings. APS’s 

participation in the EIM enables incremental dispatch efficiency 

improvements relative to the current EIM. 

2. Flexibility reserve reductions. BAs hold flexibility reserves to balance 

discrepancies between forecasted and actual net load within the hour. 

Load following flexibility reserves (referred to in this report as simply 

“flexibility reserves”) provide ramping capability to meet changes in net 

load between a 5-minute and hourly timescale.12 By pooling load, wind, 

and solar output across the EIM footprint, the EIM allows participants to 

benefit from greater geographic diversity of forecast error and 

variability by reducing the quantity of flexibility reserves they require. 

APS’s participation in the EIM would bring added load and resource 

diversity to the current EIM footprint, resulting in additional reserve 

savings. 

Our general approach to estimating the benefits of APS’s participation in the 

EIM is to compare the total cost under two cases: (1) a “business-as-usual” 

(BAU) case in which APS is not an EIM participant, and the operational 

efficiencies of the “current EIM” (including the ISO, PacifiCorp, and NV Energy)13 

                                                            
12 Regulating reserves, which address the need for resources to respond to changes on a sub-5 minute interval 
basis, are sometimes categorized in operational studies as a second type of flexibility reserve product. Since the 
EIM operates with 5-minute intervals, it is does not directly affect regulating reserve requirements. To be concise, 
all references to flexibility reserve in this report are related to load following reserves; regulating reserves, where 
referenced, are explicitly described by name. 
13 The ISO, PacifiCorp, and NV Energy are referred to in this study as “current EIM participants” because they are 
assumed to be already participating in the EIM before APS becomes a participant. NV Energy will also begin 
participating in the EIM in Fall 2015. Puget Sound Energy (PSE) also announced in March 2015 that it intends to 
begin participating in the EIM in Fall 2016. The majority of this analysis for APS was completed prior to PSE’s 
announcement, so PSE is not included as an EIM participant in this study. 
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is already reflected; and (2) an “APS EIM” case in which the APS BA also 

participates in the EIM. The cost difference between the BAU and APS EIM cases 

represents the total incremental benefits of APS’s participation in the EIM.  

We estimate sub-hourly dispatch benefits using production simulation modeling 

of DA, HA, and real-time operations. The difference in WECC-wide production 

costs between the APS EIM simulations and the BAU simulation represents the 

incremental dispatch benefit for all EIM participants, including APS, as a result 

of APS’s participation. To estimate cost savings from reduced flexibility reserve 

requirements, we used statistical analysis to determine the quantity of 

incremental flexibility reserve diversity that APS’s participation would bring to 

the EIM, and then applied that quantity to historical flexible ramping constraint 

shadow prices from the ISO. 

2.2 Key Assumptions 

Four key modeling assumptions are important for understanding the results of 

this study: (1) sub-hourly dispatch; (2) real-time transmission capability; (3) 

hurdle rates; and (4) flexibility reserves. 

2.2.1 SUB-HOURLY DISPATCH 

In existing operational practice, BAs in the Western Interconnection exchange 

energy primarily on an hourly basis using hourly or multi-hour schedules, which 

require long lead times between scheduling the transaction and actual 
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dispatch.14 Within the hour, each BA resolves imbalances by manually 

dispatching generating resources inside its BAA, without the assistance of other 

BAs. By contrast, the EIM optimizes dispatch of available generating resources in 

real-time across all of the participating BAAs using 15-minute unit commitment 

and 5-minute dispatch. These sub-hourly processes increase the efficiency of 

resolving imbalances. 

This study quantifies the benefit of sub-hourly dispatch capability using a three-

stage simulation process in PLEXOS consistent with the approach developed for 

the WECC Variable Generation Subcommittee (VGS) and refined in PNNL’s Phase 

1 Report for the NWPP MC Initiative. This methodology is described in detail in 

the PNNL report, as well as Section 2.3 below.  

A PLEXOS simulation was run with hourly intervals in a DA stage, and then in an 

HA stage, using DA and HA forecasts of expected load, wind, and solar output. In 

the final stage, a real-time PLEXOS simulation is run with 10-minute intervals, 

using actual wind, load, and solar output for each interval. While actual EIM 

operations are at a 5-minute basis, a complete and validated PLEXOS dataset for 

5-minute simulation was not available at the time of this study.  This study’s use 

of 10-minute time step in the real-time stage (to make use of the WECC VGS 

dataset) produces EIM benefits results that we expect may be somewhat 

conservatively low, as the 10-minute time step reduces the amount of variation 

within the hour to a small extent, slightly moderating the need for operational 

flexibility that an EIM can provide. Overall, however, we expect the 10-minute 

time step to capture much of the real-time dispatch efficiency savings. 

                                                            
14 The ISO and AESO are the exceptions. 
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During the real-time simulation, BAs not participating in the EIM must maintain 

a net exchange with neighboring BAs that is equal to the HA exchange level. EIM 

participants, on the other hand, can re-dispatch generation and exchange 

power with the rest of the EIM footprint during each of the 10-minute intervals, 

subject to transmission transfer limitations, which are discussed in Section 2.2.2 

below.  

In E3’s prior analyses assessing the benefits of PacifiCorp and NV Energy 

participating in the ISO EIM, we used GridView, an hourly production cost model 

with input data largely based on TEPPC’s 2022 Common Case. The 10-minute 

time-step capability of PLEXOS allows us to better represent the EIM’s 5-minute 

dispatch interval relative to GridView’s hourly time-step capability.15  

2.2.2 REAL-TIME TRANSMISSION TRANSFER CAPABILITY 

Previous studies have indicated that transmission can constrain EIM benefits by 

limiting the amount of power that can be transferred in real-time between EIM 

participants.  

For the BAU case, we adopted real-time transmission transfer capability 

assumptions between current EIM participants from earlier EIM benefit 

analyses. All scenarios modeled 400 MW of capability between PacifiCorp and 

the ISO, and 1,500 MW of capability between the ISO and NV Energy.16 For the 

APS EIM simulation, we allowed the physical limits on transmission capability 

                                                            
15 The WECC GridView database is currently developing a sub-hourly modeling capability, but this functionality 
and the sub-hourly data required were not available at the time of this analysis. 
16 These values are informed by capacity rights owned or controlled by the current EIM participants. Total 
maximum and minimum flow levels between zones in the model (including HA flow plus incremental changes in 
real-time) are also subject to physical transmission constraints on rated paths.  
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between APS and other EIM participants to constrain the maximum total 

transfer between these BAs for HA flow plus real-time EIM transfers.   In the 

model, these transmission limits included over 2,500 MW of connectivity 

between APS and the ISO and 600 MW between APS and PacifiCorp.  The 

transmission topology did not include a separate trading hub zone and did not 

include any direct interties between APS and NV Energy, so APS to NV Energy 

EIM transfers would need to pass through the ISO or PacifiCorp. 

2.2.3 HURDLE RATES 

Within the Western Interconnection’s bilateral markets, there are a number of 

impediments to efficient trade of energy across BAA boundaries. These include: 

 The need, in many cases, for market participants to pay for the fixed 

costs of the existing transmission system by redirecting or acquiring 

additional point-to-point transmission service in order to schedule 

transactions from one BAA to another; 

 The current tariff practice of requiring short-term transactions to 

provide real power losses for each transmission provider system that is 

utilized, resulting, in some cases, in multiple or “pancaked” loss 

requirements that are added to the fixed costs described above; and 

 Inefficiencies related to having illiquid bulk power and transmission 

service markets and imperfect information, such as the standard 16-

hour “Heavy-Load Hour” and 8-hour “Light-Load Hour” DA trading 

products defined by the Western Systems Power Pool, minimum 

transaction quantities of 25 MW, and the bilateral nature of transaction 

origination and clearing. 
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These real-world barriers to trade are reflected in production cost simulations 

as “hurdle rates”, $/MWh price adders applied to interfaces between BAAs. 

Hurdle rates inhibit power flow over transmission paths that cross BAA 

boundaries, and reduce economic energy exchange between BAAs.  

An EIM eliminates the barriers listed above during real-time operations by 

performing security-constrained economic dispatch across the entire EIM 

footprint, allowing more efficient (i.e., lower cost) dispatch. Our production 

simulations in PLEXOS capture this effect by removing hurdle rates between EIM 

participants during the real-time simulations, while maintaining hurdle rates 

between non-participants. In the DA and HA simulations, hurdle rates are 

maintained between all BAAs, including between EIM participants.17 We believe 

this is a conservative assumption regarding the expected adaptation of DA and 

HA markets based on information identified by the EIM. In reality, we would 

expect that BAs would adjust their DA and HA scheduled transactions more 

efficiently over time based on learning the dynamics of the real-time market 

results. This learning does not imply a shift away from DA and HA scheduling, 

but rather a more efficient and better informed selection of scheduling levels 

for any hour based on learning from real-time market participation. To the 

extent it can be realized, this opportunity for learning and improved DA and HA 

efficiency is a non-quantified benefit that would be additional to those 

quantified in this report.  

Based on guidance from APS staff indicating that APS can typically send power 

to the ISO through the Palo Verde trading hub without incurring wheeling 

                                                            
17 This approach—to maintain hurdle rates for the DA and HA simulation and remove them in the real-time 
simulation run—is consistent with the methodology used by PNNL in the NWPP’s MC Phase I EIM Benefit study. 
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charges, this study applied a hurdle rate of $0/MWh on transactions from APS 

to the ISO for the DA, HA, BAU and APS EIM cases. Charges for CO2 import fees 

related to AB32 are still applied to energy transfers from APS to California. 

For interties between the current EIM participants, hurdle rates were applied to 

the DA and HA cases, but removed during the real-time case runs for both the 

BAU and EIM scenarios. The removal of hurdles rates in real-time between 

current EIM participants in this analysis is consistent with the FERC-approved 

ISO tariff amendment associated with the EIM. One sensitivity case is used to 

test the impact of this assumption, by adding back in a $1/MWh wheeling 

charge to real-time transfers between EIM participants in the simulation. As 

described in the next chapter, this change has only a small downward impact on 

the resulting EIM benefits modeled. 

2.2.4 FLEXIBILITY RESERVES 

BAs hold capacity in reserve to balance discrepancies between forecasted and 

actual net load within the operating hour; these within-hour reserves are in 

addition to the spinning and supplemental reserves carried against generation 

or transmission system contingencies.18 Regulating reserves automatically 

respond to control signals or changes in system frequency on a time scale of a 

few cycles up to 5 minutes. Load following reserves (referred to in this report 

simply as “flexibility reserves”) provide ramping capability to meet changes in 

net load between a 5-minute and hourly timescale. 

                                                            
18 This study assumes that contingency reserves would be unaffected by an EIM, and that APS would continue to 
participate in its existing regional reserve sharing agreement for contingency reserves.  
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Higher penetrations of wind and solar increase the quantity of both regulating 

and flexibility reserves needed to accommodate the uncertainty and variability 

inherent in these resources, while maintaining acceptable BA control 

performance. By pooling load and resource variability across space and time, 

total variability can be reduced, decreasing the amount of flexibility reserves 

required to ensure reliable operations. This reduces operating costs by requiring 

fewer thermal generators to be committed and operated at less efficient set 

points.  

Units that provide regulating reserves must respond faster than the EIM’s 5-

minute dispatch interval, so EIM participants are assumed here to receive no 

regulating reserve diversity savings as a result of participating in the EIM—

savings are exclusively related to flexibility reserves that are needed for net load 

variations between the hourly and 5-minute level. 

For this study, we used statistical analysis to estimate the reduction in flexibility 

reserves that would occur if APS participates in the EIM. Flexibility reserve 

requirements for each BA were modeled as a function of the difference 

between the 10-minute net load in real-time versus the HA net load schedule.  

While there is currently no defined requirement for BAs to carry flexibility 

reserves, all BAs must carry a level of operating reserves in order to maintain 

Control Performance Standards (CPS) within acceptable limits, and reserve 

requirements will grow under higher renewable penetration scenarios. In 

December 2011, the ISO implemented a flexible ramping constraint in the five-

minute market optimization to maintain sufficient upward flexibility in the 

DOCKET UE 296 
PAC/906 

Page 29 of 54



 
 

 

 APS Energy Imbalance Market Participation: Benefits Assessment
 

P a g e  |  24  | 

system within the hour.19 Generators that are chosen to resolve a constraint are 

compensated at the shadow price, which reflects the marginal unit’s 

opportunity cost. Furthermore, the ISO is in the process of introducing a flexible 

ramping product, which would allow economic bids to be submitted to procure 

upward and downward ramping capability.  

The ISO’s calculation of flexible ramping constraints for EIM participants is 

adjusted to reflect diversity of net loads for all participants, subject to 

transmission constraints. The ISO determines flexible ramp constraint 

requirements for the ISO and each EIM participant based on the aggregate load, 

wind, and solar resource forecasts and expected variability. By establishing the 

requirements based on the aggregate load and resource profiles, the benefits of 

diversity can be reflected in the EIM flexibility reserve requirements. The flexible 

ramping constraint in the EIM also compensates resources for their contribution 

to meeting the flexibility constraint.  

2.3 Sub-hourly Dispatch Benefits Methodology 

2.3.1 PRODUCTION COST MODELING 

This study used PLEXOS, a sub-hourly production cost model, to estimate sub-

hourly dispatch benefits in 2020. PLEXOS, like other production cost models, 

simulates bulk power system operations by minimizing the variable cost of 

operating the system subject to a number of constraints. PLEXOS includes a 

                                                            
19 See CAISO (2014d and 2014e). 
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three-stage sequential simulation process to model DA, HA, and real-time 

operations, as shown in Figure 1 below.  

Figure 1. PLEXOS Three-Stage Sequential Simulation Process 

 

The primary purpose of the DA simulation is to generate daily unit commitment 

schedules for long-start units, while the HA simulation determines the HA 

dispatch and interchange schedules between BAs. During the real-time 

simulation, the “actual” load, wind, and solar data are used to generate 

dispatch, and flexibility reserves are “released” so that the capacity reserved 

from the HA simulation is allowed to serve real-time imbalances.  

The DA, HA, and real-time (DA-HA-RT) sequential simulation approach allows 

PLEXOS to differentiate operations for BAs participating or not participating in 
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an EIM. When a BA is not participating in an EIM, then: (a) hurdle rates apply 

during the DA, HA and real-time simulations; (b) interchange is unconstrained 

during the DA and HA simulations; and (c) during the real-time simulation, the 

HA interchange schedule is locked down, resulting in the BA managing its 

imbalances with its own generation. In contrast, when two or more BAs are 

participating in an EIM, then hurdle rates on transfers between the participating 

BAs are removed during the real-time stage and generation from anywhere in 

the footprint can solve imbalances, subject to imposed transmission constraints.  

This study estimated sub-hourly dispatch benefits of APS’s participation in the 

EIM by running pairs of production cost simulations using PLEXOS. Under each 

simulation scenario, there is a pair of BAU and APS EIM cases. In the BAU case, 

APS solves its real-time imbalances with internal generation while maintaining 

interchange equal to the schedule from the HA simulation. Intra-hour 

interchange is allowed to vary to allow economic transfers between the ISO, 

PacifiCorp and NV Energy, reflecting the operational efficiencies of the current 

EIM. The APS EIM cases simulate the operations of an EIM consisting of the ISO, 

PacifiCorp, NV Energy and APS BAs. Hurdle rates between the BAs are removed 

in real-time and intra-hour interchange is allowed up to the real-time transfer 

capabilities specified in each scenario. The study quantifies the EIM-wide 

benefit of APS’s participation in the EIM by measuring the reduction in 

production costs from the BAU case to the APS EIM case.  

2.3.2 INPUT DATA 

The initial dataset used for this report is the database used in analysis for the 

WECC VGS analysis and updated in the NWPP’s Phase 1 Economic Benefit 
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Assessment. This dataset was built on information originally compiled for the 

WECC’s Transmission Expansion Planning Policy Committee (TEPPC) 2020 PC0 

database.  

This study made the following key updates to the case: 

 Zonal transport model. The transmission network in PLEXOS was 

modeled at the zonal level rather than the nodal level. This change was 

made to more accurately represent commercial behavior of two BAs 

scheduling transactions between each other through trading hubs. 

Using the zonal model also significantly reduces model run time. 

 Topology updates. The transmission transfer capability between APS 

and neighboring zones was modeled according to APS’s typical monthly 

total transmission capability. The remaining transmission topology and 

hurdle rate assumptions are based on the zonal model used for the 

ISO’s 2012 Long-Term Procurement Plan (LTPP).  

 Combustion turbine commitment during real-time. Quick-start 

combustion turbines were allowed to commit and dispatch in the real-

time simulations to reflect the ISO’s addition of the 15-minute real-time 

unit commitment process for the EIM. 

 Hydro optimization window. The real-time simulations optimized the 

dispatch of flexible hydro units across a 6-hour window. 

 Nuclear generation. All nuclear plants throughout the WECC were 

modeled as must-run at their maximum capacity to avoid any unrealistic 

intra-hour changes in nuclear generation. 

 Generation updates in California. A number of select generator updates 
were made in the California ISO footprint, including: (1) retiring the  San 

Onofre Nuclear Generation Station (SONGs); (2) applying the ISO’s 

current best estimate of retirement and repowering of once-through 
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cooling generators by 2020; (3) updating the ISO’s share of Hoover 

generation to match the values in the 2012 LTPP, and (4) updating the 

California ISO renewable resource mix to reflect a higher share of solar 

PV in the renewable resource portfolio and a lower share of wind 

resources based on current and planned additions for meeting the 

state’s 33% RPS target by 2020. The resource mix was also adjusted to 

include additional rooftop PV solar in the ISO, which was not reflected in 

the original TEPPC model. 

 Generation updates in APS. APS generation in the database was 

updated to reflect APS planned additions of peaking units at Ocotillo, its 

planned retirement of a Cholla unit, as well as APS suggested revisions 

to operating characteristics and costs on certain APS generators. 

Additionally, based on information from APS indicating that APS 

currently does not routinely call on the Four Corners plant or its share of 

the Navajo plant to respond to within-hour changes, E3 held the real-

time dispatch of those units equal to their hour-ahead dispatch levels 

during the real-time cases. 

2.3.3 DISPATCH SAVINGS SCENARIOS 

The dispatch savings were evaluated under a primary scenario and ten 

alternative scenarios with different assumptions regarding RPS levels in 

California, natural gas prices, coal retirements, CO2 prices, and EIM wheeling 

charges on transactions. The scenarios were developed based on input from APS 

staff to highlight changes that APS believed both plausible to occur and also 

valuable to explore to test the robustness of EIM savings. Table 4 summarizes 

the assumptions used for each scenario modeled for calculating EIM sub-hourly 

benefits.  
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In the primary scenario, the burnertip natural gas price in the APS BA is equal to 

$4.4 per MMBtu, and this price is adjusted by +30% and -30% in the High Gas 

Price and Low Gas Price Scenarios, respectively. Natural gas prices in all other 

BAs throughout the WECC were adjusted by a similar percentage.  
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Table 4. Overview of EIM Scenario Assumptions 

Scenario 
CA 
RPS  

CA CO2 
price 
level 

($/ton) 

Rest of 
WECC CO2 
price level 

($/ton) 

APS natural 
gas price  

($ per 
MMBTU) 

Incremental 
coal 

retirement 

EIM 
wheeling 

rate  
($ per MWh)

0. Primary Scenario 33% $18 $0 $4.4 Base $0 

1. CA 40% RPS  40% $18 $0 $4.4 Base $0 

2. WECC-wide CO2 
($18/ton) 

33% $18 $18 $4.4 Base $0 

3. Significant WECC  
Coal Retirement  

33% $18 $0 $4.4 Large $0 

4. Moderate WECC  
coal retirement 

33% $18 $0 $4.4 Moderate $0 

5. WECC-wide CO2 
($40/ton) plus moderate 
coal retirement  

33% $40 $40 $4.4 Moderate $0 

6. 30% Higher Gas Prices 33% $18 $0 $5.7 Base $0 

7. 30% Lower Gas Prices 33% $18 $0 $3.1 Base $0 

8. EIM wheeling cost 
$1/MWh 

33% $18 $0 $4.4 Base $1 

9. High CA RPS, high gas, 
moderate coal retirement  

40% $18 $0 $5.7 Moderate $0 

10. High CA RPS, low gas, 
moderate coal retirement 

40% $18 $0 $3.1 Moderate $0 

 

2.3.4 ATTRIBUTION OF BENEFITS TO EIM PARTICIPANTS 

Total production cost savings represent the dispatch benefits to all EIM 

participants, including APS, as a result of APS’s participation in the EIM. We 

attributed these benefits to APS and the current EIM participants by calculating 

the sum of the following components: (1) real-time generator production costs 

and (2) real-time imbalance costs, equal to imbalance times an EIM-wide market 
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clearing price. The sum of these components for a given area, such as APS, 

represents a proxy for the total cost to serve load, including the production 

costs to run local generators and the cost of importing power (or revenues from 

exporting power). The net change in this sum in the APS EIM case versus the 

BAU case represents the incremental benefit to a given participant as a result of 

APS’s participation.  

Since the EIM does not affect HA operations, there is no change in HA net 

import costs between the BAU and APS EIM cases. The EIM-wide market 

clearing price used to calculate real-time imbalance costs is the imbalance-

weighted average of the participating BAs. 

2.4 Flexibility Reserve Savings Methodology 

The operational cost savings from reduced flexibility reserve requirements were 

estimated using the following methodology. First, a statistical analysis is used to 

estimate the quantity of flexibility reserve reductions from APS’s participation in 

the EIM. To produce EIM annual reserve savings, this quantity reduction of 

flexibility reserve requirements is valued based on historical ISO flexible ramping 

constraint shadow prices for 2013 and 2014. 

2.4.1 FLEXIBILITY RESERVE REQUIREMENT 

To determine flexibility reserve requirements, we used the real-time (10-

minute) and HA schedule of load, wind, and solar data developed through the 

WECC VGS and PNNL study. These data are used to calculate a distribution of 

flexibility needs (i.e., real-time net load minus the HA net load schedule). Each 
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BA’s flexibility reserves requirement for each month and hour are calculated 

using a 95% confidence interval (CI), where the 2.5th and 97.5th percentiles 

determine the flexibility down and up requirements, respectively.20  

For the BAU case, the flexibility requirements for the current EIM were 

calculated by summing the net load profiles for the ISO, PacifiCorp and NV 

Energy BAs before calculating the 95% CI. 21 APS’s standalone requirements are 

calculated as a standalone entity. In the APS EIM case, flexibility requirements 

are calculated for the larger EIM including APS by summing the ISO, PacifiCorp, 

NV Energy and APS BA net load profiles. APS’s EIM participation results in a 

“diversity benefit” that reduces total upward flexibility requirements by 135.6 

MW on average.22  

2.4.2 AVOIDED COST OF FLEXIBILITY RESERVES 

To value flexibility reserve reductions, we first examined flexible ramping 

constraint shadow prices in the ISO for 2013 and 2014. The ISO has applied a 

flexible ramping constraint in the five-minute market optimization since 

December 2011 to maintain sufficient upward flexibility. Generators that are 

chosen to resolve a constraint are compensated at the shadow price, which 

reflects the marginal unit’s opportunity cost. However, if there is sufficient 

capacity available, the constraint is not binding, resulting in a shadow price of 

zero. For 2013 the average flexible ramping constraint shadow price over all 

                                                            
20 Using the 95% confidence interval to calculate flexibility reserve requirements is consistent with the approach 
used in the NWPP EIM Phase 1 study. 
21 Due to diversity in forecast error and variability, the 95th percentile of aggregated real-time deviation from HA 
forecast for the entire EIM is a smaller level (relative to the size of the BAs) than it would be for the sum of 
individual EIM members. 
22 This reduction is subject to real-time transmission transfer capability limits, and cannot be larger than the 
transmission transfer levels between individual EIM participants and the rest of the EIM. 
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hours of the year was $6.98/MWh, and in 2014 the shadow price was 

$2.23/MWh on average.23 Quantity reductions in upward flexibility 

requirements in 2020 are valued at the 2013 shadow price under the high 

flexibility reserve benefit case, and at the 2014 shadow price under the low 

flexibility reserve benefit case. 

2.4.3 ATTRIBUTION OF FLEXIBILITY RESERVE SAVINGS 

Flexibility reserve savings were attributed to APS and the current EIM 

participants by comparing their relative reduction in flexibility reserve 

requirements in the BAU case compared to the case with APS as an EIM 

participant. The ISO’s Business Practice Manual (BPM) details how the ISO will 

assign flexibility reserve requirements among EIM participants. Each 

participating BA will be assigned a flexibility requirement equal to the BA’s 

standalone flexibility reserve requirement (if it were not an EIM participant). 

This is reduced by an EIM reserve diversity factor that is equal to the combined 

EIM flexibility reserve requirement (which reflects diversity benefit across the 

EIM) divided by the sum of standalone flexibility reserve requirement quantity 

for all EIM participants if they were operating as standalone entities.24 

Overall, APS’s participation in the EIM provides incremental diversity to the full 

EIM footprint, reducing flexibility reserve requirements for current EIM 

participants by 83.4 MW on average, which is an 8% reduction compared to 

their requirements in the current EIM. APS’s own flexibility reserve requirement 

                                                            
23 See CAISO (2014a). Inflated here from 2013 to 2014 dollars assuming an annual inflation rate of 2%. 
24 See CAISO (2014b). 
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is reduced by 52.2 MW on average, a 28% reduction from its requirements as a 

standalone BA.  
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3 Results 

3.1 Benefits to APS 

Table 5 below presents the annual benefits of APS’s EIM participation in 2020 

under each scenario. Each row displays APS’s EIM sub-hourly cost savings for a 

particular scenario modeled in the PLEXOS simulation, the flexibility reserve 

requirement savings range, and the total benefits, which is the sum of sub-

hourly dispatch savings plus flexibility savings. 
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Table 5. Annual Benefits to APS by Scenario (million 2014$) 

Scenario 

Sub-hourly 
dispatch 

Savings to 
APS 

Flexibility 
Reserve 
Savings 
Range 

Total EIM 
savings to 

APS 
0. Primary Scenario $8.9 $1.0 - $3.2  $9.9 - 12.1 

1. CA 40% RPS  $12.9 $1.0 - $3.2  
(for all 

scenarios) 

$14.0 - 16.1 

2. WECC-wide CO2 
($18/ton) 

$10.7  $11.7 - 13.9 

3. Significant WECC  
Coal Retirement  

$8.3  $9.3 - 11.5 

4. Moderate WECC  
coal retirement 

$8.0  $9.0 - 11.2 

5. WECC-wide CO2 
($40/ton) plus moderate 
coal retirement  

$8.5  $9.6 - 11.7 

6. 30% Higher Gas Prices $11.9  $12.9 - 15.1 

7. 30% Lower Gas Prices $5.9  $7.0 - 9.1 

8. EIM transfer cost 
$1/MWh 

$8.4  $9.5 - 11.6 

9. High CA RPS, high gas, 
moderate coal retirement  

$14.9  $16.0 - 18.1 

10. High CA RPS, low gas, 
moderate coal retirement 

$8.9  $10.0 - 12.1 

      Note: Individual estimates may not sum to total benefits due to rounding. 
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The resulting EIM sub-hourly dispatch benefits to APS shown in Table 5 range 

from $5.9 million per year (in Scenario 7, which assumes low natural gas prices 

in APS and through the WECC) to $14.9 million (in Scenario 9, which includes 

high gas prices, a 40% RPS in California, and moderate incremental coal 

retirements). The primary case savings to APS were $8.9 million. Comparing 

scenarios indicates that a higher RPS in California, and higher gas prices tend to 

have a positive impact on EIM benefits. By contrast, lower gas price 

assumptions (such as in Scenarios 7 and 10) reduce EIM dispatch benefits to APS 

because they lower the value of savings that results when the EIM improves the 

dispatch efficiency of gas generators. A range of coal retirement scenarios were 

developed to test whether EIM savings would change significantly if coal 

dispatch was reduced across the WECC as a result of the U.S. Environmental 

Protection Agency’s Clean Power Plan Proposed Rule or other federal 

regulations restricting electric sector CO2 emissions. These cases show slightly 

lower EIM savings for APS relative to the primary scenario, with the differences 

for these scenarios relative to the primary case typically being less than $1 

million per year. 

The flexibility reserve savings to APS range from $1.0 to $3.2 million per year in all 

scenarios. The range was produced using the 52.2 MW average reduction in APS 

upward flexibility reserve requirements over the full year, multiplied by the ISO 

historical values for flexible ramping constraint shadow prices (in $/MWh) from 

2014 (low case) and 2013 (high case).  
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3.2 Incremental Benefits to Current EIM Participants 

Table 6 below presents the incremental benefit to the current EIM participants as 

a result of APS’s participation in the EIM. In total, APS’s participation is projected 

to create $3.0 to $6.5 million per year in incremental sub-hourly dispatch and 

flexibility reserves benefits for the current EIM participants under the primary 

scenario, and a range of total benefits from $2.2 to $8.1 million per year under 

the alternative scenarios.  
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Table 6. Annual Benefits to Current EIM Participants (million 2014$) 

 
Scenario 

Sub-hourly 
dispatch 

Savings to 
Current EIM 
Participants 

Flexibility 
Reserve 
Savings 
Range 

Total EIM 
savings to 

Current EIM 
Participants 

0. Primary Scenario $1.4 $1.6 - $5.1  $3.0 - 6.5 

1. CA 40% RPS  $0.6 $1.6 - $5.1  
(for all 

scenarios) 

$2.2 - 5.7 

2. WECC-wide CO2 
($18/ton) 

$2.9 $4.5 - 8.0 

3. Significant WECC  
Coal Retirement  

$0.9 $2.6 - 6.0 

4. Moderate WECC  
coal retirement 

$0.8 $2.4 - 5.9 

5. WECC-wide CO2 
($40/ton) plus moderate 
coal retirement  

$3.0 $4.6 - 8.1 

6. 30% Higher Gas Prices $2.2 $3.8 -  7.3 

7. 30% Lower Gas Prices $1.9 $3.6 - 7.0 

8. EIM transfer cost 
$1/MWh 

$2.1 $3.7 - 7.2 

9. High CA RPS, high gas, 
moderate coal retirement  

$1.4 $3.1 - 6.5 

10. High CA RPS, low gas, 
moderate coal retirement 

$0.7 $2.3 - 5.8 

      Note: Individual estimates may not sum to total benefits due to rounding. 

3.3 Results Discussion 

3.3.1 DRIVERS OF SUB-HOURLY DISPATCH BENEFITS 

Sub-hourly dispatch benefits are driven by a number of factors in the different 

scenarios modeled. EIM participation enables APS to flexibly import and export 
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within the hour over its interties with other EIM participants, as opposed to 

maintaining fixed hourly net interchange schedules as in the BAU case, and 

solely relying on its own resources to resolve real-time imbalances. As a result, 

EIM participation reduces the frequency that APS needs to start up and run its 

more expensive generation to respond to sub-hourly changes in load or 

renewable resource conditions, so APS can serve more of its load using lower 

cost units. Figure 2 below shows APS net exchange over a 3-day period in 

August for both the BAU and APS EIM case; positive values in the figure indicate 

outgoing energy flows from APS to other BAs. The figure illustrates how EIM 

participation enables APS to have a much more flexible sub-hourly net exchange 

than APS would have if scheduling bilaterally on a fixed hourly basis as assumed 

in the BAU case. 

Figure 2. APS Net Exchange for Three-Day August Period 

 

Additionally, EIM participation enables APS to import low-cost power from the 

other EIM participating BAAs during hours when those BAAs have lower cost 
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generation that becomes available in a sub-hourly time interval due to lower 

than expected load or higher than expected wind and solar output within the 

hour. The ISO BAA in particular, due to the large level of solar generation 

present in its system by 2020, has significant within-hour ramps and at times 

faces very low real-time prices or even negative prices when it would need to 

curtail renewable generation that it cannot use in that time to serve load. As an 

EIM participant, APS can provide a service and also realize cost savings during 

these conditions, by reducing its own internal dispatch in real-time and reducing 

its exports to the ISO (relative to the hour-ahead interchange schedule).  

3.3.2 DRIVERS OF FLEXIBILITY RESERVE SAVINGS 

The additional diversity from APS’s participation in the EIM would bring an 

incremental 135.6 MW reduction in EIM-wide flexibility reserve requirements 

compared to the sum of current EIM reserve requirements plus APS standalone 

reserve requirements in the BAU case. The EIM assigns flexibility reserve 

requirements and allocates the diversity reduction among EIM participants 

based on their relative share of the sum of standalone reserves if each were 

operating without an EIM. On average, throughout the year, this methodology 

results in a 52.2 MW reducing in average flexibility reserve requirements for APS 

and an incremental 83.4 MW reserve reduction attributed to the current EIM 

participants. 

This study values these flexibility reserve reductions based on the average 

historical flexible ramping constraint shadow price in the ISO. The high case uses 
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the 2013 historical average shadow price, which was $6.98/MWh; the low case 

uses the 2014 historical average shadow price which was $2.23/MWh.25 

3.3.3 CONSERVATIVE ASSUMPTIONS 

This study applied a number of conservative assumptions in this analysis, which 

could result in underestimating the benefits quantified above that would accrue 

to APS and to the current EIM participants. These assumptions include: 

 Reliability-related benefits were not quantified. The study did not 

quantify the potential reliability benefits tied to the increased 

situational awareness and resource control that the EIM will enable. 

Although these benefits are difficult to quantify, they are important to 

consider qualitatively as they are likely to produce substantial benefits. 

 HA and DA transactions held constant. The modeling approach 

conservatively assumed in the DA and HA case runs that APS’s 
participation in the EIM would not change APS dispatch or transactional 

decisions relative to the BAU scenario. Over time, however, we believe 

as an EIM participant, APS may be able to use information obtained 

through more transparent awareness of the real-time market to adjust 

its positions more optimally in the HA and DA markets. APS’s 

participation in the EIM could also allow APS to avoid transactions costs 

related to buy-sell price spreads currently incurred for market 

purchases and sales in bilateral 15-minute or HA trading. EIM 

transactions for APS would avoid such costs. 

 Intra-regional dispatch savings were not quantified. APS indicated that 

internal congestion on the APS system is usually small, so the analysis 

                                                            
25 Adjusted from 2013 to 2014 dollars. 
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did not endeavor to quantify if the EIM can help reduce costs or relieve 

problems within APS’s BAA. 

 Thermal generators were modeled with flat heat rates. The database 

used in this study modeled units with a single heat rate point regardless 

of the unit’s level of dispatch. Other databases typically use step-

function incremental heat rates for thermal generators; such heat rates 

reflect the fact that a generator will typically have a higher average heat 

rate when operating at minimum dispatch levels (i.e., Pmin) compared 
to when operating closer to maximum output (i.e., Pmax). The EIM 

dispatch savings are driven by identifying efficiency opportunities to 

reduce dispatch of generation in one BAA and increase dispatch on a 

lower-cost generator located in a different participating BAA. Modeling 

thermal units with non-flat heat rates could produce greater variation in 

heat rates across generators (depending on their operating levels) and 

result in greater opportunities for EIM dispatch savings. 
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4 Conclusions 

This study assessed the benefits to APS from participation in the ISO EIM, as well 

as the incremental savings that would accrue to the current EIM participants as 

a result of APS’s participation. The study focused on quantifying two categories 

of benefits: sub-hourly dispatch savings and savings from reduced flexibility 

reserve requirements. The gross benefits identified are robust to a range of 

input assumptions regarding RPS levels in California, natural gas prices, coal 

retirements, CO2 prices, and EIM wheeling charges on real-time transactions. 

Increased RPS levels in California would likely have an upward impact on EIM 

savings to APS, as it would lead to more hours in which there is value to the 

flexibility provided by APS generators and the ability of APS to selectively reduce 

real-time dispatch to bring low or zero cost energy from the other portions of 

the EIM. 

These savings do not include a quantification of potential savings to APS from 

improved DA or HA market efficiency as a result of access to EIM pricing data, nor 

from improved reliability. The modeling approach conservatively assumed in the 

DA and HA case runs that APS’s participation in the EIM would not change APS 

dispatch or transactional decisions relative to the BAU scenario. Over time, 

however, we believe as an EIM participant, APS may be able to use information 

obtained through more transparent awareness of the real-time market to 

adjusting its positions more optimally in the HA and DA markets. In addition, APS’s 

participation in the EIM may allow APS to avoid transactions costs related to buy-
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sell price spreads currently incurred for market purchases and sales in bilateral 15-

minute or HA trading.  

Finally, we did not quantify the potential reliability benefits tied to the increased 

situational awareness and resource control that the EIM creates. Although both 

of these benefits are difficult to quantify, they are important to consider 

qualitatively as they are likely to produce substantial benefits in addition to the 

savings quantified in this study.  

DOCKET UE 296 
PAC/906 

Page 51 of 54



 
 

 

 APS Energy Imbalance Market Participation: Benefits Assessment
 

P a g e  |  46  | 

5 References 

California Independent System Operator (CAISO) (2014a). 2013 Annual Report 

on Market Issues and Performance. Available at: 

http://www.caiso.com/Documents/2013AnnualReport-MarketIssue-

Performance.pdf 

California Independent System Operator (CAISO) (2014b). Business Practice 

Manual for The Energy Imbalance Market, Version 1, Draft, Revision Date July 1, 

2014. Available at: 

http://www.caiso.com/Documents/BusinessPracticeManual-

EnergyImbalanceMarket-Draft.pdf 

California Independent System Operator (CAISO) (2014c). Energy Imbalance 

Market. Accessed August 28, 2014. Available at: 

http://www.caiso.com/informed/Pages/StakeholderProcesses/EnergyImbala

nceMarket.aspx 

California Independent System Operator (CAISO) (2014d). Flexible Ramping 

Constraint Penalty Price In the Fifteen Minute Market. Available at: 

http://www.caiso.com/Documents/TechnicalBulletin-

FlexibleRampingConstraintPenaltyPrice-FifteenMinuteMarket.pdf 

DOCKET UE 296 
PAC/906 

Page 52 of 54



 

 
 

P a g e  |  47  |

 References 
 

© 2015 Energy and Environmental Economics, Inc. 

California Independent System Operator (CAISO) (2014e). Flexible Ramping 

Products: Incorporating FMM and EIM – Revised Straw Proposal. Available at: 

http://www.caiso.com/Documents/RevisedStrawProposal_FlexibleRampingPr

oduct_includingFMM-EIM.pdf 

Energy and Environmental Economics, Inc. (E3) (2013). PacifiCorp-ISO Energy 

Imbalance Market Benefits. Available at: 

http://www.caiso.com/Documents/PacifiCorp-

ISOEnergyImbalanceMarketBenefits.pdf 

Energy and Environmental Economics, Inc. (E3) (2014). NV Energy-ISO Energy 

Imbalance Market Economic Assessment. Available at: 

http://www.caiso.com/Documents/NV_Energy-ISO-

EnergyImbalanceMarketEconomicAssessment.pdf 

Energy and Environmental Economics, Inc. (E3) (2015). Benefits Analysis of 

Puget Sound Energy’s Participation in the ISO Energy Imbalance Market. 

Available at: http://pse.com/aboutpse/EnergySupply/Documents/PSE-

ISO_EIM_Report_wb.pdf 

Federal Energy Regulatory Commission (FERC) (2013). Qualitative Assessment of 

Potential Reliability Benefits from a Western Energy Imbalance Market. 

Available at: http://www.caiso.com/Documents/QualitativeAssessment-

PotentialReliabilityBenefits-WesternEnergyImbalanceMarket.pdf 

Hunsacker, M. et al (2013). Balancing Authority Cooperation Concepts to 

Reduce Variable Generation Integration Costs in the Western Interconnection: 

Intra-Hour Scheduling. Report to WECC Variable Generation Subcommittee 

DOCKET UE 296 
PAC/906 

Page 53 of 54



 
 

 

 APS Energy Imbalance Market Participation: Benefits Assessment
 

P a g e  |  48  | 

(VGS). Available at: http://energyexemplar.com/wp-

content/uploads/publications/Balancing%20Authority%20Cooperation%20Co

ncepts%20-%20Intra-Hour%20Scheduling.pdf 

Samaan, NA, et al. (2013). Analysis of Benefits of an Energy Imbalance Market in 

the NWPP. Available at: 

http://www.pnnl.gov/main/publications/external/technical_reports/PNNL-

22877.pdf 

Western Electricity Coordinating Council (WECC), Transmission Expansion 

Planning (TEP) Department (2015). Release Notes for WECC 2024 Common 

Case: Accompanies WECC 2024 Common Case, Version 1.4. Available at: 

https://www.wecc.biz/Reliability/150119_2024CC-V1.4.zip 

 

 

DOCKET UE 296 
PAC/906 

Page 54 of 54



 
 
 
 
 
 
 
 
 
 

BEFORE THE PUBLIC UTILITY COMMISSION 
OF OREGON 

 
UE 296 

 
 
 
 
 
 
 
 
 
 

PACIFICORP 
 

___________________________________________________________ 
 
 

PAC/907 to Cross-Examination Statement 
 
 

Benefits Analysis of Puget Sound Energy’s  
Participation in the ISO Energy Imbalance Market, 

Energy and Environmental Economics (September 2014) 
 
 
 
 
 
 
 
 

August 18, 2015 
 
 
 

 



 
 

 

 

 

 

   

Benefits Analysis of 
Puget Sound Energy’s 
Participation in the ISO 
Energy Imbalance Market
 

 

September 2014 

DOCKET UE 296 
PAC/907 

Page 1 of 72



 

 

 
 
   

DOCKET UE 296 
PAC/907 

Page 2 of 72



 
 

 

 
 

 

 

 

 

 

© 2014 Copyright. All Rights Reserved. 

Energy and Environmental Economics, Inc. 

101 Montgomery Street, Suite 1600 

San Francisco, CA 94104 

415.391.5100 

www.ethree.com 

 

 

Prepared For: 
Puget Sound Energy and California Independent System Operator 

 
 

Prepared By: 
Jack Moore, Gabe Kwok and Ren Orans 

Energy and Environmental Economics, Inc. (E3) 
 

Tao Guo and Guangjuan Liu 
Energy Exemplar 

 

Benefits Analysis of 
Puget Sound Energy’s 
Participation in the ISO 
Energy Imbalance Market
  

September 2014 

DOCKET UE 296 
PAC/907 

Page 3 of 72



 

 

   

DOCKET UE 296 
PAC/907 

Page 4 of 72



 
 

Table of Contents 

Executive Summary ........................................................................................ 1 

1  Introduction ............................................................................................ 12 

1.1  Background and Objectives .............................................................. 12 

1.2  Structure of the Report ....................................................................... 14 

2  Study Assumptions and Approach .................................................... 15 

2.1  Overview of Approach ........................................................................ 15 

2.2  Key Assumptions ................................................................................ 17 

2.2.1  Sub-hourly Dispatch ........................................................... 18 

2.2.2  Real-time Transmission Transfer Capability ................. 19 

2.2.3  Hurdle Rates ........................................................................ 21 

2.2.4  Flexibility Reserves ............................................................ 23 

2.2.5  Hydropower Modeling ........................................................ 26 

2.3  Sub-hourly Dispatch Benefits Methodology ................................... 28 

2.3.1  Production Cost Modeling ................................................. 28 

2.3.2  Input Data ............................................................................. 30 

2.3.3  Scenarios ............................................................................. 33 

2.3.4  Attribution of Benefits to EIM Participants ..................... 34 

2.4  Flexibility Reserve Savings Methodology ....................................... 35 

2.4.1  Flexibility Reserve Requirement ...................................... 36 

2.4.2  Avoided Cost of Flexibility Reserves .............................. 37 

2.4.3  Attribution of Flexibility Reserve Savings ....................... 38 

DOCKET UE 296 
PAC/907 

Page 5 of 72



 

 

3  Results ..................................................................................................... 40 

3.1  Overview of Benefits Across Scenarios ......................................... 40 

3.2  Detailed Benefit Results by Category ............................................. 42 

3.2.1  Sub-hourly Dispatch Benefits and Imbalance Levels .. 42 

3.2.2  Drivers of Sub-hourly Dispatch Benefits for PSE ......... 46 

3.2.3  Flexibility Reserve Savings .............................................. 51 

3.3  Results Discussion ............................................................................. 52 

4  Additional Wind Balancing Cost Savings ......................................... 55 

4.1  Renewable Balancing Cost Savings ............................................... 55 

4.2  Renewable Curtailment Savings ..................................................... 57 

5  Conclusions ............................................................................................ 59 

6  References .............................................................................................. 61 

 

   

DOCKET UE 296 
PAC/907 

Page 6 of 72



 
 

Acknowledgements 

 Joe Hoerner, PSE 

 Josh Newkirk, PSE 

 Zach Gill‐Sanford, PSE 

 Mark Rothleder, California ISO 

 Jim Price, California ISO 

 Don Fuller, California ISO 

 Xiaobo Wang, California ISO 

 Dave Timson, California ISO 

 

 

 

 

 

 

 

 

   

DOCKET UE 296 
PAC/907 

Page 7 of 72



 

 

Acronyms 

BA  Balancing Authority 

BAA  Balancing Authority Area 

CAISO  California Independent System Operator 

DA  Day‐ahead 

EIM  Energy Imbalance Market 

FERC  Federal Energy Regulatory Commission 

HA  Hour‐ahead 

NPV  Net Present Value 

NVE  NV Energy 

PAC  PacifiCorp 

PSE  Puget Sound Energy 

 

 

 

 

 

DOCKET UE 296 
PAC/907 

Page 8 of 72



 

 
 

P a g e  |  1  |

 Executive Summary 
 

© 2014 Energy and Environmental Economics, Inc. 

Executive Summary 

This report examines the benefits of Puget Sound Energy’s  (PSE) participating  in 

the  energy  imbalance  market  (EIM)  operated  by  the  California  Independent 

System Operator  (ISO).  The  ISO’s  EIM  is  a  regional 15‐  and 5‐minute balancing 

energy market, including real‐time unit commitment capability, which will go live 

with binding settlements in November 2014 between the ISO and PacifiCorp, with 

NV Energy planning to participate starting in October 2015. In this study, the ISO, 

PacifiCorp, and NV Energy are referred to as “current EIM participants”, and they 

are  assumed  to  be  already  participating  in  the  EIM  before  PSE’s  participation 

would commence, which is assumed to be in 2016.1 

This  report  estimates  the  benefits  of  PSE’s  participation  in  the  EIM  for  two 

scenarios  with  alternative  sub‐hourly  transmission  transfer  capability  levels 

between PSE and current EIM participants.2 For the 2020 study year, participation 

in  the  EIM  is  estimated  to  bring  sub‐hourly  dispatch  efficiency  and  flexibility 

reserves savings to PSE in the range of $18.3 to $20.1 million per year.  

Since an EIM increases operational efficiency and flexibility, it also could facilitate 

cost effective  renewable  integration.  If  feasible,  this could allow PSE  to save an 

                                                            
1
  Throughout  this  report,  Balancing  Authorities  (BAs)  that  participate  in  the  EIM  are  described  as  “EIM 
participants”. These participating BAs are referred to in the ISO’s EIM Business Practice Manual and tariff as “EIM 
Entities”. See CAISO (2014b). 
2
 All benefits are reported in 2014 dollars. 
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additional  $9.1 million  per  year  in wind  integration  costs.  PSE  also  anticipates 

that, under certain conditions, EIM participation could help PSE obtain additional 

cost  savings  of  up  to  $0.8 million  per  year  related  to  avoiding  curtailment  of 

renewable energy resources if PSE were to balance all of its wind resources within 

its Balancing Authority Area (BAA).3 

For the 2020 study year, PSE’s participation is also expected to provide benefits of 

$3.5  to  $4.2 million  per  year  for  the  current  EIM  participants,  and  create  no 

incremental  implementation  costs  to  those  entities.  All  incremental  costs  are 

expected to be recovered from PSE through fixed and administrative charges. 

PSE has evaluated  the  costs and benefits  reported  in  this  study  and  concluded 

that  its participation  in the EIM  is  likely to provide a  low‐risk means of achieving 

operational  net  benefits  for  PSE  and  current  EIM  participants.  PSE  staff  has 

estimated  that  PSE  would  incur  one‐time  EIM  startup  costs  of  $14.2  million 

including contingency costs, and ongoing costs of approximately $3.5 million per 

year. These startup costs,  taken  together with a 20‐year series of ongoing costs 

and  annual  benefits  consistent  with  the  level  identified  in  this  report,  would 

produce  a Net Present Value  (NPV) of $153.7 million  to $174.4 million.4 These 

results  also  provide  further  confirmation  that  total  expected  EIM  benefits  can 

                                                            
3
 A Balancing Authority Area  (BAA)  is  the collection of generation,  transmission, and  loads within  the metered 
boundaries of a BA, which is responsible entity that maintains load‐resource balance within this area, integrates 
resource plans ahead of time, and supports Western Interconnection frequency in real‐time. See NERC (2014).   
4
  NPV  has  been  estimated  for  the  year  2014.  The  calculation  assumes  20  years  of  sub‐hourly  dispatch  and 
flexibility  reserves benefits and annual ongoing cost  from 2016  through 2035. PSE’s participation  in  the EIM  is 
estimated  to  go  live  in  Fall  2016 with  benefits  and  ongoing  costs  assumed  to  begin  then.  Startup  costs  are 
assumed  to be  incurred during 2015 and 2016.   All values have been discounted using PSE after‐tax weighted 
average cost of capital (WACC) of 6.7% nominal, consistent with PSE’s 2013 Integrated Resource Plan (IRP), and 
have assumed annual  inflation  rate of 2%.  Increasing  the NPV  calculation  to  include 30  years of benefits and 
ongoing costs would raise the NPV range to $190.2 to $216.3 million. 
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increase as additional participants join the EIM and broaden the regional diversity 

and footprint of the real‐time market.  

Two additional material benefits have not been quantified. First, the study team 

conservatively assumed  that PSE’s behavior and actions  in  the hour‐ahead  (HA) 

and  day‐ahead  (DA)  market  would  not  be  influenced  by  the  continuous 

information  flowing  from participation  in  the EIM market; we expect  that  such 

information  could  create  learning and additional  cost  savings  for PSE  in  the HA 

and DA market over time, but those additional savings are not quantified  in the 

analysis  for  this  report.  Second,  the  study  team  did  not  quantify  the  potential 

reliability  benefits  tied  to  the  increased  situational  awareness  and  resource 

control  that  the  EIM  creates.  Although  both  of  these  benefits  are  difficult  to 

quantify, they are important to consider qualitatively as they are likely to produce 

substantial benefits. 

EIM Background 

Changes in the electricity industry in the Western U.S. are making the need for 

greater coordination between Balancing Authorities (BAs) increasingly apparent. 

Recent  studies have  suggested  that  it will be possible  to  reliably operate  the 

current Western electric grid both with greater efficiency and higher  levels of 

variable  renewable  generation.  Doing  so  will  require  improving  and 

supplementing  the  bilateral  markets  used  in  the  Western  states  with 

mechanisms  that  allow  shorter  time  intervals  for  scheduling  and  more 

optimized coordination. The EIM provides such a mechanism. 

The EIM  is a balancing energy market that optimizes generator dispatch within 

and  between  participating  BAAs  every  15  and  5 minutes.  The  EIM  does  not 
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replace  the  DA  or  HA  markets  and  scheduling  procedures  that  exist  in  the 

Western Interconnection today.  

By  allowing BAs  to  pool  load  and  generation  resources,  the  EIM  lowers  total 

flexibility  reserve  requirements  and minimizes  curtailment  of  variable  energy 

resources for the region as a whole, thus lowering costs for customers. The EIM 

is complementary to Federal Energy Regulatory Commission  (FERC) Order 764, 

which emphasizes 15‐minute scheduling over interties. The EIM builds value on 

top  of  this  15‐minute  scheduling  capability  by:  (1)  using  software  tools  to 

identify  sub‐hourly  transactions  that  produce  an  optimized  dispatch  and 

minimize production costs, while respecting reliability limits (known as “Security 

Constrained  Economic  Dispatch”,  or  “SCED”);  (2)  bringing  this  optimized 

dispatch down to a 5‐minute interval level; (3) incorporating optimized real‐time 

unit  commitment  of  quick‐start  generation;  and  (4)  enabling  better  use  and 

compensation  of  flexible  ramping  capacity  in  real‐time,  which  reflects  the 

diversity  of  loads  and  resources  across  the  EIM  footprint,  allowing  EIM 

participants to individually reserve a smaller amount of committed capacity for 

sub‐hourly  flexibility,  further  reducing  total operational  costs  to  reliably  serve 

customers. 

In advance of the November 2014 go‐live date for EIM operations with binding 

settlements,  the  ISO and PacifiCorp have worked with  stakeholders  to  finalize 

details of  the EIM’s  structure and  functions, and have  received FERC approval 

for  tariff  changes  that  enable  EIM  implementation.5  Throughout  the  EIM 

stakeholder process, the ISO has emphasized that the EIM  is being designed to 

                                                            
5
 For the latest details of the ISO EIM, see CAISO (2014c). 
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enable other BAs  throughout  the Western  Interconnection  to participate. The 

ISO  has  established  an  EIM  Governance  Transitional  Committee,  whose 

members  includes stakeholders from throughout the Western Interconnection, 

to  further  lead  EIM  development  in  a  manner  that  is  beneficial  for  many 

participants  in  the  region,  and  to  provide  participants  confidence  that  their 

perspectives are reflected in this process. 

This Report 

PSE and the ISO worked together to jointly assess the potential benefits of PSE’s 

participation in the EIM and retained Energy and Environmental Economics, Inc. 

(E3),  a  consulting  firm,  to  conduct  an  economic  study  quantifying  those 

potential  benefits.  To  support  the  study,  Energy  Exemplar  provided  technical 

support  by  running  sub‐hourly  production  simulations  cases  using  PLEXOS,  a 

production simulation modeling tool, to calculate a portion of the benefits. This 

report  describes  the  findings  of  E3  and  Energy  Exemplar,  who  are  together 

referred to as “the study team” throughout the report.  

The  report  evaluates  benefits  using  an  approach  that  builds  upon  E3’s  EIM 

analyses for the ISO, PacifiCorp, and NV Energy.6 In addition, the study leverages 

the  modeling  improvements  summarized  in  Pacific  Northwest  National 

Laboratory’s (PNNL) Phase 1 EIM analysis for the Northwest Power Pool (NWPP).7 

This study focuses on the incremental benefits related to PSE’s participation in the 

EIM, while  assuming  that  the  ISO,  PacifiCorp  and  NV  Energy  are  already  EIM 

participants  in the base case. This study  incorporates additional details provided 

                                                            
6
 See E3 (2013 and 2014).  
7
 See Samaan et al. (2013). 
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by  PSE  to  improve  the  accuracy  of  PSE’s  generation  and  transmission  system 

represented in the production cost simulations. 

The primary scenarios in this report assess different categories of potential cost 

savings  from expanding  the EIM  to  include PSE, allowing PSE and  the  current 

EIM participants  to  further  improve dispatch efficiency and  take advantage of 

additional  diversity  in  loads  and  generation  resources  provided  by  PSE. 

Specifically,  the  participation  of  PSE  in  the  EIM  would  yield  two  principal 

benefits: 

 Sub‐hourly  dispatch  benefits,  by  realizing  the  efficiency  of  optimized 

combined  15‐  and  5‐minute  dispatch  and  real‐time  unit  commitment 

across  PSE  and  the  current  EIM  footprint,  compared  to  bilateral 

transactions  typically done on an hourly basis under business‐as‐usual 

(BAU) practice for PSE; and 

 Reduced flexibility reserves, by reflecting the diversity of load, wind and 

solar variability and uncertainty across PSE and the footprint of current 

EIM participants. 

In addition, if PSE were to integrate its remote wind resources to within its BAA, 

the  EIM  could  help  PSE  realize  savings  from  reduced  wind  curtailment,  by 

allowing PSE  to export or  reduce  imports of  renewable generation when  they 

would  otherwise  need  to  curtail  their  own  resources,  as  well  as  additional 

renewable  balancing  cost  savings  related  to  incremental  flexibility  reserves 

required for PSE to balance external wind plants itself.8  

                                                            
8
 The PacifiCorp‐ISO EIM and NV Energy‐ISO EIM analyses modeled a wide range of potential avoided curtailment 
in the ISO as a result of the EIM. This report assumes that PSE’s incremental participation in the EIM would not 
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E3’s  PacifiCorp‐ISO  EIM  study  included  a  separate  benefit  category, 

intraregional  dispatch  savings, which  arises  from  PacifiCorp  generators  being 

able  to  be  dispatched  more  efficiently  through  the  ISO’s  automated  nodal 

dispatch software, reducing transmission congestion within the PacifiCorp BAAs. 

Based on PSE’s experience that there is little internal congestion within the PSE 

transmission system, the study team assumed this benefit would be small and 

therefore did not include it in this analysis.   

In addition to the quantifiable benefits described above, the EIM is expected to 

provide  additional  reliability  benefits  that  are  not quantified  in  this  report. A 

recent FERC staff report  identified additional reliability benefits  that may arise 

from an EIM.9 These  include enhanced situational awareness, faster delivery of 

replacement generation after the end of contingency reserve sharing assistance, 

and enhanced integration of renewable resources. 

Benefit Methodology and Scenarios 

The  study  team estimated  the benefits of PSE’s participation  in  the EIM using 

the  PLEXOS  production  cost modeling  software  to  simulate  operations  in  the 

Western Interconnection for the calendar year 2020 with and without PSE as an 

EIM participant. The PLEXOS  software and 2020 database developed by PNNL 

for  the  NWPP  Phase  1  EIM  study  was  selected  to  leverage  the  improved 

characterization  of  transmission  and  generation  in  the  Northwest,  and  to 

improve the comparability of results from PSE’s perspective.  

                                                                                                                                                    
provide  incremental  avoided  curtailment  savings  for  the  ISO,  PacifiCorp  and NV  Energy  beyond  that  enabled 
through the current EIM; thus, curtailment savings included in this study are strictly related to wind plants owned 
by PSE. 
9
 See FERC (2013). 
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Like  the  NWPP  Phase  1  EIM  study  performed  by  PNNL,  this  analysis  used  a 

three‐stage simulation process,  including DA, HA, and  real‐time  simulations  to 

mirror actual power system operations. The DA and HA stages are simulated on 

an hourly basis. The real‐time stage is simulated with a 10‐minute time‐step and 

incorporates  the  variability  and  uncertainty  associated  with  load,  wind,  and 

solar.  The  study  team’s  analysis  also  incorporates California’s  greenhouse  gas 

regulations and the associated dispatch costs.  

The study team modeled flexibility reserve benefits by analyzing coincident sub‐

hourly  load, wind, and  solar generation  for each of  the EIM members. Within 

the model, BAs not participating  in the EIM are required to maintain flexibility 

reserves  to meet  95%  of  the  upward  and  downward  deviations  of  their  own 

BAA’s 10‐minute real‐time net load compared to their HA forecast. On the other 

hand, EIM participants are allowed to collectively meet a joint flexibility reserve 

requirement.  By  pooling  load,  wind  and  solar  variability  across  a  wider 

geographic  area,  EIM  participants  can  lower  the  total  variability  and  forecast 

error of their net load.  As a result of this net load diversity, EIM participants can 

reduce the amount of flexibility reserves they require compared to the sum of 

flexibility reserves that they would require as  individual non‐participants. PSE’s 

participation  in  the  EIM  is  expected  to  enable  an  incremental  reduction  in 

flexibility  reserve  requirements  for  the  current EIM participants, as well as  to 

reduce  PSE’s  own  flexibility  reserve  requirement.  The  study  team  valued  this 

reduction  in  flexibility  reserve  requirements  using  historical  flexible  ramping 

constraint shadow prices for the ISO from 2013. 

The estimated benefits are  sensitive  to  several key assumptions  regarding  the 

expected level of real‐time transfer capability available for the EIM between PSE 
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and  the  current  EIM  participants,  as well  as  the  real‐time  transfer  capability 

over COI  that connects  the  ISO and PacifiCorp. Table 1 below summarizes  the 

real‐time transfer capability for the BAU case, in which PSE does not participate 

in the EIM, and two scenarios that  include PSE’s participation  in the EIM, with 

different levels of real‐time transfer capability between BAs participating in the 

EIM. These  two EIM  scenarios produce different  levels of  sub‐hourly dispatch 

benefits relative to the BAU case.  

Table 1. Overview of Scenario Assumptions 

Case Name  Real‐time Transfer Capability 

PAC‐PSE  CAISO‐PAC  CAISO‐NVE 

BAU  NONE 400 1500 

PSE EIM Scenarios:       

Low Transfer  300 400 1500 

High Transfer  900 700 1500 

Notes: Real‐time transfer capability represents the maximum amount (in MW) which 
a BA’s net transfer over a path is allowed to differ in real‐time, relative to its HA 
schedule. PAC‐PSE transfer capability utilizes a combination of PSE, PacifiCorp, and 
BPA transmission. 

Benefit Results 

Across the two PSE EIM participation scenarios, the study team estimates that 

PSE’s participation in the EIM would produce annual savings to PSE ranging from 

$18.3 to $20.1 million  in 2020. Table 2 shows the range of sub‐hourly dispatch 

and  flexibility  reserve benefits  for each  scenario; all benefits  shown  represent 

cost savings relative to the BAU scenario. 

Table 2. Annual Benefits to PSE by Scenario (2014$ million) 
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PSE EIM Scenario  Sub‐hourly 
Dispatch 

Flexibility 
Reserves 

Total 
Benefits 

Low Transfer $16.7  $1.6  $18.3 

High Transfer  $18.5  $1.6  $20.1 

 

In addition to the savings shown in Table 2, participation in the EIM may enable 

PSE to obtain up to $9.1 million per year in incremental balancing cost savings, 

as well as up to $0.8 million per year in avoided curtailment costs if PSE were to 

balance all of its wind resources within its BAA.  

The  study  team  also  estimated  the  benefits  that  accrue  to  the  current  EIM 

participants as a result of PSE’s participation, as shown in Table 3. 

Table 3. Annual Benefits to Current EIM Participants by Scenario  
(2014$ million) 

PSE EIM Scenario  Sub‐hourly 
Dispatch 

Flexibility 
Reserves 

Total 
Benefits 

Low Transfer  $0.6  $2.9  $3.5 

High Transfer  $1.2  $2.9  $4.2 

 

PSE’s participation provides the opportunity for current EIM participants to realize 

incremental dispatch cost savings of $0.6 million to $1.2 million, depending on the 

transmission  transfer  capability  level  assumed.  PSE’s  participation  in  the  EIM 

would also create incremental load, wind, and solar diversity for the EIM, further 

reducing  flexibility  reserve  requirements  for  the  current  EIM  participants.  This 

study also estimates that the incremental diversity from PSE’s participation would 

bring  $2.9 million  in  flexibility  reserve  savings  to  the  current  EIM  participants. 

Flexibility  reserve  savings are  the  same across both EIM  scenarios, because  the 
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range  of  EIM  transfer  capability  levels  assumed  does  not  constrain  potential 

flexibility reserve requirement reductions.  

Across  all  scenarios,  the  incremental  sub‐hourly  dispatch  and  flexibility  reserve 

benefits for all EIM participants, including PSE, range from $21.8 to $24.3 million 

per year as a result of PSE’s participation in the EIM. 
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1 Introduction 
Puget Sound Energy (PSE) and the California Independent System Operator (ISO) 

retained  Energy  and  Environmental  Economics,  Inc.  (E3)  to  estimate  the 

economic benefits of PSE’s participation  in the energy  imbalance market  (EIM) 

operated by  the  ISO. This  report details our approach  to  identify and quantify 

the benefits of PSE’s participation  in  the EIM, and presents  the  results of our 

analysis.  Throughout  the  study  process,  the  study  team  of  E3  and  Energy 

Exemplar worked closely with PSE and  the  ISO  to  refine  scenario assumptions 

and  data  inputs,  and  to  estimate  benefits  consistent  with  how  each  entity 

operates today, as well as with their expectation of future operations. 

1.1 Background and Objectives 

Changes in the electric industry in the Western Interconnection are making the 

need  for  greater  coordination  among  Balancing Authorities  (BAs)  increasingly 

apparent.  In particular,  increasing penetrations of variable energy  resources  is 

driving  interest  in  options  to  cost‐effectively  integrate  those  resources.  One 

option  to  improve coordination  is an EIM, which has been  successful  in other 

regions, such as  the Southwest Power Pool  (SPP). An EIM optimizes generator 

dispatch to resolve energy imbalances across multiple Balancing Authority Areas 

(BAAs), and can capture the value of geographic diversity of load and generation 

resources. 
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Several  recent  studies have examined  the potential benefits of  an EIM  in  the 

Western  Interconnection.  In 2011, E3 and the Western Electricity Coordination 

Council  (WECC)  examined  the  benefits  of  an  EIM  throughout  the  Western 

Interconnection,  excluding  the  ISO  and  Alberta  Electric  System  Operator 

(AESO).10 In 2013, the National Renewable Energy Laboratory (NREL), on behalf 

of  the Public Utility Commissions Energy  Imbalance Market  (PUC EIM) Group, 

extended  the  E3‐WECC  analysis  by  using  a  sub‐hourly  production  simulation 

model.11  In  2013,  the  Northwest  Power  Pool  (NWPP)  Market  Assessment 

Committee  (MC)  Initiative examined  the benefits of an EIM across  the NWPP 

footprint through a study  led by Pacific Northwest National Laboratory (PNNL), 

and  the  NWPP  is  continuing  to  evaluate  opportunities  for  better  regional 

coordination.12  Each  of  these  studies  identified  positive  dispatch  cost  savings 

attributable to implementation of an EIM. 

Starting  in  2012,  the  ISO  and  PacifiCorp  began  actively  developing  a  regional 

EIM  in  the Western  Interconnection.  The  proposed  EIM  has  received  Federal 

Energy Regulatory Commission (FERC) approval for tariff changes  in June 2014. 

The EIM is expected to go live with binding settlements in November 2014 with 

the  ISO, PacifiCorp East, and PacifiCorp West BAs as  the  initial participants.  In 

2014, NV Energy obtained approval by FERC and the Public Utilities Commission 

of Nevada (PUCN) to begin participating in the EIM in Fall 2015.13 

PSE has been actively exploring potential benefits of all  regional  coordination 

options, including participation in the NWPP MC Initiative. PSE and the ISO also 

                                                            
10
 See E3 (2011). 

11
 See Milligan et al. (2013) 

12
 See Samaan et al. (2013) 

13
 See CAISO (2014f) and PUCN (2014). 
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engaged E3  to assess  the  impact of PSE’s participation  in  the EIM. This  report 

summarizes  the  findings  of  our  analysis, with  a  focus  on  sub‐hourly  dispatch 

benefits  and  savings  from  reductions  in  flexibility  reserve  requirements.  In 

addition  to  those  benefits,  this  report  also  summarizes  the  potential  cost‐

savings to PSE if the EIM can enable PSE to balance its own wind plants that are 

currently balanced in real‐time by other BAs. 

1.2 Structure of the Report 

The remainder of this report is organized as follows: 

 Section  2  describes  the  methodologies  and  assumptions  used  to 

estimate the benefits of PSE’s participation in the EIM; 

 Section 3 presents the main results of the study; 

 Section 4 summarizes the additional potential savings if the EIM enables 

PSE to balance its wind resources that are currently balanced outside its 

BAA; and 

 Section 5 provides the conclusions of the study. 

  

 

DOCKET UE 296 
PAC/907 

Page 22 of 72



 

 
 

P a g e  |  15  |

 Study Assumptions and Approach 
 

© 2014 Energy and Environmental Economics, Inc. 

2 Study Assumptions and 
Approach 

2.1 Overview of Approach 

The  EIM  allows Western  BAs  to  voluntarily  participate  in  the  ISO’s  real‐time 

energy  market.  EIM  software  will  automatically  dispatch  generation  across 

participating  BAAs  every  5  minutes  to  solve  imbalances  using  security 

constrained economic dispatch (SCED), as well as commit quick‐start generation 

every 15 minutes using security constrained unit commitment (SCUC). Each BA 

participating in the EIM is still responsible for meeting its own operating reserve 

and planning reserve requirements, and the EIM does not replace participating 

BAs’ existing operational practices in advance of real‐time.  

PSE’s  participation  in  the  EIM  is  expected  to  result  in  two  principal  benefits 

resulting  from  changes  in  system  operations  for  PSE  and  the  current  EIM 

participants: 

1. Sub‐hourly  dispatch  benefits.  Today,  each  BA  outside  of  the  EIM 

dispatches its own generating resources to meet imbalances within the 

hour, while holding schedules with neighboring BAs constant. The EIM 

nets  energy  imbalance  across  participating  BAs,  and  economically 

dispatches  generating  resources  across  the  entire  EIM  footprint  to 
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manage  the  imbalance,  resulting  in  operational  cost  savings.  PSE’s 

participation  in  the  EIM  enables  incremental  dispatch  efficiency 

improvements relative to the current EIM. 

2. Flexibility  reserve  reductions.  BAs  hold  flexibility  reserves  to  balance 

discrepancies between forecasted and actual net  load within the hour. 

Load  following  flexibility  reserves  (referred  to  in  this  report  as  simply 

“flexibility reserves”) provide ramping capability to meet changes in net 

load between a 5‐minute and hourly timescale.14 By pooling load, wind, 

and solar output across the EIM footprint, the EIM allows participants to 

benefit  from  greater  geographic  diversity  of  forecast  error  and 

variability by  reducing  the quantity of  flexibility  reserves  they  require. 

PSE’s  participation  in  the  EIM  would  bring  added  load  and  resource 

diversity  to  the  current  EIM  footprint,  resulting  in  additional  reserve 

savings. 

In addition, if PSE were to integrate its remote wind resources to within its BAA, 

then  the  EIM  could  help  PSE  realize wind  curtailment  savings  and  additional 

renewable  integration  cost  savings.  Participation  in  the  EIM  could  help  PSE 

reduce or eliminate  reliability  curtailments of  its wind  resources by using  the 

EIM  to  export  energy  that  PSE would  otherwise  need  to  curtail,  or  through 

reducing energy  import  in  real‐time  compared  to PSE’s HA  schedule. Through 

the  EIM,  PSE  would  also  reduce  incremental  flexibility  reserves  required  to 

                                                            
14
 Regulating reserves, which address the need for resources to respond to changes on a sub‐5 minute  interval 

basis, are sometimes categorized in operational studies as a second type of flexibility reserve product. Since the 
EIM operates with 5‐minute intervals, it is does not directly affect regulating reserve requirements. To be concise, 
all references to flexibility reserve in this report are related to load following reserves; regulating reserves, where 
referenced, are explicitly described by name. 
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balance external wind plants  itself. These  savings are addressed  separately  in 

Chapter 4 of this report. 

 Our general  approach  to estimating  the benefits of PSE’s participation  in  the 

EIM  is  to  compare  the  total  cost  under  two  cases:  (1)  a  “business‐as‐usual” 

(BAU)  case  in  which  PSE  is  not  an  EIM  participant,  and  the  operational 

efficiencies of the “current EIM” (including the ISO, PacifiCorp, and NV Energy) is 

already reflected; and (2) a “PSE EIM” case in which the PSE BA also participates 

in the EIM. The cost difference between the BAU and PSE EIM cases represents 

the incremental benefits of PSE’s participating in the EIM.  

Sub‐hourly  dispatch  benefits  are  estimated  over  a  range  of  real‐time 

transmission  transfer  capabilities  using  production  simulation  modeling.  The 

difference in WECC‐wide production costs between the PSE EIM simulations and 

the  BAU  simulation  represents  the  societal  benefit  of  PSE’s  participation.  To 

estimate  cost  savings  from  reduced  flexibility  reserve  requirements,  the  study 

team used statistical analysis to determine the quantity of incremental flexibility 

reserve  diversity  that  PSE’s  participation  would  bring  to  the  EIM,  and  then 

applied  that  quantity  to  historical  flexible  ramping  constraint  shadow  prices 

from the ISO to calculate operational cost savings. 

2.2 Key Assumptions 

Five key modeling assumptions are  important  for understanding  the  results of 

this  study:  (1)  sub‐hourly  dispatch;  (2)  real‐time  transmission  capability;  (3) 

hurdle rates; (4) flexibility reserves; and (5) hydropower modeling. 
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2.2.1 SUB‐HOURLY DISPATCH 

In existing operational practice, BAs  in  the Western  Interconnection exchange 

energy primarily on an hourly basis using hourly or multi‐hour schedules, which 

require  long  lead  times  between  scheduling  the  transaction  and  actual 

dispatch.15  Within  the  hour,  each  BA  resolves  imbalances  by  manually 

dispatching generating resources inside its BAA, without the assistance of other 

BAs. By contrast, the EIM optimizes dispatch of available generating resources in 

real‐time across all of the participating BAAs using 15‐minute unit commitment 

and  5‐minute  dispatch.  These  sub‐hourly  processes  increase  the  efficiency  of 

resolving imbalances. 

The study team quantifies the benefit of sub‐hourly dispatch capability using a 

three‐stage  simulation  process  in  PLEXOS  consistent  with  the  approach 

developed for the WECC Variable Generation Subcommittee  (VGS) and refined 

in  PNNL’s  Phase  1  Report  for  the  NWPP MC  Initiative.  This methodology  is 

described in detail in the PNNL report, as well as Section 2.3 below.  

A PLEXOS simulation was run with hourly intervals in a DA stage, and then in an 

HA stage, using DA and HA forecasts of expected load, wind, and solar output. In 

the  final  stage, a  real‐time PLEXOS  simulation  is  run with 10‐minute  intervals, 

using actual wind, load, and solar output for each interval. During the real‐time 

simulation, BAs not participating in the EIM must maintain a net exchange with 

neighboring BAs that is equal to the HA exchange level. EIM participants, on the 

other hand, can re‐dispatch generation and exchange power with the rest of the 

                                                            
15
 The ISO and AESO are the exceptions. 
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EIM  footprint during  each of  the  10‐minute  intervals,  subject  to  transmission 

transfer limitations, which are discussed in Section 2.2.2 below. 16 

In E3’s analyses assessing the benefits of PacifiCorp and NV Energy participating 

in the ISO EIM, GridView, an hourly production cost model, was used with input 

data  largely  based  on  TEPPC’s  2022  Common  Case.  The  10‐minute  time‐step 

capability of PLEXOS allows us to better represent the EIM’s 5‐minute dispatch 

interval relative to GridView’s hourly time‐step capability.17  

2.2.2 REAL‐TIME TRANSMISSION TRANSFER CAPABILITY 

Previous studies have indicated that transmission can constrain EIM benefits by 

limiting the amount of power that can be transferred in real‐time between EIM 

participants. For this sub‐hourly modeling analysis, the study team specified the 

maximum amount, in both the positive and negative direction, by which a BA’s 

net transfer over a path is allowed to differ in real‐time, relative to the HA 

scheduled transfer.18 For example, if the HA scheduled transfer between two 

BAAs is 1,000 MW and there is 500 MW of real‐time transfer capability 

modeled, then the real‐time transfer over that path may range from 500 to 

1,500 MW throughout the hour. 

                                                            
16
 While the EIM will operate down to a 5‐minute level, the most validated sub‐hourly WECC dataset available for 

this analysis includes 10‐minute intervals.  Using the 10‐minute intervals  is a practical but conservative 
compromise of modeling 15‐minute optimization with higher EIM transfer capability and modeling 5‐minute 
optimization with potentially more limited EIM transfer capability across paths limited by dynamic transfer 
limitations across COI and BPA network.  
17
 The WECC GridView database  is currently developing a sub‐hourly modeling capability, but this  functionality 

and the sub‐hourly data required were not available at the time of this analysis. 
18
 In certain studies in the Northwest, real‐time transmission transfer capability has also been termed as “Transfer 

Variability Limit” or “TVL”. See, for example, Columbia Grid (2011). 
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For the BAU case, the study team adopted real‐time transmission transfer 

capability assumptions from earlier EIM benefit analyses. The study team 

modeled 400 MW of capability between PacifiCorp and the ISO, and 1,500 MW 

of capability between the ISO and NV Energy.19 For the PSE EIM simulation, the 

study team modeled two scenarios where the real‐time transfer capability 

between PSE and PacifiCorp ranged from 300 to 900 MW, and the capability 

between PacifiCorp and the ISO ranged from 400 to 700 MW. Figure 1 below 

characterizes the range of real‐time transfer capabilities used in this analysis. 

                                                            
19
  These  values  are  informed  by  capacity  rights  owned  or  controlled  by  the  current  EIM  participants.    Total 

maximum and minimum flow levels between zones in the model (including HA flow plus incremental changes in 
real‐time) are also subject to physical transmission constraints on rated paths.  The flexibility of real‐time transfer 
capability over COI  is  the  subject of  an ongoing  study by Columbia Grid.   The  flexibility between  ISO and NV 
Energy is assumed to include transactions over direct interties between the two BAAs, as well as over co‐owned 
transmission  facilities.  NV  Energy  and  ISO  each  co‐own  transmission  rights  with  the  Western  Area  Power 
Authority (WAPA) to the Mead substation, and NV Energy and the Los Angeles Department of Water and Power 
(LADWP) co‐own transmission rights over the 500 kV  lines connecting the Crystal and McCullough Substations.  
This study conservatively assumed that  interties between NV Energy and the PacifiCorp East system will not be 
utilized for the EIM. 
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Figure 1. Real‐time Transfer Capabilities across the EIM Footprint 

   

 

2.2.3 HURDLE RATES 

Within the Western  Interconnection’s bilateral markets, there are a number of 

impediments to efficient trade of energy across BAA boundaries. These include: 

 The need,  in many  cases,  for market participants  to pay  for  the  fixed 

costs  of  the  existing  transmission  system  by  redirecting  or  acquiring 

PSE

CAISO NVE

PAC

300 MW to 900 MW

1,500 MW

400 MW to 700 MW

DOCKET UE 296 
PAC/907 

Page 29 of 72



 
 

 

  PSE‐ISO Energy Imbalance Market Benefits Assessment
 

P a g e  |  22  | 

additional  point‐to‐point  transmission  service  in  order  to  schedule 

transactions from one BAA to another; 

 The  current  tariff  practice  of  requiring  short‐term  transactions  to 

provide real power losses for each transmission provider system that is 

utilized,  resulting,  in  some  cases,  in  multiple  or  “pancaked”  loss 

requirements that are added to the fixed costs described above; and 

 Inefficiencies  related  to  having  illiquid  bulk  power  and  transmission 

service markets  and  imperfect  information,  such  as  the  standard  16‐

hour  “Heavy‐Load  Hour”  and  8‐hour  “Light‐Load  Hour”  DA  trading 

products  defined  by  the  Western  Systems  Power  Pool,  minimum 

transaction quantities of 25 MW, and the bilateral nature of transaction 

origination and clearing. 

These  real‐world barriers  to  trade are  reflected  in production cost simulations 

as  “hurdle  rates”,  $/MWh  price  adders  applied  to  interfaces  between  BAAs. 

Hurdle  rates  inhibit  power  flow  over  transmission  paths  that  cross  BAA 

boundaries, and reduce economic energy exchange between BAAs.  

An  EIM  eliminates  the  barriers  listed  above  during  real‐time  operations  by 

performing  security‐constrained  economic  dispatch  across  the  entire  EIM 

footprint,  allowing more  efficient  (i.e.,  lower  cost)  dispatch.  Our  production 

simulations in PLEXOS capture this effect by removing hurdle rates between EIM 

participants  during  the  real‐time  simulations,  while maintaining  hurdle  rates 

between  non‐participants.20  In  the  DA  and  HA  simulations,  hurdle  rates  are 

                                                            
20
 Market participants must also acquire CO2 allowances to deliver “unspecified” energy to California BAAs (i.e., 

the ISO, LADWP, BANC and IID), as required by California’s greenhouse gas cap‐and‐trade program developed in 
compliance with AB32.  In all production simulation cases modeled, a component of the hurdle rates is used in the 
model  to  reflect  the need  to acquire  these allowances when delivering electricity  from neighboring states  into 
California.   
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maintained between all BAAs,  including between EIM participants.21 The study 

team  believes  this  is  a  conservative  assumption  regarding  the  expected 

adaptation of DA and HA markets based on information identified by the EIM. In 

reality, we  would  expect  that  BAs would  adjust  their  DA  and  HA  scheduled 

transactions more efficiently over  time based on  learning  the dynamics of  the 

real‐time market results. This learning does not imply a shift away from DA and 

HA  scheduling,  but  rather  a more  efficient  and  better  informed  selection  of 

scheduling  levels  for  any  hour  based  on  learning  from  real‐time  market 

participation. To the extent it is realized, this learning and improved DA and HA 

efficiency  is  a  non‐quantified  benefit  that  would  be  additional  to  those 

quantified in this report.  

The  removal of hurdles  rates  in our analysis mirrors proposed  changes under 

the  EIM.  This  modeling  is  consistent  with  the  FERC‐approved  ISO  tariff 

amendment associated with the EIM. This modeling approach is also consistent 

with previous analyses performed  to assess  the benefits of PacifiCorp and NV 

Energy participating in the ISO EIM. 

2.2.4 FLEXIBILITY RESERVES 

BAs  hold  excess  capacity  as  reserves  to  balance  discrepancies  between 

forecasted  and  actual  net  load within  the  operating  hour;  these within‐hour 

reserves  are  in  addition  to  the  spinning  and  supplemental  reserves  carried 

against generation or transmission system contingencies.22 Regulating reserves 

                                                            
21
  This  approach—to maintain  hurdle  rates  for  the DA  and HA  simulation  and  remove  them  in  the  real‐time 

simulation run—is consistent with the methodology used by PNNL in the NWPP’s MC Phase I EIM Benefit study. 
22
 This study assumes that contingency reserves would be unaffected by an EIM, and that PSE would continue to 

participate in its existing regional reserve sharing agreement for contingency reserves.  
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automatically  respond  to  control  signals or  changes  in  system  frequency on a 

time scale of a few cycles up to 5 minutes. Load following reserves (referred to 

in this report simply as “flexibility reserves”) provide ramping capability to meet 

changes in net load between a 5‐minute and hourly timescale. 

Higher penetrations of wind and solar  increase the quantity of both regulating 

and flexibility reserves needed to accommodate the uncertainty and variability 

inherent  in  these  resources,  while  maintaining  acceptable  BA  control 

performance. By pooling  load  and  resource  variability  across  space  and  time, 

total  variability  can  be  reduced,  decreasing  the  amount  of  flexibility  reserves 

required to ensure reliable operations. This reduces operating costs by requiring 

fewer  thermal  generators  to be  committed  and operated  at  less  efficient  set 

points.  

For this study, the study team used statistical analysis to estimate the reduction 

in flexibility reserves that would occur  if PSE participates  in the EIM. Flexibility 

reserve requirements for each BA are a function of the difference between the 

actual 10‐minute net  load  in  real‐time  versus  the HA net  load  schedule. As  a 

result of geographic diversity,  the combined net  load profiles  for participating 

BAs have  less variability and  forecast error than the  individual profiles of each 

BA, resulting in lower flexibility reserve requirements under the EIM.  

Units  that  provide  regulating  reserves must  respond  faster  than  the  EIM’s  5‐

minute dispatch  interval,  so EIM participants are assumed here  to  receive no 

regulating reserve diversity savings as a result of participating in the EIM. 

There are two implicit assumptions embedded in this approach: (1) that PSE and 

the  current  EIM  participants  would  carry  the  calculated  levels  of  flexibility 
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reserves;  and  (2)  that  the  EIM  includes  a mechanism  to  take  advantage  of 

increased net load diversity by reducing the quantities of flexibility reserves that 

would need to be carried.  

With  regard  to  the  first  assumption,  while  there  is  currently  no  defined 

requirement  for BAs  to  carry  flexibility  reserves,  all BAs must  carry  a  level of 

operating  reserves  in order  to maintain Control  Performance  Standards  (CPS) 

within  acceptable  limits,  and  reserve  requirements  will  grow  under  higher 

renewable  penetration  scenarios.  In December  2011,  the  ISO  implemented  a 

flexible ramping constraint  in  the  five‐minute market optimization  to maintain 

sufficient upward flexibility in the system within the hour.23 Generators that are 

chosen  to  resolve  a  constraint  are  compensated  at  the  shadow  price, which 

reflects  the marginal  unit’s  opportunity  cost.  Furthermore,  the  ISO  is  in  the 

process of introducing a flexible ramping product, which would allow economic 

bids to be submitted to procure upward and downward ramping capability.  

With regard to the second assumption, while the specific design of the flexible 

ramping products has not been  finalized,  it  is  logical  to assume  that  the  ISO’s 

flexi‐ramp requirements (for the product or the flexi‐ramp constraint) would be 

calculated in such a way as to maximize diversity benefits across the entire EIM 

footprint, within  the context of  its 5‐minute operational  time‐step.24  It  should 

be noted that this is a product that may not be in place by the time PSE would 

begin  to participate  in  the EIM, and EIM participants may  require a period of 

                                                            
23
 See CAISO (2014d and 2014e). 

24
  For  a  detailed  discussion  of  the  proposed  approach  for  determining,  procuring  and  allocating  flexibility 

requirements under EIM, see Section 3.4.3 of CAISO (2013). 
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operational experience before the full benefits of flexibility reserve savings can 

be achieved.  

At  a  minimum,  however,  when  the  EIM  becomes  operational,  the  flexible 

ramping constraint and settlement will be implemented. The ISO will determine 

flexible  ramp  constraint  requirements  for  the  ISO  and  each  EIM  participant 

based on  the aggregate  load, wind, and solar resource  forecasts and expected 

variability.  By  establishing  the  requirements  based  on  the  aggregate  profiles, 

the benefits of diversity will be realized with  the current EIM  implementation. 

Furthermore, the EIM design will compensate resources for their contribution to 

meeting  the  flexibility  constraint.  As  a  result,  the  EIM  will  provide  an 

opportunity  both  for  resources  to  be  compensated  and  also  for  load  serving 

entities to efficiently meet their flexibility requirements with recognition of the 

load and resource diversity benefits.  

2.2.5 HYDROPOWER MODELING 

Previous EIM analyses  indicate  that benefits are sensitive  to  the availability of 

hydropower  to  provide  flexibility  reserves.25  Dispatchable  hydroelectric 

resources rarely generate at levels that approach maximum nameplate capacity 

due to limitations on water available for power generation. On many facilities, a 

portion of  the  “unloaded”  capacity —  the difference between  the nameplate 

capacity and  the actual generation — can be used  to provide contingency and 

flexibility  reserves. However,  this unloaded capacity varies by  facility and with 

continually‐fluctuating  river  conditions, making  it  challenging  to generalize  for 

                                                            
25
 For example, see E3 (2011) for a discussion of this issue in the context of a WECC‐wide EIM excluding the ISO 

and AESO. 
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modeling  purposes.  This  leads  to  uncertainty  in  the  calculation  of  operating 

costs using production simulation models. 

Generally, EIM benefits are higher when hydro’s flexibility is restricted, because 

a higher proportion of reserves are provided by thermal resources. Conversely, 

there are fewer production cost savings available when hydro provides a  large 

quantity of flexibility with zero variable costs.  

PSE’s share of the Mid‐Columbia (Mid‐C) hydroelectric generating facilities is its 

primary  source  of  flexibility,  and  gas‐fired  simple‐  and  combined‐cycle  plants 

provide  the  remainder.  This  necessitates  a more  accurate  characterization  of 

hydro resources in the production cost simulations.  

The NWPP Analytical Team spent considerable effort improving the modeling of 

hydro plants in the Northwest, including: (a) specifying hydro units as following 

a  fixed  schedule  or  dispatching  using  hydro‐thermal  coordination  (HTC);  (b) 

limiting reserve provision from specific hydro plants; (c) correcting ramp rates; 

and  (d)  reducing  hydro  generating  capacities  to  reflect  O&M  and  head 

obligations.26  These modeling  improvements  are  particularly  important  given 

that both PSE and PacifiCorp have contractual shares of Mid‐C hydro plants. This 

analysis uses  the  same modeling assumptions and  input data  from  the NWPP 

EIM Phase 1 Analysis. 

The  study  team  made  one  modification  to  the  approach  developed  by  the 

NWPP Team for the purposes of this study, optimizing the real‐time dispatch of 

                                                            
26
 See Section 2.4 of Samaan et al. (2013) for a detailed discussion of hydropower plant modeling  in the NWPP 

Phase 1 EIM Analysis. 
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flexible  hydro  units  in  6‐hour  increments  rather  than  the  1‐hour  increments 

used in the NWPP study. This change was based on input from both PSE and the 

ISO, who felt that the 1‐hour hydro optimization was overly restrictive of hydro 

flexibility. The use of 6‐hour increments for hydro energy optimization results in 

a  more  conservative  estimate  of  EIM  benefits  than  a  1‐hour  hydro  energy 

optimization window, because  the 6‐hour  incremental  reduces  the amount of 

inefficiency  in  the  BAU  case  that  remains  possible  for  an  EIM  to  address. 

Importantly, this update also allowed the analysis to largely avoid the impact of 

hydro energy constraint violations (also termed “excess hydro”) on EIM benefits 

that arose during modeling for the NWPP EIM Phase 1 study. 

2.3 Sub‐hourly Dispatch Benefits Methodology 

2.3.1 PRODUCTION COST MODELING 

The study team used PLEXOS, a sub‐hourly production cost model, to estimate 

sub‐hourly  dispatch  benefits  in  2020.  PLEXOS,  like  other  production  cost 

models, simulates bulk power system operations by minimizing the variable cost 

of operating the system subject to a number of constraints. PLEXOS  includes a 

three‐stage  sequential  simulation  process  to  model  DA,  HA,  and  real‐time 

operations, as shown in Figure 2 below.  
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Figure 2. PLEXOS Three‐Stage Sequential Simulation Process 

 

The primary purpose of the DA simulation is to generate daily unit commitment 

schedules  for  long‐start  units,  while  the  HA  simulation  determines  the  HA 

dispatch  and  interchange  schedules  between  BAs.  During  the  real‐time 

simulation,  the  “actual”  load,  wind,  and  solar  data  are  used  to  generate 

dispatch,  and  flexibility  reserves  are  “released”  so  that  the  capacity  reserved 

from the HA simulation is allowed to serve real‐time imbalances.  

The DA, HA,  and  real‐time  (DA‐HA‐RT)  sequential  simulation  approach  allows 

PLEXOS  to differentiate operations  for BAs participating or not participating  in 

an EIM. When a BA  is not participating  in an EIM,  then:  (a) hurdle rates apply 

during  the DA, HA and  real‐time  simulations;  (b)  interchange  is unconstrained 

during the DA and HA simulations; and (c) during the real‐time simulation, the 
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HA  interchange  schedule  is  locked  down,  resulting  in  the  BA  managing  its 

imbalances with  its  own  generation.  In  contrast, when  two  or more  BAs  are 

participating in an EIM, then hurdle rates on transfers between the participating 

BAs are removed during  the real‐time stage and generation  from anywhere  in 

the footprint can solve imbalances, subject to imposed transmission constraints.  

The study team estimated sub‐hourly dispatch benefits of PSE’s participation in 

the EIM by  running pairs of production  cost  simulations using PLEXOS. Under 

each simulation scenario, there  is a pair of BAU and PSE EIM cases. In the BAU 

case,  PSE  solves  its  real‐time  imbalances  with  internal  generation  while 

maintaining  interchange equal  to  the  schedule  from  the HA  simulation.  Intra‐

hour  interchange  is allowed  to vary  to allow economic  transfers between  the 

ISO,  PacifiCorp  and  NV  Energy,  reflecting  the  operational  efficiencies  of  the 

current EIM. The PSE EIM cases simulate the operations of an EIM consisting of 

the  ISO, PacifiCorp, NV Energy and PSE BAs. Hurdle rates between the BAs are 

removed  in real‐time and  intra‐hour  interchange  is allowed up to the real‐time 

transfer capabilities specified in each scenario. The study quantifies the societal 

benefit  of  PSE’s  participation  in  the  EIM  by  measuring  the  reduction  in 

production costs from the BAU case to the PSE EIM case.  

2.3.2 INPUT DATA 

The initial dataset used for this report is the database used in PNNL analysis for 

the  NWPP’s  Phase  1  EIM  benefit  assessment,  which  was  built  on  the 

Transmission  Expansion  Planning  Policy  Committee  (TEPPC)  2020  PC0 
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database.27 The NWPP Analytical Team made numerous modeling updates  for 

the  purposes  of  their  study,  with  a  particular  focus  on  improving  the 

representation of BAAs  in the Northwest.28 Utilizing  this database allowed  this 

study  to  reflect  the  best  available  compiled  representation  of  BAAs  in  the 

Northwest, as well as  leverage the hourly DA, HA forecast and sub‐hourly real‐

time data which PNNL developed for load, wind, and solar output.  

For the purposes of this study, the study team made the following key updates: 

 Zonal  transport  model.  The  transmission  network  in  PLEXOS  was 

modeled at the zonal level rather than the nodal level. This change was 

made  to more  accurately  represent  commercial  behavior  of  two  BAs 

scheduling transactions between each other through the Mid‐C trading 

hub. Using the zonal model also significantly reduces model run time. 

 Topology  updates.  The  transmission  transfer  capability  between  PSE 

and neighboring zones was modeled according to PSE’s typical monthly 

total  transmission  capability  (TTC).29  The  remaining  transmission 

topology  and  hurdle  rate  assumptions  are  based  on  the  zonal model 

used for the ISO’s 2012 Long‐Term Procurement Plan (LTPP).  

 CT  commitment  during  real‐time.  Quick‐start  combustion  turbines 

were  allowed  to  commit  and  dispatch  in  the  real‐time  simulations  to 

reflect  the  ISO’s addition of  the 15‐minute  real‐time unit commitment 

process for the EIM. 

                                                            
27
 It is based on PNNL’s Base Case (1.86a) for the NWPP, which itself was modified from a data set and had been 

developed for use with the PLEXOS sub‐hourly model for PNNL’s 2012 study for the WECC Variable Generation 
Subcommittee (VGS). 
28
 See Section 2 of Samaan et al. (2013) for a detailed discussion of the updates the NWPP Analytical Team made 

to improve upon the TEPPC PC0 case. 
29
 See PSE (2014). 
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 Hydro  optimization  window.  As  discussed  in  Section  2.2.5,  the 

simulations  optimize  the  real‐time  dispatch  of  flexible  hydro  units 

across a 6‐hour window rather than a 1‐hour window. 

 Nuclear  generation.  All  nuclear  plants  throughout  the  WECC  were 

modeled as must‐run at their maximum capacity to avoid any unrealistic 

intra‐hour changes in nuclear generation. 

 Generation updates in California. A few generation updates were made 

to  reflect  anticipated  system  changes  that  PSE  and  the  ISO  believed 

were  important  to  the  analysis.  In  California,  the  San Onofre Nuclear 

Generation Station (SONGs) was taken out of service, as well as applying 

the  ISO’s current best estimate of retirement and repowering of once‐

through  cooling  generators  by  2020;  the  ISO’s  share  of  Hoover 

generation was also changed to match the values in the 2012 LTPP.  

 Generation  updates  in  PSE.  A  200 MW  quick‐start  CT  generator was 

added  pursuant  to  PSE’s most  recent  Integrated  Resource  Plan.  The 

portion of the Colstrip coal plant owned by PSE was moved into the PSE 

BAA  so  that  its  output  could  be  changed  in  real‐time  based  on  PSE’s 

needs, because PSE indicated that they can dispatch its share of Colstrip 

in real‐time through a dynamic transfer. 

Overall,  the  study  team’s  modeling  assumptions  seek  to  be  consistent  with 

projections for calendar year 2020  in terms of generation, transmission and fuel 

prices  across  the WECC. At  the  same  time,  the  study  team  sought  to  limit  the 

number of changes in input data from the information used for the NWPP Phase 1 

study. 
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2.3.3 SCENARIOS 

Table  4  summarizes  the  assumptions  used  for  each  case  modeled  using 

production simulation: the BAU case (where PSE is not an EIM participant), and 

two PSE EIM participation  scenarios with different  levels of  real‐time  transfer 

capability between BAs participating in the EIM.  

Table 4. Overview of EIM Scenario Assumptions 

Case Name  Real‐Time Transfer Capability 

PAC‐PSE  CAISO‐PAC  CAISO‐NVE 

BAU   NONE  400  1500 

PSE EIM Scenarios:       

Low Transfer  300  400  1500 

High Transfer  900  700  1500 

As noted in Section 2.2.2, the study team anticipated that the real‐time transfer 

capability between EIM participants would affect benefits, so PSE and  the  ISO 

worked  to  develop  a  range  that  would  characterize  low  and  high  end 

expectations  of  real‐time  flexibility  of  transfers  between  PSE  and  PacifiCorp 

utilizing  direct  connections  between  them  through  their  own  transmission 

systems and other transmission system connections. PacifiCorp provided useful 

descriptions about  their  system and operations  to help develop  this  range.  In 

addition,  PSE  believes  that  it  should  be  able  to  use  a  portion  of  its  current 

Dynamic  Transfer  Capability  (DTC)  over  the  Bonneville  Power  Administration 

(BPA)  system  to  enable  further  real‐time  EIM  transactions  for  PSE  when 

economic. In total, the study team selected a real‐time transfer capability of +/‐

300 MW between PSE and PacifiCorp for the PSE EIM Low Transfer Case and +/‐ 

900 MW for the PSE EIM High Transfer Case.  
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In  the BAU and PSE EIM Low Transfer scenarios, real‐time  transfer capabilities 

between  current  EIM participants  are  consistent with  the  assumptions  in  the 

NVE‐ISO EIM study: 1,500 MW for the ISO‐NV Energy real‐time transactions, and 

400 MW for PacifiCorp‐ISO transactions, which  is also the value for the middle 

level of transfer capability  in the PacifiCorp‐ISO EIM study. In the PSE EIM High 

Transfer Case, the study team  increased the capability between PacifiCorp and 

the  ISO by an additional 300 MW  (to 700 MW  total)  to  investigate  the  impact 

that additional COI transfer capability for the EIM could have on benefits to PSE. 

2.3.4 ATTRIBUTION OF BENEFITS TO EIM PARTICIPANTS 

WECC‐wide  production  cost  savings  represent  the  societal  benefits  resulting 

from PSE’s participation in the EIM. The study team attributes these benefits to 

PSE and the current EIM participants by calculating the “Total Operations Cost” 

for  both  parties, which  is  the  sum  of  the  following  components:  (1)  HA  net 

import costs, equal to net imports times the zone’s locational marginal price; (2) 

real‐time generator production costs; and  (3)  real‐time  imbalance costs, equal 

to  imbalance  times an EIM‐wide market  clearing price. The  “Total Operations 

Cost”  represents  a  proxy  for  the  total  cost  to  serve  load  in  a  given  area, 

including the production costs to run local generators and the cost of importing 

power (or revenues from exporting power). The reduction  in “Total Operations 

Costs” under an EIM case versus the BAU case represents the EIM benefit for a 

given participant.  

Since  the  EIM  does  not  affect  HA  operations,  there  is  no  change  in  HA  net 

import  costs between  the BAU  and  EIM  cases.  The  EIM‐wide market  clearing 

price  used  to  calculate  real‐time  imbalance  costs  is  the  imbalance‐weighted 
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average of the participating BAs. Table 5  is an example of calculating the EIM‐

wide market clearing price for a single 10‐minute interval. The EIM‐wide market 

clearing price is only applied to imbalance transactions.   

Table 5. Example of EIM‐wide Marketing Clearing Price Calculation 

Category   CAISO  PAC  NVE  PSE 

Real‐time Price ($/MWh)  73.0  56.5  61.9  59.8 

HA Net Import Schedule (MW)           7,635          (2,592)           1,463               110 

Real‐time Net Imports (MW)           7,449          (2,769)           1,587               350 

Imbalance (MW)  ‐186.0  ‐177.2  123.4  239.9 

Absolute Value of Imbalance (MW)  186.0  177.2  123.4  239.9 

Share of Imbalance (%)  25.6%  24.4%  17.0%  33.0% 

EIM‐wide Market Clearing Price ($/MWh)  62.7 

 

2.4 Flexibility Reserve Savings Methodology 

The study team estimates the operational cost savings  from reduced  flexibility 

reserve  requirements  using  the  following  methodology.  First,  a  statistical 

analysis  is used  to estimate  the quantity of  flexibility  reserve  reductions  from 

PSE’s participation  in  the  EIM. Next,  the  avoided  cost of  flexibility  reserves  is 

determined  by  observing  historical  flexible  ramping  constraint  shadow  prices 

from  2013.  Finally,  to  estimate  the  total  EIM  reserve  savings  from  PSE’s 

participation,  the average  shadow price  from 2013  is applied  to  the  flexibility 

reserve quantity reductions. 
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2.4.1 FLEXIBILITY RESERVE REQUIREMENT 

To determine  flexibility  reserve  requirements,  the  study  team used  the actual 

(10‐minute)  and HA  schedule  load, wind,  and  solar data  from  the NWPP EIM 

study. This data  is used to calculate a distribution of flexibility needs (i.e., real‐

time  net  load minus  the HA  net  load  schedule).  Each BA’s  flexibility  reserves 

requirement  for each month and hour are  calculated using a 95%  confidence 

interval  (CI),  where  the  2.5th  and  97.5th  percentiles  determine  the  flexibility 

down and up requirements, respectively.30  

For  the  BAU  case,  the  study  team  calculates  flexibility  requirements  for  the 

current  EIM by  summing  the net  load profiles  for  the  ISO, PacifiCorp  and NV 

Energy BAs before calculating the 95% CI. 31 PSE’s requirements are calculated as 

a standalone entity. In the PSE EIM case, flexibility requirements are calculated 

for  the Expanded EIM by summing  the  ISO, PacifiCorp, NV Energy and PSE BA 

net load profiles. Figure 3 shows the average upward flexibility requirements in 

2020  across  the  BAU  and  PSE  EIM  cases.  PSE’s  EIM  participation  results  in  a 

“diversity benefit” that reduces upward flexibility requirements by 74.5 MW on 

average.32  

                                                            
30
 Using the 95% confidence interval to calculate flexibility reserve requirements is consistent with the approach 

used in the NWPP EIM Phase 1 study. 
31
 Due to diversity in forecast error and variability, the 95

th
 percentile of aggregated real‐time deviation from HA 

forecast  for  the entire EIM  is a  smaller  level  (relative  to  the  size of  the BAs)  than  it would be  for  the  sum of 
individual EIM members. 
32
 This reduction is subject to real‐time transmission transfer capability limits, and cannot be larger than the levels 

between  individual EIM participants and  the  rest of  the EIM. However,  the  reduction  levels quantified  for PSE 
were well under the  levels  for the PSE Low Transfer Case, so transmission was assumed to not have a binding 
impact on flexibility reserve reductions for the PSE EIM scenario, and the resulting flexibility reserve savings are 
the  same  for  all  three  PSE  EIM  scenarios.    The  reserve  savings  for  PSE would  change  if  PSE  had  a  different 
renewable generation portfolio, which is addressed in Chapter 4. 
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Figure 3. Average Upward Flexibility Requirement 

 

Note: Current EIM consists of the ISO, PacifiCorp and NV Energy BAs. “Expanded EIM” 

consists of the ISO, PacifiCorp, NV Energy and PSE. 

2.4.2 AVOIDED COST OF FLEXIBILITY RESERVES 

To  value  flexibility  reserve  reductions,  the  study  team  first  examined  flexible 

ramping  constraint  shadow  prices  in  2013.  The  ISO  has  applied  a  flexible 

ramping constraint in the five‐minute market optimization since December 2011 

to maintain sufficient upward flexibility. Generators that are chosen to resolve a 

constraint  are  compensated  at  the  shadow price, which  reflects  the marginal 

unit’s  opportunity  cost. However,  if  there  is  sufficient  capacity  available,  the 

constraint is not binding, resulting in a shadow price of zero. Figure 4 shows the 

average shadow price  for procuring upward  flexible  ramping capacity  for each 
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month in 2013. Reductions in upward flexibility requirements in 2020 are valued 

at  the  2013  annual  average  flexible  ramping  constraint  shadow  price  of 

$6.98/MWh.33 

Figure 4. 2013 ISO Flexible Ramping Constraint Shadow Prices 

 

Note: Data from CAISO (2014a). 

2.4.3 ATTRIBUTION OF FLEXIBILITY RESERVE SAVINGS 

Flexibility  reserve  savings  were  attributed  to  PSE  and  the  current  EIM 

participants  by  comparing  their  relative  reduction  in  flexibility  reserve 

requirements  in  the  BAU  case  compared  to  the  PSE  EIM  cases.  The  ISO’s 

Business Practice Manual (BPM) details how the ISO will assign flexibility reserve 

                                                            
33
 Inflated here from 2013 to 2014 dollars assuming an annual inflation rate of 2%. 
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requirements among EIM participants. Each participating BA will be assigned a 

flexibility  requirement  equal  to  the  BA’s  standalone  flexibility  reserve 

requirement (i.e., if it were not an EIM participant), reduced by an EIM reserve 

diversity factor that is equal to the combined EIM flexibility reserve requirement 

(which reflects diversity benefit across the EIM), and then divided by the sum of 

standalone flexibility reserve requirement quantity for all EIM participants.34 

Overall,  PSE’s  participation  in  the  EIM  creates more  diversity  to  the  full  EIM 

footprint, reducing flexibility reserve requirements for current EIM participants 

by 48.2 MW on average, which  is a  five percent  reduction  compared  to  their 

requirements  in  the  current  EIM.  PSE’s  own  flexibility  reserve  requirement  is 

reduced by 26.3 MW on average, a 26%  reduction  from  its  requirements as a 

standalone BA.  

 

 

                                                            
34
 See CAISO (2014b). 
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3 Results 

3.1 Overview of Benefits Across Scenarios 

Table 6 below presents  the annual benefits of PSE’s EIM participation  in 2020 

under  both  transfer  scenarios.  Each  row  displays  PSE’s  EIM  cost  savings  in  a 

particular transfer capability scenario relative to the BAU scenario. Annual sub‐

hourly dispatch and flexibility reserves benefits to PSE range from $18.3 million 

in the Low Transfer Case to $20.1 million for the High Transfer Case. 

Table 6. Annual Benefits to PSE by Transfer Capability Scenario (million 2014$) 

PSE EIM Scenario  Sub‐hourly 
Dispatch 

Flexibility 
Reserves 

Total 
Benefits 

Low Transfer  $16.7  $1.6  $18.3 

High Transfer  $18.5  $1.6  $20.1 

The PSE EIM  Low Transfer  case, with 300 MW of  real‐time  transfer  capability 

between  PSE  and  PacifiCorp,  enables  $16.7  million  in  sub‐hourly  dispatch 

benefits  for PSE. The High Transfer  scenario,  in which  the PSE‐PacifiCorp  real‐

time transfer capability is increased to 900 MW and the PacifiCorp‐ISO transfer 

capability is increased to 700 MW, produces $18.5 million in sub‐hourly dispatch 

benefits for PSE, a modest $1.8 million increase in savings compared to the Low 

Transfer case. The small size of this incremental savings is discussed later in this 

chapter, which highlights that the 300 MW of PSE‐PacifiCorp real‐time transfer 
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capability  is sufficient to  facilitate most economic real‐time transactions  in the 

majority of hours of the year for the simulation of PSE EIM participation.  

For both scenarios modeled, the flexibility reserve benefit to PSE  is $1.6 million.  

The Low Transfer scenario uses 300 MW of real‐time transfer capability between 

PSE and the current EIM. This transfer capability is sufficient to not constrain the 

potential reduction to PSE’s flexibility reserve requirement as an EIM participant, 

which  in  Section  2.4.3  the  study  team  identified  as  26.3  MW  on  average.  

Therefore, PSE’s flexibility reserve savings are not constrained by the real‐tim41e 

transfer  capability  in  the  Low  Transfer  scenario,  and  adding  additional  transfer 

capability  in  the  other  scenario  does  not  produce  additional  flexibility  reserve 

savings for PSE.  

Table 7 below presents the incremental benefit to the current EIM participants as 

a result of PSE’s participation in the EIM. In total, PSE’s participation is projected 

to create $3.5 to $4.2 million per year in incremental benefits for the current EIM 

participants. 

Table 7. Annual Benefits to Current EIM Participants (million 2014$) 

PSE EIM Scenario  Sub‐hourly 
Dispatch 

Flexibility 
Reserves 

Total 
Benefits 

Low Transfer  $0.6  $2.9  $3.5 

High Transfer  $1.2  $2.9  $4.2 

PSE’s participation  in the EIM provides the current participants opportunities for 

incremental,  sub‐hourly dispatch benefits  ranging  from $0.6  to $1.2 million per 

year. Under  the  Low Transfer  scenario,  current EIM participants  see  sub‐hourly 
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dispatch  savings  of  $0.6 million  per  year, while  under  High  Transfer  scenario, 

benefits  to  current participants  are  $1.2 million.    In both of  the  EIM  scenarios 

considered, PSE’s participation  in the EIM would also create additional diversity, 

further reducing flexibility reserve requirements for the current EIM participants 

and producing $2.9 million in incremental savings for the current EIM participants.  

3.2 Detailed Benefit Results by Category 

3.2.1 SUB‐HOURLY DISPATCH BENEFITS AND IMBALANCE LEVELS 

Figure 5 presents the WECC‐wide production cost savings under both scenarios 

of  transfer  capability  between  EIM  participants. WECC‐wide  production  cost 

savings  from  the  dispatch  analysis  should  aggregate  all  transfers  between 

consumers and producers to present the total incremental savings from PSE EIM 

participation. This total was $17.7 million for the PSE EIM Low Transfer Case and 

$20.4 million for the PSE EIM High Transfer Case. These totals are slightly larger 

from  the  sum  of  dispatch  benefits  attributed  to  PSE  and  the  current  EIM 

participants due to small interactions with BAs outside of the EIM footprint.  
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Figure 5. WECC‐wide Production Cost Savings 

 

 

The results presented above highlight that the overwhelming majority of 

potential sub‐hourly dispatch benefits are captured with only 300 MW of real‐

time transfer capability between PSE and PacifiCorp. A threefold increase in this 

capability only results in a 15% increase in sub‐hourly dispatch benefits. This 

suggests that there are very few intervals throughout the simulation year where 

it would be economic for PSE to either increase or decrease its generation 

dispatch and net exchange with other EIM participants by more than 300 MW. 

The infrequency of transfers above 300 MW is highlighted in Figure 6. The figure 

compares imbalance energy duration curves for PSE for the two EIM scenarios. 

Imbalance shown here is the difference between PSE’s real‐time (10‐minute) 

DOCKET UE 296 
PAC/907 

Page 51 of 72



 
 

 

  PSE‐ISO Energy Imbalance Market Benefits Assessment
 

P a g e  |  44  | 

net imports and the HA net import schedule produced from the HA simulation. 

Positive imbalances represent intervals when PSE is importing more in real‐time 

relative to their HA schedule (or exporting less than in the HA schedule), and 

vice versa. In the PSE EIM Low Transfer case, imbalances are exactly equal to 

+300 MW or ‐300 MW in fewer than 2% of the intervals across the year, 

suggesting that the transfer capability is rarely a binding constraint on EIM 

transactions. In the High Transfer case, PSE’s imbalance exceeds +/‐300 MW in 

11% of the intervals, with imbalances never reaching 900 MW. 
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Figure 6. PSE Imbalance Duration Curve 

 

PSE’s participation in the EIM also results in incremental increases in the EIM 

transaction volume over COI relative to the current EIM (in both positive and 

negative directions for certain sub‐hourly intervals). This impact is illustrated in 

Figure 7 below, where the BAU duration curve represents the PacifiCorp‐only 

EIM transactions over COI, and the remaining curves reflect PSE plus PacifiCorp 

real‐time imbalance over the COI for the two PSE EIM cases analyzed. Positive 

imbalance represents south to north flow, and negative imbalance represents 

north to south flow. The 400 MW of real‐time transfer capability between 

PacifiCorp and the ISO modeled in the BAU and Low Transfer scenarios is only 

binding during a small percentage of real‐time intervals. Therefore, increasing 
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this capability from 400 to 700 MW in the High Transfer scenario produces a 

small marginal increase in EIM dispatch benefits. 

Figure 7. PSE plus PacifiCorp Imbalance Duration Curve 

   

 

3.2.2 DRIVERS OF SUB‐HOURLY DISPATCH BENEFITS FOR PSE 

The study team reviewed detailed outputs on generation dispatch from each of 

the  simulations  to  identify key drivers of PSE EIM dispatch benefits. The most 

significant sources of dispatch saving for PSE was the result of the EIM enabling 

more  efficient  use  of  PSE’s  internal  generation  and  allowing  flexibility  in  the 
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ability to increase or decrease net imports in real‐time. In the BAU case, forecast 

errors and variability of load and wind in real‐time resulted in the need for PSE 

to commit internal peaking generators in real‐time during certain periods when 

PSE  required  more  energy,  but  was  unable  to  adjust  real‐time  exchanges 

scheduled with neighboring BAs. By comparison, under both PSE EIM scenarios, 

participation in the EIM enables PSE to adjust net exchanges with the other EIM 

participants  in  real‐time.  This  capability  allowed  PSE  to  frequently  avoid  the 

need  to  commit  additional  internal  peaking  generators  to  address  real‐time 

generation  shortfalls,  and,  as  a  result,  PSE  is  able  to  produce  a  higher 

percentage of energy to serve its load with lower‐cost base load generation. The 

EIM also allows PSE to dispatch its lowest‐cost generators for export sales to the 

other EIM participants  in  intervals when  these units have available capacity  in 

real‐time and it is economic to do so. 

Figure  8compares  PSE’s  real‐time  net  imports  in  the  BAU  and  PSE  EIM  Low 

Transfer  scenarios  for  a  three‐day  snapshot period  in December  2020.  In  the 

BAU  scenario  (shown  in  blue),  net  imports  are  fixed  to  the  HA  schedule.  In 

contrast, net  imports  in  the EIM  Low Transfer  scenario  (shown  in orange) are 

allowed to vary by the real‐time transfer capabilities discussed above, resulting 

in more variable real‐time net imports that are both higher and lower than the 

HA schedule. This net import flexibility allows PSE to optimize the use of its own 

generation  to  resolve  imbalances.  The  flexibility  of  real‐time  exchange 

facilitated by the EIM is further illustrated in Figure 9, which displays the level of 

imbalance for each participating BA across the same three‐day snapshot.  
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Figure 8. PSE Real‐Time Net Imports for Three‐Day December Period 
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Figure 9. Real‐Time Imbalance for EIM Participants for Three Day December 
Period, Low Transfer Case 

 

Note: sum of imbalances across the four EIM participants is equal to zero for every 10‐
minute interval. 
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Table 8 below shows the calculations used to attribute EIM benefits to PSE and 

the current EIM participants by estimating the “Total Operations Cost” for PSE 

and  the  current  EIM  under  the  BAU  case  and  both  PSE  EIM  scenarios.  Each 

component is calculated according the methodology described in Section 2.3.4. 

Table 8. Total Operations Cost by Component across Scenarios (2014 $ 
million/year) 

   Current EIM  
(ISO‐PAC‐NVE) 

PSE

BAU 

HA Net Import Cost   $          2,806.9   $             489.4  

Real‐time Imbalance Cost   $                 0.1   $               (0.0)

Real‐time Generation Cost   $          7,727.9   $             216.4  

Total   $        10,534.9   $             705.8  

PSE EIM: Low Transfer 

HA Net Import Cost   $          2,806.9   $             489.4  

Real‐time Imbalance Cost   $                 1.6   $               (1.5)

Real‐time Generation Cost   $          7,725.8   $             201.3  

Total   $        10,534.3   $             689.1  

PSE EIM: High Transfer 

HA Net Import Cost   $          2,806.9   $             489.4  

Real‐time Imbalance Cost   $               (5.2)  $                 5.3 

Real‐time Generation Cost   $          7,732.0   $             192.7  

Total   $        10,533.7   $             687.3  

 

The resulting incremental EIM savings for each participating BA is based on the 

reduction  in  total operations cost  for  that BA  in a particular PSE EIM  scenario 

compared to the BAU case. These savings are shown by component  in Table 9 

below.  

DOCKET UE 296 
PAC/907 

Page 58 of 72



 

 
 

P a g e  |  51  |

 Results 
 

© 2014 Energy and Environmental Economics, Inc. 

Table 9. EIM Savings (Cost) by Scenario (2014 $ million/year) 

   Current EIM 

(ISO‐PAC‐NVE)

PSE 

PSE EIM: Low Transfer 

HA Net Import Cost   $                   ‐      $                   ‐    

Real‐time Imbalance Cost   $               (1.5)   $                 1.5  

Real‐time Generation Cost   $                 2.1    $               15.2  

Total   $                 0.6    $               16.7  

PSE EIM: High Transfer 

HA Net Import Cost   $                   ‐      $                   ‐    

Real‐time Imbalance Cost   $                 5.3    $               (5.3) 

Real‐time Generation Cost   $               (4.1)   $               23.8  

Total   $                 1.2    $               18.5  

 

 

3.2.3 FLEXIBILITY RESERVE SAVINGS 

As noted  in Section 2.4, the additional diversity from PSE’s participation  in the 

EIM  would  bring  an  incremental  74.5  MW  reduction  in  EIM‐wide  flexibility 

reserve  requirements  compared  to  the  sum  of  current  EIM  reserve 

requirements plus PSE  standalone  reserve  requirements  in  the BAU  case. The 

EIM assigns flexibility reserve requirements and allocates the diversity reduction 

among EIM participants based on their relative share of the sum of standalone 

reserves  if  each were operating without  an  EIM. On  average,  throughout  the 

year,  this  methodology  results  in  a  26.3  MW  flexibility  reserve  reduction 

attributed to PSE and an  incremental 48.2 MW reserve reduction attributed to 

the current EIM participants. 
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This  study  values  these  flexibility  reserve  reductions  based  on  the  average 

historical  flexi‐ramp  value  in  the  ISO  for  2013, which was  $6.98/MWh.35  This 

value results in total flexibility savings for the year 2020 of $4.6 million, of which 

$1.6 million is for PSE and $2.9 million is for the current EIM participants.  

3.3 Results Discussion 

The study team applied a number of conservative assumptions  in this analysis, 

which could results in the benefits quantified above to be lower than the actual 

savings  that would  accrue  to  PSE  and  to  the  current  EIM  participants.  These 

assumptions include: 

 Reliability‐related  benefits were  not  quantified.  The  study  team  did 

not  quantify  the  potential  reliability  benefits  tied  to  the  increased 

situational  awareness  and  resource  control  that  the  EIM will  enable.  

Although these benefits are difficult to quantify, they are  important to 

consider qualitatively as they are likely to produce substantial benefits. 

 Intra‐regional dispatch savings were not quantified. PSE indicated that 

internal congestion on  the PSE  system  is usually  small,  so  the analysis 

did not endeavor to quantify if the EIM can help reduce costs or relieve 

problems within PSE’s BAA. 

 Average  hydro  conditions  and  current  renewable  generation  policy 

targets. The  analysis evaluated  an  average hydro  year  and  renewable 

generation levels equal to current policy targets. It is possible that high 

hydro  runoff  in  the Pacific Northwest or higher RPS  targets  in  the  ISO 

could  lead  to  greater  BAU  scenario  renewable  energy  curtailment.  In 

                                                            
35
 Adjusted from 2013 to 2014 dollars. 
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such conditions, PSE’s participation  in the EIM may be able to produce 

larger  savings  than  the  levels  included  here.  In  addition,  low  hydro 

conditions  could  reduce PSE’s ability  to call on  its hydro  resources  for 

flexibility, which would  lead  to  greater  incremental  savings  from  EIM 

participation. 

 Thermal generators were modeled with  flat heat  rates. According  to 

the  WECC  VGS  study  and  PNNL  NWPP  Phase  1  EIM  analysis,  each 

thermal generator  in  the PLEXOS database was assigned a  single heat 

rate regardless of the unit’s current level of dispatch. Other models such 

as  the  WECC  TEPPC  model  in  GridView  typically  use  step‐function 

incremental heat  rates  for  thermal generators;  such heat  rates  reflect 

the  fact that a generator will typically have a higher average heat rate 

when  operating  at minimum  dispatch  levels  (i.e.,  Pmin)  compared  to 

when  operating  closer  to  maximum  output  (i.e.,  Pmax).  The  EIM 

dispatch  savings  are  driven  by  identifying  efficiency  opportunities  to 

reduce dispatch of generation  in one BAA and  increase dispatch on a 

lower‐cost generator  located  in a different participating BAA. Modeling 

thermal units with non‐flat heat rates could produce greater variation in 

heat rates across generators  (depending on their operating  levels) and 

result in greater opportunities for EIM dispatch savings. 

 Hydro energy optimization was modeled with a 6‐hour horizon. In the 

real‐time  simulation  runs  with  sub‐hourly  intervals,  PLEXOS  models 

dispatchable hydro plants by  first allocating each plant’s  total monthly 

hydro energy budget  to  a  single hour, or  to a window of  consecutive 

hours.  The simulation then optimizes overall real‐time system dispatch 

while using the capability to move the hydro energy available during a 

single hour (or window of hours) among 10‐minute intervals within that 

hour.    The  simulation  uses  the  hour’s  available  hydro  energy  during 

intervals when hydro dispatch has the most value, subject to constraints 

on generator ramp rates and maximum and minimum output levels for 
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the hydro plant. This allocation procedure  limits  the ability of a BA  to 

move  hydro  energy  across  a  wide  time  period  in  the  real‐time 

simulation  to  respond  to  differences  in  system  need  across  a  day  or 

group of days.  In actual practice, hydro operators do not have perfect 

forecasts of  load  and  variable energy,  and  they  similarly must budget 

available hydro  energy under uncertainty,  subject  to hydrological  and 

environmental constraints. The PNNL EIM Benefit Phase 1 for the NWPP 

used a 1‐hour hydro optimization window, which prevented BAs  in the 

model  from  shifting  real‐time hydro energy  forward  from one hour  to 

the  next  and  contributed  to  the  hydro  energy  constraint  violation 

included in that analysis. Based on feedback from PSE regarding its own 

hydro  dispatch  capabilities,  the  study  team  extended  the  hydro 

optimization horizon to a 6‐hour window. By simulating a  longer hydro 

energy  optimization  window  this  study  allows  the  available  hydro 

energy  to  be  used more  optimally  and  flexibly  to  address  intra‐hour 

dispatch challenges. This assumption results in a more conservative EIM 

dispatch savings estimate because the hydro improves the efficiency of 

the dispatch  in  the BAU case,  leaving a  smaller  remaining opportunity 

for incremental improvement under an EIM. 
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4 Additional Wind Balancing 
Cost Savings 

In  addition  to  the  savings described  in Chapter 3,  an  EIM may  enable PSE  to 

realize  incremental  savings  related  to  wind  resource  balancing  and  reduced 

curtailment.  Under  current  conditions  (i.e.,  without  EIM  participation), 

limitations  of  PSE’s  internal  reserve  capability motivate  PSE  to  contract with 

other  BAs  to  provide  reserves  and  balancing  services  for  current  and  future 

wind plants in PSE’s generation portfolio.  

4.1 Renewable Balancing Cost Savings 

Currently, PSE has 500 MW of wind generation  located  in an external BAA and 

the energy  from  that generation  is scheduled  in hourly block  transfers  to PSE. 

PSE expects  that  it will also need assistance  to balance 300 MW of additional 

wind  generation  planned  by  2020.  PSE  must  pay  the  external  BA  for  the 

balancing services it provides, and, based on current balancing service rates, PSE 

would expect to  incur annual costs of $11.5 million to balance the total of 800 

MW of external wind resources. 

As  an  EIM  participant,  PSE  would  have  a  lower  local  flexibility  reserve 

requirement and more opportunities  for balancing  load and wind variability  in 

sub‐hourly  intervals. This helpful  impact of the EIM would allow PSE to  instead 
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provide  its  own  flexibility  reserves  (with  the  assistance  of  the  EIM  diversity 

benefit) to balance the PSE wind resources currently integrated by the external 

BA  and  thereby  avoid  all  or  a  substantial  portion  of  the  balancing  charges  it 

currently incurs each year. 

If feasible, this operating change could allow PSE to avoid balancing charges but 

would require PSE (as an EIM participant) to maintain a higher internal flexibility 

reserve  requirement  than  it otherwise would as an EIM participant  if  the 800 

MW  of  remote  wind  was  still  balanced  outside  of  the  PSE  BAA.  Using  the 

flexibility reserve methodology described above, the study team estimates that 

PSE would need  to maintain an  incremental 22 MW of  flexibility  reserves, on 

average, to balance the remote wind as an EIM participant.36 Based on the ISO’s 

average  2013  flexible  ramping  constraint  shadow  price  of  $6.98/MW‐hour, 

which  was  used  in  Chapter  3  of  this  report  to  value  flexibility  reserve 

requirement  savings,  the  22  MW  increase  in  average  flexibility  reserves 

requirements to balance its remote wind would create $1.3 million in additional 

cost to PSE. PSE would also need to hold a higher amount of regulating reserves 

to manage  the greater wind variability on a sub‐5‐minute  timescale. Based on 

previous  analysis by PSE, balancing  the  remote wind  internally would  also be 

expected to require PSE to hold an incremental 15 MW of regulating up and 15 

MW of regulating down reserves on average. Using the ISO’s historical average 

prices from 2013 of $5.34/MW‐hour for regulating up and $3.32/MW‐hour for 

                                                            
36
 It is important to note that this incremental amount is 48 MW lower than the amount of flexibility reserves that 

PSE would require if it were to attempt to balance the remote wind as a standalone entity.    
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regulating down as a proxy for PSE regulating costs,37 the incremental regulating 

requirement would create $1.1 million in incremental regulating costs for PSE.  

The annual net cost savings of PSE balancing  these  remote wind plants  locally 

with the support of the EIM is $9.1 million per year.38 This benefit is in addition 

to the cost savings reported in Section 3.1. 

4.2 Renewable Curtailment Savings 

Renewable  curtailment  savings  estimates  were  provided  by  PSE  based  on 

historical curtailment of its wind resources both within and external to its BAA. 

Wind  resources external  to  the PSE BAA are  subject  to  reliability curtailments 

from  the  source BA.  In  addition, under  current operational practice, PSE may 

need to curtail output of wind plants  located  in  its own BAA during periods of 

elevated  reliability  concern,  such  as  spring  runoff  conditions.  If  PSE were  to 

internally  integrate  its  remote  wind  plants,  then  PSE’s  historical  backcast 

approach  estimates  renewable  curtailment  cost  savings  for  its  total  wind 

portfolio range from $0 to $0.8 million per year, depending on a combination of 

local  and  regional  system  conditions.  PSE  expects  that  the  EIM  could  help 

reduce a portion or eliminate all of this curtailment if all of the wind plants were 

in PSE’s BAA. To cover this range, EIM renewable curtailment related savings for 

PSE have been assessed as a range of annual benefits from $0 to $0.8 million.  

                                                            
37
 See Section 6.3 of CAISO (2014a). It is not expected that the ISO would provide regulating reserves to PSE under 

the EIM; rather the ISO’s regulating reserve prices were used as a transparent ancillary services market value as a 
proxy for potential costs that PSE would incur to meet a higher regulating requirement. 
38
 This net savings is calculated by taking the difference of $11.5 million in avoided balancing service charges, less 

$1.3 million in incremental flexibility reserve costs for PSE and $1.1 million in incremental regulating reserve costs 
for PSE. 
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The PacifiCorp‐ISO and NV Energy‐ISO EIM studies  included benefits related to 

the EIM’s assistance  in  reducing  renewable energy curtailment  inside  the  ISO. 

Due  to  the  renewable  energy  curtailment  benefits  already  captured  by 

PacifiCorp  and NV  Energy’s participation  in  the  EIM,  this  study  conservatively 

assumes  that  PSE’s  participation  in  the  EIM would  not  enable  any  additional 

avoidance of renewable energy curtailment for current EIM participants. 
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5 Conclusions 

This  report assessed  the  incremental benefits of PSE’s participation  in  the  ISO 

EIM.  The  study  team  estimated  the  benefits  for  PSE  as well  as  current  EIM 

participants. The gross benefits identified to PSE are substantial, even under the 

low real‐time transmission transfer capability scenario, which includes 300 MW 

of  real‐time  transfer capability between PSE and PacifiCorp.  In addition,  if  the 

EIM enables PSE  to  locally balance  its  remote wind  resources and avoid wind 

balancing service charges, significant additional cost savings could be possible.  

Two additional material benefits have not been quantified. First, the study team 

assumed that PSE’s behavior and actions in the DA and HA market would not be 

influenced by the continuous information flowing from participation in the EIM 

market.  We  believe  that  over  time,  PSE  may  be  able  to  obtain  additional 

benefits, which were not captured in this study, by adjusting its positions more 

optimally  in  the HA  and DA markets  based  on  information  obtained  through 

more  transparent  awareness  of  the  real‐time  market  as  a  result  of  EIM 

participation.  

Second, the study team did not quantify the potential reliability benefits tied to 

the  increased situational awareness and resource control that the EIM creates. 

Although both of these benefits are difficult to quantify, they are  important to 

consider qualitatively as they are likely to produce substantial benefits. 
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Relative  to  the  EIM  startup  and ongoing participation  costs  estimated by PSE 

staff, the gross benefits presented in this study are significant. The benefits and 

costs from PSE’s participation in the EIM quantified in this report would produce 

a positive net present value  ranging  from $153.7 million  to $174.4 million  for 

PSE over a 20‐year period. 39 

                                                            
39
 NPV  has  been  estimated  for  a  project  start  year  of  2014.  The  calculation  assumes  20  years  of  sub‐hourly 

dispatch and flexibility reserves benefits and annual ongoing costs. PSE’s participation in the EIM is estimated to 
go live in Fall 2016, and startup costs are incurred in 2015 and 2016.  All values have been discounted using PSE’s 
after‐tax weighted  average  cost  of  capital  (ATWACC)  of  6.7%  nominal,  consistent  with  PSE’s  2013  IRP,  and 
assumed annual inflation rate of 2%. Increasing the NPV calculation to include 30 years of benefits and ongoing 
costs results in an NPV ranging from $190.2 to $216.3 million. 
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Executive Summary   

This  report examines  the benefits and  costs of NV Energy’s participation  in  the 

California  Independent  System  Operator’s  (ISO’s)  energy  imbalance  market 

(“EIM” or “the EIM”). ISO’s EIM is a regional 5‐minute balancing market, as well as 

real‐time unit commitment capability, which is expected to be operational in Fall 

2014.  ISO and PacifiCorp, referred to in this study as “current EIM participants,” 

are  assumed  to  be  participating  in  the  EIM  by  the  time  that  NV  Energy 

participation would commence, which is currently estimated to be Fall 2015. 

The report estimates a range of potential benefits, with the low range reflecting a 

scenario  in which  assumptions were  chosen  to  be  conservative.    For  the  year 

2017, total estimated gross benefits for all participants range from $9 million to 

$18 million (in 2013$); for 2022, total gross benefits range from $15 million to $29 

million.  NV Energy’s attributed share of these gross benefits is estimated to range 

from $6 million to $10 million in 2017 and from $8 million to $12 million in 2022.  

Based  on  NV  Energy’s  preliminary  cost  estimates,  its  participation  in  the  EIM 

would  produce  net  present  value  (NPV)  savings  to  the  NV  Energy  balancing 

authority (BA).1  NV Energy participation in the EIM would also produce significant 

                                                            
1  A  balancing  authority  (BA)  is  an  entity  responsible  for  integrating  resource  plans  in  advance  of  real‐time 
balancing  needs,  maintaining  load‐interchange‐generation  balance  within  a  balancing  authority  area,  and 
supporting  interconnection  frequency  in  real  time.  A  balancing  authority  area  (BAA)  is  the  collection  of 
generation, transmission, and loads within the metered boundaries of a BA. 
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incremental  savings  for  current  EIM  participants,  and  is  expected  to  create  no 

incremental implementation costs for current EIM participants beyond those that 

are  recovered  from  NV  Energy  through  ISO  fixed  and  administrative  charges. 

Thus,  NVE  Energy  participation  in  the  EIM  is  expected  to  produce  positive 

incremental net benefits for all EIM participants collectively, including NV Energy. 

Given NV Energy’s estimated start‐up costs of $11.2 million and ongoing costs of 

$2.6 million,2 even  the  low  range  of  estimated  benefits  in  2017  in  this  report 

support the conclusion that NV Energy’s participation in the EIM provides a low‐

risk means of achieving operational cost  savings  for NV Energy and  the current 

EIM participants. The results also confirm that total EIM benefits can  increase as 

new participants, such as NV Energy, join the EIM, bringing incremental load and 

resource  diversity,  real‐time  transfer  capability  utility,  and  flexible  generation 

resource availability to benefit all market participants.  

Changes in the electricity industry in the Western U.S. are making the need for 

greater  coordination  among  BAs  increasingly  apparent.  Recent  studies  have 

suggested that it will be possible to reliably operate the current western electric 

grid  both  more  efficiently  and  with  high  levels  of  variable  wind  and  solar 

generation, but doing so will  require  improving and supplementing  the hourly 

bilateral  markets  used  in  the  Western  states  with  mechanisms  that  allow 

shorter scheduling timescales and greater coordination.  

An EIM provides such a mechanism. By allowing BAs to pool load and wind and 

solar  resources, an EIM would  lower  total  flexibility  reserve  requirements and 

                                                            
2
Preliminary cost estimates provided by NV Energy. 
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reduce  curtailment  of wind  and  solar  generation  for  the  region  as  a whole, 

lowering costs for customers. An EIM may also help to improve compliance with 

Federal Energy Regulatory Commission (FERC) Order 764, which emphasizes 15‐

minute scheduling over interties but may not be implemented on an optimized 

basis due to the difficulty of bilateral trading on such short time intervals.  

To  respond  to  these  needs  and  opportunities,  the  ISO  has  pursued  plans  to 

create  a  regional  EIM  by  Fall  2014,  and  ISO  has  worked  with  stakeholders 

throughout  2013  to  finalize details of  the  EIM’s  structure  and  functions.3 The 

EIM  is  designed  to  be  a  balancing market  that  optimizes  generator  dispatch 

within  and  between  balancing  authority  areas  (BAAs)  every  five minutes  by 

leveraging  the  functionality  of  ISO’s  existing  real‐time  market.  It  does  not 

replace the day‐ahead or hourly markets and scheduling procedures that exist in 

the Western  Interconnection  today. Throughout  the EIM  stakeholder process, 

ISO  has  emphasized  that  the  EIM  is  being  designed  to  enable  other  BAs 

throughout the Western Interconnection to join. 

ISO and NV Energy staff have worked together to assess potential opportunities 

for  improved  regional  coordination  and  capabilities  between  their  BAAs, 

including through an EIM. As part of this collaboration, the ISO retained Energy 

and  Environmental  Economics,  Inc.  (E3),  a  consulting  firm,  to  estimate  the 

potential benefits of NV Energy  joining the EIM, and Asea Brown Boveri (ABB), 

whose consulting staff ran ABB’s production simulation software to calculate a 

                                                            
3
For the latest details of the EIM market, see “Energy imbalance market,” CAISO, accessed November 21, 2013, 
http://www.caiso.com/informed/Pages/StakeholderProcesses/EnergyImbalanceMarket.aspx;  CAISO,  “Energy 
Imbalance Market Draft Final Proposal,” September 23, 2013,  
http://www.caiso.com/Documents/EnergyImbalanceMarket‐DraftFinalProposal092313.pdf.  
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portion of the estimated benefits.   This report describes the findings of E3 and 

ABB, who are together referred to as “the study team” in the report.  

The report evaluates benefits using an approach consistent with that used in E3’s 

PacifiCorp‐ISO Energy  Imbalance Market Benefits  report, which was  released  in 

March  2013.4   The  current  ISO‐NV  Energy  study  focuses  on  the  incremental 

benefits  and  costs  of  NV  Energy’s  participation  in  the  EIM,  which  assumes 

PacifiCorp  is already an EIM participant  in  its base case. This study  incorporates 

additional details provided by NV Energy staff to improve the accuracy with which 

the NV Energy system is represented in the modeling. 

An  expanded  EIM  that  includes  NV  Energy,  in  addition  to  the  current  EIM 

participants, would allow participants to further improve dispatch efficiency and 

take  advantage  of  additional  diversity  in  loads  and  generation  resources 

between  the  three  systems,  reducing  production  costs,  operating  reserve 

requirements,  and  renewable  generation  curtailment.  Specifically,  the 

participation of NV Energy  in the EIM would yield the following three principal 

benefits: 

 Interregional dispatch savings, by realizing the efficiency of combined 5‐

minute dispatch and real‐time unit commitment across the NV Energy, 

PacifiCorp, and  ISO BAAs, which would reduce “transactional friction” 5 

                                                            
4
 See E3, “PacifiCorp‐ISO Energy Imbalance Market Benefits,” March 13, 2013,  
http://www.caiso.com/Documents/PacifiCorp‐ISOEnergyImbalanceMarketBenefits.pdf.  
5
 This analysis represents various forms of “transactional friction” to inter‐BA trade using each BA’s tariff wheeling 
charges  on  transactions between  the  ISO  and NV  Energy, which  are  removed  in  the  EIM  cases.  The  ISO  has 
proposed to not charge wheeling rates on EIM transactions for at least the first year of EIM operation beginning 
with the PacifiCorp participation.  The ISO intends to review policy associated with transmission used to support 
EIM transfers, following initial operation and results of EIM. If the ISO finds it appropriate to recover fixed costs 
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and alleviate structural  impediments currently preventing trade on ties 

between the ISO and NV Energy BAAs;6 

 Reduced flexibility reserve, by aggregating the three systems’ load, wind, 

and solar variability and forecast errors; and 

 Reduced  renewable  energy  curtailment,  by  allowing  BAs  to  export  or 

reduce  imports  of  renewable  generation when  they would  otherwise 

need to curtail their own resources.7  

E3’s PacifiCorp‐ISO EIM study  included a  fourth benefit category,  intraregional 

dispatch  savings,  which  arises  from  PacifiCorp  generators  being  able  to  be 

dispatched  more  efficiently  through  the  ISO’s  automated  nodal  dispatch 

software,  reducing  transmission  congestion within  the PacifiCorp BAAs. Based 

on NV Energy staff’s experience that there is little internal congestion within the 

NV Energy transmission system, the study team assumed this benefit would be 

very small and therefore did not include it in this analysis.     

The above benefit categories are  indicative but not exhaustive. A  recent FERC 

report  identified  additional  reliability  benefits  that  may  arise  from  an  EIM, 

which  are  not  quantified  in  this  report.  These  include  enhanced  situational 

awareness,  security  constrained  dispatch,  faster  delivery  of  replacement 

                                                                                                                                                    
from the EIM during  future years, the  ISO would attempt to  implement transmission compensation policy  in a 
manner that mitigates any negative impacts on potential efficiencies savings from the EIM. 
6
 See Section 2.1.3.4 for a discussion of the transmission ties between the NV Energy and PacifiCorp East BAAs. 

7
 The PacifiCorp‐ISO EIM analysis modeled a wide range of potential avoided curtailment as a result of the EIM. 
NV Energy’s  incremental participation  in  the EIM would  raise  the expected  levels of avoided  curtailment  to a 
higher point within that range. 
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generation  after  the  end  of  contingency  reserve  sharing  assistance,  and 

enhanced integration of renewable resources.8  

The study team estimated the benefits of NV Energy’s participation  in the EIM 

using the GridView9 production modeling software to simulate operations in the 

Western  Interconnection  for  the  years  2017  and  2022, with  and without NV 

Energy as an EIM participant. The year 2017 was selected to represent likely, or 

“normal,”  system  conditions  within  the  first  several  years  after  the  EIM 

becomes fully operational. The year 2022 represents the medium‐term planning 

horizon,  consistent  with  other  transmission  planning  cases  at  the  Western 

Electricity  Coordinating  Council  (WECC)  and  ISO,  after  additional  renewable 

generation and more regional transmission facilities have been constructed, and 

with higher flexibility reserve requirements for supporting higher levels of wind 

and  solar penetration. The  study  team’s analysis also  incorporates California’s 

greenhouse gas regulations and the associated dispatch costs.  

The estimated benefits are sensitive  to several key assumptions and modeling 

parameters. These  include:  (1)  the extent  to which NV Energy generators  are 

available  to  participate  in  the  EIM  during  summer months,  during which NV 

Energy may  have more  restrictive  requirements  to  use  these  generators  for 

local  load  service  and  balancing;  and  (2)  the  ability  of  ISO  and NV  Energy  to 

realize  incremental value  through optimal use of  intra‐hour  flexibility  reserves 

from  across  the  two  systems.  The  results  are  also  sensitive  to  assumptions 

                                                            
8
 Staff  of  the  Federal  Energy  Regulatory Commission,  “Qualitative Assessment of  Potential  Reliability  Benefits 
from a Western Energy Imbalance Market,” February 26, 2013,  
http://www.caiso.com/Documents/QualitativeAssessment‐PotentialReliabilityBenefits‐
WesternEnergyImbalanceMarket.pdf.  
9
 GridView is ABB’s production simulation software. 
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about the amount of renewable energy curtailment  in California that could be 

reduced through an expanded EIM.    

The study team developed low and high range benefit scenarios to address key 

uncertainties in the modeling.  These scenarios reflect the limitations of existing 

tools to characterize all of the changes to system operations that would occur 

under an EIM.  These include but are not limited to the modeling of reserves, 

renewable energy curtailment, and greenhouse gas regulations. They also 

capture uncertainties about the extent to which future industry developments 

would allow cost savings to occur both with and without an EIM.  Table 1 below 

summarizes some of the key assumptions that were used to create the low and 

high benefit ranges.10   

                                                            
10
 The PacifiCorp‐ISO EIM  study  indicated  that  cost  savings  for PacifiCorp’s EIM participation were  sensitive  to 

assumptions  about  the  availability of hydropower  to  provide  flexibility  reserves,  and  that  analysis modeled  a 
range  of  benefits  by  assuming  that  between  12%  and  25%  of  the  total  nameplate  capacity  of  hydropower 
generation is available to provide flexibility reserves, with the 25% assumption resulting in a more conservative 
EIM benefit estimate.  For NV Energy, hydropower makes up a smaller portion of generation resources than for 
PacifiCorp, so the availability of hydropower to provide reserves would likely have a less significant impact on the 
expected  benefits  in  this  analysis.  This  NV  Energy‐ISO  study  uses  only  the  conservative  range, modeling  all 
scenarios with a 25% cap on reserve contribution from hydropower resources. 
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Table 1. Key assumptions in low and high range benefit scenarios 

   
Assumption  Low range High range

Availability of NV 
Energy generators to 
participate in EIM 

Unavailable during June‐Sept; 
annual dispatch benefits 
scaled downward by one‐
third (4/12ths)*

Available in all months for 
EIM dispatch; full‐year 
dispatch benefits used 

Calculation of flexibilty 
reserve benefits 

Quantity reduction in reserve 
requirement valued at 
benchmark of average ISO 
historical ancillary service 
market price levels 

Simulation directly 
calculates benefits of 
reduced reserves, and 
improved efficiency through 
enabling optimal 
procurement of reserves 
from across the EIM 
footprint, subject to 
transmission constraints 

Share of identified 
renewable energy 
curtailment value 
avoided in California 

10%  100% 

Note: *See Section 2.1.3.6 for additional detail.   

Across these scenarios, the study team estimated that NV Energy participation 

in  the EIM generates  total annual cost savings  to all participants  (in 2013$) of 

$9.2 to $18.2 million in 2017, and $15.0 to $29.4 million in 2022. These benefits 

are  incremental to those estimated for the creation of the  initial EIM between 

PacifiCorp and ISO. Table 2 and Figure 1 below show the estimated low and high 

range benefits for the expanded EIM, for each of the three benefit categories.  
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Table  2.  Low  and  high  range  incremental  gross  annual  benefits  to  all 
participants  from NV Energy Participation  in EIM  for 2017 and 2022  (million 
2013$) 

  2017 2022

Benefit Category  Low 
range

High 
range

Low 
range

High 
range

Interregional dispatch  $6.2 $9.3 $8.9 $13.4

Flexibility reserves  $2.6 $5.0 $5.7 $12.0

Renewable curtailment  $0.4 $4.0 $0.4 $4.0

Total benefits  $9.2 $18.2 $15.0 $29.4

Note: Individual estimates may not sum to total benefits due to rounding.  

 

Figure  1.  Low  and  high  range  incremental  gross  annual  benefits  to  all 
participants from NV Energy Participation in EIM (2013$) 

 

Note: Figure represents total incremental benefits to all EIM participants as a result of 
NV Energy’s participation in the EIM.  
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The study team’s attribution of these benefits between the NV Energy balancing 

authority (BA) and the current EIM participants is shown in Tables 3 and 4 below, 

and  indicate  that NV Energy’s participation  could deliver operational  savings  to 

both parties.  

Table 3.   Attribution of expanded EIM gross annual benefits  to NV Energy BA 
(million 2013$) 

  2017 2022

Benefit Category  Low 
range

High 
range

Low 
range

High 
range

Interregional dispatch  $3.1 $4.7 $4.5 $6.7

Flexibility reserves  $2.8 $3.6 $3.2 $4.3

Renewable curtailment  $0.1 $1.2 $0.1 $1.2

Total benefits  $6.0 $9.5 $7.7 $12.2

Note: Attributed values may not match totals due to independent rounding.  

 

Table  4.  Attribution  of  expanded  EIM  gross  annual  benefits  to  current  EIM 
participants (million 2013$)  

Benefit Category  Low 
range

High 
range

Low 
range

High 
range

Interregional dispatch  $3.1 $4.7 $4.5 $6.7

Flexibility reserves  ‐$0.2 $1.4 $2.5 $7.7

Renewable curtailment  $0.3 $2.8 $0.3 $2.8

Total benefits  $3.2 $8.8 $7.3 $17.2

Note: Attributed values may not match totals due to independent rounding.  

The annual benefit estimates described  in this report are gross benefits and are 

not net of estimated costs. NV Energy’s preliminary cost projection for joining and 

participating in the EIM includes the four cost categories listed in Table 5.  
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Table 5.  NV Energy estimated one‐time and annual costs to participate in EIM 
(million 2013$) 

   
Cost Component  Timing Cost 

One time capital costs for setup in 
preparation to participate in EIM 

One‐time  $10.1

One‐time ISO intial setup fee One‐time $1.1

Total One‐time costs: $11.2

Ongoing costs for staff,  software, & 
administration 

Annual $1.9

Estimated annual ISO usage fees Annual $0.7

Total ongoing annual costs:   $2.6

These  costs  include  $11.2 million  in  one‐time  setup  costs  and  fees  plus  $2.6 

million  in annual operating costs and usage charges,  for a  total 20‐year present 

value cost of $41.8 million. 11 The present value gross benefits to the NV Energy 

BA over this time period range from $82.1 million to $129.4 million,12 resulting in 

20‐year NPV benefits of between $40.3 million and $87.6 million. 

NV  Energy’s  addition  as  an  incremental  participant  to  the  EIM  is  assumed  to 

create  no  additional  costs  for  current  EIM  participants,  beyond  those  that  are 

covered in ISO fixed and administrative charges. On a present value basis over 20 

years, NV Energy’s participation in the EIM would bring incremental gross and net 

benefits to current EIM participants of $68.9 million to $166.9 million  

                                                            
11
 All  present  value  estimates  are  shown  in  2013$  and  use  an  8.1%  nominal  discount  rate  and  2.0%  annual 

inflation rate over the study period.  Setup costs are assumed to be incurred in 2015, and annual ongoing costs 
are assumed to begin in the assumed project start year of 2016, which is the expected first full year of NV Energy 
participation in the EIM.  
12
 The present value benefit calculations assume that gross benefits in the project start year of 2016 are equal to 

the 2017 estimate. Annual benefits for the years 2018‐2021 were interpolated from the 2017 and 2022 benefit 
estimates; benefits for 2022 through 2035 were conservatively assumed to grow at the rate of inflation.  Results 
from the GridView model are inflated from 2012$ to 2013$ at 1.5%. 
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Summing  the estimated NPV benefits  for all EIM participants — $40.3  to $86.7 

million for NV Energy and $68.9 to $166.9 million for current participants — leads 

to  an  estimate  of  total  incremental NPV  benefits  to  all  participants  of  $109.2 

million to $254.5 million that result from NV Energy’s participation in the EIM. 
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1 Introduction 

1.1 Background and Goals 

NV Energy and  ISO  initiated a  joint study  to evaluate  the potential benefits of 

improved  coordination  and  capabilities  between  their  systems,  including  NV 

Energy’s  participation  in  an  EIM  operated  by  ISO.  The  ISO  and  NV  Energy 

retained the study team to identify and quantify the incremental benefits of NV 

Energy’s  participation  in  the  EIM,  and  to  examine  the  allocation  of  benefits 

between NV Energy and current EIM participants — PacifiCorp and ISO. 

This report describes the study team’s methods and findings. The analysis uses 

an  approach  that  is  consistent  with  that  used  in  E3’s  PacifiCorp‐ISO  Energy 

Imbalance Market  Benefits  report,  released  in March  2013.  Throughout  the 

study process, the study team worked closely with both NV Energy and  ISO to 

refine  scenario  assumptions  and  data  inputs,  and  to  estimate  benefits 

consistent with how each party believes  its  system operates  today and would 

operate in the future under each of the defined scenarios.   

1.2 Structure of this Report 

The  remainder  of  the  report  is  organized  as  follows.  Section  2  identifies  key 

assumptions  (2.1),  specifies methods  (2.2)  and  scenarios  (2.3),  and  presents 
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benefits  (2.4) and benefit attribution  (2.5)  for  the analysis. Section 3 provides 

context for interpreting the results, describing where the assumptions lie along 

a  conservative‐moderate‐aggressive  spectrum  (3.1)  and  how  the  results 

compare against other EIM studies (3.2).  The Technical Appendix also describes 

the modeling assumptions and methods in more detail. 
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2 EIM Analysis 

2.1 Key Assumptions 

2.1.1 WHAT IS AN EIM AND WHAT WOULD IT DO? 

The  EIM  considered  in  this  study  would  consist  of  a  voluntary,  sub‐hourly 

market covering the NV Energy, PacifiCorp West, PacifiCorp East, and ISO BAAs. 

ISO’s EIM  is a  regional  five‐minute balancing market, as well as  real‐time unit 

commitment.    EIM  software  would  automatically  dispatch  imbalance  energy 

across  these  BAAs  every  five minutes  using  a  security‐constrained  least‐cost 

dispatch  algorithm.  By  providing  an  interregional  market  for  intra‐hour 

imbalance energy,  the expanded EIM would complement NV Energy’s existing 

procedures for transacting with the ISO’s day‐ahead markets on a bilateral basis. 

This  study  assumes  that  ISO  hour‐ahead  and  day‐ahead markets will  remain 

unchanged and  that NV Energy will continue  its existing practices  for resource 

adequacy  planning,  unit  commitment  prior  to  real‐time,  regulation  and 

contingency reserves, and regional reserve sharing agreements. 

NV Energy participation in the EIM is expected to lead to three principal changes 

in system operations for NV Energy and the current EIM participants:  

 More  efficient  interregional  dispatch.  The  EIM  would  allow  more 

efficient  use  of  generators  and  transmission  systems  by  reducing 

“transactional friction” and structural impediments between NV Energy 
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and  ISO BAAs,13 eliminating within‐hour  limitations, and enabling more 

efficient  dispatch  between  BAAs  relative  to  current  scheduling 

practices. 

 Reduced flexibility reserve requirements. By pooling variability  in  load 

and wind and solar output, NV Energy, and the current EIM participants 

would each reduce the quantity of reserves required to meet flexibility 

needs.  

 Reduced  renewable  energy  curtailment  in  the  ISO.      By  having  the 

additional NV Energy generators  to  reduce output when  the  ISO  faces 

an  “over‐generation”  situation,  the  expanded  EIM  would  reduce  the 

amount of renewable energy ISO  would otherwise need to curtail.  The 

study  quantification  focused  on  benefits  of  reduced  ISO  curtailment.  

There could be wider curtailment benefits throughout the EIM footprint 

that were not quantified in the study.   

This study calculates the benefits associated with these changes by comparing 

the  total  cost of operating  the  combined  systems under  two cases:  (1) an NV 

Energy (NVE) BAU Case, representing operating practices under a “business‐as‐

usual” case  in which NV Energy does not participate  in  the EIM; versus  (2) an 

NVE EIM Case, in which the EIM is extended to include the NVE BAAs.14 The cost 

difference between  the NVE BAU Case  and  the NVE EIM Case  represents  the 

incremental  benefits  of  NV  Energy  participating  in  the  EIM.  The  study  also 

                                                            
13
 This study conservatively assumed that interties between NV Energy and the PacifiCorp East system cannot be 

utilized  for  the  EIM  based  on  existing  contractual  rights  over  those  ties.  It  is  uncertain  at  this  time whether 
existing contractual rights would support the use of these facilities by the EIM.  If they are ultimately available to 
the EIM, these paths may create additional savings from dispatch efficiency  improvements not modeled  in this 
analysis. 
14
 NV Energy has historically operated as  two BAs, Nevada Power and  Sierra Pacific Power, but  those entities 

increasingly operate as a jointly coordinated single system. For clarity, NV Energy is treated as a single BA in this 
modeling work and  in the descriptions  in this  report. This assumption has a negligible  impact on the modeling 
results. NV Energy consolidated its two BAs on January 1, 2014. 
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provides  a  high‐level  estimate  of  how  these  benefits might  be  apportioned 

between NV Energy and current EIM participants. 

2.1.2 EIM COSTS 

The costs of an EIM include those incurred by the market operator to set up and 

operate the EIM, and those incurred by EIM market participants. Expanding the 

EIM to include NV Energy would require some expansion of ISO’s EIM software 

capabilities,  but  much  of  the  initial  setup  is  expected  to  be  completed  by 

October 2014.  In  this study, NV Energy  is assumed  to be  the only  incremental 

EIM participant, and NV Energy’s participation  in the EIM  is assumed to create 

no  additional  costs  for  the  current  EIM  participants,  beyond  those  that  are 

covered in ISO initial setup and administrative charges. 

The  ISO’s  EIM Draft  Final  Proposal  outlines  the  initial  setup  fee  and  ongoing 

administration fee that the ISO will charge participants for joining and using the 

EIM. 15 The  ISO’s proposed operator charges for the EIM use a “pay‐as‐you‐go” 

approach, which allows the EIM to expand as new market participants join. The 

one‐time upfront charge depends on the size of the BAA and covers the cost of 

making  the modeling,  systems, and other preparations  to  include an entity  in 

the EIM. Ongoing administrative  charges  cover  costs  to operate  the EIM, and 

are based on the same cost structure as ISO’s existing grid management charge 

and the EIM participant’s level of usage. For NV Energy to participate in the EIM, 

                                                            
15
Energy Imbalance Market Draft Final Proposal,” September 23, 2013, 

http://www.caiso.com/Documents/EnergyImbalanceMarket‐DraftFinalProposal092313.pdf 
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ISO  estimates  that  NV  Energy  would  incur  a  one‐time  fixed  charge  of 

approximately $1.1 million and $0.7 million per year in administrative charges.16    

NV Energy provided estimates its hardware and organizational costs to participate 

in the EIM. These  include new metering or communications hardware to enable 

effective communication between parties, and some amount of staff training and 

organizational  development  to  more  fully  take  advantage  of  the  market 

opportunities  offered  by  the  EIM.  NV  Energy’s  preliminary  cost  projections, 

including  ISO’s one‐time setup fees and annual usage fees, are  listed  in Table 6. 

Using  these  estimates,  total  fixed  and  operating  costs  for  NV  Energy’s 

participation  in the EIM would consist of $11.2 million  in one‐time startup costs, 

and $2.6 million per year in annual ongoing costs. 

Table 6.  NV Energy estimated one‐time and annual costs to participate in EIM 
(million 2013$) 

   
Cost Component  Timing Cost 

One time capital costs for setup in 
preparation to participate in EIM 

One‐time  $10.1

One‐time ISO intial setup fee  One‐time $1.1

Total One‐time costs: $11.2

Ongoing costs for staff,  software,  
& administration 

Annual $1.9

Estimated annual ISO usage fees  Annual $0.7

Total ongoing annual costs:   $2.6

                                                            
16
 ISO annual administrative fee is based on a participant’s gross imbalance energy of both load and generation 

with a minimum volume set at 5% of the gross generation and 5% of the gross load.  The exact rate for 2015 and 
following years will be determined as part of the ISO GMC (General Management Charge) stakeholder process but 
ISO staff currently anticipate a rate of approximately $0.20/MWh. Other cost and risk allocation issues associated 
with the EIM, and the proposed rules to address these issues, have been discussed as part of the EIM stakeholder 
process. See “Energy imbalance market,” CAISO, accessed November 21, 2013,  
http://www.caiso.com/informed/Pages/StakeholderProcesses/EnergyImbalanceMarket.aspx 
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2.1.3 KEY MODELING ASSUMPTIONS 

Eight key modeling assumptions are  important for understanding the results  in 

this study: 1) the use of wheeling rates  for power transfers between BAAs;  (2) 

dispatch on  an hourly  time  scale;  (3)  the  treatment of  flexibility  reserves;  (4) 

transfer capabilities between NV Energy and the current EIM participants , and 

over  facilities  jointly  owned  with  third  parties;  (5)  limits  on  hydropower 

contributions  to  reserves;  (6)  the  availability  of  NV  Energy  generation  to 

participate  in the EIM;  (7) the  impact of the EIM on unit commitment; and  (8) 

attribution  of  EIM  benefits.  This  section  provides  a  brief  overview  of  the 

rationale for these assumptions.  

2.1.3.1 Wheeling rates at BAA boundaries 

Within the Western Interconnection’s bilateral markets, there are a number of 

impediments to efficient trade of energy across BAA boundaries. These include: 

 The need,  in many  cases,  for market participants  to pay  for  the  fixed 

costs  of  the  existing  transmission  system  by  redirecting  or  acquiring 

additional  point‐to‐point  transmission  service  in  order  to  schedule 

transactions from one BAA to another; 

 The  current  tariff  practice  of  requiring  short‐term  transactions  to 

provide real power losses for each transmission provider system that is 

utilized,  resulting,  in  some  cases,  in  multiple  or  “pancaked”  loss 
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requirements  that  are  added  to  the  “pancaked’  fixed  costs  described 

above; and 

 Inefficiencies  related  to  having  illiquid  bulk  power  and  transmission 

service markets  and  imperfect  information,  such  as  the  standard  16‐

hour  “Heavy‐Load  Hour”  and  8‐hour  “Light‐Load  Hour”  day‐ahead 

trading products defined by the Western Systems Power Pool, minimum 

transaction quantities of 25 MW, and the bilateral nature of transaction 

origination and clearing. 

In production simulation modeling, which attempt to minimize the cost of plant 

dispatch, these impediments to trade are typically represented by price adders, 

charged  in  $/MWh  of  flow  over  specific  transmission  interfaces,  that  inhibit 

power  flow  over  transmission  paths  that  cross  BAA  boundaries.  Due  to  the 

complexity of the transmission system topology in the area where their systems’ 

connect, the  ISO and NV Energy study team conservatively chose to use only a 

“wheeling  rate,” based on existing point‐to‐point  transmission  tariff  rates and 

ISO’s  projected  wheeling  access  charges,  to  represent  the  various  types  of 

impediments  to  trade.  Use  of  a  wheeling  rate  in  the  ISO  NVE  study  is  a 

conservative assumption, as it may allow generators in the NVE BAU Case to be 

dispatched  in  a more  optimized,  lower  cost  pattern  than  typically  occurs  in 

actual practice across the boundaries of BAAs in the Western Interconnection. 

An  EIM would  perform  a  security‐constrained,  least‐cost  dispatch  across  the 

entire  EIM  footprint  for  each  5‐minute  settlement  period,  eliminating  the 

barriers listed above and allowing more efficient (i.e., lower cost) dispatch. This 

effect  is  represented  conservatively  in  this analysis by  removing  the wheeling 

rate between the NV Energy and ISO BAAs in the NVE EIM Case. 
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The removal of wheeling rates  in the analysis mirrors proposed changes under 

the  EIM.    The  ISO  has  proposed  to  not  charge  wheeling  rates  on  EIM 

transactions  for  at  least  the  first  year  of  EIM  operation  beginning  with  the 

PacifiCorp  participation.  The  ISO  intends  to  review  policy  associated  with 

transmission  used  to  support  EIM  transfers,  following  initial  operation  and 

results of the EIM. If the ISO finds it appropriate to recover additional fixed costs 

from  EIM  participants  in  future  years,  the  ISO would  attempt  to  implement 

those  charges  in  a manner  that mitigates  any  negative  impacts  on  potential 

efficiency savings  from  the EIM. Also,  the other  forms of  transactional  friction 

described above would continue to be alleviated by the EIM regardless of fixed 

cost recovery modifications. 

2.1.3.2 Hourly dispatch 

While the EIM will dispatch generators on a 5‐minute timestep, the study team 

used GridView simulation runs with an hourly timestep to estimate the change 

in  operating  costs  associated with NV  Energy’s  participation  in  the  EIM.  This 

hourly  dispatch  approach  was  done  in  order  to  simplify  the  computational 

process and reduce model runtime, and because of the limited quantity of sub‐

hourly data available for the Western Interconnection. 

This assumption introduces two potentially offsetting modeling inaccuracies. On 

the one hand,  since hourly operations would  continue  to be performed using 

today’s operating practices,  the use of an hourly  timestep might overestimate 

the potential benefits of the EIM, because changes in dispatch that are feasible 

on  an  hourly  timestep might  not  be  feasible  on  a  5‐minute  timestep  due  to 

ramping  limitations. On the other hand, this method excludes EIM savings due 
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to more efficient dispatch of  resources  to  serve net  load  requirements  inside 

the operating hour to meet potential intra‐hour ramping shortages.  

Other studies have indicated that the cost savings from sub‐hourly dispatch may 

be substantial. Those savings would be additional to the benefits reported here.  

With the release of Order 764, which requires 15‐minute scheduling across BA 

boundaries,  FERC  has  recognized  that  sub‐hourly  dispatch  can  significantly 

reduce costs. An EIM would provide significant additional cost savings over sub‐

hourly  bilateral  scheduling  by  providing  automated,  optimized  software  for 

facilitating cost‐effective transactions on a time scale that may not be  feasible 

through bilateral trading alone. 

2.1.3.3 Flexibility reserves 

BAs hold reserves to balance discrepancies between forecasted and actual load 

within  the  operating  hour.  These  “flexibility”  reserves  are  in  addition  to  the 

spinning and supplemental reserves carried against generation or transmission 

system  contingencies.17 Flexibility  reserves  generally  fall  into  two  categories: 

regulation  reserves  automatically  respond  to  control  signals  or  changes  in 

system frequency on a time scale of a few cycles up to five minutes, while load 

following  reserves  provide  ramping  capability  to meet  changes  in  net  loads 

between a 5‐minute and hourly timescale.  

Higher  penetration  of  wind  and  solar  energy  increases  the  amount  of  both 

regulation and load following reserves needed to accommodate the uncertainty 

                                                            
17
 This  study  assumes  that  contingency  reserves would  be  unaffected  by  an  EIM,  and  that NV  Energy would 

continue to participate in its existing regional reserve sharing agreement for contingency reserves.  
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and  variability  inherent  in  these  resources  while  maintaining  acceptable 

balancing  area  control  performance.  By  pooling  load  and  resource  variability 

across space and time, total variability can be reduced, decreasing the amount 

of  flexibility  reserves  required  to  ensure  reliable  operations.  This  reduces 

operating  costs  by  requiring  fewer  thermal  generators  to  be  committed  and 

operated at less efficient set points.   

For  this  analysis,  the  study  team  performed  statistical  calculations  to 

approximate the reduction  in flexibility reserves that would occur  if NV Energy 

joins  the  EIM.  The  reserve  quantities  are  a  function  of  the  variability  and 

uncertainty of the within‐hour net load signal. These requirements decline when 

the calculations are performed for a larger geographic area and a more diverse 

portfolio of wind and solar resources. In keeping with the 5‐minute operational 

timestep of a potential EIM, the study team assumed that the diversity benefit 

from an EIM  results  in  savings  from  reduced  load  following  reserves, but not 

regulation reserves.   Contingency reserves were assumed not to change under 

the EIM operation.  

There are two  implicit assumptions embedded  in this approach: (1) that  in the 

NVE  BAU  Case,  NV  Energy  and  current  EIM  participants  would  carry  the 

calculated levels of load following reserves, and (2) that the EIM would include a 

mechanism  to  take advantage of  increased net  load diversity by  reducing  the 

quantities  of  load  following  reserves  that would  need  to  be  carried,  and  by 

allowing load following reserves to be carried at the EIM level rather than at the 

BAA level.  
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With  regard  to  the  first  assumption,  while  there  is  currently  no  defined 

requirement  for BAs  to  carry  load  following  reserves,  all BAs must  carry  load 

following  reserves  in order  to maintain  control performance  standards within 

acceptable bounds, and reserve requirements will grow under higher renewable 

penetration scenarios. ISO already has implemented a “flexi‐ramp” constraint in 

its dispatch process to maintain sufficient upward flexibility in the system within 

the hour;  this mechanism  includes payments  to compensate  these generators 

selected for the ramp they provide.18 ISO  is also in the process of introducing a 

“flexi‐ramp”  product  for  this purpose, which  could  including  a process  in  ISO 

markets to most efficiently determine the generation that provides flexi‐ramp.  

With regard to the second assumption, while the specific design of a the flexi‐

ramp product has not been finalized, it is logical to assume that the ISO’s flexi‐

ramp  requirements  (for  the  product  or  the  flexi‐ramp  constraint)  would  be 

calculated in such a way as to maximize diversity benefits across the entire EIM 

footprint, within the context of its 5‐minute operational timestep.19 It should be 

noted  that  this  product may  not  be  in  place  by  the  time  the  EIM  becomes 

operational,  and  EIM  participants  may  require  a  period  of  operational 

experience before the full benefits of flexibility reserve savings can be achieved.   

At a minimum, however, when the EIM becomes operational, the flexible ramp 

constraint and settlement will exist. In addition, the ISO will determine flexible 

ramp  constraint  requirements  for  the  ISO  and  each  EIM  Entity  based  on  the 

                                                            
18
 See ISO, Draft Proposal for Flexible Ramping Product:  

http://www.caiso.com/informed/Pages/StakeholderProcesses/FlexibleRampingProduct.aspx 
19
 For more detail regarding the proposed approach for determining, procuring and allocating flexibility 

requirements under EIM, see Section 3.4.3 of ISO, Energy Imbalance Market Draft Final Proposal 
http://www.caiso.com/Documents/EnergyImbalanceMarket‐DraftFinalProposal092313.pdf  
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aggregate  load, wind, and solar resource forecasts and expected variability. By 

establishing  the  requirements based on  the aggregate profiles,  the benefits of 

diversity will be realized with the  initial EIM  implementation. Furthermore, the 

EIM  design  will  compensate  resources  for  their  contribution  to meeting  the 

flexibility constraint. As a result, the EIM does provide an opportunity both for 

resources  to  be  compensated  and  also  for  load  serving  entities  to  efficiently 

meet  their  flexibility  requirements with  recognition  of  the  load  and  resource 

diversity benefits.  

 The  low  range  scenario  for  flexibility  reserve  benefits  captures  a  more 

conservative arrangement, by valuing  the quantity  reduction  in  load  following 

requirements  at  historical  ISO  ancillary  service market  prices.  This  low  range 

scenario would reflect a situation  in which the flexi‐ramp product must initially 

be held within  the  ISO BAA and  is not allowed  to be selected on an EIM‐wide 

basis. While this still enables the total quantity of flexibility reserves across the 

EIM to be reduced, it limits the ability of load serving entities to substitute more 

expensive sources of  load following reserves  inside the  ISO BAA with purchase 

of  flexibility  reserves  from  less  expensive  sources  in  other  EIM  participants’ 

BAAs, even when it would be economic.  

2.1.3.4 Transmission transfer capability 

E3’s PacifiCorp‐ISO EIM study indicated that physical or contractual transmission 

transfer  capability  limits  can  constrain  EIM  operations  and  limit  the  resulting 

benefits. For this report, the study team assumed that, in all cases (including the 
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BAU case), the initial EIM between ISO and PacifiCorp will be operating with 400 

MW of transfer capability between the ISO and PacifiCorp West systems.20  

NV  Energy  and  ISO  have  significantly  more  transmission  capacity  directly 

connecting  their  two  BAAs  than  PacifiCorp  and  ISO.  NV  Energy  and  ISO 

interconnections  include 230 kV  lines connecting the Desert View (ISO/VEA) to 

Northwest (NVE) substations, the Eldorado (ISO) to Magnolia (NVE) substations, 

and  the  Eldorado  (ISO)  to  Nevada  Solar  One  (NVE)  substations,  and  a  small 

number of additional connections at lower voltages. In addition, NV Energy and 

ISO  each  co‐own  transmission  rights with  the Western Area  Power Authority 

(WAPA)  to  the  Mead  substation,  and  NV  Energy  and  the  Los  Angeles 

Department  of Water  and  Power  (LADWP)  co‐own  1500 MW  of  transmission 

rights  over  the  500  kV  lines  connecting  the  Crystal  and  McCullough 

substations,21 and  both  also  own  rights  in  the  230  kV  lines  that  connect  the 

McCullough  substation  to  the  ISO’s  Eldorado  substation.  Based  on  guidance 

from NV Energy and the  ISO staff on how they schedule power over these co‐

owned facilities, both entities indicated that these facilities could be utilized on 

a dynamic,  sub‐hourly basis  to  facilitate  transactions under  the EIM. Also, NV 

Energy and ISO would not be required to pay wheeling rates to LADWP or WAPA 

provided that scheduled flows over these co‐owned facilities do not exceed the 

portion of transmission capability owned or controlled by NV Energy and ISO.  In 

aggregate, the Southern Nevada Transmission Interface, composed of numerous 

facilities  and  contract  rights  was  set  at  the WECC  approved  Accepted  Path 

                                                            
20
 This transfer capability  level has not been defined and  is part of an ongoing stakeholder discussion.   The 400 

MW assumed  for  this  study  is  the value used  in  the middle  range scenario of  the PacifiCorp‐ISO EIM analysis, 
which also modeled 100 MW and 800 MW transfer levels. 
21
 NV Energy owns a 522 MW share of these transmission facilities. 
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Rating  of  4,465 MW  and  3,948 MW  for  north  to  south  and  south  to  north 

capabilities,  respectively.    In  addition,  all  known  thermal  and path  limitations 

were enforced.  

This  study  conservatively  assumed  that  interties  between NV  Energy  and  the 

PacifiCorp  East  system  cannot  be  utilized  for  the  EIM.  If  utilized  by  the  EIM, 

these  paths  may  create  additional  savings  from  dispatch  efficiency 

improvements that are not captured in this analysis. Even without utilization of 

those paths, NV Energy’s participation in the EIM could still provide incremental 

efficient  dispatch  opportunities  and  flexibility  diversity  through  each 

participant’s EIM interaction over ties shared with ISO. 

2.1.3.5 Limits on hydropower contributions to flexibility reserves  

The PacifiCorp‐ISO EIM study indicated that cost savings from reduced flexibility 

reserves are  sensitive  to  assumptions  about  the availability of hydropower  to 

provide  flexibility  reserves.  To  address  this  sensitivity,  in  the  PacifiCorp‐EIM 

study E3 modeled a range of benefits by assuming that between 12% and 25% 

of  the  total  nameplate  capacity  of  hydropower  generation  is  available  to 

provide  flexibility  reserves.  EIM  benefits  were  higher  in  the  scenario  where 

hydropower’s ability to provide flexibility reserves is restricted, because a higher 

proportion  of  reserves  are  being  provided  by  thermal  resources  that  can  be 

optimized using the EIM dispatch software.  

For NV Energy, hydropower makes up a smaller portion of generation resources 

than for PacifiCorp, so the availability of hydropower to provide reserves would 

likely have a less significant impact on the expected benefits in this analysis. For 

simplicity,  this  study models all  scenarios with  the  less  restrictive 25% cap on 
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reserves  from  hydropower  resources,  which  is  consistent  with  the  reserve 

flexibility provided by hydro units in the ISO BAA during 2011 and 2012.22 

2.1.3.6 Availability of NV Energy generation to participate in the EIM 

The EIM will dispatch  imbalance energy from generators that voluntarily bid to 

increase  or  reduce  output.  Because  generator  participation  is  voluntary,  BAs 

would  always  have  the  option  to  continue  to  operate  some  or  all  of  their 

generators per existing practices  (i.e., by not bidding  them  into  the EIM). NVE 

staff  have  indicated  the  potential  that,  at  least  in  the  early  phases  of  EIM 

operation, certain NV Energy generators may need to be held out of the EIM if 

they  are  needed  for  local  ramping  and  peak  load  service  during  high  load 

summer months (June through September).23   

If some or all NV Energy generators did not participate in the EIM during certain 

months,  NV  Energy  could  still  realize  a  smaller  portion  of  EIM  benefits  by 

obtaining  access  to  flexible  generation  in  the  ISO  BAA  to  serve  NV  Energy 

ramping needs,  and  could  still benefit  from  the  EIM’s  reduced  load  following 

reserve  requirements. The study  team addressed  the possibility  that some NV 

Energy  generators may  not  participate  in  the  EIM  during  summer  high  load 

months by  scaling  interregional dispatch benefits downward by one‐third,  the 

fraction  of months  in which NV  Energy  generators might  not  be  available  to 

participate  in  the EIM. This  low range scenario would also cover a situation  in 

                                                            
22
 ISO data indicates that the average flexibility offered by ISO hydro units as a percentage of nameplate capacity 

was 22% in 2011 and 29% for 2012. 
23
 This assumption does not imply that resources are expected to be held out of the EIM for these months, but 

creates a low case scenario to book‐end sub‐optimal participation during a portion of the year. 
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which a subset of NV Energy generators self‐schedule their dispatch and do not 

participate  in  the EIM  for  certain hours, even  if not  for an entire  four‐month 

span, reducing the opportunities for optimized dispatch between BAAs to a level 

between the low and high ranges. 

2.1.3.7 Impact of the EIM on unit commitment 

While  the original  EIM  concept was  limited  to  a 5‐minute dispatch,  the  ISO’s 

proposed  EIM design  also now  leverages  real‐time  commitment  capability,  as 

well as an optimized dispatch market on a 15‐minute basis as well as 5‐minute 

dispatch.24  The unit  commitment process  that exists  today and  therefore  the 

process  that would exist under an EIM  is highly uncertain and variable across 

the Western Interconnection.     NV Energy, for instance, has a mix of slow‐start 

and fast‐start generating units with a range of start‐times. Faster starting units, 

including  combustion  turbines  (CTs),  can  more  easily  make  more  efficient 

commitment decisions based on dispatch  signals  from  an EIM, whereas  long‐

starting units lack this flexibility.  Units with medium‐length start times of 5 to 6 

hours, however, can also benefit from EIM market demand and price signals to 

create a more optimal commitment pattern that is consistent with the real‐time 

market.  The  EIM’s  real‐time  commitment  capability  will  use  a  5‐hour  time 

horizon  that  could  pre‐start  certain  units.  NVE  could  also  choose  to  self‐

schedule  its  own  generators  in  the  day‐ahead  time  period  based  on  its 

                                                            
24
 FERC Order 764 policy directs  transmission operators  to permit  system users  to  submit  schedules on a 15‐

minute basis.    The proposed  EIM, however, would  provide  significant  additional  cost  savings over  sub‐hourly 
bilateral scheduling by providing automated, optimized software for facilitating cost‐effective transactions on a 
time  scale  that  may  not  be  feasible  through  bilateral  trading  alone.    ISO  has  incorporated  real‐time  unit 
commitment into the EIM functionality to provide further opportunities for improved efficiency. 
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expectation of EIM market demands and prices. Convergence bidding in the ISO 

market can also help to link market decisions in real‐time and at day‐ahead. 

Given  the  uncertainty  in  the  number  and  frequency  that  different  types  of 

generators  will  participate  directly  or  indirectly,  the  high  scenario  for 

interregional  dispatch  benefits  assumes  that  in  the  EIM  scenarios,  market 

participants will  alter  unit  commitment  decisions  bids  based  on  learning  and 

anticipation of the conditions of the 5‐minute dispatch with EIM, or that  ISO’s 

real‐time unit commitment capability will be able to facilitate more efficient unit 

commitment decisions. A  full  joint unit  commitment between  the BAs would 

also lead to this outcome.   To the extent that more efficient unit commitment 

decisions by long‐ and medium‐start generation units in response to the EIM is 

more  limited,  interregional  dispatch  benefits  could  be  lower  than  those 

estimated in the high scenario.  

The  low  scenario, which  reduces  interregional  dispatch  benefits  by  one‐third 

compared to high case scenario, results in a lower savings level that can account 

for more limited unit commitment efficiency improvements through learning by 

long‐start generators  in  the BAAs of EIM participants.   The  low  scenario does 

also still  include dispatch efficiency  improvements on fast‐starting units as well 

as  long‐start  units  that  are  already  committed  and  can  vary  their  real‐time 

dispatch level within an online operating range in response to the EIM.   

Also, for calculating dispatch benefits, the GridView model commits generation 

using perfect  foresight of  the  identical hourly net  load  requirements  that will 

occur  in  real‐time  for  both  the  BAU  and  EIM  cases.    By  contrast,  in  actual 

operations,  the  expected  load  requirements  change  between  the  day‐ahead 
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unit commitment and real‐time, and generators dispatch  levels must adjust  to 

respond  to  these  changes.  The  EIM  can provide  value  through  improving  the 

efficiency  of  how  generators  in  the  EIM  footprint  respond  to  these  real‐time 

changes  in  need.    In  the  simulation,  however,  this  value  may  not  be  fully 

captured  in  the dispatch benefits of the  low or high case scenarios due  to  the 

absence of change  in anticipated load  levels and other supply variability during 

the  unit  commitment  versus  real‐time  dispatch  period.    Additionally,  the 

quantified dispatch savings in both high and low scenarios excludes all potential 

EIM  savings  inside  the  operating  hour  to meet  potential  intra‐hour  ramping 

shortages and sub‐hourly changes  in anticipated net  load requirements, which 

may  be  a  substantial  additional  source  of  interregional  dispatch  efficiency 

improvement. 

2.1.3.8 Attribution of EIM benefits 

In  the GridView  results, a portion of  the generation changes  that produce  the 

savings reported here occur in other WECC regions, such as LADWP, WAPA, and 

APS in the desert southwest.  

This  assumption  is  balanced  by  offsetting  limitations  in  GridView.  GridView 

determines  dispatch  and  power  flows  based  on  transmission  system 

impedances,  which  creates  two  types  of  modelling  deficiencies.      First,  the 

model tends  to under‐predict that actual  flow that would be created between 

the  direct  EIM  participants.  In  actual  operations,  these  flows  are  partially 

dictated  through contract path, which would allow  for more  transactions  that 

produce  savings  to be  concentrated within participating  jurisdictions  than can 

be simulated in GridView. 
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Second, a portion of the generation changes that produce the dispatch savings 

reported here occur in other WECC regions, such as LADWP and WAPA and APS 

in  the  desert  southwest.  In practice, NV  Energy participation  in  the  EIM may 

bring indirect benefits to certain entities as they respond to greater efficiencies 

in regional dispatch; such efficiency improvements outside of the EIM footprint 

are  expected  to  result  in  savings  for  EIM  participants  through  lower  cost 

purchases.   We have assumed that the  impact of these modeling  limitations  is 

well within the range of the high and low scenario savings levels modeled. 

2.2 Methods 

2.2.1 INTERREGIONAL DISPATCH SAVINGS 

NV  Energy’s  participation  in  the  EIM  would  reduce  transactional  friction 

between NV Energy and current EIM participants, enabling  improved dispatch 

efficiency and reducing the cost to serve load for NV Energy and the current EIM 

participants. The study team estimated these  interregional dispatch savings by 

running  parallel  production  cost  simulations  using  GridView:  one  with  NV 

Energy participation  in  the EIM  (NVE EIM Dispatch Case) and one without NV 

Energy participation (NVE BAU Case).  

The NVE BAU Case simulates status quo operational arrangements, and includes 

wheeling  rates  based  on  point‐to‐point  transmission  tariffs  to  conservatively 

represent barriers to trade across BAA boundaries. The NVE EIM Dispatch Case 

eliminates the wheeling rates charged on power flows between NV Energy and 

ISO,  resulting  in  more  efficient  dispatch  and  lower  production  costs.  In 

eliminating  the  wheeling  rates,  the  study  team  implicitly  assumed  that  no 
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variable  transmission  costs  are  incurred  for  EIM  transactions.  An  additional 

charge was also applied  to  imports  to California BAAs  (ISO, LADWP, Balancing 

Area of Northern California, and Imperial Irrigation District) to simulate the need 

for market participants to acquire CO2 allowances when delivering “unspecified” 

electric energy into California. These CO2‐related charges were kept in place for 

both  the  NVE  BAU  and  the  NVE  EIM  Dispatch  Cases.  Interregional  dispatch 

benefits from NV Energy participation in the EIM are measured as the difference 

in production  costs between  the NVE BAU and NVE EIM Dispatch Cases.   The 

production  cost  difference  used  to  calculate  dispatch  benefits  for  this  report 

does not include any wheeling costs reductions from the simulation case results, 

only generator cost savings. 

The interregional dispatch benefits results include high and low range scenarios. 

The high range includes the full difference in production costs between the NVE 

BAU and NVE EIM Dispatch Cases. The  low range reflects the potential that all 

NV Energy generators may not be available  for dispatch under  the EIM during 

high  load summer months. As described above,  the study  team accounted  for 

this  possibility  by  scaling  the  full  interregional  dispatch  efficiency  benefits 

downward by one‐third  (4 months of non‐availability divided by 12 months  in 

the year). 

2.2.2  REDUCED FLEXIBILITY RESERVES 

Currently, NV Energy meets its flexibility reserve requirements by procuring and 

utilizing  existing  generating  capacity within  its  BAA.  An  expanded  EIM would 

lower  the  total  cost of procuring  and  utilizing  flexibility  reserves  for both NV 

Energy and current EIM participants in two ways: (1) reducing flexibility reserve 
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quantities by combining NV Energy’s, and the current EIM participants’ forecast 

error for load and variable generation; and (2) enabling flexibility reserves to be 

procured  from  thermal  or  hydropower  resources  anywhere  in  the  expanded 

EIM  footprint,  subject  to  transmission  constraints.  The  result  is  that  the 

combined cost of procuring flexibility reserves with an expanded EIM is less than 

it  would  be  if  NV  Energy  and  current  EIM  participants  procured  them 

independently. 

The  study  team  used  three  steps  to  estimate  incremental  cost  savings  from 

reduced flexibility reserves that result from NVE joining the EIM: 

1.  Estimate  the  quantity  of  flexibility  reserves  required  by  NV  Energy  and 

current  EIM  participants,  as  separate  entities.  In  this  first  step,  flexibility 

reserve requirements were calculated for NV Energy, as a separate BAA, and for 

the PacifiCorp‐ISO EIM (NVE BAU Case). Flexibility reserves requirements for NV 

Energy were based on NVE’s 2013 IRP Analysis, which projected the need for 41 

MW of load following reserves in 2017 and 91 MW in 2022.25 Flexibility reserve 

requirements for ISO were based on its updated projection of upward flexibility 

needs for each period, and adjusted downward to reflect reductions in flexibility 

reserve requirements enabled by the PacifiCorp‐ISO EIM, subject to a 400 MW 

transmission constraint between PacifiCorp and ISO.26 

                                                            
25
 NV  Energy  is  also  assumed  to  require  35 MW  of  regulation  reserves  in  all  hours  based  on NV  Energy  IRP 

projections.  
26
 ISO staff provided 2017 and 2022 hourly  regulation and  load  following  requirements  for California based on 

recent internal analysis; For PacifiCorp, the model used the load following reserve requirement levels developed 
for the PacifiCorp‐ISO EIM analysis at the 400 MW transfer capability level.  
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2.  Estimate  the  quantity  of  flexibility  reserves  required  by  the  combined, 

expanded EIM. In the second step, the study team calculated flexibility reserve 

requirements  for  the  combined  EIM  footprint  (NVE  EIM  Flexibility  Reserve 

Case).27 The reduction  in the total required  flexibility reserves  is the difference 

between the flexibility reserve requirements in the NVE BAU Case and NVE EIM 

Flexibility  Reserve  Case.    The  reserve  requirements  for  the  current  and  the 

expanded EIM are calculated as the geometric sum of the reserve requirement 

in individual balancing area of each participant.28 

Table 7  shows  the  study  team’s estimates of  the  combined minimum  reserve 

requirements for NV Energy and the current EIM participants, with and without 

NVE’s participation  in  the EIM.  In  the NVE BAU Case, NV Energy must hold 76 

MW  of  flexibility  reserves  (35 MW  regulation  plus  41 MW  load  following)  in 

2017 and 126 MW  in 2022;  the PacifiCorp‐ISO EIM must hold 1,968 MW  (551 

MW regulation and 1,415 MW load following) in 2017 and 2,545 MW (685 MW 

regulation and 1,859 MW load following) in 2022. 

   

                                                            
27
 These  results, when  scaled  back  from  2017,  are  similar  in  size  to  the  levels  of  reserves  procured  in  each 

jurisdiction today for regulation and load following. 
28
 This approximation of the  impact of diversity on reserve requirements assumes minimal covariance between 

neighboring balancing areas;  separate analysis has  concluded  that  the  covariance  is  very  small  relative  to  the 
variance when calculated across a larger geographic area, and  on narrow times scale, such as the 5‐minute to one 
hour time frame. 
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Table 7.  Estimated total minimum reserve holdings29 under the NVE BAU Case 
and NVE EIM Flexibility Reserve Case in 2017 and 2022 

Scenario 2017  2022
Regulation Reserves Requirements
(All cases) 

586 720

Load Following Reserves Requirement for:

NVE BAU Case (NVE as Standalone)  1,457 1,950

NVE EIM Flexibility Reserve Case 1,416 1,861

As  the  table  indicates,  NV  Energy’s  participation  in  the  EIM  reduces  the 

minimum required reserve holdings by 41 MW in 2017 and 89 MW in 2022. The 

size of  the  load  following  reduction  in 2022  is more  than  twice as  large as  in 

2017 because NV Energy anticipates  that  it will have a  larger  standalone  load 

following requirement after additional renewables come online by 2022. 

3.  Estimate the production cost savings attributable to needing to hold fewer 

flexibility reserves and being able to procure them from a larger more diverse 

mix  of  resources.  In  the  third  step,  the  study  team  applied  the  estimated 

flexibility  reserve  requirements  to  production  cost  simulation  runs  for  each 

case, using GridView.  In  the NVE BAU Case  and NVE  EIM Dispatch Cases, NV 

Energy must procure both regulation and load following reserves from capacity 

located in its own BAA to meet estimated reserve requirements, and NV Energy 

generation is ineligible to serve load following requirements of the current EIM 

participants. In the NVE EIM Flexibility Reserve Case, NV Energy and the current 

EIM  participants’  generation  is  eligible  to  meet  a  combined  load  following 

reserve requirement for the EIM footprint, subject to transmission constraints.30 

                                                            
29
 Totals include the sum of regulation and load following requirements. 

30
 The amount of transfer capability between ISO and NV Energy is quite high, and did not appear to be a binding 

constraint to efficient procurement of flexibility reserves between ISO and NV Energy EIM Reserve scenario, but 
the 400 MW PacifiCorp‐ISO transfer capability constraint was binding on flexibility reserve procurement. 
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Each BA must still meet its own regulation reserve requirement with generation 

located within its BAA, consistent with the EIM’s 5‐minute dispatch. 

The difference in production costs between the NVE EIM Dispatch Case and NV 

EIM Flexibility Reserve Case represents the annual benefit of reduced flexibility 

reserves, over and above dispatch benefits. 

To  account  for  uncertainty  in  EIM  participants’  ability  to  procure  flexibility 

reserves from across the EIM footprint, the study team produced a high range 

and  a  low  range benefits  scenarios.  The high  range  scenario  includes  the  full 

estimated benefits described above. For the low range scenario, the study team 

valued  the  reduction  in  load  following  reserve  quantities  in  Table  3  at  ISO’s 

historical market prices for ancillary services, rather than using the difference in 

production  costs  estimated  from  GridView.  Again,  this  low  range  scenario  is 

conservative  in  that  it does not  include additional  savings  from being able  to 

procure flexibility reserves from across the expanded EIM.  

2.2.3 REDUCED RENEWABLE  ENERGY CURTAILMENT 

High  penetrations  of  variable  generation  increase  the  likelihood  of  over‐

generation  conditions.  In  these  situations,  curtailment  of  variable  generation 

may be necessary since the system  is not flexible enough to reduce the output 

from other resources within the same BAA. Based on discussions with ISO, over‐

generation conditions and the curtailment of renewable generation are likely to 

be a long‐term issue as additional wind and solar resources come online.  

As a standalone BA, the ISO schedules imports on an hour‐ahead basis and may 

find  it difficult  to back down  imports on  shorter  timescales  if  local  renewable 
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generation is higher or if load is lower than expected. NV Energy participation in 

the EIM could potentially avoid over‐generation situations since it could enable 

ISO to reduce imports from NV Energy in real‐time, rather than having to curtail 

renewables during minimum generation or ramp‐constrained intervals. 

The study  team calculated  the  total benefits of  reduced energy curtailment  in 

the  ISO BAA by multiplying estimates of:  (1)  the annual amount of  renewable 

energy curtailed when simulating ISO operations as a standalone entity without 

an EIM, and (2) the value of curtailed renewable energy (in $/MWh). The result 

represents the cost of renewable energy curtailment that an EIM could help to 

avoid, assuming that generation in the other EIM participant BAs is available to 

back  down  during  these  situations.  To  estimate  the  incremental  curtailment 

savings from NV Energy participation in the expanded EIM (i.e., as compared to 

the  initial  PacifiCorp‐ISO  EIM),  the  study  team  assumed  that  PacifiCorp’s 

participation in the EIM (in the NV BAU Case) has already reduced 50% of total 

renewable  curtailment,  lowering  the  remaining quantity of  renewable  energy 

curtailment that could be reduced through NV Energy EIM participation by 50%.   

The PacifiCorp‐ISO EIM Study assumed a range of 10% to 100% of the modeled 

curtailment in the ISO BAA could be addressed by the initial EIM. If a very high 

percentage  of  curtailment  is  reduced  by  the  PacifiCorp‐ISO  EIM  (near  100%), 

then only a  small amount of  remaining curtailment could be  reduced  through 

NV  Energy’s  incremental  participation  in  the  EIM.    More  generally,  the 

additional participation of NV Energy  in  the EIM  is expected  to  result  in  total 

avoided  renewable curtailment by  the EIM at a  level closer  to  the at a higher 

end of the 10% to 100% range modeled, as NV Energy brings additional thermal 

generation  that  could  decrease  output  if  needed,  and  NVE  adds  an  EIM 
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connection to the southeastern end of the  ISO system, reducing the  likelihood 

that  internal  congestion  on  the  ISO  system  impedes  the  EIM’s  ability  to  fully 

reduce curtailment. 

To estimate the level of renewable energy curtailment in the ISO BAA, the study 

team developed a methodology that uses outputs from two sequential GridView 

model runs. In the first run, representing unit commitment based on forecasted 

needs, projected solar, wind, and load profiles were used to estimate economic 

imports  into  ISO.  In  the  second  run,  representing  real‐time  dispatch,  actual 

solar, wind, and  load profiles were used along with minimum  import  limits set 

to the  level of economic  imports from the first simulation. This  limit prevented 

the model  from  lowering  the  interchange below  the  level determined by  the 

unit  commitment  process.  This  reduction  in  system  flexibility  resulted  in 

approximately 120 GWh of  renewable energy curtailed by  the  ISO  in 2022. By 

assuming  that  the  initial EIM with PacifiCorp  relieves 50% of  this  curtailment, 

the remaining curtailment that could be addressed by NV Energy participation in 

the EIM is 60 GWh.31 

This  estimate of  the  level of  renewable energy  curtailed by  the  ISO  (i.e., 120 

GWh)  is  likely  conservative.  Production  simulation  models  are  designed  to 

utilize normative assumptions  regarding  load, hydropower conditions,  thermal 

                                                            
31
 For NV Energy’s participation in the EIM to alleviate renewable energy curtailment in the ISO BAA, NV Energy 

would  need  sufficient  generation  capability  online  to  ramp  down  and  reduce  exports  to  (or,  equivalently,  to 
increase  imports  from)  ISO,  based  on  the  quantity  of  energy  that would  otherwise  need  to  be  curtailed. An 
examination of dispatch in the NVE EIM cases indicates that NV Energy generators would typically have sufficient 
operating  room  to  ramp  down  by  the  curtailment  quantities,  and  that  this  constraint would  have  negligible 
impact on the potential EIM savings. Ninety‐seven percent of the total modeled curtailment quantity would be 
unaffected  by  NV  Energy  generator  headroom  constraints  in  2017,  and  99%  of  total  curtailment would  be 
unaffected by NV generator headroom constraints  in 2022, without  requiring NV Energy to decommit thermal 
units. 

DOCKET UE 296 
PAC/908 

Page 43 of 72



 
 

 

P a g e  | 40 | © 2014 Energy and Environmental Economics, Inc. 

resource  outages,  and  other  variables  in  order  to  produce  reasonable, mid‐

range  estimates  of  resource  dispatch  and  prevailing  power  flows.  However, 

renewable curtailment occurs during extreme events such as very high output 

of  wind,  solar,  and  hydropower  resources  combined  with  very  low  load 

conditions. These conditions are not well‐represented  in production simulation 

modeling  inputs. Hence,  renewable  curtailment  is  likely  to  be  understated  in 

production simulation model outputs.   

The  study  team  calculated avoided  curtailment  savings based on a $66/MWh 

value  of  avoided  renewable  energy  curtailment,  as  the  sum  of:  (1)  a  RPS 

compliance value of $35/MWh based on market prices  for bundled renewable 

energy  certificates  (REC)  from  in‐state  production;32 (2)  an  average  Federal 

production  tax  credit  (PTC)  value  of  $11/MWh; 33  and  (3)  an  estimated 

$20/MWh avoided production cost of a thermal unit  located  in  the NV Energy 

BA  that  an  EIM  enables  to  dispatch  down  to  reduce  imports  to  (or  increase 

exports from) ISO.  This unit is assumed to be compensated for the decremental 

(“dec”) bid.   

The RPS compliance value  is based on  the cost of  renewable energy  to satisfy 

California’s RPS targets. In the short term, the RPS compliance value for avoided 

in‐state  curtailment may  be  lower  than  $35/MWh  for  California  utilities  that 

have  a  long  renewable  energy  position  in  the  lead  up  to  the  2020  RPS 

                                                            
32
 Data from Platts McGraw Hill Financial indicates that bid offer range for bundled (Bucket 1) RECs in 2012 was 

$35 to $40/MWh (http://www.platts.com/news‐feature/2012/rec/chart). 
33
 The $11/MWh average PTC used here is based on the 2013 Federal PTC rate for wind generation of $23/MWh 

(http://dsireusa.org/incentives/incentive.cfm?Incentive_Code=US13F),  applied  to  the  portion  of  modeled 
renewable curtailment occurring during night‐time hours when wind energy is curtailed, which represented 47% 
of total simulated curtailment. 
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compliance date, if the utility does not need to replace the curtailed renewable 

energy  to  satisfy  its  RPS  target  or  is  able  to  purchase  significantly  less  costly 

unbundled RECs to meet its near‐term target. This analysis, however, is focused 

primarily on benefits over the longer term (i.e., extending beyond 2022), where 

short‐term  fluctuations  in RPS compliance values are expected  to be averaged 

out  by  the  implementation  of  new,  higher  RPS  targets  or  by  higher  energy 

(MWh)  procurement  requirements  that  result  from  load  growth.  With 

continued growth  in renewable procurement amounts, reductions to expected 

curtailment  will  reduce  the  amount  of  additional  renewable  energy 

procurement  needed  to  reach  a  given  RPS  target  amount.  Thus,  reduced 

renewable  energy  curtailment  would  be  avoiding  the  cost  of  procuring 

additional renewable generation.  

The  study  team  used  the  $66/MWh  avoided  curtailment  value  with  the 

simulated renewable curtailment quantity results to develop low and high range 

scenario benefits for reduced renewable energy curtailment in 2017. In the low 

range scenario, the study team assumed that reduced curtailment is 10% of the 

total potential, or 6 GWh.  In the high range scenario, the study team assumed 

that reduced curtailment  is 100% of the total potential, or 60 GWh. This range 

of curtailment estimates was then multiplied by the value of avoided renewable 

energy curtailment to calculate low and high range estimates of $0.4 million (= 6 

GWh  *  $66/MWh)  to  $4.0 million  (=  60  GWh  *  $66/MWh),  respectively,  in 

benefits  for reduced renewable energy curtailment  in 2022. For simplicity and 

transparency,  the  study  team  assumed  the  benefits  of  reduced  renewable 

energy curtailment were $0.4‐$4.0 million for both 2017 and 2022.   
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The resulting low and high scenarios for avoided renewable curtailment benefits 

cover a wide range of potential RPS compliance values.  In the short term, if we 

assume  a  very  conservative  avoided  curtailment  value  that  excludes  any REC 

value  and  includes only  the  $11/MWh  PTC  value  and  $20/MWh  value of  the 

avoided  energy  production  cost  on  out  of  state  generation  that  are  paid  to 

decrement  its  dispatch,  the  resulting  avoided  energy  curtailment  value 

($31/MWh)  would  represent  47%  of  the  $66/MWh  high  case  value.  The 

resulting total benefit from avoided curtailment, however, would be well above 

the low sensitivity used for this report, which assumes that only 10% of the high 

case avoided renewable curtailment benefits are obtained.34   

The  projected  renewable  build‐out  in  the  ISO  BAA  is  anticipated  to  continue 

over  the 2017  to 2022  time period, so  it  is  reasonable  to expect  that avoided 

curtailment savings in 2017 would fall toward the lower end of the above range, 

and savings in 2022 would be on the higher end. Moreover, if state RPS targets 

are  raised  to  higher  levels  after  2020,  resulting  renewable  curtailment  levels 

could be significantly higher than those modeled here.35  Thus, the range of EIM 

benefits  from  avoided  curtailment  included  in  this  analysis would be  a highly 

conservative savings estimate for later years if a higher RPS target is pursued.   

                                                            
34
 The  combined  sensitivity  of  a  very  low  level  of  curtailment  and  a  very  low  value  per MWh  of  avoided 

curtailment could produce resulting benefits below this range, but the 10% low case represents a combination of 
reasonable  low  sensitivities on both  cases  (e.g., 47% of high  case  curtailment value and 21% of  the high  case 
curtailment quantity). 
35
 In a recent study jointly sponsored by California's five largest electric utilities, E3 evaluated the operational 

challenges, RPS in California by 2030.  The studies cases, created using E3's Renewable Energy Flexibility (REFLEX) 
model on ECCO International's ProMaxLT production simulation platform, identified overgeneration and potential 
need for curtailment in California of 2,000 GWh under a 40% RPS for 2030, and 12,000 GWh under a 50% RPS 
with significant solar for 2030.  The study identified enhanced regional coordination between California and 
neighboring jurisdictions as a potential solution to help this issue.  See E3, “Investigating a Higher Renewables 
Portfolio Standard in California”, January 2014, 
(http://www.ethree.com/documents/E3_Final_RPS_Report_2014_01_06_with_appendices.pdf), p. 15. 
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2.3 EIM Scenarios 

The  study  team estimated benefits  from NV Energy’s participation  in  the EIM 

based  on  two  study  years:  2017  and  2022.  The  study  team  chose  2017  to 

represent a period after the EIM is operational, but prior to significant changes 

in  load, generation, and  transmission.  In particular,  the modeling of  the 2017 

study year excludes:  (1) a portion of  the  full build out of  renewable  resources 

necessary  to meet California’s 33% RPS;  (2) the  full expected  retirements and 

replacements of  ISO  thermal generating capacity due  to once‐through  cooling 

(OTC)  regulations;  and  (3)  a  number  of  planned  and  proposed  transmission 

projects, such as Gateway West.   The 2017 scenario does reflect retirement of 

the  San  Onofre  Nuclear  Generation  Station  (SONGS)  in  2013,  as well  as  the 

subset of OTC generators that are scheduled for retirement before 2017.    

By comparison, the 2022 study year represents a medium‐range planning case, 

and includes the full build out of renewable resources to meet a 33% RPS target 

in  California  and  a  number  of  proposed  conventional  generation  and 

transmission projects  in the West, as well as a projection of higher CO2 permit 

prices  in California and  somewhat higher gas prices  through  the WECC. While 

not modeled  for  this analysis, a number of studies have  indicated  that  longer‐

term  developments  post‐2022,  such  as  the  possibility  for  higher  RPS  target 

levels,  would  be  expected  to  increase  the  potential  need  of,  and  resulting 

savings from, regional coordination efforts such as an EIM. 

The  study  team used  scenario assumptions  to  indicate how  sensitive benefits 

are to: (1) the availability of NV Energy generators to participate  in the EIM for 

the  full year  including summer months;  (2)  limits on  the ability  to procure  the 
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least‐cost flexibility reserves from across the expanded EIM; and (3) the extent 

of  renewable  energy  curtailment  value  that  can  be  avoided  through  an  EIM. 

These  scenarios  are  designed  to  reflect  the  limitations  of  existing  tools  to 

characterize all of the changes to system operations that would occur under an 

EIM,  particularly  the  modeling  of  reserves  and  renewable  curtailment.  In 

addition, the two time periods for the scenarios capture a range of uncertainties 

about  the  extent  to  which  future  industry  developments  would  allow  cost 

savings to occur both with and without an EIM. Table 8 provides a synopsis of 

key assumptions under the low and high range scenarios. 

Table 8. Low and high range assumptions for 2017 and 2022 cases 

   
Assumption  Low range High range

Availability of NV 
Energy generators to 
participate in EIM 

Unavailable during June‐Sept; 
annual simulation dispatch 
benefits scaled downward by 
one‐third (4/12ths) 

Available in all months for 
EIM dispatch; full‐year 
simulation benefits used 

Cacluation of flexibility 
reserve benefits 

Quantity reduction in reserve 
requirements valued at 
benchmark of average ISO 
historical ancillary service 
market price levels 

Simulation directly 
calculates benefits of 
reduced reserves benefits, 
and improved efficiency 
through allowing optimum 
use of reserves from across 
EIM footprint (subject to 
transmission constraints) 

Share of identified 
renewable energy 
curtailment value 
avoided in California 

10%  100% 
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2.4 Benefits of NV Energy Participation in EIM 

Figure 2 and Table 9 show the low and high range of benefits from NV Energy’s 

participation  in the EIM  in 2017 and 2022, and the benefits attributed to each 

category. Total annual benefits  to all participants  in 2017  range  from $9.2  to 

$18.2 million; total annual benefits for 2022 range from $15.0 to $29.4 million 

(2013$). 

Figure  2.  Low  and  high  range  incremental  gross  annual  benefits  to  all 
participants from NV Energy Participation in EIM (2013$) 

 

Note: Figure represents total incremental benefits to all EIM participants as a result of NV 
Energy’s participation in the EIM 
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Table 9. Low and high  range annual benefits  to all participants  for 2017 and 
2022 (million 2013$) 

  2017 2022

Benefit Category  Low 
range

High 
range

Low 
range

High 
range

Interregional dispatch  $6.2 $9.3 $8.9 $13.4

Flexibility reserves  $2.6 $5.0 $5.7 $12.0

Renewable curtailment  $0.4 $4.0 $0.4 $4.0

Total benefits  $9.2 $18.2 $15.0 $29.4

Note: Individual estimates may not sum to total benefits due to rounding.  

The low range in Table 9 assumes: (a) NV Energy generators are not available for 

EIM  participation  for  four  summer months  of  the  year;  (b)  flexibility  reserve 

benefits  result  only  from  the  reduced  quantity  of  flexibility  reserves  needed, 

and do not include reduced costs from procuring reserves across the expanded 

EIM footprint; and (c) the value of renewable energy curtailment  is 10% of the 

full  estimated  value.  The  high  range  assumes:  (a)  NV  Energy  generators  are 

available  for  full  EIM  participation  throughout  the  entire  year;  (b)  flexibility 

reserves can be procured  in the  lowest cost manner from across the expanded 

EIM footprint, subject to transmission transfer constraints; and (c) the value of 

renewable energy curtailment is 100% of the full estimated value. 

Differences  in  individual benefit categories provide  important  insights  into  the 

impact of scenario assumptions on the results. 

 Interregional  dispatch  savings  range  from  $6 million  to  $9 million  in 

2017 and from $9 to $13 million in 2022. Year‐round participation of NV 

Energy generators (i.e., as in the high range scenario) raises the benefit 

level in either year. However the largest sensitivity is the year modeled, 

with  the  resource mix and  fuel  costs assumptions used here  for 2022 

creating greater opportunities for dispatch efficiency gains compared to 
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2017.    These  savings  levels  are  modest  relative  to  total  production 

costs; they represent a production cost reduction of between $0.03 and 

$0.05 per MWh of  load  in  the NV Energy and  ISO BAAs  for 2017 and 

$0.05 to $0.09 per MWh of load in 2022.36 

 Annual cost savings  from  reduced  flexibility  reserves  range  from $3  to 

$5 million in 2017, and from $6 to $12 million in 2022.  The low to high 

ranges  in  both  time  periods  are  distinguished  by whether NV  Energy 

participation  in  EIM  would  solely  create  cost  savings  by  reducing 

quantity  of  flexibility  reserves  required,  or  whether  NV  Energy’s 

participation can also enable cost reductions  from optimal selection of 

the most  efficient  sources  of  reserves  from  across  the  EIM  footprint. 

The  large  difference  in  results  suggests  that  creating  a mechanism  to 

allow optimal selection of  flexibility reserves  from across an expanded 

EIM is a very important benefit that should yield significant cost savings. 

 Cost  savings  from  reduced  renewable  curtailment  are  very  uncertain. 

The  results  here  suggest  that,  even  under  conservative  assumptions, 

these savings can be an important component of EIM benefits. Because 

an  EIM  would  provide  an  automated  mechanism  for  facilitating 

renewable  resource  curtailment  solutions,  as  well  as  clearing  any 

payment  required  in  the  event  of  curtailment,  this  is  likely  to  be  an 

important and growing EIM benefit going forward.  

The results shown  in Table 9 show that, even under conservative assumptions, 

the  incremental  benefits  of  NV  Energy’s  participation  in  the  EIM  would  be 

greater  than  the  expected  costs,  described  in  Section  2.1.2.  The  results  also 

                                                            
36
 Calculations based on a total forecasted ISO and NV Energy BAA load of 267 TWh in 2017 and 284 TWh in 2022.  

If assuming that the EIM will affects energy transactions equal to 10% of BAA loads, these dispatch savings levels 
would  represent  cost  reductions  of  $0.34  to  $0.53/MWh  of  affected  transactions  in  2017  and  $0.46  to 
$0.88/MWh in 2022.   
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indicate that the benefits of an EIM for the Western Interconnection region are 

likely to grow as additional participants are added. 

2.5 Attribution of EIM Benefits 

The  study  team  assumed  that  the  benefits  of  an  expanded  EIM  would  be 

attributed between NV Energy and current EIM participants as follows: 

 Interregional  dispatch  savings.  Savings were  split  evenly between NV 

Energy and current EIM participants  to reflect:  (1)  the reduced cost  to 

serve current EIM participants’ load, since expensive internal generation 

is  displaced  by  low‐cost  imports  from  NV  Energy;  and  (2)  additional 

revenues  for NV  Energy,  since  it  exports  additional  power  to  current 

EIM  participants when  it  joins  the  EIM. Assuming NV  Energy  and  the 

initial EIM are the only two entities in the Western Interconnection that 

change  dispatch  under  the  EIM,  an  even  split  makes  the  savings 

proportional to the absolute value of changes in generator dispatch, as 

any interval in which NV Energy generation increases under the EIM will 

have  an  equal  and  opposite  reduction  in  dispatch  for  the  initial  EIM 

participants. 

 

Reduced flexibility reserves. Flexibility reserve benefits were attributed 

based on  two separate  factors. First,  the  total production cost savings 

were allocated between NV Energy and the current EIM participants  in 

proportion  to  their  standalone  load  following  requirements, based on 

the assumption that final  load following responsibilities within the EIM 

would  be  ultimately  allocated  based  on what  each  participant would 

have had to procure as a standalone entity. This results in a roughly 3% 

and 4% share of benefits attributed  to NV Energy and a 97% and 96% 
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share  attributed  to  the  current  EIM  participants  in  2017  and  2022, 

respectively. The higher share attributed to NV Energy in 2022 is due to 

its  proportionally  larger  increase  in  load  following  requirements 

between 2017 and 2022.   

Additionally,  the  study  team  also  expects  some  of  the  NV  Energy’s 

generation to participate directly in the ISO flexi‐ramp market when NV 

Energy  becomes  an  EIM  participant.  Revenues  related  to  NV  Energy 

generation  offering  services  in  the  anticipated  flexi‐ramp  product 

market, or contributing toward the ISO’s flexi‐ramp dispatch constraint, 

were modeled as a  transfer of a portion of  flexi‐ramp market revenue 

from ISO, whose generators are currently receiving 100% of the revenue 

related to the flexi‐ramp constraint, to NV Energy generators.  

This  transfer was  estimated  as  the  product  of:  (a)  ISO’s  current  total 

flexi‐ramp constraint payments in the previous year multiplied by (b) NV 

Energy generators’ share of total capacity of gas and hydro generation 

in  the  combined  EIM.    Total  payments  to  generators  related  to  ISO’s 

flexi‐ramp  constraint  over  the  most  recent  12‐month  period,  from 

November 2012 to October 2013, were $23.2 million  for the entire 12 

months,  with  an  average  hourly  quantity  of  433  MW  (a  $6.1/MWh 

average cost), and $18.0 million if excluding the summer months of June 

through  September.  NV  Energy  gas‐fired  and  hydropower  generation 

capacity represents 15% of the total gas and hydropower capacity in the 

expanded  EIM  footprint.37 This  translates  to  a  range  of  $2.7  million 

(excluding  summer months)  for  the  low  case  to  $3.5 million  for  the 

entire year  for  the high case. This amount would  represent a  transfer 

from  the  ISO BA  to  the NV Energy BA entities, which  is  included as a 

                                                            
37
 This  calculation  limited  PacifiCorp  contribution  to  total  EIM  gas  and  hydro  capacity  to  400 MW  to  reflect 

transmission constraints on connection between PacifiCorp and ISO system. 
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positive value  in the attribution of benefits to the NV Energy BA and a 

negative value in attribution of benefits to current EIM participants. 

 Reduced  renewable  energy  curtailment.  The  bulk  of  benefits  of 

reduced curtailment (related to avoided loss of RPS compliance value of 

$35/MWh and PTC value of $11/MWh) were attributed to ISO, because 

all  of  the  expected  reduced  curtailment,  over  the  time  period 

considered,  would  take  place  within  the  ISO  footprint.  NV  Energy  is 

attributed  a  portion  (20/66ths,  or  30%)  of  the  savings  related  to 

$20/MWh avoided costs of  thermal generation on  the units  located  in 

NV Energy BAA that decrease output that is replaced by the renewable 

energy exported  from  ISO  (or  reduction  to exports  from NV Energy  to 

ISO). 

The  attribution  of  expanded  EIM  benefits  described  above  is  summarized  in 

Tables 10 and 11. NV Energy achieves annual  cost  savings of $6‐10 million  in 

2017 and $8‐12 million in 2022. Annual cost savings to current EIM participants 

are $3‐9 million by 2017 and $7‐17 million by 2022. 

Table 10. Attribution of expanded EIM annual benefits to NV Energy  (million 
2013$) 

  2017 2022

Benefit Category  Low 
range

High 
range

Low 
range

High 
range

Interregional dispatch  $3.1 $4.7 $4.4 $6.7

Flexibility reserves  $2.8 $3.6 $3.2 $4.3

Renewable curtailment  $0.1 $1.2 $0.1 $1.2

Total benefits  $6.0 $9.5 $7.7 $12.2

Note: Attributed values may not match totals due to independent rounding.  
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Table  11.  Attribution  of  expanded  EIM  annual  benefits  to  current  EIM 
participants (million 2013$)  

Benefit Category  Low 
range

High 
range

Low 
range

High 
range

Interregional dispatch  $3.1 $4.7 $4.5 $6.7

Flexibility reserves  ‐$0.2 $1.4 $2.5 $7.7

Renewable curtailment  $0.3 $2.8 $0.3 $2.8

Total benefits  $3.2 $8.8 $7.3 $17.2

Note: Attributed values may not match totals due to independent rounding.  

The approach described above simply attributes total cost savings between NV 

Energy  and  current  EIM  participants  and  does  not  attempt  to  account  for 

changes  in  market  revenues  relative  to  today’s  bilateral  system.  It  is  not 

intended to be a methodology for allocating costs and benefits. The actual net 

costs and benefits  that would  flow  to  the NV Energy system and  those of  the 

current EIM participants may be different from the assumptions used here.  
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3 Interpreting the Results 

3.1 Conservative Nature of the Results 

Because of the difficulties  in modeling the operational complexities of an EIM, 

the  study  team’s  approach  was  intended  to  use  conservative  to  moderate 

assumptions  to  generate  credible  results,  both  as  a  standalone  analysis  and 

relative to other studies. Table 12 provides a high‐level overview of the nature 

of assumptions (conservative, moderate, aggressive) used for each of the three 

identified  categories  of  benefits,  and  an  explanation  of why  the  assumptions 

were  considered  to  be  conservative  or moderate.  Based  on  NV  Energy  staff 

guidance that the NV Energy BAA currently has minimal internal congestion, the 

study  team  made  the  conservative  assumption  that  intra‐regional  dispatch 

savings would be negligible, and it was not included in this study.  
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Table 12. Categorization of assumptions used in this study 

Benefit 
Category 

Assumptions 
(conservative, 
moderate, 
aggressive) 

Rationale 

Interregional 
dispatch 

Conservative‐
Moderate 

 Study used wheeling tariff rates to inhibit trade 
between ISO and NVE in NV BAU Case, a 
conservative assumption that does not add 
additional charges for other forms of friction 
that may also impede trade in current 
operating context 

 Hourly cost differences between natural gas‐
fired generators are understated in production 
simulation models due to the use of uniform 
heat rates assumptions and normalized system 
conditions; these models understate potential  
benefits of NV Energy participating in EIM 

 Study assumed that EIM will facilitate more 
efficient real‐time unit commitment, a 
moderate assumption, based on learning over 
time and the EIM’s real‐time unit commitment 
capability 

 Study assumed that all incremental cost savings 
from dispatch changes under the EIM accrue to 
EIM members, a moderate assumption  

Flexibility 
reserves 

Conservative   Study modeled low range based on the 
quantity reduction in reserves requirements 
prices historical ISO market prices, which would 
not incorporate the potential savings for 
substitution of lower cost resources for 
reserves from across the EIM footprint in place 
of higher cost reserves within the local BA if no 
EIM were available 

 Study included operating cost only; no capacity 
cost savings are included, which limited EIM 
benefits  

 Study allowed 25% of total hydropower 
capacity to contribute to flexibility reserves in 
the low range estimates, which limited EIM 
benefits  

 Study did not require lock‐down of dispatch 45 
minutes prior to the operating hour, as done in 
other studies, which would have raised the 
quantity of reserves required and increased 
EIM benefits 

Renewable  Conservative   Study did not evaluate renewable curtailment 
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curtailment  for NV Energy, which limited EIM benefits  

 In low range estimate, study assumed wind and 
solar not producing significant over‐generation 
(conservative assumption)  

 Production simulation models understate the 
frequency with which low net load/high 
generation events occur due to their use of 
idealized operating assumptions; these models 
limit EIM benefits 

Within‐hour 
dispatch 

Conservative   Production simulation analysis modeled at 
hourly level, omitting potential benefits of sub‐
hourly dispatch (other studies indicate that 
these benefits could be substantial)  

3.2 Comparison to other Studies 

Several  recent  studies  have  examined  the  potential  benefits  of  greater 

balancing area coordination in the Western Interconnection. These include: 

 PacifiCorp‐ISO  EIM  Study —  examined  the  benefits  of  an  initial  EIM 

between PacifiCorp and ISO;38 

 WECC EIM Analysis (completed in 2011) — examined the benefits of an 

hourly EIM in parts of the WI region; undertaken by E3 for WECC;39 

 PUC EIM Group Analysis (completed in 2012) — examined the benefits 

of  a  10‐minute  EIM  in  parts  of  the  WI  region;  undertaken  by  the 

National Renewable Energy Laboratory (NREL) for the PUC‐EIM Group;40 

 WECC VGS (completed in 2013) — examined the benefits of 10‐minute 

bilateral  scheduling  for  the  entire  WECC  region;  undertaken  by  the 

                                                            
38
 See http://www.caiso.com/Documents/ PacifiCorp‐ISOEnergyImbalanceMarketBenefits.pdf for the final report. 

39
 See http://www.wecc.biz/committees/EDT/EDT%20Results/E3_EIM_Benefits_Study‐

Phase_2_Report_RevisedOct2011_CLEAN2%5B1%5D.pdf for the final report. 
40
 See  http://www.westgov.org/PUCeim/  for  the  PUC  EIM  website  and  link  to  the  NREL  final  report  at 

http://www.nrel.gov/docs/fy13osti/57115.pdf. 
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Pacific Northwest National Laboratory  (PNNL)  for WECC as part of  the 

WECC Variable Generation Subcommittee (VGS);41 

 NWPP EIM (completed  in 2013) — examining the benefits of 5‐minute 

security  constrained economic dispatch  for  the Northwest Power Pool 

(NWPP)  footprint,  undertaken  by  PNNL  for  the  NWPP  Market 

Assessment and Coordination (MC) Initiative using a 10‐minute dispatch 

model.42 

The  above  studies  can be broadly  categorized  into  two different  approaches. 

The first three studies use hurdle rates to capture transactional friction between 

BAAs  in  the base case, which are  removed  in  the EIM case. They also assume 

that an EIM will enable BAs  to  reduce  the quantity of  flexibility  reserves  that 

they would need  to  carry  for wind and  solar  integration. The  last  two  studies 

assume  transactional  friction between balancing  areas  is not  alleviated by  an 

EIM  on  an  hourly  timestep,  and  that  an  EIM will  not  reduce  the  quantity  of 

regulation  and  flexibility  reserves  required  for  wind  and  solar  integration. 

Instead, they conduct detailed analysis of dispatch changes that would occur on 

a 10‐minute timestep compared to a fixed hourly interchange schedule between 

BAAs.  

The assumptions and methodologies selected  for the analyses above  informed 

the development of  this  study.   The approach used  in  this  study  is  consistent 

with  the PacifiCorp‐ISO EIM, WECC EIM, and PUC Group EIM analyses.  It does 

benefit,  however,  from  the  NWPP  EIM  study  assumption  used  to  limit  the 

                                                            
41

 See  http://energyexemplar.com/wp‐content/uploads/publications/Balancing%20Authority%20Cooperation 
%20Concepts%20‐%20Intra‐Hour%20Scheduling.pdf. 
42
 See http://www.nwpp.org/documents/MC‐Public/NWPP_EIM_Final_Report_10_18_2013.pdf. 

DOCKET UE 296 
PAC/908 

Page 59 of 72



 
 

 

P a g e  | 56 | © 2014 Energy and Environmental Economics, Inc. 

amount  of  hydropower  that  would  qualify  and  be  available  to  provide 

contingency  and  flexible  reserves.  Table  9  (next  page)  provides  a  high‐level 

comparison  between  the  benefit  estimates  in  this  study  and  the  five 

aforementioned studies, describing key drivers of differences. 

The  estimated  annual benefits  in  this  study  are  smaller  than  in other  studies 

because of: 

 The smaller geographic  footprint of  this study, which covered only the 

NV  Energy,  PacifiCorp,  and  the  ISO  areas  and not  the  larger Western 

Interconnection region;  

 The  modeling  scope  in  this  study,  which  did  not  include  sub‐hourly 

dispatch; and 

 The  modeling  assumptions  used  in  this  study,  which  resulted  in  a 

smaller base case operating  reserve  requirement, and hence a smaller 

change in reserves in the EIM case, than the PUC EIM Group analysis.  

The results in this study should thus be viewed as conservative relative to other 

studies. 

Table  13.  Comparison  of  annual  benefits  and  geographic  scope  between  this 
study and other EIM studies  

Study 
(Organization) 

Annual 
Benefits 
($MM) 

Geographic 
Scope 

Key Drivers of Differences with this 
Study 

NV Energy‐ISO 
EIM study 

$9‐18 in 2017; 
$15‐29 in 2022 

Incremental 
benefits 
from adding 
NV Energy 
with  
PacifiCorp, 
and ISO
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PacifiCorp‐ISO 
EIM study 

$21‐$129  in 
2017 

PacifiCorp 
and ISO  

 Similar methodology framework 
and benefit categories. 

 NV Energy‐ISO study includes 
PacifiCorp‐ISO EIM in base case 

 PacifiCorp‐ISO study uses 
benchmarked hurdle rates 
rather than wheeling rates to 
represent friction across BAA 
boundaries 

 PacifiCorp‐ISO study includes 
intra‐regional dispatch savings 
in PacifiCorp 

 PacifiCorp‐ISO study also 
models high range case with 
12% cap on hydro contribution 
to reserves, which increases 
flexibility benefits from EIM 

 NV Energy‐ISO Study generator 
assumptions include retirement 
of San Onofre Nuclear 
Generation Station (SONGS) and 
additional retirement and 
replacement of thermal units 
through the study period due to 
once‐through cooling (OTC) 
regulations in California  

 NV Energy‐ISO Study 
incorporates additional 
transmission modeling detail in 
Southwest to represent NV 
Energy system and rights on co‐
owned facilities. 

WECC EIM  
(E3) 

$141 in 2020 WECC 
excluding 
ISO and 
AESO 

 WECC EIM study had similar 
approach to this study  

 WECC EIM study had larger EIM 
footprint than this study  

 WECC study excluded 
intraregional dispatch savings; 
this study includes intraregional 
dispatch savings 

 No assessment of renewable 
curtailment reduction in WECC 
study; this study includes 
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benefits of renewable 
curtailment reduction

PUC EIM Group  
(NREL) 

$146‐294 in 
2020 for EIM  
(plus 
additional 
$1,312 if 
moving from 
hourly to 10‐
minute 
dispatch 
interval) 

WECC 
excluding 
ISO and 
AESO 

 PUC EIM study had larger EIM 
footprint than this study  

 PUC EIM study modeled 10‐
minute dispatch; this study 
models hourly dispatch  

 PUC EIM study required more 
reserve in base case due to 
earlier schedule lockdown, 
increasing EIM benefits; this 
study assumed later lockdown 

 PUC EIM study included 
regulation reserve savings for 
EIM; this study assumes no 
regulation reserve savings 

WECC VGS  
(Energy 
Exemplar) 

$349‐$755 in 
2020 
($1,112 for 
27%  
renewable mix 
scenario in 
2020) 

 

Entire WECC  WECC VGS study had larger EIM 
footprint than this study  

 VGS study modeled 10‐minute 
bilateral scheduling, not EIM  

 In VGS study, reduction of 
reserves requirements not 
explicitly modeled, and no 
savings due to reduced reserves 
or reduced transactional 
friction. Focused on savings due 
to within‐ hour efficiency gains; 
ISO‐PAC study includes savings 
from reduced reserves & 
transactional friction

NWPP EIM  
(PNNL) 

$40‐70  million 
in  2020,  with 
$17‐125 
million  range 
for  additional 
sensitivities 

NWPP  Similar approach to WECC VGS 
study 

 Detailed multi‐step model, with 
additional information provided 
by NWPP stakeholders 
especially on hydro 
representation
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Technical	Appendix	

Overview	
This technical appendix provides a detailed description of the methods and assumptions used in 

calculating the benefits of NVE participation in the EIM through improving efficient interregional 

dispatch and reducing flexibility reserves requirements.  Following this overview, the first section of this 

appendix describes methods for calculating inputs to the NV BAU Case, including wheeling rates 

between BAAs and flexibility reserve requirements in the NV BAU Case. The second section describes 

the changes made to wheeling rates in the NV EIM Dispatch Case to reduce friction on transactions 

between the NV Energy and ISO BAA. The third section describes the calculation of reserve 

requirements for the NV EIM Flexibility Reserves Case and discusses the approach used to estimate a 

low and high range of flexibility reserve savings. 

The study team estimated the benefits of more efficient interregional dispatch and reduced flexibility 

reserves using a combination of statistical analysis and production simulation modeling. All production 

simulation modeling was conducted using ABB’s GridView model.1  

The study team modeled three simulation cases to evaluate the benefits of NV Energy participation in 

the EIM: 

 NV BAU Case, reflecting a business‐as‐usual scenario that includes an EIM operating between 

two current EIM participants (PacifiCorp and ISO,) but continued obstacles to interregional 

dispatch between NV Energy and ISO, and independent procurement of flexibility reserve 

needs for NV Energy; 

 NV EIM Dispatch Case, in which obstacles to more efficient interregional dispatch are removed 

but NV Energy flexibility reserves needs are still calculated and procured separately; and 

 NV EIM Flexibility Reserve Case, in which obstacles to more efficient interregional dispatch are 

removed and NV Energy pools its flexibility reserves with the existing EIM participants. 

The NV BAU Case was developed using the Western Electricity Coordinating Council’s (WECC’s) 

Transmission Expansion Planning Policy Committee (TEPPC) 2022 Common Case as a starting point, with 

updates developed for ISO’s Transmission Planning Process (TPP) GridView simulation “Branch Cases” 

for 2017 and 2022 to improve accuracy inside of California.  The study team also adjusted load forecasts, 

fuel price forecasts, generators retirements and additions, and transmission details for 2017 and 2022 

based on additional information provided by NV Energy and ISO.  Finally, the team implemented 

changes developed from the ISO‐PacifiCorp EIM Benefits study to reflect in the NV BAU scenario the 

operation of an EIM with the “current participants” of ISO and PacifiCorp. 

                                                            
1 For more on GridView, see 
http://www.abb.com/industries/db0003db004333/c12573e7003305cbc12570060069fe77.aspx. 
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The NV EIM Dispatch Case and NV EIM Flexibility Reserve Case were used to isolate the benefits, relative 

to the NV BAU Case, of more efficient interregional dispatch and reduced flexibility reserves as a result 

of NV Energy participating in the EIM. In the NV EIM Dispatch Case, the study team modeled the 

incremental benefits of more efficient interregional dispatch by eliminating the wheeling rates between 

NV Energy and ISO that are used to reflect impediments to electricity trades in the NV BAU Case.2 In the 

NV EIM Flexibility Reserve Case, the study team modeled the incremental benefits of reduced flexibility 

reserves by calculating the reduction in flexibility reserves that results from pooling load, wind, and solar 

variability between the NV Energy BAA and the current EIM participants’ BAAs (subject to transmission 

constraints), and then by reducing the amount of required reserves in GridView runs.3 

As described in the main report, for the NV BAU Case, the NV EIM Dispatch Case and the NV EIM 

Flexibility Reserve Case, the study team modeled both the year 2017 to represent likely system 

conditions within the first several years after the EIM becomes fully operational, as well as the year 2022 

to identify the potential benefits over a medium‐term planning horizon, after additional renewable 

generation and more regional transmission facilities have been constructed in the Western 

Interconnection, and with additional flexibility reserves needed to support the higher levels of regional 

wind and solar penetration. Figure 1A illustrates the study team’s modeling approach.  

                                                            
2 A component of wheeling rates that reflects the need to acquire CO2 allowances when delivering electricity from 
neighboring states into California, as required by California’s greenhouse gas “cap‐and‐trade” program developed 
in compliance with AB32, was retained in all cases.   
3 As discussed later in this Technical Appendix, the low range benefit level for reduced flexibility reserves savings 
was instead calculated by valuing the quantity reduction in flexible reserve requirements based on historical ISO 
market prices. 
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Figure 1A. Modeling approach for creating NV BAU, NV EIM Dispatch, and NV EIM Flexibility Reserves 

Cases 

 

 

As described in the main report of the NV Energy‐ISO EIM analysis, the study team calculated a high 

range and low range benefit level for both 2017 and 2022 by utilizing different assumptions regarding 

the availability of NV Energy generators to participate in the EIM, the value of flexibility reserves, and 

the share of identified curtailment avoided.  Production cost results used for the high and low range 

scenarios are described in this Appendix.  All cases for this analysis assume PacifiCorp and ISO as current 

EIM participants by the time NV Energy participation would commence, and all cases (including the NV 

BAU Case) assume 400 MW transfer capability between PacifiCorp and ISO over transmission facilities at 

COI.  All cases for this assessment also limit hydropower’s ability to contribute to contingency and 

flexibility reserves to 25% of nameplate capacity. 

NV	BAU	Case	
The NV BAU Case used WECC’s TEPPC 2022 Common Case as a starting database. Inputs to the TEPPC 

database are developed from a collaborative stakeholder process, and are used in studies to assess 

regional economic transmission in the Western Interconnection. In addition, the TEPPC database has 

been used in ISO’s TPP, and in other studies of the benefits of an EIM throughout the Western 

Interconnection.4    

                                                            
4 ISO, 2013, Draft 2012‐2013 Transmission Plan, http://www.caiso.com/Documents/Draft2012‐
2013TransmissionPlan.pdf; E3, 2011, WECC EDT Phase 2 EIM Benefits Analysis & Results (October 2011 Revision), 
http://www.wecc.biz/committees/EDT/EDT%20Results/E3_EIM_Benefits_Study‐
Phase_2_Report_RevisedOct2011_CLEAN2%5B1%5D.pdf. 
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Adjustments	to	the	TEPPC	Common	Case	
In developing its 2017 and 2022 TPP “Branch Cases”, ISO staff made adjustments to the TEPPC 2022 

Common Case to improve transmission and generation modeling accuracy within California. The study 

team incorporated those adjustments and made further modifications to the ISO 2017 and 2022 Branch 

Cases in three primary areas: (1) fuel price forecast, (2) load forecast, and (3) generation and 

transmission. 

Fuel	price	forecast	
Natural gas prices were based on the ISO’s long‐term procurement plan (LTPP), adjusted to match 

annual average Henry Hub fuel prices from NYMEX. Within California, these prices reflect ISO’s recent 

updates to provide more granular prices for distinct locations within California load areas. Table 1A 

shows fuel prices by region, for the TEPPC regions within the ISO, NV Energy, and PacifiCorp BAAs.  

Table 1A. Average annual burnertip gas price (2013$/MMBtu) 

Area  2017  2022 

Gas – NEVP (Southern NV)  3.92  4.51 

Gas – SPP (Northern NV)  4.19  4.81 

Gas ‐ PG&E Kern River  4.18  4.81 

Gas ‐ PG&E PGE_C_BB  4.15  4.77 

Gas ‐ PG&E PGE_C_LT  4.27  4.90 

Gas ‐ PG&E SoCal_BT  4.24  4.87 

Gas ‐ SCE SoCal_BT  4.24  4.87 

Gas ‐ PACE_ID  4.05  4.65 

Gas ‐ PACE_UT  3.87  4.45 

Gas ‐ PACE_WY  4.00  4.60 

Gas ‐ PACW  3.97  4.56 

 

Load	forecast	
For 2022, load data was used from the TEPPC Common Case database with updates in California based 

on a CEC demand forecast from September 2012.  A load forecast for 2017 was provided directly by 

PacifiCorp for the PacifiCorp East and PacifiCorp West BAAs as part of the ISO‐PacifiCorp EIM Benefits 

study. For all other load areas, monthly peak and energy values were adjusted for 2017 based on WECC 

Load‐Resource Subcommittee (LRS) 2012 data submittals of forecasted demand by BAA. 

Generation	and	transmission	
For the 2017 cases, some generation and transmission projects were removed from the TEPPC 2022 

Common Case because they were not expected to be online by 2017, based on input from ISO and NV 

Energy. For modeling purposes, generation in 2017 was assumed to precede the majority of expected 

OTC‐related retirements and replacements in California; the 2022 cases includes the planned 

repowering of some generation to replace retired OTC units. 
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Consistent with the latest ISO planning costs, both the 2017 and 2022 scenarios reflect the retirement of 

the San Onofre Nuclear Generation Station (SONGS) Units 2 and 3 in 2013; based on the CAISO TPP 

assumptions, generic gas‐fired generation is added in California as a partial replacement for the retired 

SONGS capacity.  The Navajo coal‐fired plant in Arizona is also assumed to be retired in 2019. 

In Nevada, Reid Gardner Units 1, 2, and 3 are retired for both the 2017 and 2022 cases, and Reid 

Gardner Unit 4 is modeled online in the 2017 cases, but retired for the 2022 cases.  NV Energy provided 

input data for generic gas‐fired plant additions,5 as well as solar generation, to partially replace the 

retired Reid Gardner capacity. 

Based on NV Energy staff input, the study team updated the Southern Nevada Transmission Interface 

(SNTI) path limit to 3,948 MW in the south‐to‐north direction and to 4,465 MW in the north‐to‐south 

direction, and made additional updates to the model to correctly reflect other Nevada paths limits and 

transmission facilities. 

Wheeling	rates	
The NV BAU Case applied tariff‐based wheeling rates to power transfers between BAAs, based on a 

summary by ISO staff of the most recent wheeling tariffs for transmission providers in the Western 

Interconnection. These wheeling rates were adjusted to reflect the additional impact of anticipated CO2 

allowance costs for unspecified power imports into California.  For power flows from NV Energy (NVE) to 

ISO, the study team used a value of $12.23/MWh in 2017, which included a $5.52/MWh cost for CO2 

allowances on NV Energy exports to ISO (Table 2A). This $5.52/MWh adder was based on a default CO2 

emissions factor from the California Air Resources Board of 0.428 metric tons/MWh, and CO2 prices for 

2017 of $11.53 (2013$) per short ton of CO2 , consistent with ISO’s assumptions for the 2012 LTPP.  

For 2022, the study team applied a total wheeling rate of $12.23/MWh, which included a $10.65/MWh 

cost for CO2 allowances on NV Energy exports to ISO (based on a 2022 CO2 price of $22.57 per short ton).  

For power flows from ISO to NVE, the study team used a wheeling rate of $10.10/MWh in 2017 and 

$10.39/MWh in 2022. As described in the main report, the study team conservatively assumed that 

interties between NVE and PACE cannot be utilized for the EIM, and thus applied a $6.71/MWh 

wheeling rate on flows from NVE to PACE and a $2.93/MWh wheeling rate on flows from PACE to NVE; 

these wheeling rates were unchanged in all EIM scenarios. 

Table 2A. Wheeling rates used in the NV BAU Case (2013$) 

  Wheeling Rate ($/MWh) 

  NVE  ISO  ISO  NVE 

Case  CO2‐related  Non‐CO2 related Total   

NV BAU Case – 2017  $5.52  $6.71  $12.23  $10.10* 
   

NV BAU Case – 2022  $10.65  $6.71  $17.36  $10.39* 

                                                            
5 Total NV Energy gas‐fired additions includes the assumed addition of one 646 MW CCGT added in southern 
Nevada by 2017, plus  additions for the 2022 case of one 273 MW CCGT and 21 combustion turbine (CT) units 
totaling 1,690 MW. 

DOCKET UE 296 
PAC/908 

Page 68 of 72



Page 6A   
 

*No CO2‐related wheeling rate is applied to ISO exports to NV Energy because CO2 permit cost under AB32 

is directly modeled in the dispatch for generators located inside California. 

Flexibility	reserves	
To determine the production costs associated with flexibility reserve levels in the NV BAU Case, the 

study team obtained load following and regulation reserve requirements, and then set the total as an 

upward constraint on the minimum level of generation capacity committed in each BAA by GridView. 

Load following here is defined as the capacity needed to manage the difference between the hourly unit 

commitment schedule and 10‐minute forecasted net load. Regulation is defined as the capacity needed 

to manage the difference between 10‐minute forecasted net load and 10‐minute actual net load.  These 

flexibility reserve requirements are in addition to the spinning reserve requirements, which are carried 

against generation or transmission system contingencies, and were also modeled as a constraint in 

Gridview. Supplemental reserves, downward regulation and downward load following were not 

explicitly modeled in GridView. 

For California, ISO provided flexibility reserves requirements for each hour based on the load, wind and 

solar in CPUC’s commercial interest portfolio to meet 33% RPS in California.  To calculate these 

requirements ISO used a stochastic process developed by ISO and Pacific Northwest National Laboratory 

(PNNL) that employs Monte Carlo simulations to represent the variability and forecast error of load, 

wind, and solar over multiple iterations and to evaluate the resulting regulation and load following 

requirements needed to ensure sufficient system flexibility.  For the PacifiCorp BAAs, the study team 

used the hourly regulation and load following requirements developed from the PacifiCorp‐ISO EIM 

study. 

NV Energy staff provided an estimate of its flexibility reserve requirements based on analysis used in NV 

Energy’s 2013 IRP analysis.  NV Energy anticipates requiring 35 MW of regulation reserves in all hours 

for 2017 and 2022.  In addition, NV Energy projects an average need of 41 MW of load following 

reserves in 2017 and 91 MW in 2022.  In the NV BAU Case, these requirements were used as a separate 

constraint on minimum level of committed capacity within NV Energy’s individual BAA. 

In the NV BAU Case, to reflect the impact of ISO and PacifiCorp as existing participants in an EIM, the 

study team estimated flexibility reserve requirements that could be met across the existing EIM 

footprint, subject to transmission constraints.  For each hour, the study team calculated the load 

following flexibility reserve requirements as the geometric sum of the standalone requirements of the 

individual BAAs for each existing participant.  The study team also applied constraints to the amount of 

load following reserve that must be carried within ISO, PacifiCorp East, and PacifiCorp West BAAs based 

on the transmission transfer capability available between these participants, as described in the 

PacifiCorp‐ISO EIM Benefits report.6  

                                                            
6 This includes the 400 MW transfer capability level between ISO and PacifiCorp at COI assumed for this analysis, as 
well as an assumption that PacifiCorp East is able to transfer 200 MW to PacifiCorp West within the hour but with 
no transfer capability in the reverse direction for EIM transactions. 
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Table 3A shows the resulting average hourly load following and regulation reserve requirements for 

both NV Energy and the existing EIM participants in 2017 and 2022. 

Table 3A. Estimated minimum flexibility reserve holdings under the NVE BAU Case in 2017 and 2022 
 

NV BAU Case  2017  2022 
NV Energy     

    Regulation Reserves Requirements  35  35 

    Load Following Reserves Requirement  41  76 
     

Existing EIM participants (ISO‐PacifiCorp)     

    Regulation Reserves Requirements  551  685 

    Load Following Reserves Requirement  1,415  1,859 

 

NV	EIM	Dispatch	Case	
In the NV EIM Dispatch Case, the study team modeled the reduced transactional friction between NV 

Energy and ISO as a result of NV Energy participation in the EIM by removing the wheeling rates applied 

to transmission flows between the NV Energy in the NV BAU Case (excluding the CO2‐related wheeling 

rates, which were left unchanged from the NV BAU scenario). In the NV EIM Dispatch Case, the NVE 

ISO wheeling charge continues to include the $5.52/MWh cost for CO2 allowances in 2017 (and 

$10.65/MWh for CO2 allowances in 2022) on NV Energy flows to ISO (Table 4A).   

Table 4A. Wheeling rates for the NV BAU vs. NV EIM Dispatch Cases (2013$) 

  Wheeling Rate ($/MWh) 

  NVE  ISO  ISO  NVE 

Case  CO2‐related  Non‐CO2 related Total   

NV BAU Case – 2017  $5.52  $6.71  $12.23  $10.10* 

NV EIM Dispatch Case ‐ 2017  $5.52  $0.00  $5.52  $0.00* 
   

NV BAU Case – 2022  $10.65  $6.71  $17.36  $10.39* 

NV EIM Dispatch Case ‐ 2022  $10.65  $0.00  $10.65  $0.00* 
*No CO2‐related hurdle rate is applied to ISO exports to NVE because CO2 permit cost under AB32 is 

directly modeled in the dispatch for generators located inside California. 

Eliminating the non‐CO2 related wheeling rates for this case enables GridView to dispatch more 

generation in the NVE BAA to serve needs in the BAAs of the existing participants when more efficient 

NV Energy units are available, and vice‐versa. Reduced transactional friction from removing wheeling 

rates lowers total generator production costs.  The resulting interregional dispatch cost savings is 

calculated as the change in generator production cost between the NV BAU Case and the NV EIM 

Dispatch Case.  It is important to note that this savings calculation does not include the change in 

wheeling costs incurred, only the change in production cost (generator fuel costs as variable O&M) as a 

result of dispatching more efficiently between BAAs when wheeling charges are not imposed. 
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Table 5A shows this resulting production costs savings for 2017 and 2022 under the high range benefits 

scenario, which assumes participation of NV Energy generation in the EIM during all months.  As 

described in the main report, the low range interregional dispatch savings assumed that NV Energy 

generators were unavailable during June through September, so the study team scaled down the high‐

range benefits calculated from the simulation results by 4/12ths (33%). The table below summarizes the 

resulting interregional dispatch savings for all scenarios. 

Table 5A. Production cost savings in the NV EIM Dispatch Case for 2017 and 2022 (Million 2013$) 

  2017  2022 

Scenario 

Low 

Range 

High 

Range 

Low 

Range 

High 

Range 

NV EIM Dispatch Case  $6.2  $9.3  $8.9  $13.4 

 

	

NV	EIM	Flexibility	Reserves	Case	
For the NV EIM Flexibility Reserves Case, the study team calculated load following requirements for the 

expanded EIM (including NV Energy) as the geometric sum of the reserve requirement for the individual 

BAAs of each participant, and enforced transmission constraints to ensure realistic reserve sharing. By 

taking the geometric sum of NV Energy’s requirements with those of the current EIM participants, the 

reserve requirements in the EIM Flexibility Reserve Case reflect the diversity in forecast errors and 

variability for wind, load, and solar across the NV Energy, ISO, and PacifiCorp footprint, reducing the 

total reserves that are needed relative to the requirements in the NV BAU Case and the NV EIM Dispatch 

Case.   

Transfer capability between NV Energy and ISO was not identified to be a limiting feature on the 

quantity of reserve sharing, but the 400 MW transfer capability constraint between PacifiCorp and ISO 

modeled in the NV BAU Case was maintained in the NV EIM Flexibility Case. 

Table 6A shows the pooled flexibility reserve requirements for the expanded EIM which includes NV 

Energy, prior to enforcing transmission constraints between BAs. Since the EIM will operate at a 5‐

minute timestep, regulation reserves requirements which are required to respond to changes at a 

shorter timescale are modeled as unchanged from the requirements in the NV BAU Case. 

Table 6A. Pooled load following reserve requirements under the NV EIM Flexibility  
Reserve Case in 2017 and 2022 

 

NV EIM Flexibility Case  2017  2022 

Expanded EIM (NV Energy‐ISO‐PacifiCorp)     

    Load Following Reserves Requirement  1,416  1,861 
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Calculation	of	Low	Range	Flexibility	Reserve	Savings	using	Historical	Prices	
As described in the main report, for the low range benefit estimate, the study team calculated flexibility 

reserves savings by valuing the quantity reduction in load following reserve requirements (as a result of 

NV Energy participation in the EIM) at a benchmark of historical ancillary service prices.  For each study 

year, the study team multiplied the hourly reduction in reserve requirements (for the NVE EIM Flexibility 

Reserves case vs. the NV BAU Case) by the average ISO regulation market prices from 2009 through 

2011. Consistent with the approach taken for the GridView modeling, only savings in load following up 

reserve costs were assumed to be achievable through an EIM.  

Table 7A shows the average reduction in flexibility reserve requirements, the average ancillary services 

prices per MWh, and the resulting low range annual flexibility reserve savings for 2017 and 2021. The 

table also shows the high range flexibility reserve savings calculated from GridView simulation results as 

a comparison.  The low range savings are conservative in that they assume NV Energy participation in 

the EIM would produce cost savings solely by reducing the quantity of flexibility reserves required. By 

comparison, the high range flexibility reserve savings estimated with GridView capture the additional 

cost reductions that NV Energy’s participation in the EIM could enable through optimal selection of the 

most efficient sources of reserves from across NV Energy and the rest of the EIM footprint. The large 

difference in results suggests that creating a mechanism to allow optimal selection of flexibility reserves 

from across an expanded EIM is a very important benefit that should yield significant cost savings. 

Table 7A. Low and High Range Flexibility Reserve Savings from NV Participation in EIM (2013$) 

Scenario  
Year 

Average EIM 
Reduction in Flex 
Reserves (MW) 

Average 2009‐
2011 AS Prices 

($/MWh) 

Low Range 
Flexibility 

Savings ($MM) 

Comparison:  
High Range Flexibility 
Reserve Savings from 
GridView ($MM) 

2017  41  $7.32  $2.6  $5.0 

2022  89  $7.32  $5.7  $12.0 
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Executive Summary 

This report examines the benefits of an energy imbalance market (EIM) between 

PacifiCorp and the California Independent System Operator (ISO). This report focuses on 

estimated potential EIM benefits with the low range reflecting a scenario in which 

assumptions were chosen to be conservative. The full range of estimated EIM benefits in 

this report for the year 2017 is $21 million to $129 million (2012$). Preliminary cost 

estimates (based on previous studies) of setting up the EIM range from $3 million to $6 

million, with an estimated annual cost of $2 million to $5 million.  

The report supports the conclusion that the two-party EIM provides a low-cost, low-risk 

means of achieving operational savings for both PacifiCorp and ISO and enabling greater 

penetration of variable energy resources. The report further supports that the benefits of 

the EIM would increase to the extent that: (1) operational changes can be made to 

support the EIM, such as increased transmission transfer capabilities between PacifiCorp 

and ISO; and (2) additional entities join the EIM, thus bringing incremental load and 

resource diversity, transfer capability, and flexible generation resources that would 

further reduce costs for customers.  
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Changes in the electricity industry in the Western U.S. are making the need for greater 

coordination among balancing authorities (BAs),1 such as through an EIM, increasingly 

apparent. Renewable portfolio standards already enacted in Western states are 

expected to result in some 60,000 MW of wind, solar, geothermal, and other renewable 

generation in the Western Interconnection by 2022, comprising approximately 15% of 

total electric energy.2  

Recent studies have suggested that it will be possible to reliably operate the current 

western electric grid with high levels of variable generation, but doing so may require 

supplementing the hourly bilateral markets used in the West toward shorter scheduling 

timescales and greater coordination among western BAs. Greater coordination would 

allow BAs to pool load, wind, and solar variability and reduce flexibility reserve 

requirements, and would increase flexibility and reduce renewable curtailment.  

In response, several regional initiatives, studies, and groups have emerged to explore 

innovations for scheduling and coordination. These include reforms being assessed as 

part of the Western Electric Coordinating Council’s Efficient Dispatch Toolkit (EDT) 

initiative, an effort by a group of public utility commissions to explore an EIM for the 

West, and an ongoing Northwest Power Pool initiative to analyze the benefits of an EIM 

or other forms of regional coordination for the Pacific Northwest region.  

As an extension of these efforts, in February 2013 PacifiCorp and ISO signed a 

memorandum of understanding to pursue an EIM. Energy and Environmental Economics, 

1 A balancing authority (BA) is a responsible entity that integrates resource plans ahead of time, maintains load-interchange-
generation balance within a balancing authority area, and supports Interconnection frequency in real time.  A balancing 
authority area (BAA) is the collection of generation, transmission, and loads within the metered boundaries of a balancing 
authority, which maintains load-resource balance within this area. 
2 These renewable capacity and energy projections are from the Western Electricity Coordinating Council’s Transmission 
Expansion Planning Policy Committee (TEPPC) 2022 Common Case; see 
 http://www.wecc.biz/Lists/Calendar/Attachments/4057/2022 20Common%20Case%20-%20Webinar%205.pdf. 
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Inc. (E3), a consulting firm, was retained by ISO to assess the EIM’s potential benefits. This 

report documents E3’s findings.  

The EIM under consideration is a balancing market that optimizes generator dispatch 

within and between balance authority areas (BAA)3 every five minutes by leveraging the 

existing ISO real-time dispatch market functionality. It does not replace the day-ahead 

or hourly markets and scheduling procedures that exist today.  The ISO outlined the 

structure of such an EIM in a recent proposal to the Western Governors Association and 

the Public Utilities Commissions Energy Imbalance Market (PUC-EIM) Task Force.4 

An EIM covering PacifiCorp and ISO would allow both parties to improve dispatch 

efficiency and take advantage of the diversity in loads and generation resources 

between the two systems, reducing production costs, operating reserve requirements, 

and renewable generation curtailment. Specifically, the creation of a PacifiCorp-ISO EIM 

would yield the following four principal benefits: 

 Interregional dispatch savings, by realizing the efficiency of combined 5-minute 
dispatch, which would reduce “transactional friction” (e.g., transmission 

charges) and alleviate structural impediments currently preventing trade 
between the two systems; 

 Intraregional dispatch savings, by enabling PacifiCorp generators to be 
dispatched more efficiently through the ISO’s automated system (nodal dispatch 

software), including benefits from more efficient transmission utilization; 

3 See footnote #1 
4 See CAISO, “CAISO Response to Request from PUC-EIM Task Force,” March 29, 2012,  
http://www.westgov.org/PUCeim/documents/CAISOcewa.pdf; CAISO, “Energy Imbalance Protocols (Revised to Support 
CAISO Cost Estimate for PUC-EIM)”, January 24, 2013,  
http://www.westgov.org/PUCeim/documents/CAISOrcp.pdf. 
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 Reduced flexibility reserves, by aggregating the two systems’ load, wind, and 
solar variability and forecast errors; and 

 Reduced renewable energy curtailment, by allowing BAs to export or reduce 
imports of renewable generation when it would otherwise need to be curtailed.  

These benefits are indicative but not exhaustive. A recent report by staff to the Federal 

Energy Regulatory Commission identifies non-quantified reliability benefits that will also 

arise. These include enhanced situational awareness, security constrained dispatch, 

faster delivery of replacement generation after the end of contingency reserve sharing 

assistance, and enhanced integration of renewable resources.5 

E3 estimated benefits from a PacifiCorp-ISO EIM using the GridView 6 production 

simulation software to simulate operations of the Western Interconnection with and 

without the EIM in the year 2017. This year was selected to represent likely system 

conditions within the first several years after the EIM becomes operational. E3’s analysis 

incorporated California’s greenhouse gas regulations, and the associated dispatch costs.  

The GridView results are sensitive to several key assumptions and modeling parameters. 

These include: limits on the transmission transfer capabilities between PacifiCorp and 

ISO, and the extent to which unloaded hydroelectric capacity is allowed to contribute 

toward contingency and flexibility reserve requirements. E3’s analysis of EIM benefits is 

also sensitive to the assumed level of savings from moving to nodal dispatch in 

PacifiCorp and the amount of renewable energy curtailment that could be reduced 

through the EIM.  

5 Staff of the Federal Energy Regulatory Commission, 2013, “Qualitative Assessment of Potential Reliability Benefits from a 
Western Energy Imbalance Market,” February 26.   
6 GridView is ABB’s production simulation software. 
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E3 developed several scenarios to address key uncertainties in the modeling of EIM 

benefits. These scenarios explore a wide range of potential benefit levels to reflect both 

the limitations of existing tools to characterize all of the changes to system operations 

that would occur under an EIM, particularly in the modeling of hydropower, reserves, 

and renewable curtailment, greenhouse gas regulation, and uncertainties about the 

extent to which future industry developments would allow cost savings to occur both 

with and without an EIM. The scenarios were developed around three assumptions of 

transfer capability between PacifiCorp and ISO: low (100 MW), medium (400 MW), and 

high (800 MW). Within each scenario, E3 modeled a low and high range of benefits. The 

assumptions for the low and high range estimates are shown in Table 1. 

Table 1. Low and high range assumptions under low (100 MW), medium (400 MW), and 
high (800 MW) PacifiCorp-ISO transfer capability scenarios 
 Low  

transfer capability 
Medium  

transfer capability 
High  

transfer capability 
Assumption Low 

range 
High 

range 
Low 

range 
High 

range 
Low 

range 
High 

range 
Maximum hydropower 
contribution to 
contingency and 
flexibility reserves* 

25% 12% 25% 12% 25% 12% 

Share of intraregional 
dispatch savings 
achieved 

10% 100% 10% 100% 10% 100% 

Share of identified 
renewable energy 
curtailment avoided 

10% 100% 10% 100% 10% 100% 

* Percent of nameplate capacity for each project 

Across these scenarios, E3 estimated that a PacifiCorp-ISO EIM would generate total 

annual cost savings (in 2012 $) of $21-129 million in 2017, with PacifiCorp and ISO both 

benefitting. Table 2 shows the range of benefits by category for each scenario.   
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Table 2. Low and high range annual benefits under low (100 MW), medium (400 MW), 
and high (800 MW) PacifiCorp-ISO transfer capability scenarios  (million 2012$) 

 Low  
transfer capability 

Medium 
 transfer capability 

High  
transfer capability 

Benefit Category Low 
range 

High 
range 

Low 
range 

High 
range 

Low 
range 

High 
range 

Interregional dispatch  $14.1 $11.0 $22.3 $17.7 $22.4 $17.8 
Intraregional dispatch  $2.3 $23.0 $2.3 $23.0 $2.3 $23.0 
Flexibility reserves $4.0 $20.8 $11.0 $51.3 $13.4 $77.1 
Renewable curtailment $1.1 $10.8 $1.1 $10.8 $1.1 $10.8 
Total benefits $21.4 $65.6 $36.7 $102.8 $39.2 $128.7 
Notes: Individual estimates may not sum to total benefits due to rounding. Section 2.4 describes 
why interregional dispatch savings are lower in the high range than the low range.   

The benefit estimates described in this report are gross benefits and are not net of 

estimated costs. Because the EIM would make use of ISO’s existing dispatch software, 

the initial cost is expected to be low when compared to these benefits. E3 did not 

conduct an independent analysis of the cost of establishing and operating an EIM. Based 

on ISO’s estimates of market operator costs, PacifiCorp would incur a one-time fixed 

charge of approximately $2.1 million.7 A separate study of a WECC-wide EIM estimated 

that each EIM market participant would also incur one-time capital costs of $1-4 million 

for software, hardware, and other related investments.8 Annual costs to operate the 

PacifiCorp-ISO EIM are estimated to be on the order of $2-5 million.9  

  

7 Based on estimates from CAISO staff. 
8  WECC, 2011, “WECC Efficient Dispatch Toolkit Cost-Benefit Analysis (Revised),” WECC White Paper, p. 62, 
http://www.wecc.biz/committees/EDT/EDT%20Results/EDT%20Cost%20Benefit%20Analysis%20Report%20-
%20REVISED.pdf. 
9 This estimate is comprised of CAISO estimate of $1.35 million per year in administrative charges to PacifiCorp plus 
additional PacifiCorp costs of $1-4 million per year in staffing and other operating costs for an EIM market participant.  
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1 Introduction 

1.1 Background and Goals 

PacifiCorp and ISO have been active participants in an ongoing regional effort to 

enhance bulk power operations to achieve cost savings for customers and facilitate the 

integration of higher levels of renewable generation. In response, PacifiCorp and ISO 

have been funding, participating in, and observing a number of regional and national 

initiatives, studies, and groups aimed at enhancing access to needed flexible resources, 

application of automated tools to manage resources and products that balance variable 

generation, and more effective utilization of existing and new transmission facilities. 

These efforts include: 

 The 2008 Western Executive Industry Leaders (WEIL) study, which identified 
economic opportunities to lower renewable procurement costs across the 

Western Interconnection;10 

 Two recent (2011 and 2012) studies of an EIM covering all of the Western 

Interconnection except for ISO and the Alberta Electric System Operator, one 
coordinated by WECC and another by the PUC-EIM Group (see Section 3.2); 

 Two studies examining intra-hour scheduling in the Western Interconnection, 
one for the WECC’s Variable Generation Subcommittee and another for the 
Northwest Power Pool (see Section 3.2); 

10 See http://www.weilgroup.org/E3_WEIL_Complete_Study_2008_082508.pdf for the full report. 
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 A Joint Initiative among Columbia Grid, Northern Tier Transmission Group, and 
WestConnect on a dynamic scheduling system, an intra-hour transaction 

accelerator platform, and intra-hour transmission scheduling;11 and 

 The North American Electric Reliability Corporation’s (NERC’s) ongoing 

Integration of Variable Generation Task Force (IVGTF).12 

Building on their involvement in these efforts, PacifiCorp and ISO undertook a joint 

study to evaluate the potential benefits of an EIM covering their service areas. E3 was 

retained to identify and quantify the benefits of this potential EIM, and to examine the 

allocation of benefits between PacifiCorp and ISO.  

This report describes E3’s methods and findings. Throughout the study process, E3 

worked closely with both PacifiCorp and ISO to develop scenario assumptions, validate 

the approach, and estimate benefits consistent with how each party believes its system 

operates today and would operate in the future under each of the defined scenarios.   

1.2 Structure of this Report 

The remainder of the report is organized as follows. Section 2 identifies key assumptions 

(2.1), specifies methods (2.2) and scenarios (2.3), and presents benefits (2.4) and benefit 

attribution (2.5) for the analysis. Section 3 provides context for interpreting the results, 

describing where the assumptions lie along a conservative-moderate-aggressive 

spectrum (3.1) and how the results compare against other EIM studies (3.2). The report 

also contains a technical appendix that describes modeling assumptions and methods in 

more detail. 

11 For documents related to this process, see http://www.columbiagrid.org/ji-nttg-wc-documents.cfm. 
12 For task force materials, see http://www.nerc.com/filez/ivgtf.html. 
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2 EIM Analysis 

2.1 Key Assumptions 

2.1.1 WHAT IS AN EIM AND WHAT WOULD IT DO? 

The EIM considered in this study would consist of a voluntary, sub-hourly market 

covering the PacifiCorp West, PacifiCorp East, and ISO BAAs. EIM software would 

automatically dispatch imbalance energy from generators voluntarily offering their 

resource for dispatch across these BAAs every five minutes using a security-constrained 

least-cost dispatch algorithm. By providing an interregional market for intra-hour 

imbalance energy, the EIM would complement PacifiCorp’s existing procedures for 

transacting in the ISO’s hour-ahead and day-ahead markets. This study assumes that the 

ISO hour-ahead and day-ahead markets will remain unchanged and that PacifiCorp will 

continue its existing operational plans to serve its load, arrangements for unit 

commitment, contingency reserves, regulation, regional reserve sharing agreements, 

and other BA responsibilities. 

The EIM is expected to lead to four principal changes in system operations for PacifiCorp 

and ISO:  

 More efficient interregional dispatch. The EIM would allow more efficient use 
of generators and the transmission systems in PacifiCorp and ISO by removing 

transmission rate and structural impediments between BAAs, eliminating 
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within-hour limitations, and enabling more efficient dispatch between the two 
systems relative to hourly scheduling. 

 More efficient intraregional dispatch in PacifiCorp. The EIM’s nodal dispatch 
software would improve the efficiency of PacifiCorp’s system dispatch by better 

reflecting transmission constraints and congestion within PacifiCorp. 

 Reduced flexibility reserve requirements in PacifiCorp and ISO. By pooling 

variability in load and wind and solar output, PacifiCorp and ISO would each 
reduce the quantity of reserves required to meet flexibility needs.  

 Reduced renewable energy curtailment in ISO. By allowing generators in 
PacifiCorp’s BAAs to reduce output when ISO faces an “over-generation” 

situation, an EIM would reduce the amount of renewable energy ISO would 
otherwise need to curtail. 

This study calculates the benefits associated with these changes by comparing the total 

cost of operating the combined ISO and PacifiCorp systems under two cases: (1) a 

Benchmark Case, representing continuation of current scheduling and operating 

practices under “business-as-usual,” and (2) an EIM Case, in which an EIM is established 

encompassing the PacifiCorp and ISO BAAs. The cost difference between the Benchmark 

Case and the EIM Case represents the total benefits of an EIM. The study also provides a 

high-level estimate of how these benefits might be apportioned among the ISO and 

PacifiCorp systems. 

2.1.2 EIM COSTS 

The costs of an EIM include those borne by the market operator to set up and operate 

the EIM, and those borne by market participants to participate in the EIM. The EIM 

requires some expansion of ISO’s modeling and software capabilities, but by using ISO’s 
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existing software, initial costs are significantly reduced relative to what they would be if 

new software development were needed.  

Additional hardware and organizational costs may also be required. For instance, 

PacifiCorp may need to purchase some new metering or communications hardware to 

enable effective communication between parties. PacifiCorp may also seek some 

amount of staff training and organizational development to more fully take advantage 

of the market opportunities offered by the EIM.  

ISO has estimated the costs of setting up and operating an EIM, as part of its 

engagement with ongoing regional EIM initiatives. ISO’s proposed operator charges for 

the EIM use a “pay-as-you-go” approach, which allows the EIM to expand as new market 

participants join. The one-time upfront charge covers the cost of making the modeling, 

systems, and other preparations to include an entity in the EIM, and depends on the size 

of the BAA. Ongoing administrative charges cover costs to operate the EIM, and are 

based on the same cost structure as ISO’s existing grid management charge and the EIM 

participant’s level of usage. For a PacifiCorp-ISO EIM, ISO estimates that PacifiCorp 

would incur a one-time fixed charge of approximately $2.1 million and $1.35 million per 

year in administrative charges.13    

Independent estimates of market participant costs were not developed for this study. A 

WECC-sponsored study of EIM costs estimated that each market participant would incur 

total capital startup costs of $1-4 million and operating costs of $1-4 million per year.14 

13 Based on estimates from CAISO staff. Administrative charges per participant will likely fall as the number of participants 
grows.  Other cost and risk allocation issues associated with the EIM, and the rules to address these issues, will be considered 
in a 2013 stakeholder process. 
14  WECC, 2011, “WECC Efficient Dispatch Toolkit Cost-Benefit Analysis (Revised),” WECC White Paper, p. 62, 
http://www.wecc.biz/committees/EDT/EDT%20Results/EDT%20Cost%20Benefit%20Analysis%20Report%20-
%20REVISED.pdf. 
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In this case, PacifiCorp is assumed to be the only incremental market participant and no 

incremental costs would be required for existing ISO market participants.  

Using these preliminary estimates of market operator and market participant costs, 

total fixed and operating costs for the PacifiCorp-ISO EIM would be on the order of $3-6 

million (one-time startup costs) and $2-5 million per year (annual operating costs), 

respectively. PacifiCorp and ISO are actively working to develop specific start up and 

operating costs as part of initial efforts under the memorandum of understanding. 

2.1.3 KEY MODELING ASSUMPTIONS 

Five key modeling assumptions are important for understanding the results in this 

study: 1) the use of hurdle rates, (2) hourly dispatch, (3) the treatment of flexibility 

reserves, (4) transfer capability limits between PacifiCorp and ISO, and (5) limits on 

hydropower contributions to reserves. This section provides a brief overview of the 

rationale for these assumptions.  

2.1.3.1 Hurdle rates 

Within the Western Interconnection’s bilateral markets, there are a number of 

impediments to efficient trade of energy across BAA boundaries. These include: 

 The need, in some cases, for market participants to acquire point-to-point 
transmission service in order to schedule transactions from one BAA to another; 

 The current practice of some transmission providers requiring short-term 
transactions to provide real power losses for each transmission provider system 

that is utilized, resulting, in some cases, in multiple or “pancaked” losses 
requirements; and 
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 Inefficiencies due to illiquid markets and imperfect information, such as the 
standard 16-hour “Heavy-Load Hour” and 8-hour “Light-Load Hour” day-ahead 

trading products defined by the Western Systems Power Pool, minimum 
transaction quantities of 25 MW, and the bilateral nature of transaction 

origination and clearing, among others. 

In production simulation modeling, these impediments to trade are typically 

represented by “hurdle rates,” $/MWh price adders that inhibit power flow over 

transmission paths that cross BAA boundaries. In this analysis, E3 used hurdle rates that 

were benchmarked to historical data, so that hourly power flows on major WECC paths 

in the simulation approximate the historical flow levels on those paths during a 

historical test year.15  

An EIM would perform a security-constrained, least-cost dispatch across the entire EIM 

footprint for each 5-minute settlement period, eliminating the barriers listed above at 

the 5-minute timestep. This is represented in production simulation modeling by the 

removal of hurdle rates, which allows for more efficient (i.e., lower cost) dispatch. 

2.1.3.2 Hourly dispatch 

While a PacifiCorp-ISO EIM would likely operate on a 5-minute timestep, E3 used 

GridView simulation runs with an hourly timestep to estimate the change in operating 

costs associated with an EIM. This was done in order to simplify the computational 

process and reduce model runtime, and because of the limited quantity of high-

temporal resolution data available for the Western Interconnection. 

15 This analysis used benchmarked hurdle rates from the WECC EIM study. See http://www.wecc.biz/ 
committees/ EDT/ Documents/E3_EIM_Benefits_Study-Phase_2_Report_RevisedOct2011_CLEAN2[1].pdf, pp 41-43. 
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This assumption introduces two potentially offsetting modeling inaccuracies. On the one 

hand, since hourly operations would continue to be performed using today’s operating 

practices, the use of an hourly timestep might overestimate the potential benefits of an 

EIM, because changes in dispatch that are feasible on an hourly timestep might not be 

feasible on a 5-minute timestep due to ramping limitations. On the other hand, this 

method excludes: (1) savings due to more efficient dispatch of resources to meet net 

load variations inside the operating hour; and (2) savings from reductions in costs to 

meet potential intra-hour ramping shortages. Other studies have indicated that sub-

hourly dispatch benefits may be substantial. Those benefits would be additive to the 

benefits reported here.  

2.1.3.3 Flexibility reserves 

BAs hold reserves to balance discrepancies between forecasted and actual load within 

the operating hour. These “flexibility” reserves are in addition to the spinning and 

supplemental reserves carried against generation or transmission system 

contingencies. 16  Flexibility reserves generally fall into two categories: regulation 

reserves automatically respond to control signals or changes in system frequency on a 

time scale of a few cycles up to five minutes, while load following reserves provide 

ramping capability to meet changes in net loads between a 5-minute and hourly 

timescale.  

Higher penetration of wind and solar energy increases the amount of both regulation 

and load following reserves needed to accommodate the uncertainty and variability 

inherent in these resources while maintaining acceptable balancing area control 

16 This study assumes that contingency reserves would be unaffected by an EIM and that PacifiCorp would continue to 
participate in its existing regional reserve sharing agreement for contingency reserves in all scenarios. 
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performance. By pooling load and resource variability across space and time, total 

variability can be reduced, decreasing the amount of flexibility reserves required to 

ensure reliable operations. This reduces operating costs by requiring fewer thermal 

generators to be committed and operated at less efficient set points.   

For this study, E3 performed statistical calculations of the quantity of flexibility reserves 

that would be required in both the Benchmark Case and the EIM Case. The reserve 

quantities are a function of the variability and uncertainty of the within-hour net load 

signal. These requirements decline when the calculations are performed for a larger 

geographic area and a more diverse portfolio of wind and solar resources. In keeping 

with the 5-minute operational timestep of a potential EIM, E3 assumed that the 

diversity benefit from an EIM results in savings from reduced load following reserves, 

but not regulation reserves.  Other contingency reserves (spin and non-spinning 

reserves) were assumed not to change under the EIM operation.  

There are two implicit assumptions embedded in this approach: (1) that PacifiCorp and 

ISO would carry the calculated levels of flexibility reserves in the Benchmark Case, and 

(2) the EIM would include a mechanism to take advantage of increased net load 

diversity by reducing the quantities of flexibility reserves that would need to be carried. 

With regard to the first assumption, while there is currently no defined requirement for 

BAs to carry load following reserves, all BAs must carry load following reserves in order 

to maintain control performance standards within acceptable bounds, and reserve 

requirements will grow under higher renewable penetration scenarios. ISO is in the 

process of introducing a “flexi-ramp” product for this purpose.  

With regard to the second assumption, while the specific design of a potential 

PacifiCorp-ISO EIM has not been finalized, it is logical to assume that ISO’s flexi-ramp 
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requirements would be calculated in such a way as to maximize diversity benefits across 

the entire EIM footprint, within the context of its 5-minute operational timestep. 

However, it should be noted that this mechanism may not be in place at the time EIM 

becomes operational, and the ISO and PacifiCorp may require a period of operational 

experience before the full benefits of flexibility reserve savings can be achieved. 

2.1.3.4 Transmission transfer capability 

PacifiCorp has several interconnections and contract transmission rights between the 

ISO and both the PacifiCorp East and PacifiCorp West BAAs that can potentially be 

utilized for EIM activity. Each interconnection has unique capabilities to facilitate 

beneficial interchange based upon existing facilities, path operators, legacy agreements, 

and incremental costs. Initiatives are underway to maximize the potential at each 

interconnection for the EIM. 

Transmission transfer capability limits between PacifiCorp and ISO will constrain EIM 

benefits. These limits can be physical or contractual. If the transmission paths 

connecting PacifiCorp and ISO are congested, generators in PacifiCorp will not be able to 

provide additional imbalance energy to ISO, and vice versa.  PacifiCorp and ISO 

anticipate initially relying on PacifiCorp transmission contract rights to the ISO to 

facilitate EIM transactions, as opposed to a “flow-based” transmission optimization, 

similar to those in use in the ISO and other organized markets, that would be 

unconstrained by contract limitations.   

While reliance on existing contract path scheduling mechanisms will prevent 

achievement of full benefits at EIM startup, transmission transfer capability and 

associated EIM benefits would increase through potential contractual changes, new 

transmission construction, operational changes such as WECC-wide 15-minute 
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scheduling, and the addition of other EIM participants. In particular, as additional 

market participants join the EIM and a larger contiguous EIM area is formed, flow-based 

transmission usage will be explored, along with methods to limit impact to non-

participating transmission systems. Flow-based transmission usage is expected to 

increase benefits to EIM market participants. In addition, a mechanism to increase the 

flexibility of existing transmission for intra-hour use could be pursued to increase the 

transfer capabilities and increase the value of EIM.  

This report provides a range of benefits based, in part, on three different potential 

interchange capabilities between PacifiCorp and ISO, specifically 100, 400, and 800 

MW.17 The two parties have agreed in the memorandum of understanding to conduct 

an initial review of contracts. The findings from the ongoing review, collaboration with 

neighboring transmission path operators, and additional certainty on market design will 

inform total interconnection capabilities in the short-term as well as specific 

opportunities to add to those capabilities over time. The model also incorporates a 200 

MW limit on east to west transfers between the PacifiCorp East and PacifiCorp West 

BAAs. For reduced renewable curtailment, E3 assumed that this transfer capability 

would not pose a constraint, given the relatively small quantity of curtailed energy in 

question. 

 

17 For simplicity of modeling, transmission transfer capabilities are modeled at the California-Oregon Intertie (COI). This is a 
proxy used to demonstrate a general level of increased benefit with increasing interconnection capabilities, which may occur 
on other paths.  
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2.1.3.5 Limits on hydropower contributions to flexibility reserves  

Cost savings from reduced flexibility reserves are sensitive to assumptions about the 

availability of hydropower to provide reserves. Dispatchable hydroelectric resources 

only rarely generate at levels that approach maximum nameplate capacity due to 

limitations on water available for power generation. On many facilities, a portion of the 

“unloaded” capacity — the difference between the nameplate capacity and the actual 

generation — can be used to provide contingency and flexibility reserves. However, this 

unloaded capacity varies by facility and with continually-fluctuating river conditions, 

making it challenging to generalize for modeling purposes. This leads to uncertainty in 

the calculation of operating costs using production simulation models. 

In order to address this uncertainty, E3 developed a range regarding the ability of hydro 

to provide flexibility reserves, which affect a significant component of potential EIM 

savings. In the high range, E3 assumed that up to 12% of the total nameplate capacity of 

hydropower generation is available to provide flexibility reserves, while in the low 

range, E3 assumed that up to 25% of hydropower nameplate capacity is available to 

provide flexibility reserves.18 EIM benefits are higher in the case where hydro’s ability to 

provide flexibility reserves is restricted, because a higher proportion of reserves are 

being provided by thermal resources that can be optimized using the EIM dispatch 

software.  Conversely, there are fewer cost savings available in the case where hydro 

provides a larger quantity of flexibility reserves with little, if any, variable cost.    

18 The two scenarios used here reflect the low and high ends of a plausible range of values based on CAISO and PacifiCorp 
experience.   
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2.2 Methods 

2.2.1 INTERREGIONAL DISPATCH SAVINGS 

An EIM would reduce transactional friction between PacifiCorp and ISO and thus enable 

improved resource dispatch efficiency and reduced cost to serve load in both systems. 

E3 estimated these interregional dispatch savings by running parallel production cost 

simulations using GridView: one with a PacifiCorp-ISO EIM (EIM Dispatch Case) and one 

without the EIM (Benchmark Case).  

The Benchmark Case simulates status quo operational arrangements, and includes 

hurdle rates to represent economic and non-economic barriers to trade, such as 

transmission tariff rates, losses, and lack of market liquidity. The EIM Dispatch Case 

simulates operations with an EIM in place by eliminating these hurdle rates between 

PacifiCorp and ISO, resulting in more efficient energy dispatch and lower production 

costs.19 Interregional dispatch savings from an EIM are measured as the difference in 

production costs between the Benchmark and EIM Dispatch Cases. In eliminating hurdle 

rates, E3 implicitly assumed that no variable transmission costs are incurred for EIM 

transactions.   

To calculate the interregional dispatch savings, E3 developed GridView production cost 

estimates for two cases. The first, a Benchmark Case, assumes hurdle rates are in place. 

The second, an EIM Dispatch Case, assumes alternately that there is 100, 400, and 800 

MW of transmission transfer capability between the PacifiCorp and ISO systems, and 

that EIM transactions using this capability pay no hurdle rates. E3 scaled the 

19 Only hurdle rates between PacifiCorp –West and ISO have been adjusted from the benchmark case.  Hurdle rates were also 
used to simulate the need for market participants to acquire CO2 allowances when delivering “unspecified” electric energy 
into California. These CO2-related hurdle rates were kept in place for both the Benchmark and the EIM Dispatch Cases.   
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interregional dispatch savings for lower levels of transmission transfer capability (100 

MW and 400 MW) by assuming that the benefits are proportional to the change in 

intertie flows resulting from the EIM at each level of transfer capability.20   

2.2.2 INTRAREGIONAL DISPATCH SAVINGS 

In bilateral markets, load serving entities (LSEs) like PacifiCorp seek to minimize the cost 

of serving their loads through a combination of dispatching their own resources and 

trading energy subject to the physical limitations of the transmission system. This can 

result in significant additional dispatch costs to manage transmission congestion within 

the LSE’s own service territories. In a nodal market, all transmission constraints are 

considered when determining optimal commitment21 and dispatch of generators, and 

the efficient use of the transmission system. 

While ISO currently uses nodal dispatch, PacifiCorp’s unit commitment and dispatch do 

not take full advantage of all sub-hourly cost saving opportunities. A PacifiCorp-ISO EIM 

would provide 5-minute nodal price signals to generation resources throughout the EIM 

area, thus enabling more optimal generation and transmission dispatch in the PacifiCorp 

area. These efficiency improvements cannot be captured using the GridView software, 

which assumes perfectly efficient operations within each area.  

To quantify the cost savings from using ISO’s nodal dispatch software within PacifiCorp’s 

BAAs, E3 assumed these savings would be proportional to the estimated savings from 

20 Scaling factors of 0.617 (12% hydropower reserve cap) and 0.628 (25% hydropower reserve cap), applied to the 800 MW 
results, were used for the 100 MW transfer capability scenario, based on estimated changes in intertie flows. A 0.997 scaling 
factor, applied to the 800 MW results, was used in the 400 MW case for both hydropower assumptions.  
21 Under an EIM, commitment would remain the responsibility of the BA. An EIM would provide optimal real-time dispatch, 
but would not address commitment. 
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ISO’s own transition to nodal pricing that occurred in 2009.22 By assuming estimated 

cost savings scale with peak load, the benefits from nodal dispatch in PacifiCorp for 

2017 would be: 

𝑃𝑎𝑐𝑖𝑓𝑖𝐶𝑜𝑟𝑝 2017 𝑠𝑎𝑣𝑖𝑛𝑔𝑠 = 𝐶𝐴𝐼𝑆𝑂 2009 𝑠𝑎𝑣𝑖𝑛𝑔𝑠 ∗
𝑃𝐴𝐶 2017 𝑝𝑒𝑎𝑘 𝑙𝑜𝑎𝑑
𝐶𝐴𝐼𝑆𝑂 2009 𝑝𝑒𝑎𝑘 𝑙𝑜𝑎𝑑

 

or 

𝑃𝑎𝑐𝑖𝑓𝑖𝐶𝑜𝑟𝑝 2017 𝑠𝑎𝑣𝑖𝑛𝑔𝑠 =  
$105 𝑀𝑀

𝑦𝑟
∗

10,079 𝑀𝑊
45,486 𝑀𝑊

=
$23 𝑀𝑀
𝑦𝑟

 

Because there is some uncertainty about the extent to which ISO’s nodal dispatch 

software will produce dispatch cost savings from PacifiCorp’s generation, this study 

examines alternative low and high scenarios. In the low range scenario, the EIM is 

assumed to achieve 10% of the total $23 million of available cost savings, which were 

calculated based on an hourly analysis. This assumption stems from the ISO’s experience 

that its balancing market clears transactions totaling approximately 10% of total load. In 

the high range scenario, the EIM is assumed to achieve 100% of the total $23 million of 

available cost savings. This scenario implicitly assumes that 5-minute EIM prices will 

inform market transactions that occur on an hourly basis, allowing more savings than 

would occur based only on the amount of imbalance energy clearing in the 5-minute 

market.  As the non-EIM forward market becomes better informed by the EIM market, 

E3 would expect that the real-time nodal market applied to PacifiCorp would result in 

more than 10% savings.  

22 See Frank A. Wolak, 2011, “Measuring the Benefits of Greater Spatial Granularity in Short-Term Pricing in Wholesale 
Electricity Markets, American Economic Review 101: 247-252. The estimates in this study are estimated annual cost 
reductions that resulted from the introduction of nodal pricing in California.  
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2.2.3 REDUCED FLEXIBILITY RESERVES 

Currently, PacifiCorp and ISO meet their operating reserve requirements by procuring 

and utilizing existing generating capacity within their respective BAAs. An EIM would 

lower the total cost of procuring and utilizing flexibility reserves for both entities in two 

ways: (1) reducing flexibility reserve requirement quantities by combining PacifiCorp 

and ISO’s forecast error for load and variable generation; and (2) enabling flexibility 

reserves to be procured from thermal or hydro resources anywhere in the EIM 

footprint, subject to transmission constraints. The result is that the combined cost of 

procuring flexibility reserves with an EIM is less than it would be if each entity procured 

them independently. 

E3 estimated the cost savings from reduced flexibility reserves using the following three 

steps. First, flexibility reserve requirements were calculated for PacifiCorp and ISO as 

separate areas (Benchmark Case) and then again as a combined area (EIM Flexibility 

Reserve Case).23 Flexibility reserve requirements were calculated separately for each 

hour using three years of 10-minute load, wind, and solar data for PacifiCorp and ISO. 

Calculations in the EIM Flexibility Reserve Case were constrained so that reductions in 

flexibility reserve requirements were less than or equal to the assumed transfer 

capability between PacifiCorp and ISO. 

Next, E3 applied the flexibility reserve requirement calculations from above to 

production cost simulation runs for each case, using GridView. In the Benchmark Case 

and EIM Dispatch Cases, PacifiCorp and ISO must procure flexibility reserves from 

capacity located in their respective BAs to meet the requirements calculated for each 

23 These results, when scaled back from 2017, are similar in size to the levels of reserves procured in each jurisdiction today 
for regulation and load following. 

DOCKET UE 296 
PAC/909 

Page 25 of 51



 PacifiCorp-CAISO Energy Imbalance Market Benefits 

P a g e  | 26 | 

entity. In the EIM Flexibility Reserve Case, all PacifiCorp and ISO generation is eligible to 

meet the single flexibility reserve requirement for the EIM footprint, subject to transfer 

constraints.  

Table 3 shows E3’s estimates of the combined minimum reserve requirements for 

PacifiCorp and ISO under the EIM. The standalone case represents no transfer capability 

between PacifiCorp and ISO, and is comprised of 608 MW of required reserves in 

PacifiCorp and 1,403 MW in ISO. As the Table shows, increasing transfer capability 

allows for greater diversity benefits, reducing minimum reserve holdings.   

Table 3. Estimated Total Minimum Reserve Holdings under the EIM in 2017 

PacifiCorp-ISO Transfer 
Capability  

Minimum Reserve 
Holdings (MW) 

Standalone (no EIM) 2,011 
100 MW 1,932 
400 MW 1,687 
800 MW 1,583 

 

As a final step, E3 calculated the difference in production costs between the EIM 

Dispatch Case and EIM Flexibility Reserve Case to estimate the annual benefit of 

reduced flexibility reserves, over and above the dispatch benefits. This yields the 

incremental savings associated with flexibility reserve reductions between the two 

cases. E3 benchmarked the cost savings using market prices for ancillary services in ISO, 

to ensure that these estimates were reasonable (See Technical Appendix). 

Since the PacifiCorp-ISO EIM would be a 5-minute energy market, only the portion of 

savings associated with reductions in load following reserves (5-minute to hourly 

timescale) would accrue under an EIM. Each area would continue to procure and deploy 

regulation reserves independently. Since load following accounts for approximately 80% 
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of total flexibility reserve needs (load following plus regulation) in E3’s calculations, E3 

assumed that a PacifiCorp-ISO EIM could achieve 80% of total savings from reduced 

flexibility reserve requirements. 

2.2.4 REDUCED RENEWABLE ENERGY CURTAILMENT 

High penetrations of variable generation increase the likelihood of over-generation 

conditions. In these situations, curtailment of variable generation may be necessary 

since the system is not flexible enough to reduce the output from other resources 

located exclusively within the same BAA. Based on discussions with ISO, over-generation 

conditions and the curtailment of renewable generation are likely to be a long-term 

issue as additional wind and solar resources come online.  

As a standalone BA, ISO schedules imports on an hour-ahead basis and may find it 

difficult to back down imports on shorter timescales if local renewable generation is 

higher or if load is lower than expected. An EIM could potentially avoid over-generation 

situations since it could enable ISO to reduce imports in real time from PacifiCorp rather 

than curtail renewables during minimum generation or ramp-constrained intervals. 

E3 calculated the benefits of reduced energy curtailment in ISO by multiplying estimates 

of: (1) the annual amount of renewable energy curtailed when simulating ISO 

operations as a standalone entity without an EIM, and (2) the value of curtailed 

renewable energy (in $/MWh). The result represents the cost of renewable energy 

curtailment that an EIM could help to avoid, assuming that PacifiCorp has generation 

available to back down during these situations.  

To estimate the level of renewable energy curtailment in ISO, E3 developed a 

methodology that uses outputs from two sequential GridView model runs. In the first 
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run (representing unit commitment based on forecasted needs), projected solar, wind, 

and load profiles were used to estimate economic imports into ISO. In the second run 

(representing real-time dispatch), actual solar, wind, and load profiles were used along 

with minimum import limits set to the level of economic imports from the first 

simulation. This limit prevented the model from lowering the interchange below the 

level determined by the unit commitment process. This reduction in system flexibility 

resulted in approximately 120 GWh of renewable energy curtailed by ISO in 2022.  

This is likely a conservative estimate of the level of renewable energy curtailment. 

Production simulation models are designed to utilize normative assumptions regarding 

load, hydro conditions, thermal resource outages, and other variables in order to 

produce reasonable, mid-range estimates of resource dispatch and prevailing power 

flows. However, renewable curtailment occurs during extreme events such as very high 

output of wind, solar and hydro resources combined with very low load conditions. 

These conditions are not well-represented in production simulation modeling inputs. 

Hence, renewable curtailment is likely to be understated in production simulation 

model outputs.   

E3 used a $90/MWh value of avoided renewable energy curtailment as the sum of three 

components: (1) renewable energy certificate (REC) value, assumed to be $50/MWh; (2) 

production tax credit (PTC) value of $20/MWh; and (3) the avoided production cost of 

the thermal unit that an EIM enables to dispatch down, estimated to be $20/MWh.  

E3 used the simulated renewable curtailment results to develop two scenarios for 

renewable energy curtailment in 2017. As a lower end estimate, E3 assumed that ISO 

renewable energy curtailment is 10% of the simulated value, or 12 GWh. As a higher end 

estimate, E3 assumed that renewable curtailment is 100% of the simulated value, or 120 
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GWh. This range of curtailment estimates was then multiplied by the value of avoided 

renewable energy curtailment to calculate lower end and higher end estimates of $1.1 

million (= 12 GWh * 90/MWh) to $10.8 million (= 120 GWh * $90/MWh) in benefits for 

reduced renewable energy curtailment in 2017. 

2.3 EIM Scenarios 

E3 estimated EIM benefits based on study year 2017. E3 chose this year, in consultation 

with ISO and PacifiCorp, to represent a period after the EIM was already operational but 

prior to any significant changes in load, generation, and transmission. In particular, E3’s 

modeling analysis excludes: (1) a portion of the full build out of renewable resources 

necessary to meet California’s 33% RPS; (2) expected retirements and replacements of 

ISO thermal generating capacity due to once-through-cooling (OTC) regulations; and (3) 

a number of planned and proposed transmission projects, such as Gateway West that 

have the potential to provide a substantial expansion of the quantity of flexible 

resources that would be able to participate in a 5-minute market. 

E3 used scenario assumptions to inform how sensitive benefits are to: (1) the 

transmission transfer capability between ISO and PacifiCorp, which limits savings both 

from interregional dispatch and reduced flexibility reserves; (2) the amount of 

hydropower capacity that can provide flexibility reserves; (3) the extent to which nodal 

prices from an EIM would change PacifiCorp’s dispatch and produce associated 

efficiency improvements; and (4) the extent of renewable energy curtailment that can 

be avoided through an EIM. These scenarios are designed to explore a wide range of 

potential benefit levels to reflect the limitations of existing tools to characterize all of 

the changes to system operations that would occur under an EIM, particularly the 

modeling of hydropower, reserves, and renewable curtailment. In addition, the 
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scenarios capture a range of uncertainties about the extent to which future industry 

developments would allow cost savings to occur both with and without an EIM. 

Table 4. Low and high range assumptions under low (100 MW), medium (400 MW), and 
high (800 MW) PacifiCorp-ISO transfer capability scenarios 

 Low  
transfer capability 

Medium transfer 
capability 

High  
transfer capability 

Assumption Low 
range 

High 
range 

Low 
range 

High 
range 

Low 
range 

High 
range 

Maximum hydropower 
contribution to 
contingency and 
flexibility reserves* 

25% 12% 25% 12% 25% 12% 

Share of intraregional 
dispatch savings 
achieved 

10% 100% 10% 100% 10% 100% 

Share of identified 
renewable energy 
curtailment avoided 

10% 100% 10% 100% 10% 100% 

* Percent of nameplate capacity for each project 

The scenarios are organized around low, medium, and high scenarios for transmission 

transfer capability between PacifiCorp and ISO, with 100, 400, and 800 MW, 

respectively, in each case. Within each scenario, E3 calculated a low and high range of 

benefits (Table 4). The low range assumes: hydropower can contribute up to 25% of 

nameplate capacity toward flexibility reserves; PacifiCorp achieves 10% of estimated 

nodal dispatch savings; and the value of renewable energy curtailment is 10% of the full 

estimated value. The high range assumes: hydropower can contribute up to 12% of 

nameplate capacity toward contingency and flexibility reserves; PacifiCorp achieves 

100% of estimated nodal dispatch savings; and the value of renewable energy 

curtailment is 100% of the full estimated value. 
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2.4 EIM Benefits 

Figure 1 and Table 5 show the low and high range of EIM benefits for the low (100 

MW), medium (400 MW), and high (800 MW) transfer scenarios, and the amount 

attributed to each component. Total annual benefits in 2017 range from $21 million in 

the low range of the 100 MW transfer capability scenario, to $129 million in the high 

range of the 800 MW transfer capability scenario (2012$). 

Figure 1. Low and high range benefits under low (100 MW), medium (400 MW), and 
high (800 MW) PacifiCorp-ISO transfer capability scenarios (2012$) 
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Table 5. Low and high range annual benefits in 2017 under low, medium, and high 
PacifiCorp-ISO transfer capability scenarios (million 2012$) 

 Low  
transfer capability 

Medium 
 transfer capability 

High  
transfer capability 

Benefit Category Low 
range 

High 
range 

Low 
range 

High 
range 

Low 
range 

High 
range 

Interregional dispatch  $14.1 $11.0 $22.3 $17.7 $22.4 $17.8 
Intraregional dispatch  $2.3 $23.0 $2.3 $23.0 $2.3 $23.0 
Flexibility reserves $4.0 $20.8 $11.0 $51.3 $13.4 $77.1 
Renewable curtailment $1.1 $10.8 $1.1 $10.8 $1.1 $10.8 
Total benefits $21.4 $65.6 $36.7 $102.8 $39.2 $128.7 
Notes: Individual estimates may not sum to total benefits due to rounding. 

Differences in individual benefit categories provide important insights into the impact of 

scenario assumptions on the results. 

 Interregional dispatch savings range from $14 million to $22 million per year. 

Increasing PacifiCorp-ISO transfer capability from 100 MW in to 400 MW drives 
significant additional cost savings. However, the marginal benefit of additional 
transfer capability beyond 400 MW appears to be small.   

 Interregional dispatch savings are somewhat lower under the high range 
scenarios than under the low range scenarios because of interactions that occur 

between the hurdle rate and operating reserve aspects of the modeling. When 
the ability of hydropower to provide reserves is restricted, total production 

costs increase because more thermal generators are committed to provide 
reserves. These additional thermal generators tend to be higher-cost units, 

which may be operated at or near their minimum operating levels.  This restricts 
the dispatch efficiency gains that are available due to the elimination of hurdle 

rates, because these higher-cost generators are less able to reduce their output 
when a lower-cost unit is available in a neighboring system. 

 Annual cost savings from reduced flexibility reserves range from $4 million to 
$77 million. These are driven largely by constraints on the ability of hydropower 

to provide contingency and flexibility reserves. This is a source of considerable 
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uncertainty, and more research is needed to understand hydro’s ability to 
contribute toward flexibility reserve requirements under high penetrations of 

wind and solar. Transfer capability is also an important constraint, as benefits 
increase from $4 million per year with 100 MW to $13 million per year with 800 

MW of transfer capability in the scenario where hydropower can contribute to 
up to 25% of flexibility reserves.  

 Annual cost savings from intraregional dispatch savings and reduced renewable 
energy curtailment range from $3 million to $34 million, suggesting that, 

although they are uncertain, both categories could be important contributors to 
EIM benefits. Because an EIM would provide an automated mechanism for 

facilitating wind curtailment solutions, as well as clearing any payment required 
in the event of curtailment, this is likely to be an important and growing EIM 

benefit going forward.     

The results described here confirm that, even under conservative assumptions regarding 

the use of hydro for imbalance energy and the availability of transmission transfer 

capability, the incremental benefits of an EIM between PacifiCorp and ISO are likely to 

be larger than the preliminary estimates of the costs to implement and operate this 

market. The results also confirm that the benefits of an EIM can be quite substantial as 

participation grows, allowing more resources to participate and lowering the costs of 

both imbalance energy and the costs of providing adequate dynamic reserves.  

2.5 Attribution of EIM Benefits 

E3 assumed that the benefits of an EIM would be attributed to PacifiCorp and ISO as 

follows: 
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 Interregional dispatch savings. Savings were split evenly between PacifiCorp 
and ISO to reflect: (1) the reduced cost to serve ISO load, since expensive 

internal generation is displaced by low-cost imports from PacifiCorp; and (2) 
additional revenues for PacifiCorp, since it exports additional power to ISO. 

 Intraregional dispatch savings. The savings were scaled to the PacifiCorp service 
area from a study of the ISO’s nodal market, thus all benefits were attributed to 

PacifiCorp. 

 Reduced flexibility reserves. Benefits were allocated to PacifiCorp and ISO in 

proportion to their standalone need, resulting in a roughly 30/70 split, 
respectively.  

 Reduced renewable energy curtailment. All benefits of reduced curtailment 
were attributed to ISO, because the reduced curtailment would take place 

within the ISO footprint.  

This simple approach allocates the total cost savings between the two parties and does 

not attempt to account for changes in market revenues relative to today’s bilateral 

system. It is not intended to be a methodology for allocating costs and benefits. The 

actual net costs and benefits that would flow to the PacifiCorp and ISO systems might be 

different from the assumptions used here.  

The attribution of benefits from a PacifiCorp-ISO EIM in 2017 is summarized in Tables 6 

and 7. PacifiCorp achieves annual cost savings of $10-54 million, with the range 

dependent on the extent to which PacifiCorp generators participate in the EIM and its 

nodal market, transfer limits, and the extent to which hydropower can provide flexibility 

reserves. Annual cost savings to ISO are $11-74 million by 2017, with the range 

dependent on transfer limits, the extent to which hydropower can provide flexibility 

reserves, and the extent of renewable curtailment. 
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Table 6. Attribution of EIM benefits to PacifiCorp in 2017 (million 2012$)  

 Low  
transfer capability 

Medium  
transfer capability 

High  
transfer capability 

Benefit Category Low 
Range 

High 
Range 

Low 
Range 

High 
Range 

Low 
Range 

High 
Range 

Interregional dispatch  $7.0 $5.5 $11.2 $8.9 $11.2 $8.9 
Intraregional dispatch  $2.3 $23.0 $2.3 $23.0 $2.3 $23.0 
Flexibility reserves $1.2 $6.1 $3.2 $14.9 $3.9 $22.5 
Renewable curtailment $0.0 $0.0 $0.0 $0.0 $0.0 $0.0 
Total benefits $10.5 $34.6 $16.7 $46.8 $17.4 $54.4 

Note: Attributed values may not match totals due to independent rounding.  

 
Table 7. Attribution of EIM benefits to ISO in 2017 (million 2012$)  

 Low  
transfer capability 

Medium 
 transfer capability 

High  
transfer capability 

Benefit Category Low 
Range 

High 
Range 

Low 
Range 

High 
Range 

Low 
Range 

High 
Range 

Interregional dispatch  $7.0 $5.5 $11.2 $8.9 $11.2 $8.9 
Intraregional dispatch  $0.0 $0.0 $0.0 $0.0 $0.0 $0.0 
Flexibility reserves $2.8 $14.7 $7.8 $36.4 $9.5 $54.6 
Renewable curtailment $1.1 $10.8 $1.1 $10.8 $1.1 $10.8 
Total benefits $10.9 $31.0 $20.0 $56.0 $21.8 $74.3 

Note: Attributed values may not match totals due to independent rounding. 
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3 Interpreting the Results 

3.1 Conservative Nature of the Results 

Because of the difficulties in modeling the operational complexities of an EIM, E3’s 

approach was intended to use conservative to moderate assumptions to generate 

credible results, both as a standalone analysis and relative to other studies. Table 8 

provides a high-level overview of the nature of assumptions (conservative, moderate, 

aggressive) used for each of the five identified categories of benefits, and an explanation 

of why the assumptions were considered to be conservative or moderate.   
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Table 8. Categorization of assumptions used in this study 

Benefit 
Category 

Assumptions 
(conservative, 
moderate, 
aggressive) 

Rationale 

Interregional 
dispatch 

Conservative-
Moderate 

• E3 limited PacifiCorp-ISO transmission transfer capability 
in the low transfer capability scenario to 100 MW, which 
limited EIM benefits 

• E3 used hurdle rates to inhibit interregional trade in 
Benchmark Case (moderate assumption) 

• Hourly cost differences between natural gas-fired 
generators are understated in production simulation 
models due to the use of uniform heat rates assumptions 
and normalized system conditions; these models 
understated EIM benefits 

Intraregional 
dispatch 

Conservative-
Moderate 

• E3 calculated nodal dispatch savings by scaling estimated 
ISO peak load-normalized savings by PacifiCorp peak load 
(moderate assumption); E3 assumed only 10% of these 
savings materialize for low range (conservative 
assumption)  

Flexibility 
reserves 

Conservative • E3 limited PacifiCorp-ISO transmission transfer capability 
in the low transfer capability scenario to 100 MW, which 
limited EIM benefits 

• E3 included operating cost only; no capacity cost savings 
are included, which limited EIM benefits 

• E3 allowed 25% of total hydropower capacity to 
contribute to flexibility reserves in the low range 
estimates, which limited EIM benefits 

• E3 did not require lock-down of dispatch 45 minutes 
prior to the operating hour, as done in other studies, 
which would have raised the quantity of reserves 
required and increased EIM benefits 

Renewable 
curtailment 

Conservative • E3 did not evaluate renewable curtailment for PacifiCorp, 
which limited EIM benefits 

• In low range estimate, E3 assumed wind and solar not 
producing significant over-generation (conservative 
assumption)  

• Production simulation models understate the frequency 
with which low net load/high generation events occur 
due to their use of idealized operating assumptions; 
these models limit EIM benefits 

Within-hour 
dispatch 

Conservative • Production simulation analysis modeled at hourly level, 
omitting potential benefits of sub-hourly dispatch (other 
studies indicate that these benefits could be substantial) 
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3.2 Comparison to other Studies 

Several recent studies have examined the potential benefits of greater balancing area 

coordination in the Western Interconnection. These include: 

 WECC EIM Analysis (completed in 2011) — examined the benefits of an hourly 

EIM in parts of the WI region; undertaken by E3 for WECC;24 

 PUC EIM Group Analysis (completed in 2012) — examined the benefits of a 10-

minute EIM in parts of the WI region; undertaken by the National Renewable 
Energy Laboratory (NREL) for the PUC-EIM Group;25 

 WECC VGS (draft completed in 2012) — examined the benefits of 10-minute 
bilateral scheduling for the entire WECC region; undertaken by the Pacific 

Northwest National Laboratory (PNNL) for WECC as part of the WECC Variable 
Generation Subcommittee (VGS);26 

 NWPP EIM (ongoing) — examining the benefits of 5-minute security 
constrained economic dispatch for the Northwest Power Pool (NWPP) footprint, 

undertaken by PNNL for the NWPP Market Assessment and Coordination (MC) 
Initiative using a 10-minute dispatch model. 

The above studies can be broadly categorized into two different approaches. The first 

two studies, the WECC EIM and PUC Group EIM analyses, use hurdle rates to capture 

transactional friction between BAAs in the base case, which are removed in the EIM 

case. They also assume that an EIM will enable BAs to reduce the quantity of flexibility 

reserves that they would need to carry for wind and solar integration. The last two 

24 See http://www.wecc.biz/committees/EDT/EDT%20Results/E3_EIM_Benefits_Study-
Phase_2_Report_RevisedOct2011_CLEAN2%5B1%5D.pdf for the final report. 
25 See http://www.westgov.org/PUCeim/ for the PUC EIM website and link to the NREL final report. 
26 The draft final report, “Balancing Authority Cooperation Concepts to Reduce Variable Generation Integration Costs in the 
Western Interconnection,” is not yet publicly available. 
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studies assume transactional friction between balancing areas is not alleviated by an 

EIM on an hourly timestep, and that an EIM will not reduce the quantity of regulation 

and flexibility reserves required for wind and solar integration. Instead, they conduct 

detailed analysis of dispatch changes that would occur on a 10-minute timestep 

compared to a fixed hourly interchange schedule between BAAs.  

The approach used in this study is consistent with the WECC EIM and PUC Group EIM 

analyses. It does benefit, however, from the NWPP EIM study assumption used to limit 

the amount of hydropower that would qualify and be available to provide contingency 

and flexible reserves. Table 9 (next page) provides a high-level comparison between the 

benefit estimates in this study and the four aforementioned studies, describing key 

drivers of differences. 

The estimated annual benefits in this study are smaller than in other studies because of: 

 The smaller geographic footprint of this study, which covered only the 

PacifiCorp and ISO areas and not the larger Western Interconnection region;  

 The modeling scope in this study, which did not include sub-hourly dispatch; 

and 

 The modeling assumptions used in this study, which resulted in a smaller base 
case operating reserve requirement, and hence a smaller change in reserves in 

the EIM case, than the PUC EIM Group analysis.  

The results in this study should thus be viewed as conservative relative to other studies. 
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Table 9. Comparison of annual benefits and geographic scope between this study and 
other EIM studies  

Study 
(Organization) 

Annual 
Benefits 
($MM) 

Geographic 
Scope 

Key Drivers of Differences with this Study 

PacifiCorp-ISO 
EIM study 

$21-$129 in 
2017 

PacifiCorp 
and ISO  

 

WECC EIM  
(E3) 

$141 in 2020 WECC 
excluding 
ISO and 
AESO 

• WECC EIM study had similar approach to 
this study 

• WECC EIM study had larger EIM footprint 
than this study 

• WECC study excluded intraregional 
dispatch savings; this study includes 
intraregional dispatch savings 

• No assessment of renewable curtailment 
reduction in WECC study; this study 
includes benefits of renewable 
curtailment reduction 

PUC EIM Group  
(NREL) 

$349 in 2020 WECC 
excluding 
ISO and 
AESO 

• PUC EIM study had larger EIM footprint 
than this study 

• PUC EIM study modeled 10-minute 
dispatch; this study models hourly 
dispatch 

• PUC EIM study required more reserve in 
base case due to earlier schedule 
lockdown, increasing EIM benefits; this 
study assumed later lockdown 

• PUC EIM study included regulation reserve 
savings for EIM; this study assumes no 
regulation reserve savings 

WECC VGS  
(PNNL) 

Pending Entire WECC • WECC VGS study had larger EIM footprint 
than this study 

• VGS study modeled 10-minute bilateral 
scheduling, not EIM  

• In VGS study, no savings due to reduced 
reserves or reduced transactional friction, 
which means all savings due to within-
hour efficiency gains; this study includes 
savings from reduced reserves or 
transactional friction 

NWPP EIM  
(PNNL) 

Pending NWPP • Similar approach to WECC VGS study 
• Detailed results pending 
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Technical Appendix 
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Technical Appendix 

Overview 
This technical appendix provides a detailed description of the methods and assumptions used in 
calculating the benefits of more efficient interregional dispatch and reduced flexibility reserves from a 
PacifiCorp-ISO EIM.  Following this overview, this appendix includes three sections. The first describes 
methods for calculating inputs to the Benchmark Case, including hurdle rates and statistical calculations 
used to estimate flexibility reserve requirements in the Benchmark Case. The second section describes 
the change in hurdle rates used in an EIM Dispatch Case. The third section describes the statistical 
calculations used to estimate a comparative benchmark for reserves in an EIM Flexibility Reserves Case 
and how transmission constraints were addressed in these calculations. 

E3 estimated the benefits of more efficient interregional dispatch and reduced flexibility reserves using 
a combination of statistical analysis and production simulation modeling. All production simulation 
modeling was conducted using ABB’s GridView model.1  

E3 modeled three cases: 

• Benchmark Case, reflecting a business as usual scenario that includes continued obstacles to 
interregional dispatch between PacifiCorp and ISO and separate procurement of flexibility 
reserves; 

• EIM Dispatch Case, in which obstacles to more efficient interregional dispatch are removed but 
flexibility reserves are still procured separately; and 

• EIM Flexibility Reserve Case, in which obstacles to more efficient interregional dispatch are 
removed and PacifiCorp and ISO pool flexibility reserves. 

The Benchmark Case was developed using the Western Electricity Coordinating Council’s (WECC’s) 
Transmission Expansion Planning Policy Committee (TEPPC) 2022 Common Case as a starting point, with 
updates developed for ISO’s Transmission Planning Process (TPP) GridView simulation to improve 
accuracy inside of California.  Load forecasts, fuel price forecasts, generators, and transmission were 
also adjusted to reflect anticipated values and availability in 2017. The EIM Dispatch Case and EIM 
Flexibility Reserve Case were used to isolate the benefits of more efficient interregional dispatch and 
reduced flexibility reserves, respectively, relative to the Benchmark Case.  

In the EIM Dispatch Case, E3 modeled the incremental benefits of more efficient interregional dispatch 
by eliminating the hurdle rates between PacifiCorp and ISO that are used to reflect impediments to 
regional electricity trades in the Benchmark Case.2 In the EIM Flexibility Reserve Case, E3 modeled the 

1 For more on GridView, see 
http://www.abb.com/industries/db0003db004333/c12573e7003305cbc12570060069fe77.aspx. 
2 A component of hurdle rates that reflects to need to acquire CO2 allowances when delivering electricity from 
neighboring states into California, as required by California’s greenhouse gas “cap-and-trade” program developed 
in compliance with AB32, was retained in all cases.   
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incremental benefits of reduced flexibility reserves by calculating the reduction in flexibility reserves 
that results from pooling load, wind, and solar variability between PacifiCorp and ISO, and then by 
reducing the amount of required reserves in GridView runs. 

As described in the main report, within the EIM Dispatch Case and EIM Flexibility Reserve Case, E3 
modeled the year 2017, to provide an estimate of near-term benefits from an EIM. Figure 1A illustrates 
E3’s modeling approach.  

Figure 1A. Modeling approach for calculating interregional dispatch and reduced flexibility reserve 
benefits 

 

The modeling was organized around three scenarios of interchange transfer capability between 
PacifiCorp and ISO: 100, 400, and 800 MW.  Within each transfer capability scenario, E3 modeled low 
and high benefit ranges.  In the low range scenario, E3 limited hydropower’s ability to contribute to 
contingency and flexibility reserves to 25% of nameplate capacity.  In the high range scenario, E3 
assumed that 12% of hydropower nameplate capacity can contribute to contingency and flexibility 
reserves. Production cost results for the interaction of all of these scenarios are described in this 
Appendix. 
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Benchmark Case 
The Benchmark Case used WECC’s TEPPC 2022 Common Case as a starting database. Inputs to the 
TEPPC database are developed from a collaborative stakeholder process, and are used in studies to 
assess regional economic transmission in the Western Interconnection. In addition, the TEPPC database 
has been used in ISO’s TPP, and in other studies of the benefits of an EIM throughout the Western 
Interconnection.3    

Adjustments to the TEPPC Common Case 
In developing its 2017 TPP Case, ISO staff made adjustments to the TEPPC 2022 Common Case to 
improve transmission and generation modeling accuracy within California. E3 incorporated those 
adjustments and made further modifications to the TEPPC 2022 Common Case in three primary areas: (1) 
fuel price forecast, (2) load forecast, and (3) generation and transmission. 

Fuel price forecast 
Natural gas prices were based on the ISO’s long-term procurement plan (LTPP), adjusted to match 
annual average Henry Hub fuel prices from NYMEX.4 Table 1A shows fuel prices by region, for the TEPPC 
regions within the ISO and PacifiCorp BAAs.  

Table 1A. Average annual burnertip gas price (2012$/MMBtu) 

Area 2017 

PACE_ID  $       3.99  

PACE_UT  $       3.81  

PACE_WY  $       3.95  

PACW  $       3.91  

PG&E_BAY  $       4.09  

PG&E_VLY  $       4.09  

SCE  $       4.18  

SDGE  $       3.86  
 

Load forecast 
A load forecast for 2017 was provided directly by PacifiCorp for the PacifiCorp East and PacifiCorp West 
BAAs. For all other load areas, monthly peak and energy values were interpolated between 2006 
historical data (provided by TEPPC by BA) and the 2022 forecasted value from TEPPC’s Data Working 
Group (DWG) based on the most recently available WECC Load-Resource Subcommittee (LRS) data 
submittals.  

3 ISO, 2013, Draft 2012-2013 Transmission Plan, http://www.caiso.com/Documents/Draft2012-
2013TransmissionPlan.pdf; E3, 2011, WECC EDT Phase 2 EIM Benefits Analysis & Results (October 2011 Revision), 
http://www.wecc.biz/committees/EDT/EDT%20Results/E3_EIM_Benefits_Study-
Phase_2_Report_RevisedOct2011_CLEAN2%5B1%5D.pdf. 
4 A small adjustment was also implemented to use the same fuel prices for PG&E Bay and PG&E Valley load areas. 
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Generation and transmission 
Some generation and transmission projects were removed from the TEPPC 2022 Common Case, because 
they were not expected to be online by 2017, based on input from ISO and PacifiCorp. For modeling 
purposes, generation in 2017 was assumed to precede the majority of expected OTC-related 
retirements and replacements in California. 

Hurdle rates 
The Benchmark Case utilized hurdle rates from the WECC EDT Phase 2 EIM Benefits Analysis, which were 
developed by calibrating simulation output to historical flow levels on WECC paths.5 These historically-
calibrated hurdle rates are adjusted to reflect the impact of anticipated CO2 allowance cost on 
unspecified power imports into California in 2017.  For power flows from PacifiCorp-West (PACW) to ISO, 
E3 used a value of $21.07/MWh, which included a $10.76/MWh cost for CO2 allowances on PacifiCorp 
exports to ISO (Table 2A). This $10.76/MWh adder was based on a default CO2 emissions factor for a 
CCGT from the California Air Resources Board and a CO2 price of $24.66 (2012$) per short ton of CO2. 
For power flows from ISO to PACW, E3 used a hurdle rate of $3.97/MWh. E3 assumed no direct interties 
between ISO and PACE.   

Table 2A. Hurdle rates used in the Benchmark Case 

 Hurdle Rate ($/MWh) 
 PACW  ISO ISO  PACW 
Case CO2-related Non-CO2 

related 
Total  

Benchmark Case $10.76 $10.31 $21.07 $3.97* 
*No CO2-related hurdle rate is applied to ISO exports to PACW because CO2 permit cost under AB32 is directly 
modeled in the dispatch for generators located inside California. 

 

Flexibility reserves 
To determine the production costs associated with flexibility reserve levels in the Benchmark Case, E3 
calculated load following and regulation reserve requirements, summed the two, and then set the total 
as a constraint in GridView. Load following here is defined as the capacity needed to manage the 
difference between the hourly unit commitment schedule and 10-minute forecasted net load. 
Regulation is defined as the capacity needed to manage the difference between 10-minute forecasted 
net load and 10-minute actual net load.  

Load following and regulation reserves were calculated using a common methodology based on the 
North American Electricity Reliability Corporation (NERC) Control Performance Standard 2 (CPS2).6 CPS2 
is designed to ensure that a BA maintains its area control error (ACE) – the difference between actual 
and scheduled power flows across interties to neighboring BAs – within reasonable bounds.  Spinning 

5 See http://www.wecc.biz/committees/EDT/EDT%20Results/E3_EIM_Benefits_Study-
Phase_2_Report_RevisedOct2011_CLEAN2%5B1%5D.pdf.   The WECC Analysis reported hurdle rates in 2010$, and 
those rates were adjusted to 2012$ for this analysis. 
6 For more on NERC CPS, see http://www.nerc.com/docs/oc/ps/tutorcps.pdf.   
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reserve requirements) were set to equal 3% of load, which represents one-half of total operating 
reserves requirements (spinning plus non-spinning).  Non-spinning reserve needs were not explicitly 
modeled because the simulation addresses reserve needs by increasing the level of generator 
commitment required, but is assumed for modeling that non-spinning reserve needs would typically be 
met with resources that do not require day-ahead unit commitment. 

By benchmarking against ISO’s current regulation procurement, wind integration studies performed by 
PacifiCorp, and in consultation with ISO and PacifiCorp, E3 chose to model a CPS2 compliance target 
which requires BAAs to secure load following reserves to meet 97% of forecasted load following demand, 
equivalent to 1.5% of the left-hand and right-hand tails of a distribution of load following needs (i.e., 10-
minute forecasted net load minus hourly unit commitment). For regulation under this target, BAAs also 
secure regulation reserves to meet 94% of forecasted regulation demand, equivalent to 3% of the left-
hand and right-hand tails of a distribution of regulation needs (i.e., 10-minute actual load minus 10-
minute forecasted net load). This approach allows regulation reserves to meet load following needs, but 
not vice versa.   

The regulation requirement percentage is lower than load following because regulation can be used to 
meet load following requirements. In the 3% of time periods with an unmet load following requirement, 
the residual load following error is added to the time-series regulation requirement. During these hours, 
if the system had unutilized regulation capacity or if regulation needs were in the opposite direction of 
the load following residual error, generator flexibility procured for regulation may be able to still satisfy 
the CPS2 requirement for that time period even though the system were short on load following 
resources.  

Key steps in this analysis are shown graphically in Figure 2A.  

• Step 1:  Calculate a distribution of load following requirements. E3 used historical 10-minute 
wind, solar, and load data to forecast 10-minute net load and hourly unit commitment based on 
hourly net load. Forecasted hourly net load was then calculated for each 10-minute time period, 
using a linear 20-minute ramp across the top of the hour (see upper rightmost part of Figure 2A). 
A distribution of load following requirements was calculated as the difference between the 10-
minute and hourly net load forecasts in each 10-minute period.  

• Step 2:  Calculate load following up and down needs. These were calculated using the 1.5 and 
98.5 percentiles of these distributions, respectively, consistent with the chosen CPS2 compliance 
target. Figure 3A shows an example of the distribution for load following requirements and the 
points associated with the 1.5 and 98.5 percentiles. 

• Step 3:  Calculate a distribution of regulation requirements.  A distribution of regulation 
requirements was calculated as the difference between the 10-minute net load forecast and 10-
minute actual net load values. Residual load following errors were added to the regulation 
distributions to allow for the fact that regulation reserves can also be used for load following.  

• Step 4:  Calculate final regulation requirements as the 3rd and 97th percentiles of this distribution, 
representing regulation down and up needs, respectively.  
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Figure 2A. Flexibility reserve calculation steps

 

 

Figure 3A. Load following needs associated with the 1.5 and 98.5 percentiles 

 

To calculate net load, E3 used three years of 10-minute load and modeled renewable production data. 
Years 2004 to 2006 were used in the analysis because of data availability in the Western Wind 
Integration Dataset. Solar PV was modeled using data from Solar Anywhere and 10-minute load data 
was provided by PacifiCorp and ISO. The load data provided was scaled to 2017 by both annual energy 
and peak load to account for load growth. Forecasts for 10-minute wind, solar, and load were created 
using linear regression and were extensively benchmarked. The following table shows renewable 
assumptions used for 2017.  
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Table 3A. Renewable assumptions for 2017 reserve calculations7 

Area Wind Installed 
(MW) 

Solar Installed 
(MW) 

PacifiCorp East 1,638 - 
PacifiCorp West 635 - 
PacifiCorp 
Combined 

2,272 - 

ISO 6,228 5,483 
PacifiCorp and 
ISO (pooled) 

8,501 5,483 

 

In the Benchmark Case, regulation and load following were calculated separately for PacifiCorp East, 
PacifiCorp West, and ISO, and were implemented in GridView as separate constraints for each BAA.  
Table 4A shows the resulting load following up and regulation up reserve requirements for PacifiCorp 
East, PacifiCorp West, and ISO. The GridView modeling configuration used does not have the ability to 
model load following down and regulation down. 

 

Table 4A. Estimated load following up and regulation up reserve requirements for PacifiCorp East, 
PacifiCorp West, and ISO in 2017 

Area 

Average 
Regulation Up 

(MW) 

Average Load 
Following Up 

(MW) 
PacifiCorp East 103  313  
PacifiCorp West8 45  146  
PacifiCorp Combined 115 357 
ISO9 276  1,128  

 

7 The study did not incorporate the most current renewable resource capacity in PacifiCorp, which results in 
understating total installed wind capacity in PacifiCorp’s BAAs by 280 MW.  As of 2013 PacifiCorp will have 1,758 
MW of installed wind capacity in PacifiCorp East and 795 MW of installed wind capacity in PacifiCorp West. 
8 In the Benchmark and EIM Cases, E3 assumed that PacifiCorp East is able to transfer 200 MW to PacifiCorp West 
within the hour but with no transfer capability in the reverse direction for EIM transactions.  The hourly load 
following requirement applied to PacifiCorp West is reduced for this transfer capability, and a separate reserve 
requirement is applied to the Combined PacifiCorp area which reflects diversity of wind and load variability across 
the two PacifiCorp BAs. 
9 The applied common methodology for determining regulation and load following results in conservative lower 
amount of regulation requirements used in ISO production and lower regulation and load following 20 minute 
requirements then has been calculated using other methodologies. 
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EIM Dispatch Case 
In the EIM Dispatch Case, E3 modeled reduced transactional friction between PacifiCorp and ISO from 
the EIM by removing the non-CO2 hurdle rates in the Benchmark Case. In this case, the PACW  ISO 
hurdle rate still includes the $10.76/MWh cost for CO2 allowances on PacifiCorp flows to ISO (Table 5A).   

Table 5A. Hurdle rates for the Benchmark and EIM Dispatch Cases 

 Hurdle Rate ($/MWh) 
 PACW  ISO ISO  PACW 
Case CO2-related Non-CO2 

related 
Total  

Benchmark Case $10.76 $10.31 $21.07 $3.97 
EIM Dispatch Case $10.76 $0.00 $10.76 $0.00* 

*No CO2-related hurdle rate is applied to ISO exports to PACW because CO2 permit cost under AB32 is 
directly modeled in the dispatch for generators located inside California. 

Eliminating hurdle rates enables GridView to dispatch more generation in the PacifiCorp BAAs to serve 
needs in the ISO BAA when more efficient units are available, and vice-versa. Reduced transactional 
friction lowers total production costs. As described in the main text, for the EIM Dispatch Case E3 used 
an 800 MW static transfer limit on the California-Oregon Intertie (COI) as a proxy for transfer capability 
between the PacifiCorp and ISO systems. 

Table 6A shows production costs in the Benchmark Case, the EIM Dispatch Case, and cost savings 
(Benchmark Case – EIM Dispatch Case production costs), for the 100, 400, and 800 MW transfer 
capability scenarios under both hydro assumptions.  As described in the main body, production cost 
savings from the 800 MW scenario were scaled to 100 and 400 MW based on relative changes in intertie 
flows.  Most of the savings stemming from increased flows between the Benchmark Case and the EIM 
Dispatch Case were captured with 400 MW of transfer capability.   

Table 6A. Production cost savings in the EIM Dispatch Case for different hydropower flexibility 
scenarios and assumptions about transfer capability between PacifiCorp and ISO (Million 2012$) 

 25% Hydro Reserve 
Cap  

12% Hydro Reserve 
Cap  

Transfer Capability (MW) 100 400 800 100 400 800 
EIM Dispatch Case $14.1 $22.3 $22.4 $11.0 $17.7 $17.8 

 

As described in this report, GridView assumes perfect, security-constrained, least-cost dispatch within 
both the ISO and PacifiCorp footprints. The EIM Dispatch Case thus captures the incremental benefits 
from more efficient dispatch between PacifiCorp and ISO assuming that PacifiCorp already uses nodal 
dispatch. The savings from moving to nodal dispatch in PacifiCorp are estimated separately under 
“intraregional dispatch savings” and described in Section 2.2.2 of this report.      
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EIM Flexibility Reserves Case 
E3 calculated within-hour regulation and load following reserves for the EIM Flexibility Reserves Case 
using the same approach as in the Benchmark and EIM Dispatch Cases, except that net load profiles for 
each BA were summed before the calculation and transmission constraints were enforced to ensure 
realistic reserve sharing. By summing the net load profiles for PacifiCorp and ISO, diversity in forecast 
errors and net load ramps reduces the reserves that each BAA is required to hold, relative to the 
Benchmark Case.  

Table 7A shows the pooled load following up and regulation up reserve requirements for PacifiCorp and 
ISO in 2017, prior to enforcing transmission constraints between BAs.  

Table 7A. Pooled load following and regulation up reserve requirements  
for PacifiCorp and ISO in 2017 

Area Average 
Regulation Up 

(MW)10 

Average Load 
Following Up 

(MW) 
PacifiCorp and 
ISO (pooled) 

310 1,255 

 

Transmission limits were enforced on the results in the above table as a set of five separate constraints 
in the GridView cases, shown below for the scenario where 100 MW of transfer capability exists 
between PacifiCorp and ISO. These five constraints ensure that each BA holds the necessary reserves 
given transfer limits. The constraints also reflect the assumption that PacifiCorp East is able to transfer 
200 MW to PacifiCorp West within the hour but with no transfer capability in the reverse direction. 

1. 𝑃𝐴𝐶𝑊𝑝𝑜𝑜𝑙𝑒𝑑 𝑟𝑒𝑠𝑒𝑟𝑣𝑒𝑠 ≥ 𝑚𝑎𝑥(𝑃𝐴𝐶𝑊𝑏𝑒𝑛𝑐ℎ𝑚𝑎𝑟𝑘 𝑐𝑎𝑠𝑒 − 200 𝑀𝑊, 0) 

2. 𝑃𝐴𝐶𝐸𝑝𝑜𝑜𝑙𝑒𝑑 𝑟𝑒𝑠𝑒𝑟𝑣𝑒𝑠 ≥ 𝑃𝐴𝐶𝐸𝑏𝑒𝑛𝑐ℎ𝑚𝑎𝑟𝑘 𝑐𝑎𝑠𝑒 

3. 𝐶𝐴𝐼𝑆𝑂𝑝𝑜𝑜𝑙𝑒𝑑 𝑟𝑒𝑠𝑒𝑟𝑣𝑒𝑠 ≥ 𝑚𝑎𝑥(𝐶𝐴𝐼𝑆𝑂𝑏𝑒𝑛𝑐ℎ𝑚𝑎𝑟𝑘 𝑐𝑎𝑠𝑒 − 100 𝑀𝑊, 0) 

4. 𝑃𝑎𝑐𝑖𝑓𝑖𝐶𝑜𝑟𝑝𝑝𝑜𝑜𝑙𝑒𝑑 𝑟𝑒𝑠𝑒𝑟𝑣𝑒𝑠 ≥ 𝑚𝑎𝑥(𝑥 − 100 𝑀𝑊, 0) 

5. 𝑃𝐴𝐶&𝐶𝐴𝐼𝑆𝑂𝑝𝑜𝑜𝑙𝑒𝑑 𝑟𝑒𝑠𝑒𝑟𝑣𝑒𝑠 ≥ 𝑚𝑎𝑥�𝑥 + 𝐶𝐴𝐼𝑆𝑂𝑏𝑒𝑛𝑐ℎ𝑚𝑎𝑟𝑘 𝑐𝑎𝑠𝑒 − 100 𝑀𝑊,  𝑃𝐴𝐶&𝐶𝐴𝐼𝑆𝑂𝑛𝑜 𝑡𝑟𝑎𝑛𝑠𝑓𝑒𝑟 𝑙𝑖𝑚𝑖𝑡� 

where: 𝑥 =  𝑚𝑎𝑥(𝑃𝐴𝐶𝑊𝑏𝑒𝑛𝑐ℎ𝑚𝑎𝑟𝑘 𝑐𝑎𝑠𝑒 + 𝑃𝐴𝐶𝐸𝑏𝑒𝑛𝑐ℎ𝑚𝑎𝑟𝑘 𝑐𝑎𝑠𝑒 , 𝑃𝑎𝑐𝑖𝑓𝑖𝐶𝑜𝑟𝑝𝑏𝑒𝑛𝑐ℎ𝑚𝑎𝑟𝑘 𝑐𝑎𝑠𝑒) 

10 Reductions to both regulation and load following requirements were modeled in the EIM Flexibility Reserves 
Case, but resulting cost savings were multiplied by the share that load following reserves (80%) represent relative 
to total flexibility reserves (load following plus regulation), to account for the fact that the EIM will only affect 
reserves above a 5-minute timestep. 

DOCKET UE 296 
PAC/909 

Page 50 of 51



Table 8A shows production cost savings for the four transfer capability scenarios and two hydropower 
flexibility scenarios. As described in the main text, cost savings were multiplied by the share that load 
following reserves (80%) represent relative to total flexibility reserves (load following plus regulation), to 
account for the fact that the EIM will only affect reserves above a 5-minute timestep.  

Table 8A. Production cost savings in the EIM Dispatch and EIM Flexibility Reserve Cases  
for different hydropower flexibility scenarios and assumptions about transfer capability  

between PacifiCorp and ISO (Million 2012$) 

 25% Hydro Reserve Cap 12% Hydro Reserve Cap 
Transfer Capability (MW) 100 400 800 100 400 800 

EIM Dispatch Case $14.1 $22.3 $22.4 $11.0 $17.7 $17.8 
EIM Flexibility Reserve Case $4.0 $11.0 $13.4 $20.8 $51.3 $77.1 
Total Both Cases $18.1 $33.3 $35.8 $31.8 $69.0 $94.9 

 

E3 benchmarked the results from the EIM Flexibility Reserve Case by multiplying reductions in hourly 
load following component of flexibility reserve quantities by ISO regulation prices. Annual savings from 
reduced flexibility reserves were calculated as the difference between reserve costs with no transfer 
capability (i.e., 0 MW) and reserve costs with transfer capability (i.e., 100, 400, or 800 MW) between 
PacifiCorp and ISO. Consistent with the approach taken for the GridView modeling, only savings in load 
following up reserve costs were assumed to be achievable through an EIM. 

The results of this benchmarking exercise (AS price-based results) are shown in Table 9A, using ISO AS 
market prices from 2010, 2011, and an average of the two years. Given that PacifiCorp is more 
dependent than ISO on thermal resources to provide flexibility reserves, the benchmarking results in the 
below table are conservatively low (i.e., ISO AS prices are likely to be lower than implied AS prices in 
PacifiCorp because hydropower provides a significant amount of AS in ISO). With this in mind, the EIM 
Flexibility Reserve Case results (Table 8A) appear reasonable compared to the benchmarking results 
below. 

Table 9A. Results from flexibility reserve benefits benchmarking analysis (Million 2012$) 

Transfer 
Capability 

2010 AS 
Prices 

2011 AS 
Prices 

Average 
2010/2011 
AS Prices 

EIM Flex. 
Reserve Case 
(25% Hydro 

Reserve Cap) 

EIM Flex. 
Reserve Case 
(12% Hydro 

Reserve Cap) 
100 MW $7.3 $4.5 $5.7 $4.0 $20.8 
400 MW $24.3 $14.8 $18.8 $11.0 $51.3 
800 MW $29.6 $17.6 $22.7 $13.4 $77.1 
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