
Mid cycle report to Oregon Public Utility Commission on facilities inspections 

OAR 860-024-011 (1)(b)(A)(ii) 

 

From: Michael Ainsworth 

 Operations Manager 

 541-552-2316 

 ainswm@ashland.or.us 

 Ashland Fiber Network 

 90 East Main Street 

 Ashland, OR 97520 

 

This is a summary of the facilities inspection activity for the Ashland Fiber Network for the calendar 

years 2008 through 2012. 

 

Year Number Percentage 

Area 1 (2008) 326 15% 

Oak Knoll Substation 
  5R56  Hwy 99 Circuit 
  

   Area 2 (2009) 116 5% 

Oak Knoll Substation 
  SR70  Hwy 99 Circuit 
  

   Area 3 (2010) 265 12% 

Oak Knoll Substation 
  SR93  East Main Circuit 
  

   Area 4 (2011) 91 4% 

Mountain Ave Substation 
  M3015 Wightman Circuit 
  

   Area 5 (2012) 311 14% 

Mountain Ave Substation 
  M3012 South Mountain 

Circuit 
  

 
1109 51% 

 

mailto:ainswm@ashland.or.us


Plan to complete (and/or catch up) to 10% per year for 10 year cycle 

 

Year Number Percentage 

Area 6 (2013) 246 11% 

Nevada Substation 
  A2001 North Main Circuit 
  

   Area 6 (2014) 324 15% 

Nevada Substation 
  A2000 Business Circuit 
  

   Area 8 (2015) 462 21% 

Mountain Ave Substation 
  M3009 Morton Feeder 
  

   Area 9 (2016) 24 1% 

Mountain Ave Substation 
  M3006 North Mountain 

Circuit 
  

   Area 10 (2017) 
  Open Year 
  

   

 
1056 49% 

 

Total electric poles   2165 

Total AFN attachments  2057  Per CoA Pole Fees invoice. 

Discrepancy    108 


